MIAM IDADE MIAMI-DADE COUNTY, FLORIDA
- METRO-DADE FLAGLER BUILDING

BUILDING CODE COMPLIANCE OFFICE
METRO-DADE FLAGLER BUILDING

140 WEST FLAGLER STREET, SUITE 1603
MIAMI, FLORIDA 331301563

PRODUCT CONTROL NOTICE OF ACCEPTANCE (305) 375-2901 FAX (305) 375-2908
Master-Bilt Products CONTRACTOR LICENSING SECTION
'908 Highway 15 North P. O. Box 59 (305) 3752527 FAX (305) 375-2558
New Albany ,MS 38652 CONTRACTOR ENFORCEMENT DIVISION

(305) 375-2966 FAX (305) 3752908
PRODUCT CONTROL DIVISION
(305) 375-2902 FAX (305) 372-6339
Your application for Notice of Acceptance (NOA) of:
Walk-In Refrigeration Units
under Chapter 8 of the Code of Miami-Dade County governing the use of Alternate Materials and Types of
Construction, and completely described herein, has been recommended for acceptance by the Miami-Dade
County Building Code Compliance Office (BCCO) under the conditions specified herein.

This NOA shall not be valid after the expiration date stated below. BCCO reserves the right to secure this
product or material at any time from a jobsite or manufacturer's plant for quality control testing. If this
product or material fails to perform in the approved manner, BCCO may revoke, modify, or suspend the
use of such product or material immediately. BCCO reserves the right to revoke this approval, if it is
determined by BCCO that this product or material fails to meet the requirements of the South Florida
Building Code.

The expense of such testing will be incurred by the manufacturer. %/ %

ACCEPTANCE NO.: 00-1114.12
EXPIRES: 02/05/2006 Raul Rodriguez
Chief Product Control Division

THIS IS THE COVERSHEET, SEE ADDITIONAL PAGES FOR SPECIFIC AND GENERAL
CONDITIONS
- BUILDING CODE & PRODUCT REVIEW COMMITTEE

This application for Product Approval has been reviewed by the BCCO and approved by the Building
Code and Product Review Committee to be used in Miami-Dade County, Florida under the conditions set

forth above. /
Francisco J. Quintana, R.A.
Director
Miami-Dade County
APPROVED:_02/08/2001 Building Code Compliance Office

\1s045000 1\pc2000\\templates\notice acceptance cover page.dot

Internet mail address: postmaster@buildingcodeonline.com @ Homepage: http://www.buildingcodeonline.com



Master-Bilt Products ACCEPTANCE NO.: 00-1114.12

APPROVED : 02/08/2001

EXPIRES 1 02/05/2006

NOTICE OF ACCEPTANCE: SPECIFIC CONDITIONS

1. SCOPE
This renews the Notice of Acceptance No. 96-1119.01, which was issued on February 5, 1998. It
approves a Metal / Urethane Foam Filled Modular composite sandwich Panel Walk-in Coolers /
Freezers, as described in Section 2 of this Notice of Acceptance, designed to comply with the South
Florida Building Code, 1994 Edition for Miami-Dade County, for the locations where the pressure
requirements, as determined by SFBC Chapter 23, do not exceed the Design Pressure Rating values
indicated in the approved drawings.

2. PRODUCT DESCRIPTION
This Metal / Urethane Foam Filled Modular composite sandwich Panel Walk-in Cooler / Freezer and
its components shall be constructed in strict compliance with the following documents: Drawing No.
AP-9766, prepared by Master-Bilt Products, dated April 23, 1997, sheets 1, 5, & 6 of 6, and dated
August 11, 1997, sheets 2, 3, & 4 of 6, all sheets signed and sealed by William M. Farned, P.E. on
January 12, 2001, bearing the Miami-Dade County Product Control renewal stamp with the Notice of
Acceptance number and expiration date by the Miami-Dade County Product Control Division. These
documents shall hereinafter be referred to as the approved drawings.

3. LIMITATIONS
All permanent set components must be protected against corrosion, contamination and damage at all
times. This approval cover the structural shell only, separate permits must be secured for plumbing,
electrical and mechanical installations.

4. INSTALLATION
This Metal / Urethane Foam Filled Modular composite sandwich Panel Walk-in Cooler / Freezer must
be installed in strict compliance with the approved drawings.

5. LABELING
Each unit shall bear a permanent label with the manufacturer’s name or logo, city, state and the
following statement: “Miami-Dade County Product Control Approved”.

6. BUILDING PERMIT REQUIREMENTS
6.1  Application for building permit shall be accompanied by copies of the following:

6.1.1 This Notice of Acceptance.

6.1.2 Duplicate copies of the approved drawings, as indicated in Section 2 of this Notice of
Acceptance, clearly marked to show the components selected for the proposed
installation.

6.1.3 Any other documents required by the Building Official or the South Florida Building
Code (SFBC) in order to properly evaluate the installation of this system.

Hlor J M~

Helmy A Sakar, P.E. - Product Control Examiner
Product Control Division




Master-Bilt Products ACCEPTANCE NO.: 00-1114.12

APPROVED : 02/08/2001

EXPIRES : __02/05/2006

NOTICE OF ACCEPTANCE : STANDARD CONDITIONS

1. Renewal of this Acceptance (approval) shall be considered after a renewal application has been filed
and the original submitted documentatlon including test supporting data, engineering documents, are
no older than eight (8) years.

2. Any and all approved products shall be permanently labeled with the manufacturer’s name, city, state
and the following statement: “Miami-Dade County Product Control Approved”, or as specifically
stated in the specific conditions of this Acceptance.

3. Renewals of Acceptance will not be considered if:

a) There has been a change in the South Florida Building Code affecting the evaluation of this
product and the product is not in compliance with the code changes;

b) The product is no longer the same product (identical) as the one originally approved;

¢) Ifthe Acceptance holder has not complied with all the requirements of this acceptance, including
the correct installation of the product;

d) The engineer, who originally prepared, signed and sealed the required documentation initially
submitted, is no longer practicing the engineering profession.

4. Any revision or change in the materials, use, and/or manufacture of the product or process shall
automatically be cause for termination of this Acceptance, unless prior written approval has been
requested (through the filing of a revision application with appropriate fee) and granted by this office.

5.  Any of the following shall also be grounds for removal of this Acceptance:
a) Unsatisfactory performance of this product or process;
b) Misuse of this Acceptance as an endorsement of any product, for sales, advertising or any other

purpose.

6. The Notice of Acceptance number preceded by the words Dade County, Florida, and followed by the
expiration date may be displayed in advertising literature. If any portion of the Notice of Acceptance
is displayed, then it shall be done in its entirety.

7. A copy of this Acceptance as well as approved drawings and other documents, where it applies, shall
be provided to the user by the manufacturer or its distributors and shall be available for inspection at
the job site at all time. The engineer needs not reseal the copies.

8.  Failure to comply with any section of this Acceptance shall be cause for termination and removal of
Acceptance.

9.  This Acceptance consists of pages 1, 2, and this last page 3.
END OF THIS ACCEPTANCE

by . P A~

Helmy A.%fakar, P.E. - Product Control Examiner
Product Control Division
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1.5 SAFETY FACTOR FOR UPLIFT, OVERTURN AND SLIDING IS
INCLUDED IN THE LOADS LISTED.
DEAD LOADS OF WALLS AND ROCFS HAVE BEEN DEDUCTED FROM
UPLIFT LOADING.
EACH EXTERIOR INSTALLATION SHALL HAVE A FOUNDATION DESIGN
BY A FLORIDA PROFESSIONAL ENGINEER FOR THE FOUNDATION LOADS
SHOWN IN THE FOUNDATION LOAD TABLE.
M OVERTURN IS DEVELOPED BY HORIZONTAL FORCE H AND VERTICAL FORCE W,
THESE UNITS ARE DESIGNED IN ACCORDANCE WITH THE SOUTH
FLORIDA BUILDING CODE 1994 EDITION,
DESIGN IS BASED ON ON THE FOLLOWING TEST REPORTS,
CTL #7208 AND CRL #6320,
WIND FORCES ARE IN ACCORDANCE WITH ASCE 7-88 WITH A BASIC
WIND VELOCITY OF 110 MPH AND 1.05 IMPORTANCE FACTOR.
WALL AND ROOF COMPOSITE SANDWICH PANELS ARE COMPRISED OF
ALUMINUM OR GALVANIZED STEEL FACINGS WITH POURED URETHANE
PLASTIC CORES. THICKNESS AND MATERIAL OF FACINGS SHALL BE AS
SHOWN ON DRAWINGS,
ALUMINUM FACINGS: (ALUM SHEET, 3105 or 30D3, ASTM B209, .032" X 48" COIL
ALLOY YIELD(KSI)
MIN
zc;\smc FLAT) MILL FINISH 3105-H25 22
LINER) STUCCO EMBOSSED 3003-H1B 25

GALVANIZED FACINGS:(STEEL SHEET, ZINC COATED, CQ, ASTM AB53,
COATING G90, CHEM TREAT, NO OIL, MIN SPAN, 14 or 2D GA. 48" COiL)
YIELD(KSI)
MIN
14 GA. (0.076") BASE METAL 46.0
20 GA. {0.038") BASE METAL 42,0

GALVANIZED FRAMING MEMBERS: (SHALL BE STEEL ANGLES, ZINC COATED,
ASTM A653, COATING G30, WITH THE FOLLOWING THICKNESS AS SHOWN ON DWG.
YIELD(KSI)
MIN
14 GA. (0.076") BASE METAL 42,0
16 GA. (0.060") BASE METAL 42,0

MINIMUM DENSITY OF URETHANE PANEL CORE SHALL BE 2.2 PCF.

THE ONLY FOAM TYPES TO BE USED IN THIS APPROVAL SHALL BE AS STATED IN
FM TEST REPORT J.I. 2X1A0.AM DATEO 03/30/94, FM TEST REPORT JJ. 0B2A6.AM
DATED DB/09/96 OR FM TEST REPORT 3B6A5.AM DATED 03/31/97

ROOF PANEL: DEAD LOAD = 5,20 PSF, AND MAXIMUM LIVE LOAD = 30 PSF
FLOOR PANEL: DEAD LOAD = 1.66 PSF, AND MAXIMUM LIVE LOAD = 250 PSF
WALL PANEL: DEAD LOAD = 1.66 PSF

CONCRETE FOUNDATION TO DEVELOP A MINIMUM COMPRESSIVE STRENGTH OF
3000 PSI AFTER 28 DAYS. CONCRETE MIXURE AND PLACEMENT TO COMPLY
WITH THE ACl BUILDING CODE, CURRENT EDITION.

REINFORCING STEEL SHALL BE ASTM A-615 GRAOE 60, WELDED WIRE FABRIC
SHALL COMPLY WITH ASTM A-185.

MINIMUM SOIL BEARING CAPACITY SHALL BE 2500 PSF

DISSIMILAR METALS IN CONTACT WITH EACH OTHER SHALL BE PROTECTED BY
"KOPPERS BITUMINOUS PAINT" ACCORDING TO SOUTH FLORIDA BUILDING CODE
CHAPTER 30, 3004.4 — CD,E & F.

ALL CONCRETE ANCHORS SHALL BE AS SPECIFIED ON THESE DRAWINGS WITH
THE EMBEDMENT LENGTHS NOTED SHALL NOT INCLUDE FINISH MATERIAL.

DIRECTIONAL SYMBOL
SHOWN FOR DRAWING
ORIENTATION ONLY
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ONTROL DIVISION
BUILDING CODE COMPLIANCE OFFICE

DIMENSIONS ARE IN INCHES | TOLERANCE

UNLESS NOTED UNLESS NOTED +.031

I@ REV |o4/23/9

7|8S [ADDED FOUNDATION DETAILS, NOTES 4 THRU 16
CHG. DOOR NUMBER TO MATCH TESTED DOOR.

[MASTER—BILT]

CUSTOMER

BUILDING CODE COMPLIANCE OFFICE

%/ﬁ‘jaw[
/12/0/

THE ONLY FOAM TYPES TO BE USED IN
THE MANUFACTURE OF PANELS TO BE
AS SHOWN ON THE SUBMITTED FM TEST
REPORT J.I. 2X1A0.AM DATED 03/30/94,
FM TEST REPORT J.I. OB2A6.AM DATED
08/09/96 AND/OR FM TEST REPORT
3B6A5.AM DATED 03/31/97 ARE TO BE
THE ONLY FOAM TYPES TO BE USED

IN THIS APPROVAL.

r

SPECIFICATIONS

URETHANE FOAM: 4" WALLS, 6" ROOF

SIZE W:12'~6.5" L: 30'-9.0"

H: 8-8.0"

DOOR

OPNG: 36~ x 76~

INT.
FIN.

20 GA. GALV. STEEL

HWY 15 NORTH
NEW ALBANY, MISSISSIPPI 38652

a Stondex company

CUST. LOC.
MIAMI, FL

TITLE
SAMPLE CONFIGURATION

DESC. ~

W. 032 STUCCO ALUMINUM
F: 14 GA. GALV. STEEL

JORAWN BY

EXT.
FIN.

R: .032 FLAT ALUMINUM

BHS

CAD NO.

AP—-9766

ENGINEER: WILLIAM M. FARNED

W: .032 FLAT ALUMINUM

CHECKED BY

F: 032 FLAT ALUMINUM

DATE

09/09/96

FLORIDA REG. NO. PE—-0040327

ROOF LOAD =

*» PSF (MAX. LU + DLf

APPV. BY

IRev.| DATE JECN

NG.| REMARKS

PAGE
1

oF 6

SCALE MODEL NO. REVISION

PROPOSED UNIT -




WALL PANEL

OPPOSITE CAM LOCKS CONNECTED WITH
3" x 20 GA STRAP (STANDARD CONSTRUCTION)

FOAMED IN PLACE
21/2X2X21/2
16 GA. Z-BAR

GASKET
m/ LENGTH TO MATCH PANEL WIDTH

(2 PER PANEL)

45 7/8" ————»
F I_ O O R I_ E S S >11 3/8 23" 11 1/2%« l—/ URETHANE CORE
‘ ~ A p 2.2 PCF DENSITY
L Y. ) 0 L N
] b 813/16 \_ — — == 8 13/18 _—.032 ALUMINUM SKIN
42" I 42" SECT'ON ”A"
ATTACH 2X2X14GA. ANGLE T g
TO WALL PANEL CAM SCALE: 1 =1-0
WITH #10-16 TEK FOAMED IN PLACE FASTENER'\ |
FOR FASTENER SPACING 16 GA. Z—BAR TYP. .
SEE SHEET 6 OF 6 — — — — :Tl —1 981/
ATTACH 2X2X14GA. ANGLE
TO WALL PANEL |
ATTACH 2X2X14GA. ANGLE - WITH #0-16 TEK
TO CONCRETE WITH ‘ |
TAP—CON FASTENERS ATTACH 2X2X14GA. ANGLE 39" 39"
FOR FASTENER SPACING TO CONCRETE WITH |
SEE SHEET 6 OF 6 TAP—CON FASTENERS
CONCRETE BASE /"~ i\ BT 7 _8_3—/16"
\‘_' / L|NER/I;-<_
N, FOAMED IN PLACE SIDE
BR X IR W4BFX098K A
MATERIALS: ] .
2x2x14GA ANGLE x UNIT DIMENSION I‘_Z‘ —'I l‘—z‘ —'I WALL PANEL ELEVATION
21/2 x 2 x 2 1/2 Z-BAR x PANEL DIMENSION _41_ E]_I‘
—x -x
FASTENERS: 2 2" "
(SEE FASTENER DETAILS SHEET #6 of 6) 0 E—} 0 E—} LINER: .032" STUCCO ALUM
10716 TEK SMS. sl —F ole —F CASING: .032" FLAT ALUM
1/4" x 1 3/4" HEX WASHER-HEAD TAP—CON FASTENERS. 4 4 RODUCT RENEWED
M/B CAM—LOCK. SPACING AS DIMENSIONED
S21A——-004KA S21B——004KA ANCENo. OO = M (4 ] 2
LINER: .032" STUCCO ALUM LINER: .032" STUCCO ALUM /
CASING: .032" FLAT ALUM CASING: .032" FLAT ALUM fﬁ;ﬁ ;%
S21A PANEL ELEVATION S21B PANEL ELEVATION pxowd/conﬁowmsrm
ING CODE COMPLIANCE OFFICE

THE ONLY FOAM TYPES TO BE USED IN THIS APPROVAL SHALL BE AS STATED IN

FM TEST REPORT Jl 2X1A0.AM DATED 03/30/94,

DATED 0B/09/96 OR FM TEST REPORT 3B6A5.AM DATED 03/31/97

NOTE: THESE PANELS FOR TRANSITION FROM
FLOOR PANEL TO CONCRETE FLOOR SLAB

@ REV B [08/11/97 [BS

ADD FOR FASTENER SPACING SEE SHT 6 OF 6

FM TEST REPQRT J.I. OB2A6.AM
@ REV A

04/23/97|BS

ADD S21A AND S21B DETAILS

ADD INSIDE ANGLE AT WALL AND FLOOR

[MASTER—BILT]

DIMENSIONS ARE IN INCHES
UNLESS NOTED

TOLERANCE
UNLESS NOTED

+.031

CUSTOMER

BUILDING CODE COMPLIANCE OFFICE

THE ONLY FOAM TYPES TO BE USED IN
THE MANUFACTURE OF PANELS TO BE
AS SHOWN ON THE SUBMITTED FM TEST
REPORT J.IL 2X1A0.AM DATED 03/30/94,
FM TEST REPORT J.I. OB2A6.AM DATED
S 08/09/96 AND/OR FM TEST REPORT
4, ﬁ\jm/ 3B6A5.AM DATED 03/31/97 ARE TO BE
| THE ONLY FOAM TYPES TO BE USED

IN THIS APPROVAL

12 /0/

SPECIFICATIONS
URETHANE FOAM: 4" WALLS, 6" ROOF

HWY 15 NORTH

SIZE W;12'-6.5" L: 30'~9.0" H: 8'-8.0"

NEW ALBANY, MISSISSIPPI 38652

CUST. LOC.
MIAMI, FL

TITLE
SAMPLE CONFIGURATION

DOOR_OPNG: 36" x 76" DESC.
NT. :’ 20326"A'5$L?c|:'c\:/6 SATLEEblN . a Standex compony WALL PANEL / FLOORLESS
PN, e 0 _ALUMINUM JorawN BY ™ |CAD NO.
‘[F: 14 GA. GALV. ST NGINEER: WILLIAM M. FARN
o S T A e e S —
FIN, 00327 FLAT ALUMINU 10,/08/96 FLORIDA REG. NO. PE—0040327
APPV, BY PAGE SCALE “ . " MODEL NO. REVISION B

REV.| DATE [ECN NO| REMARKS 20F6 3/8" = 1'-0 PROPOSED UNIT =




q‘ OPPOSITE CAM LOCKS CONNECTED WITH
3" x 20 GA STRAP (STANDARD CONSTRUCTION)

WA l_ l_ P A N E l_ FOAMED IN PLACE ——— 45 7/8" ———]
21/2X2X21/2 \ 1 378 25 " /2%
OPPOSITE CAM LOCKS CONNECTED WITH 16 GA. Z-BAR ‘7
V\/| TH FLO O R / 3" x 20 GA STRAP (STANDARD CONSTRUCTION) g X T
/ 150 1/2" Ea 18 716" \ i 16 7/16"
[e- 12" >te—34 1/2 46" 46" »le- 12" > BRI e e
/ . \?‘$‘ RUSEA Y T 3
4 ¥
wsm || 7] il i HBE
I =/ ¥ I o % *
A | w—t— |
25 I ¥ I NI o 770" =
l b I I |l B l
—H 1 I ] I L
wim ]| 1 ! ! ] e
v = R S = = ] ¥ 3 39
: R 12" 34 1/2" 46" 46" 127+
C a3 v o ———
[T 7] —_— —
FOAMED N PLACE ATTACH 2"X6-1/2"X14GA. ANGLE d ” £ C) \ il - = %%
- Lo TO WALL PANNEL LINER
WITH #10-16 TEK /FOAMED IN PLACE F46X—150CA LFOAMED IN PLACE SIDE Aol el
N " INER: 14 GA. GALW.
ATTACH 2"X6-1/2"X14GA. ANGLE 21/2x2x21/2 Gt : 21/2%X2X21/2 .
TO FLOOR PANNEL 16 GA. Z-BAR CASING: .032 FLAT ALUM %5 ba v aaR el W46F X094KA
WITH #10-16 TEK FOAMED IN PLACE LINER: .032" STUCCO ALUM
21/2X2X21/2 . "
< ATTACH 2X6—1/2"X14GA. ANGLE TYPICAL FLOOR PANEL 21/2X2X21/2  CASING: .032" FLAT ALUM
SRR TR e OPPOSITE CAM LOCKS CONNECTED WITH WALL PANEL ELEVATION
N /3" x 20 GA STRAP (STANDARD CONSTRUCTION)
FOAMED IN PLACE 12'*]*—54 1/2" 46 ' 46" He12"
3"X91"X16 GA. BACK—UP BAR " / —=-m 1 7
SEE FLOOR PANEL END VIEW 4 Pl I Pl I t
1 7/167 1l 1] |1 | 1 7/16"
g 11 [ ] N LNER SIDE | |} ——*
34 15/16" (N I I 11
PMcAsTEle?;;: 2 x 2 1/2 Z-BAR x PANEL DIMENSION e | X H H N
x 2 X —BAR x : ' Il Il 'l i ‘
3" x 91" x 16 GA BACK—UP BAR x PANEL DIMENSION -*— Holi Ll L L PRODUCT RENEWED
2 x 6 1/2" x 14 GA ANGLE x UNIT DIMENSION 8 — — — — — — — 8
ASTENERS | | = | | LINER SIDE ANCENe, 00 ~ ~{14.]7
ASTENERS: . w "
(SEE FASTENER DETAILS SHEET #6 of 6) > 8 "15 V2o 25" —>—23 25— 28 3T 21 1/4 -" 8 I« EQAME,?"'N ﬁ’éA&E\ / TION DA QL/O,‘J'/‘Laoé
#1016 TEK SMS. 150 1/2" BACKUP—BAR —. . z/&7
1/4" x 1 3/4" HEX WASHER—HEAD TAP—CON FASTENERS. \I‘_‘ - ¥
M/B CAM-LOCK. SPACING AS DIMENSIONED F35——150CA ¥ Pnowggﬁmbcomﬁg&%wggiggnw
BUILDING
LINER: 14 GA. GALV. FLOOR PANEL END VIEW
CASING: .032 FLAT ALUM SECTION B
TYPICAL FLOOR END PANEL
DIMENSIONS ARE IN INCHES | TOLERANCE
® REV B [08/11/97 |BS |ALSO SHOW CAMLOCK CONNECTION ALL VIEWS 7 | UNLESS NOTED UNLESS NOTED  .031
—_— CUSTOMER
@ REV A|04/23/97|BS [CHANGE TYP FLOOR STARTER TO SHOW LATCHES .///\// ASTER—E/LT [/ A JILDING CODE COMPLANCE OFFICE
: CUST. LOC.
THE ONLY FOAM TYPES TO BE USED IN SPECIFICATIONS HWY 15 NORTH MIAMI, FL
THE MANUFACTURE OF PANELS TO BE URETHANE _FOAM: 4" WALLS, 6" ROOF PP TITLE
AS SHOWN ON THE SUBMITTED FM TEST gggﬁwégNES'sss 5532'“ H: 8-8.0 NEW ALBANY, MISSISSIPPI 38652 SAMPLE CONFIGURATION _
REPORT J.I. 2X1A0.AM DATED 03/30/94, 50 OA ALV STEET a Standex company [P0 o / WTH FLOOR
FM TEST REPORT J.I. OB2A6.AM DATED P, 032" STUCCO ALUMINGM  TTTETARTYT
i 7 08/09/96 AND/OR FM TEST REPORT ARV AR BHS "AP-9766 ENGINEER: WILLIAM M. FARNED
[é(a”' 3B6A5.AM DATED 03/31/97 ARE TO BE EXT W 032" FLAT ALUMINUM CHECKED Y |DATE
7 7”’“( THE ONLY FOAM TYPES TO BE USED FIN. [F- 632" FLAT ALUMINUM 10/09/96 __|FLORIDA REG. NO. PE—0040327
’/ / L/ a IN THIS APPROVAL APFV. BY |PAGE SCALE . [MODEL NO. REVISION
REV.| DATE |ECN NO.| _REMARKS 3 oF 6 3/8" = 1'-0 PROPOSED UNIT - B




ROOF PANEL 21)2 X2 %2172

OPPOSITE CAM LOCKS CONNECTED WITH 16 GA. Z-BAR
/ 3" x 20 GA STRAP (STANDARD CONSTRUCTION) ﬁ?m TO MATCH PANEL
7 150 1/2* URETHANE CORE
le-12" 34 1/2" / 46" 46" e 12" > 2.2 PCF DENSITY \ T
6‘0
¥ D, o f = 5 ¥ .032 ALUMINUM SKIN' [ e {
" 3/8 I X N ] " 3/E
| .
I [l W Il
w7 | Bk || ol | v | VUNER SIDE
4\ T T 143 1/2 T R SECTION "B 20 GA GALV
25 H I L I FOAMED IN PLACE SCALE: 1" = 1'=0Q"
Il I I I 16 GA. Z—BAR
o N N L
- | i1 (I I "
1 1/2 I Ik N i 1 1 /2
e 12" 34 1/2" 46" 46" J 12" >
¥
6 I ’L’ —Jf I
¥ AFTER ENGAGING CAM FASTENERS
R46X—-150HA FOAMED IN PLACE ATTACH 2X2X16GA. ANGLE
FOAMED IN PLACE AM LA WITH #10-16 TEK
LINER: 20 GA. GALV.
21/2X2X21/2 : : 21/2X2X21/2 TYPICAL EACH SIDE
%662 % 7on /7 CASING 032 FLAT ALUM 2 2 X 2tV CAL EACH SID
TYPICAL ROOF PANEL /\
OPPOSITE CAM LOCKS CONNECTED WITH
3" x 20 GA STRAP (STANDARD CONSTRUCTION)
p 1 1 LINER: 20 GA GALV !
12" 34 1/2" 46" 46" 12" v . »
I" ’I‘ / o l "] CASING: .032" FLAT ALUM
T ™ o T ROOF PANEL ELEVATION
1 716" H I Il H 1 7,16"
iy I b LNER sipe! | |
34 15/16" I Il Il I
e I ] ! 4[] e
! —
A | | ¥ S 1 R MATERIALS: RODUCT RENEWED
A ¥ —F — — — — — — ¥ )
| | > | 2x2x16GA ANGLE1 x UNIT DIMEN?IONNE s ANCENo. 00 =114 1T
o I“51/2'| 25" — e 23— _}23- L 28 /4 | ” '/4'-'| & e 21/2 x 2 x 2 1/2 Z-BAR x PANEL DIMENSION / _
pemationpate ©2/0 5/ 20 e €
150 1/2" , iy
FASTENERS: ' A
: (SEE FASTENER DETAILS SHEET #6 of 6) PRODUCECONTROL DIVISION
R35——150HA #10-16 TEK SMS. BUILDING CODE COMPLIANCE OFFICE
1/4" x 1 3/4" HEX WASHER—HEAD TAP—CON FASTENERS.
LINER: 20 GA. GALV. M/B CAM—LOCK. SPACING AS DIMENSIONED
CASING: .032 FLAT ALUM
DIMENSIONS ARE IN INCHES | TOLERANCE
TYPICAL ROOF END PANEL [@ rev 8l08,/11/97 [BS|ALSO SHOW CAMLOCK CONNEGTION ALL VIEWS , 7 | UNLESS NOTED UNLESS NOTED  .031
PR CUSTOMER
@ REV A 04/23/97 BS | CHANGE TYP ROOF STARTER TO SHOW LATCHES ,//MA S TER B/LT"// BUILDING CODE COMPLIANCE OFFICE
) CUST, LOC.
THE ONLY FOAM TYPES TO BE USED |N SPECIFICATIONS HWY 15 NORTH MIAMI' FL
THE MANUFACTURE OF PANELS TO BE URETHANE FOAM: 4" WALLS, 6" ROOF TTLE
AS SHOWN ON THE SUBMITTED FM TEST SIZE W:12'-6.57 1: 30'-9.0" H: 8=8.0" NEW ALBANY, MISSISSIPPI 38652 SAMPLE CONFIGURATION
REPORT J.I. 2X1AQ.AM DATED 03/30/94, DO O S A LT o Stondex compony =%
éa e FM TEST REPORT J.I. OB2A6.AM DATED | P [W:—.032" STUCCO ALUMINUM TR AR :
{%@m ﬂ? iynecq 08/09/96 AND/OR FM TEST REPORT {E: 1C3(23A.FGA_V. SLEIEIDM BHS AP—0766 ENGINEER: WILLIAM M. FARNED
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