MIAMI-DADE COUNTY, FLORIDA
METRO-DADE FLAGLER BUILDING

BUILDING CODE COMPLIANCE OFFICE
METRO-DADE FLAGLER BUILDING

140 WEST FLAGLER STREET, SUITE 1603
MIAMI, FLORIDA 33130-1563

PRODUCT CONTROL NOTICE OF ACCEPTANCE (305) 375-2901 FAX (305) 375-2908
Rollingshield, Inc. CONTRACTOR LICENSING SECTION
8900 N. W. 119th Street (305) 375-2527 FAX (305) 375-2558
Hialeah ,FI. 33018 CONTRACTOR ENFORCEMENT DIVISION

(305) 375-2966 FAX (305) 375-2908
PRODUCT CONTROL DIVISION
(305) 375-2902 FAX (305) 372-6339
Your application for Notice of Acceptance (NOA) of:
ASSA/ "Big Bertha Hi-Rise' Aluminum Accordion Shutter
under Chapter 8 of the Code of Miami-Dade County governing the use of Alternate Materials and Types of
Construction, and completely described herein, has been recommended for acceptance by the Miami-Dade
County Building Code Compliance Office (BCCO) under the conditions specified herein.

This NOA shall not be valid after the expiration date stated below. BCCO reserves the right to secure this
product or material at any time from a jobsite or manufacturer's plant for quality control testing. If this
product or material fails to perform in the approved manner, BCCO may revoke, modify, or suspend the
use of such product or material immediately. BCCO reserves the right to revoke this approval, if it is
determined by BCCO that this product or material fails to meet the requirements of the South Florida
Building Code.

The expense of such testing will be incurred by the manufacturer. %// %_ég

ACCEPTANCE NO.: 01-1018.02
EXPIRES: 10/19/2006 Raul Rodriguez
Chief Product Control Division

THIS IS THE COVERSHEET, SEE ADDITIONAL PAGES FOR SPECIFIC AND GENERAL
CONDITIONS
BUILDING CODE & PRODUCT REVIEW COMMITTEE

This application for Product Approval has been reviewed by the BCCO and approved by the Building
Code and Product Review Committee to be used in Miami-Dade County, Florida under the conditions set

forth above.
Francisco J. Quintana, R.A.
Director
Miami-Dade County
APPROVED:_10/19/2001 Building Code Compliance Office

15045000 1\pc2000\\templates\notice acceptance cover page.dot

Internet mail address: postmaster@buildingcodeonline.com @ Homepage: http://www.buildingcodeonline.com



Rollingshield, Inc. ACCEPTANCE No. : 01-1018.02

APPROVED : 10/19/2001

EXPIRES : 10/19/2006

NOTICE OF ACCEPTANCE: SPECIFIC CONDITIONS

1. SCOPE
This approves an aluminum accordion type shutter, as described in Section 2 of this Notice of
Acceptance, designed to comply with the South Florida Building Code, 1994 Edition for Miami-
Dade County, for the locations where the pressure requirements, as determined by SFBC Chapter
23, do not exceed the Design Pressure Rating values indicated in the approved drawings.

2.  PRODUCT DESCRIPTION

This aluminum accordion type shutter and its components shall be constructed in strict compliance
with the following documents: Drawing No. 01-101, titled “ASSA / Big Bertha Hi-Rise
Accordion Shutter”, prepared by Tilteco Inc., dated April 18, 2001, sheets 1 through 10 of 10,
signed and sealed by Walter A. Tillit Jr., P.E., bearing the Miami-Dade County Product Control
Approval stamp with the Notice of Acceptance number and approval date by the Miami-Dade
County Product Control Division. These documents shall hereinafter be referred to as the
approved drawings.

3. LIMITATIONS
All permanent set components, included but not limited to embedded anchor bolts, threaded cones,
metal shields, headers and sills, must be protected against corrosion, contamination and damage at
all times.

4. INSTALLATION
This aluminum accordion type shutter and its components shall be installed in strict compliance
with the approved drawings.

5. LABELING
Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and the
following statement: "Miami-Dade County Product Control Approved".

6. BUILDING PERMIT REQUIREMENTS
6.1 Application for building permit shall be accompanied by copies of the following:

6.1.1 This Notice of Acceptance.

6.1.2 Duplicate copies of the approved drawings, as identified in Section 2 of this Notice of
Acceptance, clearly marked to show the components selected for the proposed
installation.

6.1.3 Any other documents required by the Building Official or the South Florida Building
Code (SFBC) in order to properly evaluate the installation of this system.

U Ao 4. A

Helmy A Slakar, P.E.- Product Control Examiner
Product Control Division
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Rollingshield, Inc. ACCEPTANCE No. : 01-1018.02

APPROVED : 10/19/2001

EXPIRES : 10/19/2006

NOTICE OF ACCEPTANCE: STANDARD CONDITIONS

1 Renewal of this Acceptance (approval) shall be considered after a renewal application has been filed and the
original submitted documents, including test-supporting data, engineering documents, are no older than eight
(8) years.

2. Any and all approved products shall be permanently labeled with the manufacturer's name, city, state, and the
following statement: "Miami-Dade County Product Control Approved", or as specifically stated in the
specific conditions of this Acceptance.

3. Renewals of Acceptance will not be considered if:

a.  There has been a change in the South Florida Building Code affecting the evaluation of this product
and the product is not in compliance with the code changes.

b.  The product is no longer the same product (identical) as the one originally approved.

c.  If the Acceptance holder has not complied with all the requirements of this acceptance, including the
correct installation of the product.

d.  The engineer, who originally prepared, signed and sealed the required documentation initially
submitted, is no longer practicing the engineering profession.

4. Any revision or change in the materials, use, and/or manufacture of the product or process shall automatically
be cause for termination of this Acceptance, unless prior written approval has been requested (through the
filing of a revision application with appropriate fee) and granted by this office.

5. Any of the following shall also be grounds for removal of this Acceptance:
a.  Unsatisfactory performance of this product or process.
b.  Misuse of this Acceptance as an endorsement of any product, for sales, advertising or any other
purposes.

6.  The Notice of Acceptance number preceded by the words Miami-Dade County, Florida, and followed by the
expiration date may be displayed in advertising literature. If any portion of the Notice of Acceptance is
displayed, then it shall be done in its entirety.

7. A copy of this Acceptance as well as approved drawings and other documents, where it applies, shall be
provided to the user by the manufacturer or its distributors and shall be available for inspection at the job site
at all time. The engineer needs not reseal the copies.

8. Failure to comply with any section of this Acceptance shall be cause for termination and removal of
Acceptance.

9. This Notice of Acceptance consists of pages 1, 2 and this last page 3.
END OF THIS ACCEPTANCE

U My 4 M

Hélmy A. @kar, P.E.- Product Control Examiner
Product Control Division
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GENERAL NOTES:

THIS ACCORDION SHUTTER HAS BEEN DESIGNED IN ACCORDANCE WITH THE DADE COUNTY, 1994 EDITION
OF THE SOUTH FLORIDA BUILDING CODE.

DESIGN WIND LOADS SHALL BE DETERMINED AS PER SELTION 6 OF ASCE 788, WITH 110 m.p.h. BASIC
WIND SPEED.

ACCORDION SHUTTER'S ADEQUACY FOR IMPACT AND FATIGUE RESISTANCE HAS BEEN VERIFIED IN ACCORDANCE
WITH SECTIONS 2315 & 2314 RESPECTIVELY OF TME ABOVE MENTIONED CODE.
AS PER ATL REFORT § 0316.01-00

STAINLESS STEEL SHEET METAL SCREWS USED AT LOUVER PIN SHALL BE f 14 x 3" 410—HT MINIMUM SERIES
w{ 135.0 ks! YIELD POINT & 180.0 kai TENSILE STRENGTH, SCREWS Si BE COATED WITH XYLAN 5000
SERIES FLUOROPOLYMER COATINGS AS MANUFACTURED 8Y WHITFORD Co, BOX 507, WEST CHESTER FA. 19381, .
OR ALTERNATIVELY A #14x3°, 410—HT MINIMUM SERIES W/ 150.0 ksi YIELD POINT & 180.0 ksi TENSILE
STRENGTH, W/ MAC DERMID INC. JS 500 PLATING AND MANUFACTURED TO ASTM F 593-95.
ALL ALUMINUM EXTRUSIONS SHALL BE 6063-T6 ALLOY UNLESS OTHERWISE NOTED.
ALL SCREWS TO BE STAINLESS STEEL 304 OR 316 SERIES
ALL ALUMINUM POP RIVETS TO BE 5052 ALUMINUM ALLOY WITH ALUMINUM MANDREL.
BOLTS TO BE 2024-T4 ALUMINUM ALLOY, GALVANIZED OR STAINLESS STEEL WITH 36 kal MINIMUM YIELD POINT.
ANCHORS TO WALL SHALL BE AS FOLLOWS: (UNLESS OTHERWISE NOTED)
(A) TO EXISTING POURED CONCRETE: (Min. f'c = J ksi)
— 1/4°9 TAPCON AND MAXI-SET TAPCON, AS MANUFACTURED BY I. T. W. BUILDEX.
~5/16" & 3/8° RED HEAD DYNABOLT SLEEVE ANCHORS, AS MANUFACTURED BY LT.W. RAMSET/RED HEAD
~ 1/4°0 x 7/8" CALK—IN ANCHORS AS MANUFACTURED BY POWERS FASTENING, INC.
— 1/4°9 CRETE FLEX SS4 AS MANUFACTURED BY ELCO TEXTRON.
NOTES:
A1) MINIMUM EMBEDMENT INTO POURED CONCRETE OF TAPCON ANCHORS, MAXI-SET TAPCONS &
CRETE~FLEX SS4 1S 1 3/4" AND FOR RED HEAD DYNABOLTS IS 1 1/2°
A2) 1/4°8 x 7/8° CALK—IN ANCHORS SHALL BE ENTIRELY EMBEDDED INTO THE POURED CONCRETE.
NO EMBEDMENT INTO STUCCO SHALL BE PERMITED.
1/4° #-20 SCREWS USED SHALL BE 1 1/2" LONG MINIMUM SHOULD STUCCO EXIST, AND 1°
MINIMUM FOR WALLS WITH NO STUCCO.

AJ) IN CASE THAT PRECAST STONE, PRECAST CONCRETE PANELS, OR PAVERS BE FOUND ON THE
EXISTING WALL OR FLOOR, ANCHORS SHALL BE LONG ENOUGH TO REACH THE MAIN STRUCTURE
BEHIND SUCH PANELS. ANCHORAGE SHALL BE AS INDICATED ON NOTES A1) & A2} ABOVE.

(8) TD EXISTING CONCRETE BLOCK WALL:

= 1/4°% TAPCON AND MAXI—SET TAPCON, AS MANUFACTURED BY I T. W. BUILDEX.
—~5/16% & 3/8°® RED HEAD DYNABOLT SLEEVE ANCHORS, AS MANUFACTURED BY I.T.W. RAMSET/RED HEAD
— 1/4°8 x 7/8" CALK—IN ANCHORS AS MANUFACTURED BY POWERS FASTENING, INC.
~ 1/4°0 CRETE FLEX SS4 AS MANUFACTURED BY ELCO TEXTRON,

NOTES:

B.1) MINIMUM EMBEDMENT OF TAPCONS, MAXI—SET TAPCONS & CRETE-FLEX 5S4 WTO

CONCRETE BLOCK UNIT SHALL BE 1 1/4% AND FOR RED HEAD DYNABOLTS SHALL BE 1 1/2"

B.2) 1/4" x 7/8" CALK—IN ANCHORS SHALL BE ENTIRELY EMBEDDED INTO THE POURED CONCRETE.
NO EMBEDMENT INTO STUCCO SHALL BE PERMITED.
1/4° #-20 SCREWS USED SHALL BE 1 1/2" LONG MINIMUM SHOULD STUCCO EXIST, AND 1°
MINIMUM FOR WALLS WITH NO STUCCO.

B.3) IN CASE THAT PRECAST STONE, PRECAST CONCRETE PANELS, OR PAVERS BE FOUND ON THE
EXISTING WALL OR FLOOR, ANCHORS SHALL BE LONG ENOUGH TO REACH THE MAIN STRUCTURE
BEMIND SUCH PANELS. ANCHORAGE SRALL BE AS INDICATED ON NOTES B.1) & B.2) ABOVE.

(C) ANCHORS SHALL BE INSTALLED FOLLOWING ALL OF THE RECOMMENDATIONS AND SPECIFICATIONS
OF THE ANCHOR'S MANUFACTURER.

IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO VERIFY THE SOUNDNESS OF THE STRUCTURE
WHERE SHUTTER IS TO BE ATTACHED TO INSURE PROPER ANCHORAGE.

BLADE AND THE KNUCKLES FOR CENTERMATES & STARTER (E)ARE UNDER THE PATENT OF
EASTERN METALS. @ @® @ @

EACH UNIT MUST BEAR A PERMANENT LABEL IN A VISIBLE PLACE WITH A WARNING NOTE INSTRUCTING

THE TENANT OR HOME OWNER THAT ALL LOCKING PINS, AS WELL AS CENTERMATE LOCKERS MUST BE PROPERLY
INSTALLED & BOLTED DURING PERIODS OF HURRICANE WARNING.

A PERMANENT SHUTTER UFA RERS LABEL SHALL BE PLACED ON THE EXPOSED SURFACE OF THE FEMALE
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o | e . 4. . - e :. h
w | NRRSY | - || : n PR | | ___\ (REVERSELY ORIENTED)
1 L o '-J / H -l A . | R f14-3'sA/s./
: E R | . s | . S, M. S. W/1/2" #
. 4 | f14x 3" S. S, ul e ' | 3/4" LONG
! S. M. S. W/ /2" e -4 4., b ]
] x 3/4" LONG Y . . H NYLON BUSHING
NYLON BUSHING. 1 o R N
« .
| y et O ALTERNATE u
| A A
| ©=@ I —®
OR
| EXSTNG_ | @
EXSTING_ | GLASS SEE SCHEDULE FOR Min.
GLASS \ ' SEPARATION TO EXISTING A
X k L oS =
Y SEE SCHEDULE FOR Min. v I
b
SEPARATION TO EXISTING
OR
T @0 | ©=0
! ! EE
| T g ©
~ R ALTERNATE 2%
T T« - §| CBcATION ﬁ% (REVERSELY ORIENTED)
CONCRETE ANCHORS %TERNATE ] T R
(SEE SCHEDULE) ! OCATION 34 : L i 4 ]E s' X1/ S S
g . R T x .
S (REVERSED) 0 ﬁé 3 J- = M.S.©8° 0 C
| i .

=

k/\-‘_
0

1" Min,—=

g |

-—EQ

1./4' ¢ 20 S. S. BOLT
8° 0. C. W/ NUT &
WASHER

POURED CONCRETE —
OR CONCRETE BLOCK
WALL REQUIRED

LTERNATE BUILD—OUT INSTALLATION

— SECTION C1

SCALE: 3/8" =

1/4" # 20 S. S. BOLT
8" 0. C. W/ NUT &
OR@ WASHER
E. D. = EDGE DISTANCE

1

INSTALLATION DETAILS

75t
MIN.

CONCRETE ANCHORS —1
(SEE SCHEDULE)

POURED CONCRETE
OR CONCRETE BLOCK L
WALL REQUIRED

- FQ——— EQ——
(REVERSELY ORIENTED)
x 3/4° S. S. 1/4° #-20 S. S. BOLT @ 8"
S.®© 8" 0. C. . C. W/ NUT & WASHER

WALL MOUNTING INSTALLATION

APPROVED AS COMPLYING WITH THE
SOUTH FLORIDA BUILDING CODE
DATE ) 2001

5} d
PRODUCT TROL DIVISION

RUILDING CODE COMPLIANCE OFFICE

accEPTANGE HOOL-LO\3-OZ

SECTION A2

SCALE: 3/8" = 1"

MIAMI-DADE COUNTY

AS SHOWN
(SEE SCHEDULE ON ASSA / BIG BERTHA HI—RISE ACCORDION SHUTTER SCALE
SHEET B8 &9 OF 10)
ROLLINGSHIELD, INC. 4/16/01
iLlEco s 4,
INGC. 2500 N.W. 74th AVE.
; 5 LT ' ILLIT TESTING INEERING CO P MIAMI, FL. 33122 oi1—-101
N AR 2 €005 N oo, S ste 217 RGN A, AL o]
Phone + (308187 7 5:30 fon < (oooja71-1831 e ——— —Tr prem e DRAWING No
= R WALTER A TILLIT Jr. P. E. ! 3
<y v, FLORIDA Lic. § ‘44167 n 7 SWEET 4 OF 10




(SEE SCHEDULE)

» &
0 O

TYPICAL ELEVATION

N. T. S.

all

APPROVED AS COMPLYING WITH THE
SOUTH FLORIDA BUILDING CODE

pATELO
BY
PRODUCT

BUILDING CODE COMPLIANCE CFFICE

pccErTaNCE NOOL —LOL R0

TROL DIVISION

MIAMI—-DADE COUNTY

— POURED CONCRETE - POURED CONCRETE CONCRETE ANCHORS
prinssn  TREST Lrisssny  [TREST WSS
NYLON BUSHING. ‘ - E. D NYLON BUSHING. E D.
‘(_:TngE PPAPS &N ggou) — j j-—EQ—-_—EQj /*o%ggg%tc“mﬁﬁ EF;o:s &N ;grom = / .,{0_.,__50 - /
4 “‘ . ) ) 4 v ‘ / ‘, . : N
. 4 o " a
, ¢ . .f 8 5 '. PR .'# a
. ‘ « ‘ 4 «
—_— I\ p e — e
| 14 |
| AN
| I ® | )
(REVERSELY ORIENTED) I (REVERSELY ORIENTED)
| H “_ #14x 3° S. S. | oostne 11 le s s
e P Paal iz
|1 NYLON BUSHING. | 1 NYLON BUSHING.
a I | 1
l U | u
Isee scHeDuLE Oon@ | see scEDULE @on@
R MNMUM N FOR MINIMUM ,
EXISTING GLASS "vi et oAt =
I . |
I EE ® | 5 —©-@) s
I ; OR® I Eé‘ &
| 3 © | : :
| g (REVERSELY ORIENTED) | ‘g
| it 1s4 x 1.{2' | 2 z
| f eeoc | { (REVERSELY ORIENTED)
| L LWL, ¥ N
(R AN [9E D (TYR. | BOTTOM) PPt
060 C : (REVERSELY ORIENTED) — /
R R T T T e
. R 4:1_ o 41’1» A e h R / ¢ ; d"} I s
- Ly SISV NS A T RO
aniumcmcnm L—Ec—// £Q - J D ol m:’é‘; SONCRETE Ec—/ £EQ -
PR 20 Qg e
CEILING FLOOR CEILING & FLOOR
MOUNTING INSTALLATION MOUNTING INSTALLATION
— SECTION B3 — SECTION BS
SCALE: 3/8" = leee seveou A SCALE: 3/8" = 1"
T —©"®
EXISTING GLASS
E. D. = EDGE DISTANCE | ©
(SEE SCHEDULE ON | v (REVERSELY ORIENTED)
SHEET 9 OF 10) | q;
| ¥ — ; (REVERSELY ORIENTED)
| gz ] 5 14 x 1/2"
| .S S. W S
/1| wayr — s o cC
EXSTNG / [S. 5. S. M. s. ,
e M= 5 INSTALLATION DETAILS
” v | L ) Z : T
e I
REQUIRED SR . “‘4‘ “ . ‘EDGEOFSLAB
= A | IF APPLICABLE
CONCRETE ANCHORS ——/—-1 000" j= ;
(SEE SCHEDULE) £

CEILING & FLOOR MO L!NTING INSTALLATION
— SECTION B4

SCALE: 3/8° = 1°

{ T —— ¢
\; ;A/t/(c:t ?D— —_ D,

é//d’ o

AS SHOWN
ASSA / BIG BERTHA HI-RISE ACCORDION SHUTTER SCALE
ROLLINGSHIELD, INC. 4/18/01
I I L I E c O (ASSA # 19) DATE
INC. 2500 NW. 74th AVE. 01
STING & Nem ERING cm’alru M| MIAMI, FL 33122 o1—
ases #h'en-”m u}ai{; r.sggo 6;.1. 9.- (303)871-1531 — T — DRAWING No
WALTER A THUT Jr. P. E. ' = SHEET 5 OF 10
FLORIDA Lic. # 44167 2 7]




/
L— CONCRETE ANCHORS - -
© EJ’E‘ 0. C.

/
=~ POURED TONCRETEOR™
2 e —_ — = ——CUNCRETE ARCFURS
r T S?{;S.’.*,E[,‘ BLOCK WAL EXISTING GLASS 1 | @ 12" 0. C. NOTES ON LOCKS : APPL/C;«SBLSEH ggr LOCK DETAILS SHOWN
. < . = e e e meee ce—— — tve—— ———— — —— e gu— - — — — ) - :
P o/ T e 4= E0.==-EQ. —POURED CONCRETE OR 3* x 3" x .090° OR ON TH
| . @ on@ ! @ o (B)or 2 '8 b L ROk M 2 x 2 X /8" Aum, TuBe % LOCKER (Q)SHALL ALWAYS BE USED FOR ANY SPAN AND
|z 3 ki R i B (6083-T5 ALLOY) @ INSTALLATIONS AT ANY ELEVATION.
A ©+ ®0R© + oR = | o > 1 e O 12 R LOCKER () MAY 5, AS AN INSIDE OR QUTSIDE LOCKER
) 25 2k L« /2T IF ATIACHED T0 @ & (DOW/ 1/4” #-20,x 1° LONG S. S.
4 g% B ) %2 x 2/0R 20 x 3T OR THREADED BOLT W/ 174" #-20 x 5/8" INTERNALLY
W— oR @OR @ + @ IE@ I-E'ﬁ ‘ . 2" x 4" OR 2" x 8" x .125 THREADED ALUMINUM RINUT. SEE INSTALLATION DETAIL ON
T . 8:6 #s ~-—2,000"——= OR 2 1/2° x 7" x 3/16" 3/16" ¢ Alum. POP THIS SHEET. T
S | e e ALUMINUM ANGLE RVETS OR § 14 = :
% L — b ! Gep sER _ (6083-Te ALLOY) x 34 S M. S. *% FOR INSTALLATIONS AT ANY ELEVATION OF BUILDING AND IN
& T, — 3/16" ¢ ALUM. @ 9" 0. C. (Typ) ADDITION TO ’@LOCKERS, A REGULAR T LOCK MAY BE USED
Toe /e — . POP RIVETS OR FOR SECURITY’ PURPOSES AT ANY DESIRED LOCATION OF
% / 3 U f14x3/4"5 M S @ 3/16" # Aum. por|  CENTERMATE (INSIDE OR OUTSIDE).
g8 e @_ T - - % - ]—_f—ﬁf»—’— —_— & - - - S. M. S. AT 8° 0. C. \me OR § 4 WHEN USED INSIDE, MINIMUM SEPARATION TO GLASS SHALL
S, 7 T X 3/4"S. ¢ ALSO BE VERIFIED FROM THE TIP OF SUCH T LOCK OR
BV - <L 09 0. C (Typ) FROM THE OTHER SHUTTER COMPONENTS SHOWN ON
N A ] @ o @ - @ o OR SECTION E-2 SECTION D (WHICHEVER IS MORE CRITICAL).
80 4 2 TSCALE: 3/8%=1" + :SERIES 9444 ALUMINUM (2024—T3 ALLOY) LARGE FLANGE
O o THIN SHEET NUTSERT, PART f 0820, AS MANUFACTURED BY
/ M + OR + OR AVDEL CHERRY TEXTORN, PARSIPPENY, NEW JERSEY 07054
/ ) I @ @ OR EQUAL.
, @00

}E' or @ FOR (OCKG PN r_l_ _IJ @( - - -
I

LOCATION VARIES
f (AT CENTER OF SPAN) % W/ STACKING (TYP.) -
=% VT
SECT|OND - e b 4' e ." )
SCALE: 3/8"=1" EXISTING GLASSI Hn." S -

.oa m, v
CONCRETE ANCHORS »‘/)-/’J;I" /’“?Q_{

©12° 0. C.— 4 ‘ :
o ® o ®
—— AR lamaea Cf 0 Deemo s, B 5 Do o
REQUIRED b SECTION D-1 (MULTIPLE SHUTTERS) bk
SCALE: 3/8°=1"
POURED CONCRETE OR
CONCRETE BLOCK WALL
REQUIRED
. EXISTING GLASS—,
) ——'—————-. g
(AT CENTER OF SPAN) ALTERNATE CLOSURE 1° x 2° OR AR
[] 2" x 2" x .12%" C e
DETAIL W/ ALUMINUM ANGLE PR
— =1 - - *. JcoN CHORS
SCALE: 3/8'-1'@ (8063-T8 ALLoY) R :Rg-'i c?.Nc.
L3 X3 .080" OR CONCRETE ANCHORS 1" MIN. POURED CONCRETE OR @\c|>
X foona s ey Ve EXISTNG GUss o\ Q0. /» O i M
2 kil
% 4 L — 1" x 2" OR
J °“ @* @°" 2.000" 11/2% 1 12 R APPROVED AS COMPLYING WITH THE
—{}.000" S 2 x 2" OR 2° x 3°
3/16" ¢ Aum. Por| L1 o8 @on . @ 2" % 4" OR 2° x 5% 125" SOUTH FLORIDA BUILDING CODE
oy 4 4 \ OR 2 1/2° x 7° x 3/16 .
@ x34s. M. Z’ ALUNINUM ANGLE § 14x3/4"S M S
e ¢ 0. C. (yp) \ (B083-T6 ALLOY) OR 3/16% # ALUMINUM
\ (TOP & BOTTOM) OR 1 - —— v ‘\_'14,‘3/4.5.”_5_ POP RIVETS @ 8° 0. C.
LS
Ao e . PP RVETS @ 370, €. ALTERNATE CLO_SUBE, DETAILW/ @ BUILDING CODE COMPLIANCE OFFICE
(6083-T6 ALLaY) J @ 3/e ACCEPTANCE NO.OL-1OL $ .02
- | CONNECTIONS
MIAMI-DADE COUNTY
. AS SHOWN
_ @ or @ o @ ASSA / BIG BERTHA MI-RISE ACCORDION SHUTTER SoALE
— - : h
# ROLLINGSHIELD, INC. +/18/01
DATE
_/1 I L—I (AT CENTER OF SPAN) * I L E c o INGC. 252;5:_;: ;“:,9)”5
e (AT CENTER OF SPAN) * Bl o RS STING & ENOINEERING COMPANY MIAMI, FL. 33122 o1—-101
- i Q«uaé;;,‘,{* ooas M. 3o, su ot 217, won o, n, stes) :
SECTION E-1 ONE SIDED SHUTTER: END CONNECTION DETAIL . By ) EB-0006719 RV, o OEICRPTION M | mv. we 2EICRPTION T DRAWING No
SCALE: 3/8"=1" SCALE: 3/8"=1" iy WALTER & L’,’é-“; ot L 2 SHEET & OF 10




Ve

B

f VIR

| -

!

le .

| Y

i <

|

! 4
l_.a.___ﬁ_'
g -
. ! “ B

REQUIRED

POURED_CONCRETE UR
CONCRETE BLOCK WALL

l——EXlSI’ING GLASS

PO
O
OR
?

TO GLASS

FOR Min. SEPARATION

a'T

SEE SCHEDULE

FOR Min. SEPARAT
TO GLASS

CONCRETE ANCHORS

’ e ®12° 0. C.
£Q.~; ‘ POURED CONCRETE OR
.« 4 CONCRETE BLOCK WALL
, i REQUIRED

1" x 2° OR

L CONCRETE AN
CHORS
&I B!

EXISTING GLASST

L "t POURED CONCRETE OR
. on . 4" cONCRETE BLOCK WALL
1. x 20 OR LT REQUIRED
2" x 2° x 125" L
ALUMINUM ANGLE .
(6063-T8 ALLOY) RPN 5
: & Y, —@i12°o0.¢
= 'F < .
- ! . 4 ,/ —"_1
— A
) e r
==
e gt
e,
., BIEY
. Pe .
l——2)000"——] ¢ v o §
: ] W
4 U l
<

# 14 x 3/4°S. M, S,

OR 3/18" 8 ALUMINUM
POP RVETS @ 8° 0. C.

ALTERNATE CLOSURE DETAIL W /@ @'

3/18"°
R

¢ Alum. POP
OR § 14

x 3/4" S. M. S.

3" x 3" x |
2° X 2" X 1/8* Alum. TUBE
(8063-T5 ALLOY)

3/168" # Alum, POP
14

RIVETS OR
x 3/4" S
© 8" 0. C

" 0. ¢ (yp.)

080" OR

SCALE: 3/8°=1"

©

0

®

N

S.
{yp) —

SECTION E-2

SCALE: 3/8"=1"

x 3/4" S,

e 0. C. (Typ.) ¥
(ToP & BOTTOM) OR

3/16" 8 Alum. POP
RIVETS OR 14

SECTIOND

SCALE: 3/8"=1"

(6063~T5

.080"

x 3"
2 X 2% 178 Aum. TUBE
ALLOY) /

(AT CENTER OF SPAN)

J' x 3" x .090" OR
"X 1/8 Alum, TUBE

(soes—rs ALLOY) 7
i

s l

1"%1"x1/8" Cont.

(606378 ALLOY)

ol - @ ® @ , o) ASSA / BIG BERTHA HI-RISE ACCORDION SHUTTER B

Uo -0, . & rC____.= (AT CENTER OF SPAN)

AN NG G ONE SIDED SHUTTER END CONNECTION DETAIL Tilcco ROLLINGSHIELD, INC. a0

! @ SCALE: 3/8°=1" lL E c o (ASSA £ 19) DA

? \@ @ INC 2500 N.W. 74th AVE.

L (AT CENTER OF SPAN) . i “rﬁtsh'nsntom ENGINEERING COMPANY | MiAMI, FL. 33122 o1-101
"""" : SECTION E-1 %@%A@ o A v v e o e e B

- . 3
SCALE: 3/8%=1° &t o, M ors e g water" L < SHEET 7 OF 10

q\é‘SA’TBOC
§

11/2" x 1 1/2° OR
/2'!2'0R2'IJ'OR
2° x 4" OR 2" x 5" x .125"

d OR 2 1/2° x 7" x 3/16"

ALUMINUM ANGLE
(8083-T6 ALLOY)
3/16° & ALUM.
POP RIVETS OR
§ 14 x 3/4" S. M. S,

3/8° » HOLE
FOR LOCKING PIN
LOCATION VARIES

W/ STACKING (TYP.)

NOTES ON LOCKS : APPLICABLE TO LOCK DETAILS SHOWN

ON THIS SHEET.

LOCKER (K) +
INSTALLATIONS AT

SHALL ALWAYS BE USED FOR ANY SPAN AND
Y ELEVATION INSIDE OR OUTSIDE.

M\GLG)

CONCRETE ANCHORS
® 1270 C
a l: . 4 1 mounen concRETE oR

e M ‘

.

| CONCRETE BLOCK WALL
- REQURED

11/2° x 1 1/2" 0R

2" x 2° OR 2° x 3" OR

2" x 4" OR 2" x 5" x .12%"
OR 2 1/2° x 7° x 3/16"
ALUMINUM ANGLE

(8063-T6 ALLOY)

§ 14 x 3/4° S, M. S.

OR 3/18" 8 ALUNINUM

POP RIVETS @ 9° O. C.

CENTER OF SPAN)

SECTION D-1 (MULTIPLE SHUTTERS)

4 - 3/18" 8
ALUM. POP RIVETS
OR 4 # 14.x 34

CONNECTIONS

SCALE: 3/8°=1"

Q)

*
(AT CENTER OF SPAN)

3" X 3" X .090" OR
2°x 2" x 1/8 Alum,
TUBE

2 X 2" X1/8:

_(2 nEowRe'S

BOB3-T6 ALLOY

ISOMETRIC
(CORNER POST)

. AT TOP
& aorrou SLABS)

EDGE OF SLAB

APPROVED AS COMPLYING WITH THE
SOUTH FLORIDA BUILDING CODE

PRODUCT CONTROL DIVISION
BUILDING CODE COMPLIANCE OFFICE

ACCEPTANCENO.O L -1OVK.02

MIAMI-DADE COUNTY




MAXIMUM DESIGN PRESSURE RATING

(SEE ANCHORS LEGEND BELOW.)

(SEE ANCHORS LEGEND BELOW.)

(SEE ANCHORS LEGEND BELOW.)

e MAXIMUM DESIGN PRESSURE RATING *W" (p.a.f) AND MAXIMUM DESIGN PRESSURE RATING “W" MAXIMUM_DESIGN PRESSURE RATING "W"
'W" (p.s.f.) AND CORRESPONDING i (.a.t.) AND CORRESPONDING MAXIMUM (R.e.f) AND CORRESPONDING MAXIMUM
MAXIMUM SPAN "L" SCHEDULE (VALD FOR SECTIONS A, B, B1, C & C1 ON SHEET 3 & 4). ANCHOR SPACING (in) SCHEDULE, + ANCHOR SPACING (in.) SCHEDULE. +
(VALID FOR SECTIONS A, A1, B, B1, B2, B2A, C & C1 ON WALL MOUNTING WALL MOUNTING FLOOR/CEILING (VAID FOR SECTION AT ON SHEET 3). (VALID FOR SECTIONS B2 & B2A ON SHEET 3).
SHEET 3 & 4). INSTALLATION INSTALLATION MOUNTING INSTALLATION WALL MOUNTING WALL MOUNTING FLOOR/CEILING
NOTE: MAXIMUM AT(rTchgﬁcgg%OM AT (;g”uggozggo“ T(% OR BoTTOM INSTALLATION INSTALLATION HOUNTING_ NSTALLATION
DESICN PRESSURE. FATING CORRESFONDS ONLY TO NEGATIE . PESIGN LOAD | secrions 4, ¢ & 1 secnions A ¢ & c1| sccnons & & 81 D MO ) o Bonceerr) o concrer o wsouey DESION LOAD o Gonder
. ASCE 7-8 . S L | A [ SHUTIER SPAN |
CRITERIA FOR A GIVEN OPENING. IF NEGATIVE PRESSURE W (pst) AN SHUTTER SPAN W (pst) SHUTIER SPAN W (ps.t) HTER TA -
VALUES COMPLY WITH THE REQUIRED PRESSURE FOR THE s ¥ Pota e B0 el B e, B e I%".’;x R E};"' 1%‘?.}, IS;"" o” [ v
SSSNWEE'DTE%TP%”'BVEE CPHREECSKSEUDR.’E WILL AUTOMATICALLY QUALIFY 1555 a-er [AiOWEifres e [ceXfoR. O . IO MAx) LESs  |poe |ALOWEDIESS [ag |ALows LEss |'—e* [ALLOWED
WAXIMUM _SHUTTER MINIMUM SEPARATION o5 616 635161616 2] 12 716161959 cL s
SPAN EOR SECTIONS TO GLASS (in.) FROM 6| 61 6166 6]6]|6]G6 FROM 1211217501 6 | 6| 6 FROM 61616
DEaRXMM, (1) ALL SECTIONS 4000600 6 | 6 | 6] 6 | 6| 61 61| 6| 6 400710600y 12| 12| 85] 6 | 6 | 6 4007106001 6 | 6 | 6
Wiest)ABE e e . . 6 1 6|1 61 6| 6 |50] 6] 6] 6 12121 71 61| 6] 6 6| 6|6
w oo e—o e 5 T 6 | 6 1 6]6 6| 6]66]6]6 12112/ 91 6] 616 6 | 6 | 6
- PPORET YL Y - - 6 6 6 6 6 | — 6 6 | 5.0 12| 121 45] 6 4 4 6 6 6
P LA Ll S 3 FROM 6 | 6 | 6| 6| 6 45| 6 | 6 |56 FROM 12|12 5 6| 4] 4 FROM 6| 6| 6
50 15°-6 15'-6" | 15'-1 J 3 60.0 T0 75.0 6 6 6 6 6 5.5 6 6 6 60.0 T0 75.0 12 12 | 5.5 6 _ - 60.0 10 75.0 6 6 6
';’Z :i,“;_ :i,”_ it B ¥ 6 16| 6] 6] 6]45] 61 650 1212 |45] 6 | 4] ¢ 6|66
i B B 3 6 | 6| 6] 6 6|50l 6[6]c6 1212 65| 6 | 4] 4 6l 66
I B e Bl 3 6 | 6 | 6|6 |45 - 6] 645 12112 35| 4| 4| 4 6166
70 1437113117 12°-9 3 3 FROM 6 | 6] 6] 61 6 [40 6 | 6 | 5.0 FROM 1212 4| 41 4| 4 FROM 6 | 6| 6
75 14'~0" | 13'-6" | 12'-4" 3 3" >75.0 TO $80.0] 6 6 6 6 6 5.0 6 6 6 >75.0 T0 80.01 12 12 | 4.5 _ - —_ >75.0 0 90.01 ¢ 6 6
80 139" | 131t} 3 3 6 | 61 6] 6| 6 30| 6 6|45 1212 4] 4| 4| 4 6 | 6| 6
8s 13'-5"| 12'-8" | 11'-7" 3~ 3" 6 6 6 6 6 | 451 6 6 5 12 121501 4 4 4 6 (] 6
80 13'~1" 1 12'—4" [ 11°-3" 3* 3" 6 | 6| 516 -]-161]5] 4 12145 3] 4] 4|35 6 | 6 |55
85 12'-9" | 12'~0" [10'~11"] 3" 3" FROM 6 6 | 5 6 | 5| - | 6| 6| 45 FROM 12145 -] 4| 4| 4 FROM 6 | 6| 6
100 12'-5"| 11'-8" | 10'-8" 3" 3" 80.0 TO 120.0 6 6 6 6 5.5 — 6 6 5.5 80.0 TO 120.0} 12 5.5 — — — _ 0.0 TO 120.0 6 6 6
105 12'=1"{11'~5" | 10'-5" 3" 3" 6 6 5 6 4 | 25] 6 5 4 1245 3 4 4 | 3 6 1 6 |55
110 |Jrr-10"11°=1" [10-2" 3" 3" 6 | 6| 6] 6 [55/35] 6] 655 121 6 | 4] 4] 4] 4 6 | 6 | 6
115 11°-7"10'~11"[ 9'~11" 3* 3" 6 |45 4 135] - - 6 [35] 3 8| -1 -1 41 31 3 6 {5 S
120 11'-4"{10'-8" | 9'-9" 3" 3" FROM 6 |45 4 6 - - 6 4 - FROM 8 ~ - 4 4 4 FROM 6 6 6
125 11'-1"[10-5" | 96" 3" 3" 1200101704 6 | 55| 450 6 | 35] 3§ 6 | 5 | 45 12001017204 g | - | = =1 =] = 1200701704 6 | 6 | 6
130 J10-11*"]10'-3" | 9'-4" 3" 3 6 |45 4] 5 |25] -] 6 [35] 3 8 |25 -] 4| 3] 3 6 | 55
135 10'-8" | 10'-0" | 9'-2" 3" 3" 6 6 5 6 3 3 6 5 | 4.5 10.5] 3 — 4 4 4 6 6 6
140 106" |9'-10" | 9—0" 3 3 6 351350 - -1 -1 4] 3] 3 35] - -1 4] 3] 3 55| 5 Z
145 10-4"| 9-8" | 88" 3 3 FROM 6 | - | -14] -1 -T1T5]-1T- FROM 65| — | -] 4] 4] 4 FROM 6 |1 6
170.0 T0 230, , . 170.0 TO 230.
50 |10-2 | 9=6" o5 | 5 5 6 [45[45| 5 | - =-T6e | -1- woem2oqdg -1 - - -1 - 6 | 616
155 10!__0-: 91__4n 8:_2- J. 3. 6 3‘5 3.5 3 - - 4-5 3 J 3.5 hnd - 4 4 4 5-5 Z Z
150 s-10"| 9= [7=1o°| 3 3 6 | 5] 5 )45 - | -] 6 | 45] 45 g ! -] -1 4] 4] 4 6
165 | 98" |9o-1" [ 728" | 3 FR ANCHORS LEGEND 1;;'2,”:1"' S5
170 9'-6" | 8'-11" | 7'-5" 3" 3" ANCHOR y /
s v e |72 &5 T + MAXIMUM_ANCHOR SPACINGS ARE VALID FOR ANCHORS ANC ot & —d— APPROVED AS COMPLYING WITH THE
NETH BT e " " 3 1/2" EDGE DISTANCE. FOR E. D. LESS THAN v 2 ANCHORS M - SOUTH
180 9'-3 8'-5 7'-0 3 3 " TYPE SPACING * [~ FLORIDA BUILDING CODE
185 o1 a2 Tooi0° - " 3 1/2", REDUCE ANCHOR SPACING BY REOLRED. oate L O
-1 1 9-2 [6-107} 3 1/2 3 MULTIPLYING SPACING SHOWN ON SCHEDULE BY || TAPCON OR 10" N By
180 8-11"17-11" 168" | 3 1/2 3" THE FOLLOWING FACTORS. (NOTE : Min. MAXI-SET TAPCONS ' 2 % h
195 | 8-8" | 7-9" | 66" | 3 1/2° 3 E. D. FOR CALK—IN ANCHORS IS 2 1/2"). 5/16"9RED HD . " § PRODUCT CONTROL DIVISION
200 8=5" | 7-7" | 6—4" | 3 12" 3" REDUCED SPACING OBTAINED USING FACTOR DYNABOLT SLEEVE 3.75 EDGE or@/ - g s - BUILDING CODE COMPLIANCE OFFICE
208 83 75 oz | 312 T SHALL NOT BE LESS THAN MINIMUM SPACING - ANCHORS USED W/TRACK “A" (TOP & ACCEPTANCENOO L ~| O] %.0?
-2 | 7-5 | 6-2 _ - INDICATED FOR EACH ANCHOR TYPE AT ANCHORS|| 3/8"#RED HD 4.5" BOTTOM) SHALL BE INSTALLED AT Mox.
210 8§-0" [ 7-2" | -0 | 3 1/2 3 LEGEND. DYNABOLT SLEEVE SPACINGS ("S™) INDICATED ON SCHEDULES.
T A YL - “ - S = ANCHOR SPACING GIVEN ON MIAMI-DADE COUNTY
215 7'-10"| 7'-0" |5'-10"| 3 1/2 3 CALK-IN 2.5 SOHED R
220 7-8" |6—10" | 59" 3 1/2° 3 ACTUAL E. D. FACTOR CRETE-FLEX SS4 3.0" ASSA / BIG BERTHA HI-RISE ACCORDION SHUTTER ASS:AHZ.W
225 7'-6" ‘-9* | 5-727 | 3 1/2° 3" 3" B6
230 7-4" [ 6-7" | 5=6" | 3 1,2 3 2 179 ROLLINGSHIELD, INC. 4/18/01
/2 75 I"- IE COine (AS5SA # 19) DATE
* FOR SHUTTERS INSTALLED WITHIN THE FIRST 30°'—0" ELEVATION " : 2500 N.W. 74th AVE. -
OF BUILDING MEASURED AT BOTTOM OF SHUTTER. 2 50 @a e T T R AT o L el M, P 3122 o1-101
TR, 1,)> Phane : (303)871-1530 , Fox : (305)871 1831 — e T preer—— s DRAWING No
** FOR_SHUTTERS INSTALLED ABOVE 30'-0" ELEVATION OF BUILDING, - /s WALTER A oS o & ; 3 0
MEASURED AT BOTIOM OF SHUTTER. 9/ /d/ 4 FLORIDA Lic. f 44167 Py . SuEET 8 o




(SEE ANCHORS LEGEND BELOW.)

(SEE ANCHORS LEGEND BELOW.)

MAXIMUM
DESIGN LOAD
“W* (p.s.f.)

SHUTTER SPAN

(TO CONCRETE)

5‘ -ol

ALLOWE |

fiess  js'-e°

6 6 6

FROM 6 1 616
400710 600} 6 6 6
6 6 6

6 6 6

1] 6 6

FROM 6 6 6
60.0 10 7501 g 6 6
& 6 6

6 6 6

6 6 | 55

FROM 6 6 (]
>75.0 10 80.0F ¢ 6 6
6 6 | 85

6 6 ]

6 6 | 45

FROM 6 6 | 55
90.0 10 120.08 g 6 5
6 6 | 45

6 6 6

6 4 4

FROM ] 5 | 45
120.0 TO 170. 6 6 5.5
6 | 45| 4
6 6 | 55
55| 35| 3.5

FROM 6 | 4| 4
170.0 TO 230. 6 5 5
55135 35
6 | 55| 5.5

APPROVED AS COMPLYING WITH THE
SOUTH FLORIDA BUILDING CODE

PRODUCT CGNTROL DIVISION
BUILDING CODE COMPLIANCE OFFICE
ACCEPTANCENO.OL- 1O K-

MIAMI-DADE COUNTY

»
MAXIMUM DESIGN PRESSURE RATING "W" (p.s.f.) S ) RATING "W" (p.s.
(in.) SCHEDULE, + in .
(VALID FOR SECTIONS A2, B3, B4, B5 ON SHEETS 4 & 5). (VALID FOR SECTIONS A2, B3, B4 ON SHEETS 4 & 5).
NOTE: WALL MOUNTING WALL MOUNTING FLOOR/CENLING
DESIGN PRESSURE RATING CORRESPONDS ONLY TO NEGATIVE INSTALLATION NSTALLATON MwnnNc/lnsrAuAnm
PRESSURE (SUCTION) LOADS, IN ACCORDANCE WITH ASCE 7—-B8 MAXIMUM AT TOP AT BOTTOM TOP OR BOTTOM
CRITERIA FOR A GIVEN OPENING. IF NEGATIVE PRESSURE VALUES DESIGN LOAD (TO_CONCRETE) (TO MASONRY) (TO CONCRETE)
EOUT LT Mt S T ™ e
UALIFY AND NEED .
NOT TO BE CHECKED. ; W bst) 5._0.SHU£ ER S:.Ai. 5 o.s HmiR s:?N,. " O.SHUT.T? s:.m,.
orR [0 . : ) MAX,
MAXIMUM F in, 6 | 6| 6] 6] 6 [55] 6| 6] 6
ogsioN Loay 7 (f) ALL_SECTIONS 6 | 6 6] 6] 6 6] 6| 6] 6
pst) Faee FROM
B4 85 . " W0Wormeol 6| 6 | 66| 6| 616 6 6
40 16'-0"| 16'-0" 3 3" 6 6 6 6 6 6 6 6 6
) 15— | 156" 3 3 6 | 6 | 6| 6] 6 1451 6 | 6 | 6
55 ’5'_111 15:_1- Ju 3- 60 FROM 6 6 6 6 6 6 6 6 6
60 |1e—s| 10| 3 3 00750 s 6 6]le6] 66666
o5 e—6"| 146" ] 3 3 6| 6| 6] 6| 6| 661 6| 6
70 e 1e—3 1 5 7 6 | 6] 6166 616]|6]s
75 oo 1ol 3 : g g : g g 465 g g 55
60 13'_9" ’Jl_gl J- J. m 6
>75.0 T0 90.
5 i3-7 155l 3 T g g g 6 | 6| 61666
S0 13'-4"] 13'-1" 3" 3" 6 6 6 : Z : 2 : :
95 13'-2"{ 12'-9" 3" 3" 6 6 6 6 | 45| - g g :
100 | 130" 12-5] = 3 - ' £2
105 12'-10% 12'-1" 3" 3" 90.0 T I d d d d e b {25
o Tios Tt _ 0101200676 | 6| 6 | 6 | 551 6| 6 6
e TR _ 3 6 | 6| 6] 6] 6 |35] 6 6|50
=9 117 3 3 6 | 6| 61 6] 6 [50] 6 6| 6
120 J12'-2%) 11°'-4") 3* 3" 6 [ 6 | 5§55 - -16 |45 4
:ig 11‘711"' 11.'-1'_ J J: FROM 6 | 6 [55] 6] 5] -6 |55] 45
11'—9" 10711. J. 3 120010170076 |6 | 6 | 6 ] 6] ~| 61 6 55
135 11'-6"| 10'-8 3 3 6 | 6| 6] 6 [35|]25] 6| 5| 4
140 11°-3"{ 10'-6"] 3* 3" 6 | 6| s 6] 535l 6 6| 6
145 11'—1"| 10'-4" 3" 3" 6 4 4 4 - - 5 3 3
150 110114 100-2"f 3" 3" FROM 6 |45/45] 6 | - T -T6 [ =1 -
155 110-9*| 10~0"] 3~ 3" 17001020076 |5 | 51 61 -1 -1 6 [ 45] 45
160 10-7"| 9'-107} 3" 3 6 | 4| 416 -1~-1513713
165 10-5"| 9'-8"] 3" 3 6 155/55) 6] 3] 31 6 |45 45
170 10'~-3*| 9'-6"| 3” 3
175 10'~-1"| 9'-5* 3" 3" ANCHORS LEGEND
180 9'-11*| ¢9'-3] 3" 3"
5 Voo o 3~ + MAXIMUM ANCHOR SPACING ARE VALID FOR ANCHOR
T - 3 1/2" EDGE DISTANCE. FOR E. D. LESS THAN ANCHORS M CING
‘- - 9' 0 J.. 3 3 1/2", REDUCE ANCHOR SPACING BY TYPE
195 9'-7 8'-9" 3 3 MULTIPLYING SPACING SHOWN ON SCHEDULE BY TAPCON OR 30"
200 9'-5"| 8'-7" 3 3 THE FOLLOWING FACTORS. (NOTE : Min. MAXI—-SET TAPCONS )
205 9'-4" | g'-4" 3" 3" E. D. FOR CALK—~IN ANCHORS IS 2 1/2™). 5/16"8RED HD "
210 PYSETH RUTRprY R ¥ REDUCED SPACING OBTAINED USING FACTOR D,/(NABOLT SLEEVE 3.75
PIT: —— : - — - SHALL NOT BE LESS THAN MINIMUM SPACING -
g-1" | 7-11"] 3 3 INDICATED FOR EACH ANCHOR TYPE AT 3/8"8RED HD 45"
220 9'—0" | 7-9"] 3 1/2° 3" ANCHORS LEGEND. DYNABOLT SLEEVE '
225 8-9"| 7-77f 3 1/2* 3" CALK—IN 2.5"
e A . ' ACTUAL E. D. F :
230V &—7 ] 75| 3172 3 ACTOR CRETE—FLEX SS4 30"
3" .86
* FOR SHUTTERS INSTALLED WITHIN THE F) 0" "
OF BUILDING MEASURED AT BOTTOM OF gg{JT#EOR.O FLEVATION 21/2 .75 { o s <3
/{/‘Z@'L:\,D
** FOR SHUTTERS INSTALLED ABOVE 30'-0" ELEVATION OF BUILDING, 2" .50 -
MEASURED AT BOTTOM OF SHUTTER. SO

ASSA / BIG BERTHA HI-RISE ACCORDION SHUTTER AS
-'—r——— ROLLINGSHIELD, INC. 4/18/01
(AS.5A f 19) DATE
"- ECOING. 2500 N.W. 74th AVE.
LT NG ENING MAMI, FL. 33122 o1-107
8505 N.W. 38th. St. Ste. 217, RGIMA GARDENS, FI. 331
Phone : (m}anél%al;-; X (305)871-1531 = 2o T v pri— e DRAWING No
WALTER A. TLLIT Jr. P. E I 3
FLORIDA Lic. # 44167 2 < SHEET 9 oOF 10




@50 C. Wy 1 27/32" Min
PENETRATIH EXISTING »ooo
HEADER

~B® 4 14 8 x 3" s55MS.

LI R IR

Wo0D STUD @ 24 O.
MAX. REQUIRED.

/

ALTERNATIVE 2

f SCREWS @ 8° 0. C.

3\
4R ~W/ 1 22/32° Min, 0. C. REQUIRED X
/( ' EXISTING WOOD_HEADER \ \ :\{\ \
£

x 5° LAG
@ EACH

SECTIONS A

)

(REVERSED)

x 3/4° S.5.5.M.5.
o 0.C. (TOP/BOTTOM) i

1°x 4" x 1/8° (Min.) 808375 24 0. C. wAX.
Alum. TUBE (Cont) W/ (2) 1/4"s REQUVRED.

STUD) AND W/ 2° Min
PENETRATION

r \
14 4"
\.{ss: s'vo 8 oc

J
2" x 87 Cont.
A g WOOD HEADER A — . . WOOD TRUSS| 1/4° 9 x 3" LONG (AG SCREWS
XX TY REQUIRED  1/4° # x 3* meuascnnvs 1/4° 9 x 3° LONG LAG Iunmoz?m s

8° 0. C. W/ 1 27/32° Min.

PENETRATION EXISTING WOOD

\V

4
% 2
] % ;
] % ¢
4 / 4
. . 0 1/4” #-20 S. 5. BOLTS
/] 500" W/1/2° 8 x 1" oG V] M ~&) £ 1403 SSSMS 2> \ N é- ; w/mur & WSHER @ 6° O.C.
V] ‘ NYLON BUSHING. /] /1/2" # x 1° LONG o\ o
. % ON BUSHING. 1° x 4" x 1/8" (Mn) BOE3I-TS L/ CYTooRI0D i'm- ! .
% ) % Atu. TUBE '(Cont.) W/ (2) % . £ 14 8 x 3" SSSMS.
% N r % § " 16" 9 x 5" e Screws e s g ; W/1/2° # x 1° LONG
% : ¢ ; ' —EACH RVTER OR TRUSS. LOGATE % : i NYLON BUSHING.
/] i /] h B {urye ! = e WODD MEMBER, (2° Min, NOMINAL 4
/] 8 l——@orRGD % 1 S, S U st WOTH) W/ 2* uin. PENETRATION. ? 1
] ' I . T esoc | G AEZER] ™ L___ . \II 7 148 x 3" SSSMS.
] . L WOOD HEADER I | A 14 8 x 3" SSSMS — W/1/2" 8 x 3/4" LONG
] V1 (L 7 149 x 3" SSSMS IRED » U | W/1/2° # x 1* LONG M Il NYLON BUSHING.
L] ™~ N [~ W/1/2" 8 x 3/4" g 148 x5 sssus 7] £ 149 x 3° SSSMS. [ 1 ON BUSHING. ey U
W LONG NYLON BUSHING. W/1/2" 8 x3/8° Lowe W/1/2" 0 x 3/4° L I
S oo o ecsi e i il -
i
FOR MINIMUM p—al SEE SCHEDULE ~—©Qor® | see soueoue MO ) ouss S *
SEPARATION 70 ———o] =—©@orRG) AP FOR MINIMUM it A T ~—©0rG)
DUISTING EXSTING Guss + T " ' Basn Guass ' °
g —h e as gepe ALTERMATIVE § o i o — Y
ALTERNATIVE 1 ALTERNATIVE 3 ALTERNATIVE 6 £
&= " £ 14 x 1/2° . ¢
SEE_ SCHEDULE . | ser scuepue A OR® ) . Sssus @5 i “
SEPARATION 70 —— o] ! DorE) -‘—gmm%’”nw M ~g $14x3/4" S ~ ' © N ﬁ 3
1 SRR A DG EXISTING GLASS EE 5 M5 060C Ar B . _
fo——— SEPARATION TO ~———o BxsTivG , ; i N /] ]
P— EXISTING GLASS - ! é,q # 145 1/2° 8. s, A\ \ _ 1
[y | ® §% S. M. 5 080 C o [T A " x 3"
E ] (ALTERNATE LOCATION 14 x 3/4" S5. ‘ - SSSMS @ 8" ac
3— P FOR TOP LIP FASTENER) WA ‘ E N e ol
> « N 2 5 6 j
g § E 5SSMS Io 0. s 12 \ \ oo oo 20)] ’p/ot;s';”usf:
{ I /\:5 e oc REQUIRED MR B 6 0.
" : x 8° WooD 4 14 x 3/4° .
g B\ | Decx RequRED 4 =\ @ _Sssus @s'0c
|||| uuu £O

1/4' ’ . 1 1/2'

1" x 4% x 1/3° (Min.) 6083-T5
Aum. TUBE (Cont) W/ (2) 1/4° »
x 5° LAG SCREWS @ EACH STUD

(MIDWIDTH OF STUD) AND '4 2"
Min. PENETRATION )
STUO.

\ “ TERNATIVE. 7A 24 0. C. MAX.
4 e x 1 12" LAG
screws @ 47 oc. ALZEEM.ZZ\E_Z

A
G SCREWS i )
s (apwOTH oF ALTERNATIVE 4 ¥ | SEE screpuLe
SEFARATION 10
©o -
id EXISTING :
414 1/ 7 S é GLASS | i
S5.5.5MS. @ 8° oa N i o
¢ ]
| &
13 142 34" !
;;&”ggomﬂ beck p; : E§ S.55MS @ 6° ocC, I' ro2® SS.EMS
(ND FINISH ALLOWED) q (Dp Bam)

NOTES:

1. INSTALLATIONS ARE ONLY VALID FOR INSTALLATIONS WITH DESIGN WIND LOADS
LESS THAN OR EQUAL TO 75 p.s.f. AND 9'—-0" Max. SHUTTER SPAN.

2. FOR NEW WOOD FRAME CONSTRUCTION: WOOD MEMBERS TO BE SOUTHERN
PINE No. 2, W/ SPECIFIC DENSITY OF 0.55 OR EQUAL.

NOTE FOR COMBINATION OF SECTIONS:

FLOOR/ WALL/ CEILING MOUNTING SECTIONS CAN BE
COMBINED IN ANY WAY TO SUIT ANY INSTALLATION.

J\\ \\\\\\\ ¥ T\\\\&

2" x 6" WOOD DECK
REQUIRED
(NO FINISH ALLOWED)

b

1/4" -xryz'uL/ 10" r/4'¢x11/2ua

SCREWS © 4

ALTERNATIVE 5 ALTERNATIVE. 8

SCALE: 1/4° = 1°

INSTALLATION DETAILS ON EXISTING WOOD

WOOD
1° x 4" x 1/8" (Min) 6083-TS
Alum. TUBE (Cont.) W/ (2)
1/4° 8 x 8 (AG
" Chon ST QeOROT oF U
SEE SCHEDULE AND W/ 2" Adin,
FOR MINMUM INTD £XISTNG STUD.
ExisTiNG SEPARATION TD ———en
oLAss EXISTING GLASS
~—©orE)
= K
b I
U . 1
| . §§ T
3 %
- — o 140236
. "E‘F { SS M. S w2
o x 1" LONG
; % NYLON BUSHING.
. ! AR 1/4° 9-20 S. S
" . BOLTS W/NUT &
<\ - 3 1" MinT=" WASHER @ 6° 0.C. APPROVED AS COMPLYING WITH THE
14 x 3/4° SOUTH FLORIDA BUILDING CODE
T 5.55MS. @ 8° 0. C. DATE‘O/ \q /ZOOl

_ i B 1% 4" x 1/8" (Win.) B063-TS :
Alum, TUBE (Cont.) W/ (2) 1/4" 9  BY :
i, ALTERNATIVE 11\, 5 ot o'y &2 PRODUCT CETROLOIVISON

O.C. MAX. REQUIRED.

'MIDWDTH OF STUD) AND W/ 2°
s ')Nm BUILDING CODE COMPLIANCE CFFICE

ACCEPTANCENO.OL~101%.02

WALL MOUNTING /wa-auy INSTALLATIONS

BUILDINGS

e — LLIT
Ao 5 = euuw.mnsc suz7ma~ 4 GARDENS, FL_ 33168
Q\é(%’"/:‘) Phone : (305/871-1330 . Fox . (305)871-183f

‘?//d”a/

SECTIONS C

MIAMI—-DADE COUNTY

AS SHOWN

ASSA / BIG BERTHA HI-RISE ACCORDION SHUTTER
ROLLINGSHIELD, INC. 4/18/01
I | L IE c o (ASSA 4 19) DATE
INC. 2500 N.W. 74th AVE.

NGINEERING coumw. MAMI, FL. 33122 01-101

EB-0006719 ALY. No DCRCAPTION mn | mv. » DECRPTION L3 DRAWING No
WALTER A. TLLIT Jr. P. E. ' 3 ”
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