MIAM -DADE MIAMI-DADE COUNTY, FLORIDA
I METRO-DADE FLAGLER BUILDING
BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 375-2901  FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA)

Hermex Southeast, Inc.
4450 N.W. 74" Avenue
Miami, Florida 33166

ScopE:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted
by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where allowed by
the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: ASSA / Residential Bertha Aluminum Accordion Shutter

APPROVAL DOCUMENT: Drawing No. 02-004, titled “ ASSA/Residential Bertha Accordion Shutter ”, sheets
1 through 10 of 10, prepared by Tilteco, Inc., dated January 09, 2002, bearing the Miami-Dade County Product
Control Approval stamp with the Notice of Acceptance number and approval date by the Miami-Dade County
Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.
RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA consists of this page 1 as well as approval document mentioned above.
The submitted documentation was reviewed by Helmy A. Makar, P.E.

NOA No 02-0304.07
Expiration Date: 04/16/2007
Approval Date: 04/16/2002
Page 1
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NOTES ON LOCKS : APPLICABLE TO LOCK DETARLS SHOWN
ON THIS SHEET.

*  LOCKER (N) SHALL ALWAYS BE USED FOR ANY SPAN AND
INSTALLA AT ANY ELEVATION,
LOCKER () MAY AS AN INSIDE OR OUTSIDE |OCKER
IF ATT; OQxMUW/ 1/4°9-20 x 1° LONG S. S.
THREADED 80LT W/ 1/4° »— x,.'g'mmu.r

THREADED ALUAMINUM RIVNUT. SEE ALLATION DETAL ON
THIS SHEET.
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CENTERMATE (INSIDE OR 5
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EEEE St e ey et . ST T AT PRy £ : SERIES 9444 ALUMINUM (2024—-T3 ALLOY) LARGE FLANGE
ggggﬁg&ocxw B I mesumwrsmr.mr 0820, AS MANUFACTURED 8Y
AVDEL CHERRY TEXTORN, fwgStPPavr NEW JERSEY 07054
3/8° 8 HOLE FOR
3/8° ¢ HOLE FOR

LOCKING PiN.

. plpdynly iy
POURED CONCRETE 2 )\
or

LOCKING PIN NYLON SCREW HEAD !

H OR@ N) =\ H OR@ g éwc(gggs 000° ey i LR
2 % 2" % 125" OR (BEYOND) FRONT (BEYDND) NOTE 7 ON SHEET 1) ?’ %%DMLL
3% x 3° ¥ .090" 1
s 1% SECTION D \-xx O0=® 0 /0,

SCALE: 3/8" = 1 G G G1 *x

4 L NR;RM /® .

2:: 2° x 125" OR

3oi 5 dhe 1 \ I —

ALUMINUM TUBE
(6063-T5 ALLOY) L,I r.: 714
1 | 5 S
i /16

lam—— 1° % 1" » .125"
t— Cont. Alum. ANGLE
(6083-T8 ALLOY)

§§
3.

~
N

1)
[
oMx

30
3o

/

o e e gl/ra' z;n;m.’ 4P€P NYLON SCREW |
VETS Hi
3/4" 5. 5. ’S. M, S. £AD C
8° 0. C. (Typ.)

G HOR@ N) = HOR@

(BEYOND) FRONT (BEYOND)

ONE SIDED SHUTTER : *x
END CONNECTION DETAIL

! . : . Y= Approved 28 complving with the
2 ?x*:,;’f-‘im_ SCALE: 3/8 1 i Builing Code

2°x 2° x 125" OR
3°x 3" x .0907
ALUMINUM TUBE
(6083-T5 ALLOY)

(418 um. Miami Dade Product Control

f 14 x3/4°5 s

2° x 2" x .125° x TUBES' SIZE
OR Alum, ANGLE (2 REQUIRED) Division
S S'S M'S 5. M. s. () (6063~T6 ALLOY) By 4
0. C. (Typ.)
MIAMI—~DADE COUNTY
CASE 2 ~—<___EDGE OF SAB ASSA / RESIDENTIAL BERTHA ACCORDION SHUTTER A o
T AN ek /5702
. t I l HERMEX SOUTHEAST, INC. DATE
NILON SCREW : SECTIONS E / ILIECO ixc. Ussa f 257
x% ISOMETRIC , TILLIT TESTING & ENGINEERING COMPANY 4430 NW. 74th AVENUE 02 - 004
SCALE: 3/8" = 1” _ (Tvp. AT TOP “Pasas Aw 3em St Sie 217, ARGINA CARDENS, FLomoe 33188 MM, FL 33186
) (CORNER POST) & BOTIOM SLABS] Frene 2 6 5;-_.';:05;79 oyt AT, N aEScRPTION At | Ay, % ‘CSCAPTION amT DRAWING No
S o] = = = =
(BEYOND)  FRONT  (86YOND) S i W omon Lo g w187 " . . —t— = —{ SHeET 5 oF 10




MAXIMUM _DESIGN PRESSURE RATING “"W" (p.s.f. ) AND CORRESPONDING MAXIMUM SPAN "L" SCHEDULE.

(VALID FOR SECTIONS A, Al & C ON SHEETS 2 & 3 OF 10).

NOTE: DESIGN PRESSURE RATING CORRESPONDS ONLY TO NEGATIVE PRESSURE (SUCTION) LOADS, IN ACCORDANCE WITH ASCE 7-95 CRITERIA FOR A GIVEN OPENING.
IF NEGATIVE PRESSURE VALUES COMPLY WITH THE REQUIRED PRESSURE FOR THE OPENING, THE POSITVE PRESSURE WILL AUTOMATICALLY QUALIFY AND NEED NOT TO 8F CHECKED.

MNMUM SEFARATION 5°
MAXMUM 1 jeaxaam SHUTTER TO GLASS (in.)
DESIGN LOAD SPAN 1.° (R.)
W (pat) . .
~ as.0 8'-6° J 78" J3°
AU MINIMUM SEPARATION °S° I - . MINHAUM SEPARATION °S*
DESIGN L0AD | MAXIMUM_SHUTTER TO GLASS (in.) 87.5 a'-3 J 7/8 J mxwg;o MAXIMUM SHUTTER TO GIASS (in.)
W (pst) | SPW 17 (R) " - 90.0 0" 33 3 DES'GNV v SPAN 17 (1)
. -
e - - . 92.5 '~9° J ye° >
40.0 12°~1 J e J — — - 140.0 5-2* J 38 3"
2.5 111" 3 7/8° 3° $3.0 -7 J e s Y - P
Py prape T3 7 142.5 5'-1 J 8 J
0 —g° 3 8 - - - . -
45, 11°-9 /¢ J — T - 1450 5-0° J /8 J TABLE 1:
75 R 378 3 100.0 7'-2 38 J ppp prapor R R 3
%00 P 3778 3 102.5 7-0" 3y J° - - MINMUM SEPARATION “S* BETWEEN GLASS AND SHUTTER FOR A GMEN
—r - - 150.0 410" J 38 3° SPAN 1° FOR SHUTTERS INSTALLED WITHN THE FIRST J0'—0°
2.5 111" 3 7/8° 3 108.0 a'-10 3 ys 3 - - ABOVE GRADE OF A GIVEN BUILDING. 30°~0° ELEVATION SHALL BE MEASURED
— - - 152.5 +-9° 3y 3 AT BOTTOM OF SHUTTER SEPARATION “S° TO 8E MEASURED AS iNDICATED
Py 010" 37 3 107.5 s8-8 Jys 3 oy prap= T " ON SECTION D. SHEET 4 OF 10.
57.5 10-7° 3 7/8° 3 110.0 e-7 il i ; T "
P - " 157.5 4= J Ja J
80.0 10°-5° 3 /8 3° 1123 -5 bl J e . " > >
— = = 160.0 4-8 33/ 3 SHUTTER SPAN 1° (R.) MWWUM SEPARATION S
2.5 10-2" 3 7/8" > 1130 §-3 il J - : -
— - ~ 162.5 4-5° 3 8 3 LEES OR EQUAL THAN 8°-Q J /s
as.a 100" 3 7/8" 3" 117.5 8'-2 J 8 3 m =
o° : " 185.0 4-4° 3 e 3 >8'-0° 10 12'-0" J 7/8
a7.3 '~ 10° 3 7/8" 3 120.0 &'-0 J 3/ 3 ppepe pvT RS T
765 57" NEZS 2° 122.3 511" 3 3y 3" - :
— = m 170.0 4-3° J e 3°
72.3 9'-5" 3 7/8" J° 1239 59 i J 172.5 42" 3 e I
75.0 9" 3 /8" 3 127.5 58" 3 m° 3 - CEYL 3
- " 175.0 -1 .
77.5 9-2" 3 7/8" 3 129 5o i o 172.5 3 38"
- - o 4'-1° 3°
800 90" 3 7/8" 3° 132.5 -5° J 3 -
. . - = 180.0 4'-0"° J J°
82.3 a-9° 3 78" 3 135.0 5'-4° 3 s 3
1372.5 5'-3° J 38° 3°
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MAXIMUM_ DESIGN PRESSURE RATING "W” (p.s.f.) AND CORRESPONDING MAXIMUM SPAN "L" SCHEDULE.,

(VALID FOR SECTION B & B! ON SHEET 2 OF 10).

NOTE: DESIGN FRESSURE RATING CORRESPONDS ONLY TD NEGATIVE PRESSURE (SUCTION) LOADS, IN ACCORDANCE WITH ASCE 7—95 CRITERIA FOR A GIVEN OPENING.
IF NEGATIVE PRESSURE VALUES COMPLY WITH THE REQUIRED PRESSURE FOR THE OPENING, THE POSITIVE PRESSURE WiLL AUTOMATICALLY QUALIFY AND NEED NOT TO 8E CHECKED.

SHUTTER SPAN 1° (1t)

MINAUM SEPARATION °S*°

LEES OR EQUAL THAN 8°-0° J /8

>8'-0" 10 12°-0" 3 /8"
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MIAMI-DADE COUNTY

UM SEPARATION S*
MU | jaximum SHUTTER TO GLASS (in.)
DESIGN LOADY  spany 1.° ()
W (p.at) .
- 850 —11° 3 7/3" -
g g SRTEy o I G ol | e | R
n.)

. ~ 90.0 &-5" 3 7/8° J° v pat) M had
12-0" 3 7/8° 3° 92.5 &-3° 3 78" J° 140.0 5-6° 3 /8" J-
1m'-11" J 7/8° 3° 95.0 -1 3 7/ J° 142.5 5-4° 3y J°
11°-9° 3 7/8° 3° 97.5 7-10° 3 3/8° J° 148.0 5-3° 3 /" J°
11°-7" 3 7/8° 3° 100.0 7-8" J 3 3° 147.5 5-2° 3 ye J°
11°-5° 3 /3 3° 102.5 7’6" 3 3 3° 180.0 5-1° 3 3/ J°
11°-3" 3 78" 3° 105.0 7-3° 3 3 A of 152.5 50" 3 3/ 3°
17°~1* 3 7/8° J° 107.5 7'-1° J /8" J° 155.0 £-11° S J°
10'-10" 3 7/8" 3° 110.0 6~11" 3 /" 3” 152.5 +'-10" J 3/ 3
10°~7* J 7/8° J3° 112.5 6'-10" J 3 J* 160.0 49" J 3/ J°
10°-4" 3 7/8° J3° 1180 &'-8" 3 /e J° 182.5 -8 33 J°
10°~2" J 7/8° 3° 117.5 a'-6" J 3° 1850 4+'-8" 3 ye 3°
10'-0" 3 7/8" ° 120.0 6'-5" 3 y8° 3° 167.5 -7 3 38 J3°
~10" 3 7/8° 3° 122.5 63" 3 3y J* 170.0 4+'~8" 3 3 J°
9'-a" 3 7/8" 3" 1250 a-1" J 38 J* 172.5 +-5° J e J°
9'—8" J 7/8" J- 127.5 8'—g" 3 3/ J* 175.0 4—4" J 38" J°
—4” J 7/8° J* 130.0 a~11° 3 3° 177.5 +'-a" J /" J°
9'-2° 3 7/3" o 132.5 5_g" 3 e 3° 180.0 43" J ym8” J°

9'~0" J 7/8° - J° 135.0 5-8° J iy J°

137.5 - 3 3/8° J°

" ST TABLE 1 FON A SEPABATION T GASS P PANON Ot e,

THE MAXIMUM ALLOWED SHOWN ON SCHEDULE.

AT BOTTOM OF SHUTTER

o~ FOR SHUTTERS INSTALLED ABOVE 30°-0° ELEVATION OF BUILDING, MEASURED
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ZAMAC NAILIN

TAPCON OR RAWL CALK~IN

MAXIMUM DESIGN PRESSURE RATING "W° (p.s.f.) AND

CORRESPONDING MAXIMUM ANCHOR SPACING (In.) SCHEDULE. +

SECRONS A Al, € SECNONS A A, C SETONS & & 1
MAXIMUM WALL MOUNTING WALL MOUNTING CEILING & FLOOR
DESIGN LOAD INSTALLATION INSTALLATION MOUNTING INSTALLATION
Wleat) | AT R Eoou o S AT T S 2o
NOTE ! | MOTE2 | MOTES | MoTE1 | mMOTEZ | MOTES | wMoTEr | w2 | worE S
FROM 9° 9" 9" 9° 8 8 1/2° 9° 7 5 1/2°
40.0 TO 62.5 Pe 9° o 9 512" | 4 1,27 o o e
FROM 9° 9" 8 $* 8 1/2° 8" $° 8" 5"
62.6 T0 75.0 9 9 = Pm 4 1/2° - - 9 pe
FROM 9° 7° 7 9° 51/2° | 5 1/2° - 5° -
75.1 10 925 [ oo s e | a1 - Py - 7120 | 7 120
FROM 9° 7" - 7 5 1/2° - - 5" -
926 10 1200 - 9 _ 5 e _ . 7 12" _
FROM 7" 7" - 51/2° | 5172 - 5° 5" -
120.1 T0 180.0[ oo o - - pE _ 7 12° | 7 12" _
ANCHOR SPACING LEGEND
(1) Max. ANCHOR SPCG. VALID FOR SPANS OF 5'-0” OR LESS.
‘-0 10 8'-6"

(2) Max. ANCHOR SPCG. VALID FOR SPANS GREATER THAN 5
(3) Max. ANCHOR SPCG. VALID FOR SPANS GREATER THAN 8

NOTES ON ANCHOR SPACING SCHEDULE

INSTALLATIONS INTO WOOD FRAME BUILDINGS.
MAXIMUM ANCHOR SPACINGS ARE VALID FOR 3 1/2" EDGE DISTANCE.
FOR E. D. LESS THAN J 1/2°, REDUCE ANCHOR' SPACING 8Y
MULTIPLYING SPACINGS SHOWN ON SCHEDULE BY THE FOLLOWING
FACTORS. (Min. £ D. FOR RAWL CALK-IN IS 2 1/2°).

SEE SHEETS 9 & 10 OF 10 FOR ANCHORS TYPE & SPACING FOR

ANCHOR SPACING LEGEND

ACTUAL E. D.= FACTOR
EDGE' DISTANCE ["rapcon / ZAAC NAILIN RAWL CALK—iN
J° .86 .75
2 1/2° 71 .50
2" .50 -

‘~6" TO Max. ALLOWED.
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INSTALLATION DETAILS ON
EXISTING WOOD BUILDINGS

MOTES : NOTE FOR COMBINATION OF SECTIONS :
1. INSTALLATIONS ARE ONLY VALID FOR INSTALLATIONS WITH DESIGN WIND LOADS ALL/FL CEILING WOU, CTIONS
LESS OR EQUAL THAN 75 p.s.f. AND 9°'-0" Mox. SHUTTER SPAN. ngo;a',‘,:,/w"fm m”’s’:jfrfﬁ,, ,NSTAL%',&E

2. FOR NEW WOD FRAME CONSTRUCTION: WOOD MEMBERS TO BE SOUTHERN
PINE No. 2, W/ SPECIFIC DENSITY OF 0.55 OR EQUAL.

1/4° 8 LAG SCREWS @ 8° 0. C.
W12 il PENETRATON . 4
4 G e -
. QASS OF EXISTING
L‘é:’/'n-’f'sﬂ;"-s L/ % WOOD HEADER WNDOW OR S. G. D. ®
(Dp. TOP, WIERIOR). L/ £ 'l:. 33445'5' o.s'c.
/1 %
A)ordd WrISSSuUS - b
: / A <
.. AN 0 " " > s
. ~
I L/ ) v i fm' ¢ 1 11
1] / ~§ +H / L] . TT
i i—© P I 5 Lhs sy
REQUIRED u Ll 4o x |l i /] "
HI.% i ”,.____,(:> / -
%w/ 78 | I Az ;
f———SEE SCHEDULE FOR———— ’ . 10x 3°5 5. S
“ WOOD HEADER
SEPARATION 5' D s of| sy j - 54 af’ s x 7ﬂmwafnuu).
S e FOR—— *
au-ma ‘S'&psaéssaar / f 1°x 4" x 1/8° (Min,) B0B3-T5 75 Ahm,
—_— i 1 . m(c«f. W/ (2) 1/4° 0 x 4° LAG
Y § SCREWS @ EACH STUD (WOWDTH OF STUD)
] AND W/ 2° Win. PENETRATION INTO
—r EXISTNG STUD.
ALTERNATIVE 1 ALTERNATIVE 2 ALTERNATIVE 3
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INSTALLATION DETAILS ON =] 3 P F Ty < s
‘ : - RAFTER OR TRUSS. LOCATE ) [0 RwTER oR TRUSS. LoCATE
EXISTING WOOD BUILDINGS | B | B Lol i,

F14x3/4°5 S J 14 x 3478 S
S M S esac 0 S M S @8 ac B
+ F10rI° S S S MS /H ! fF10x 3 S S S S
u HH— W/ 7716 8 « 3/8° LONG T i '/7/15'-.5/5 LONG
I i BUSHING. (Typ. TOP.INTERIOR). 1 I ow
I i i jf M oF ONTEROR)
y - —® : —®
SEE SCHEDULE——] SCHEDULE——q
o i, g S T i, S
o TG, WINOOW OR S. G O WNDOW OR S G Q.
gesyrsssus 3 $ LS 2 S
- OR 3/16° # Aum. POP v x
% /| mers @ 12°a c ALTERNATE n n 'gg ; " n % TYP IDP & BOTTOM )
ASTENER 14 4" BOTTOM (INTERIOR,
. IFIGIJ/:?‘:’:VS. i I -s" ';‘,S-%,q'gs’ i | .gq * f
HEL: i S OR 1/16% 8 Aum n il Ra florrss sk i il
POP AMETS © 12° 0. 1l " o AR . . " il N
/ N 0 1 2y sy, N Il SR
¢ " 1 & BOTTOM, INTERIOR. (8083~T8 ALLOY) ol i
—‘ t 10x3/4"S S S M S C . e
/ S A o g e \ 4 | o
; 006/7/1’-'7/' LEQ—= 2" x 8" wo0D l Jﬁ( e
2 = D Ky
n v//”_——_—
L/ \—/ra.J/4 sssu.s {NO FINISH ALLOWED)
/ oR .Vl:‘ ,lz_Ahgch —— 1/4 [ Ma xﬂﬂs \_/
A 1/4° $=20 5 3/4" PAN o Fa't .
HEAD PHILLIPS BOLTS W/ 1/4° 8 £1CO
L/ NUT & WASHER @ 12° 0. C. _J mrt:;/vr/am
--noa
/ 1 T o ) g CRILING & FLOGR MOUNTING INSTALLATION CEILING & FLOOR MOUNTING INSTALLATION
TUBE (Cont. By
3 SCHENS & EA U0 oM OF 1) — SECTION B o 1/60 - 10 ~_SECTION B1 SuE 1787 = 1
AND W/ Ry PENETRATION INTO
: £XSTNG STUD,
ALTERNATIVE 5 NOTE :
SOMUE 1/4° = 1* WALL/FLOOR/CEIL/NG MOUNTING SECTIONS CAN BE
COMBINED IN ANY WAY TO SUIT ANY INSTALLATION.
NOTES . Appnfreg“:;mmg;ﬂ?g with the
Florida g
1. INSTALLATIONS ARE ONLY VALID FOR INSTALLATIONS WITH DESIGN WIND LQADS Date { (p/ 2
LESS OR EQUAL THAN 75 p.s.f. AND 9°—0”" Maox. SHUTTER SPAN. NOA# O 2- OO . O

trol
2. FOR NEW WOOD FRAME CONSTRUCTION: WOOD MEMBERS TO BE SOUTHERN Miami Dade Product Con
PINE No. 2, W/ SPECIFIC DENSITY OF 0.55 OR EQUAL. giyﬂ] é ) Ié Lotl
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