MIA M FDADE MIAMI-DADE COUNTY, FLORIDA
| METRO-DADE FLAGLER BUILDING
BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305)375-2901  FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA)

Sunshine Aluminum Specialties, Inc.
5420 Maule Way
West Palm Beach, Florida 33407

Scork:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted
by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where allowed by
the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: ASSA /Extruded Aluminum Bertha Bahama Shutter

APPROVAL DOCUMENT: Drawing No. 99-163, titled “ ASSA / Extruded Bertha Bahama Shutter ”, sheets 1
through 8 of 8, prepared by Tilteco, Inc., dated May 10, 1999, bearing the Miami-Dade County Product Control
Renewal stamp with the Notice of Acceptance number and Expiration date by the Miami-Dade County Product
Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and the
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA renews NOA # 99-0517.01 and consists of this page 1 as well as approval document mentioned above.
The submitted documentation was reviewed by Helmy A. Makar, P.E.

NOA No 02-0604.02
Expiration Date: 07/01/2007
Approval Date: 06/24/2002
Page 1
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ANCHORS SHALL BE INSTALLED FOLLOWING ALL OF THE RECOMENDATIONS AND SPECIKFICATIONS
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8. EACH SHUTTER SHALL HAVE A LECIBLE AND READILY VISIBLE MARKING INSTRUCTING OWNER OR TENANT TO
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ISIBRITY OF THE CONTRACTOR TO VERIFY THE SOUNDNESS OF THE STRUCTURE
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007 WHERE SHUTTER IS TO BE ATTACHED TO INSURE PROPER ANCHORAGE.
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SCALE: 3/8" = 1"

(2) 1/4}-—20:2}5. s
WS w/ /8" x 3/12°
mmﬂv‘aa

VERTICALLY W/ 1/2° EDGE

ﬁ”ﬁ‘a’%ﬁ%\ G) (£
_/ 7 @ St s
v SHEET 8 OF 8)
Ox@ | ~vHZ1
iz22 = = m e oy
4 10x1 ’/60517@ | % < REQUIRED
S M S o Mhé | Y
[
% »
7
%
SECTION G - G

(FLOOR/CEILING MOUNT)

HURRICANE POSITION
SCALE: 3/8" = 1"

—————————— IT T
---------- I
i
| ‘—T-N
RIr= N
.
i €
I
il 00
-________________-_____________-:ji il ! §
o o—--sscoossssizsoszdzzzzzzzz-zJ ¥ FIH
<?='::::= ___________________________________ W ~
HE T (2) RAWL CALK-IN ANCHORS
---------- M (Typ. EA BRACKET)
L
sRIN o
| =
|
|
|
!

,I\——JI 10x11/2°5 M S
/4" (Typ. EA BRACKET)

DETAIL 2
SCALE : 1/27 = 1"

PRODUCT RENEWED
as complyiag with the Florida

Buiding Code
Acceptance No0 2 -0 60402

(2) RAWL CALK—IN ANCHORS
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1/4°
LAG SCREWS 0 6° 0. C.
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30" Max.
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B Cont.

J Cont.
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\
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L 1/4° #-20 THUMB SCREW

1/4" #-20 BOLT W/NUT
(1) 1/4° # x 3° LAG SCREW ©
EACH STUO (MIDWIDTH OF STUD,

1/4° 8 x 37 LOMG

EXISTING WINDOW
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(2) 3/16" # Alum.
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A LAC SCREWS @ 6° 0. C.
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2" Min. NOMINAL) AND W/ 1 1/2° Min.

PENETRATION INTO EXISTING STUD.

OPEN POSITION DETAIL : (74 m.p.h. OR LESS WIND SPEED)

SCALE: 3/8" = 1°
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PENETRATION INTO EXISTING STUD.

(2) 3/16" # Aum.
POP RNVETS

1/4° #-20 BOLT W/NUT
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EXISTING

WINDOW \

3.187"

1/4° 8 x 37 LONG
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ALTERNATIVE 3

SCALE: 3/8"

HURRICANE POSITION

= 1"
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SOUTH
DAT

INSTALLATION DETAILS ON EXISTING WOOD BUILDINGS

oR @ Cont.

Stu e STU x
o bt o ” o vt 0. o
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ALTERNATIVE 1 ALTERNATIVE 2
HURRICANE POSITION HURRICANE POSITION
SCALE: 3/8" = 1* SCALE: 3/8" = 17
WALL MOUNTING INSTALLATION & BUILD-0OUT
— SECTION A
NOTES :

1. INSTALLATIONS ARE ONLY VALID FOR INSTALLATIONS WTH DESIGN WIND LOADS

LESS OR EQUAL THAN +62.0, —~75.0 p.s.f. AND Max. SHUTTER SPAN
PER SCHEDULES ON SHEET 8 OF 8.

2. NEW 2" x 6" P. T. TO BE SOUTHERN PINE No. 2, SURFACED DRY WITH

19 X M. M. C. W/ SPECIFIC DENSITY OF 0.55.
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PINE No. 2, W/ SPECIFIC DENSITY OF 0.55 OR EQUAL
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WOQD HI
REQUIRED

SCREWS © 6° 0. C.

>

; WOO0 TRUSSES OR RAFTER
© 24° 0. C. REQURED
/1 . : \
/ .- @)
g% :
2 Min “"'/—@ Cont. r—— 5" x 3/16° Min.
1 : -—,750 — Alum. PLATE Cont.
L/ .500" = | (6063-T5_ALLOY) W/
- +F | 7 (2) 5/16° 8 x 3" [AG
L/ [H] v =4 = SCREWS TO EACH JOIST.
- : LOCATE SCREW AT
<_@ Cont.| MIDWIDTH OF EXISTING
14 x J/4" WOO0 MEMBER (2° Min.
1/4 8 x 3TUAC — § s s s /_© Cont.| NOMINAL WIDTH) W/
050 C 2° Min. PENETRATION.

W/ 1 1/2° Min,

PENETRATION

[=—SEE SCHEDULE —1

ON SHEET 8 OF 8 o SEE. SCHEDULE ON SHEET

s
8 OF 8 FOR MINMM i
1%}

FOR MININUM -
SEPARATION S° SEPARATION “S° TO GLASS
TO GLASS

Max. SPAN 1~

-
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ELEVATION ON SHEET 4 OF 8 FOR
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— 2° x 6 WOOD DECK bt | 7
REQUIRED -

———
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Min. PENETRATION INTO WOQOD DECK

PANELMATE © 6° 0. C. W/ 1 7/8°
Min. PENETRATION INTO WOOD DECK

ALTERNATIVE 4A ALTERNATIVE 4B

FLOOR/CEILING MOUNTING INSTALLATION
— SECTION A SCALE: 1/4" = 1"

2° x 4° WOOD STUDS
REQUIRED © CORNER

(Typ.)

(2) 1/4° # E1L.CO female
PANELMATE W/ 1 7/8" Min.

PENETRATION
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6 0. C. (1 PER BLADE)

O REAR ONLY
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o (D)

SECTION A-A
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(2) 1/4° #-20 RIVNUTS W/
(2) (/4" 9-20 x 1 1/2°S. S.
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W/ 1/2° EDGE DISTANCE

OR (2) 10 x 1 1/2°5. S.
S. .M S TOP & BOTTOM

(Typ. AT EACH BRACKET)

/roxrr/z
5. 5.5 M
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(WALL MOUNT)

1/4° #~20 RNUT © 9° 0. C.
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ELEVATION ON SHEET 4 OF 8 FOR
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PANELMATE w/ 1 7/8° Min.
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# POP RVET ©

6" 0. C. (1 PER BLADE)
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SECTION B-B

(WALL MOUNT)
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(2) 1/4° # ELCO female
PANELMATE W/ 1 7/8" Min.
PENETRATION

(FLOOR /CEILING MOUNT) Scaie :

SECTION G-G

1/4" =

INSTALLATION DETAILS ON EXISTING WOOD BUILDINGS

NOTES :

1. INSTALLATIONS ARE ONLY VALID FOR INSTALLATIONS WITH DESIGN WIND LGADS
LESS OR EQUAL THAN +62.0, —75.0 p.s.f. AND Max. SHUTTER SPAN AS
PER SCHEDULES ON SHEET 8 OF 8.

2. NEW 2" x 6° P. T. TO BE SOUTHERN PINE No. 2, SURFACED DRY WITH
19 X M. M. C. W/ SPECIFIC DENSITY OF 0.55.

J. FOR NEW WOOD FRAME CONSTRUCTION: WOOD MEMBERS TO BE SOUTHERN
PINE Nao. 2, W/ SPECIFIC DENSITY OF 0.55 OR EQUAL.

SCALE :

PRODUCT RENEWED

as complying with the Floridg
Buiding Code

1/4" =

2" x 3 J/16° (Max.)
x 1/8°
Alum. ANGLE (Cont.)

LOSURE
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() 174" #-20 x 1 _1/2°S. S
M. S © 3° 0. C. VERTICALLY
W/ 1/2° EDGE DISTANCE

OR (2) £10 x 1 1/2" S. S.
5. TOP & BOTTOM

(Typ. AT EACH BRACKET)
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SCHEDULE # 1

MAXIMUM SINGLE UNIT FOR A CORRESPONDING DESIGN PRESSURE AND MOUNTING TYPE

N UNIT ATIO,
CASE /1 : WALL + WALL MOUNT CASE I : TRAPPED TOR,
OR TRAFPED AT SIDES + SIOES 5 oF 8)
(SHEET 2 OF 8)  iiseees
BAHAMA SIDE BRACKET SIDE BRACKET
SHUTTER f.) —7 7 0re) — 1
TYPE =
ALTERNATE SIDE/ ? ?
o ] o—w—
DESIGN MAXIMUM SPAN "L" (IN)
PRESSURE
RATING (p.s.t.) MAXIMUM UNIT MINIMUM SEPARATION
AND CASE # wioTH "= (i) | W/0O SIDE BRACKET | W/ SIDE BRACKET  |75°ci4ss (In)
CASES | & Il
+56.0 , —63.0 427 52° N/A 3 1/8"
CASES | & Il . .
+75.0 , —100.0 42 N/A 96 2 1/8

SCHEDULE # 2

SCHEDULE # 1A

MAXIMUM MULTIPLE UNIT FOR A CORRESPONDING DESIGN PRESSURE AND MOUNTING TYPE

CASE /1 : WALL + WALL MOUNT MULTIPLE UNIT ELEVATION CASE N : TRAPPED TOP,
OR TRAFPED Al SIOES + SIOES 5 OF 8)
(SEET 206 8) L ireeeiissiiseen
@ or @ or
SIDE BRACKET %‘ = SIDE BRACKET
BAHAMA (Tre.) 1 (Trp-) i
SHUTTER u —— ] ]
TYPE BRACKET = ? ?
vg LJ 1 . AL L L L L L TYIYYYY
D
g+ i
DESIGN MAXIMUM SPAN L™ (IN)
PRESSURE
RATING (p.s.1.) | wuxmvum uNiT INTERIOR MULLION  |MINIMUM SEPARATION
AND CASE # WIDTH “w= (in) | W/O SIDE BRACKET | W/ SIDE BRACKET TYPE REQUIRED TO GLASS (IN)
CASE | i .
+50.0 , —43.3 36 1/2° 72 1,2 N/A Al 21,2
CASE | . . .
+62.0 , -75.0 36 1/2 N/A 83 A2 2 3/8
CASE 1l . . .
+62.0 , ~75.0 36 1/2 N/A 84 A2 2 3/8

LIMITATIONS FOR SINGLE AND MULTIPLE UNITS BAHAMA SHUTTER'S UNIT WIDTH (IN), SPAN L (IN) AND

CORRESPONDING MAXIMUM DESIGN PRESSURE (p.s.f.) FOR THE INSTALLATION OF SIDE & SILL BRACKETS

INTO CONCRETE & MASONRY BUILDINGS BY MEANS OF (2) 1/4” # x 7/8” RAWL CALK~IN ANCHORS *

MAXIMUM NEGATIVE SINGLE UNITS MULTIPLE UNITS
DESIGN PRESSURE SIDE & SILL BRACKETS *+ SIDE & SILL BRACKETS **
RATING (p.s.1.) TO CONCRETE TO BLOCK TO CONCRETE TO BLOCK
Max, W* Mox. 1° Max, W* Max. 1° Max. W° Max. 1° Wox. W*° Max. 1°
-55.7 42" 96" 42° 96" 36 1/2° 84° 36"
- . - . . - 36"
-65.0 42 96 42 g6 36 1/2 84 37-
-75.0 42 96 42 96 36 1/2 83 27/.
-83.0 42" 96" 42" 96° N/A N/A N/A
- . 42" 63
-100.0 42 96 36" 73 N/A N/A N/A

¥  FOR ELCO PANELMATES ((2) 1/4" ¢ W/ 1 7/8" PENETRATION) USED AT SILL & SIDE BRACKETS FCR INSTALLATIONS INTO WOOD. SEE SCHEDULES # 1 & f 1A FOR SHUTIER SIZE. By A
IN ANY CASE, MAXIMUM W" & 1" VALUES W/ CORRESPONDING DESIGN LOADS SHALL NOT EXCEED MAXIMUM VALUES INDICATED ON SCHEDULES f 1 & 1A

xx

SCHEDULE # 3

MAXIMUM ANCHOR SPACING AT TOP FEMALE HINGES B, ©, OR @ AS

WELL AS SILL ANGLE @ AT BOTTOM (AS APPLICABLE) FOR INSTALLATIONS

INTO POURED CONCRETE HEADERS AND SILL ***

DESIGN PRESSURE

SINGLE & MULTIPLE UNITS

RATING (p. s. 1.)

TOP & BOTTOM TO CONCRETE

ALL PRESSURES COVERED
IN SCHEDULE # 1 & F 1A

8" 0. C

PRODUCT RENEWED
as complying with the Florida

Buiding Code
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XKk Srf SHEETS 6 & 7 OF 8 FOR ANCHOR SPACING FOR INSTALLATIONS INTO WOOD FRAME BUILDINGS.
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