MIAM -DADE ' MIAMI-DADE COUNTY, FLORIDA
-: METRO-DADE FLAGLER BUILDING
BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
_ (305) 375-2901  FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA)

YKK AP America, Inc.
332 Firetower Road
Dublin, GA 31021

Scork: ,

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted
by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where allowed by
the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: YHC-300 O/G Hurricane Curtain Wall Single Glazing-S.M.

APPROVAL DOCUMENT: Drawing No. YHC-300-OG-SS, titled “YHC-300 O/G Hurricane Curtain Wall
Single Glazing Small Missile Impact Rated”, sheets 1 through 24, prepared by manufacturer, dated 8/5/02, signed,
dated and sealed by Walter A. Tillit Jr., P.E. on December 11, 2002, and bearing the Miami-Dade County Product
Control Revision stamp with the Notice of Acceptance number and expiration date by the Miami-Dade County
Product Control Division.

MISSILE IMPACT RATING: Small Missile Impact

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety. ‘
INPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors and
shall be available for inspection at the job site at the request of the Building Official.
This NOA revises NOA # 01-0228.09 and, consists of this page 1 as well as approval document mentioned above
The submltted documentation was reviewed by Jaime M. Eisen, P.E.
NOA No 02-1118.03
Expiration Date: March 04, 2006
Approval Date: February 06, 2003
Page 1




YKK AP America, Inc.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED
(For File ONLY. Not part of NOA)

A. DRAWINGS
1. Manufacturer’s die drawings and sections.
2. Drawing No. YHC-300-OG-SS, titled “YHC-300 O/G Hurricane Curtain Wall Single
Glazing Small Missile Impact Rated”, sheets 1 through 24, prepared by manufacturer,
dated 8/5/02, signed, dated and sealed by Walter A. Tillit Jr., P.E. on December 11, 2002,

B. TESTS
1. Test reports on 1) Small Missile Impact Test per SFBC, PA 201-94
2) Large Missile Impact Test per SFBC, PA 201-94
* 3) Cyclic Wind Pressure Loading per SFBC, PA 203-94

along with marked drawings and installation diagram of unit of O-O, prepared by
Hurricane Test Laboratory, Inc., Test Report Job 0231-0401-01 dated 4/11/01,
signed and sealed by Vinu J. Abraham, P.E.

2. . SeeNOA 01-0228.09 for additional test reports

C. CALCULATIONS
Structural analysis dated December 10, 2002, prepared signed and sealed by Walter A.
Tillit

D. MATERIAL CERTIFICATIONS
Saflex IIIG PVB Polyvinyl Butryal Interlayer, NOA 98-0728.05

E. STATEMENTS
1. Laboratory compliance letter signed by Vinu J. Abraham, P.E., on May 23, 2001.
2. See NOA 01-0228.09 for additional statements

/n gt

Jaime M. Eisen, P.E.

Product Control Examiner

NOA No 02-1118.03

Expiration Date: March 04, 2006
Approval Date: February 06, 2003



YHC—-300 0/G HURRICANE CURTAIN WALL SINGLE GLAZING

REV. DESCRIPTION

SMALL MISSILE IMPACT RATED

(SEE SEPARATE NOA FOR LARGE MISSILE AND/OR INSULATED GLAZING)

INDEX OF DRAWINGS

JYPES CONTENTS SHEET #
GENERAL COVER SHT. & GENERAL NOTES 1
ELEVATIONS ELEVATIONS KEYED TO SINGLE GLAZING DETAILS 2
GEN. DETAILS TYPICAL SEALANT DETAILS 3
TYPICAL DETAILS 4
_ 90" CGRNER 5
DETAILS FOR HEAD OPTIONS 6
SINGLE GLAZING SILL OPTIONS 7
STOREFRONT & DOOR 8,9
INTERMEDIATE HORIZONTALS 10
HEAD ANCHOR OPTIONS 1
SILL ANCHOR OPTIONS 12
SPLICE & ANCHOR CLIP 13,14,15
ANiﬁ?ngaus MID—ANCHOR CLIP 16,17.18
STOREFRONT & DOOR ANCHOR 19
MATERIAL LIST BILL OF MATERIALS FOR SINGLE GLAZING 20
MULLION CHART 21
DESIGN LOAD ANCHOR BOLT GUIDE —SINGLE SPAN- 22
VERIFICATION CHARTS.] ANCHOR BOLT GUIDE —-TWIN SPAN- 23
GLASS CHART 24

GENERAL NOTES:
1. MAXIMUM DESIGN PRESSURE RATING IS +90 PSF, —90 PSF,

2. SEE SHEET 21 TO DETERMINE MAX. DESIGN LOAD CAPACITY OF MULLION FOR VARIOUS
CONFIGURATIONS AND REINFORCEMENT. THE RESULT SHALL BE USED AS THE SYSTEM MAXIMUM
LOAD CAPACITY.

3. REFER TO ANCHOR SCHEDULE ON SHEET 2 FOR ANCHOR TYPE IDENTIFICATION. ALSO, SEE
SHEETS 22 & 23 TO VERIFY THE DESIGN LOAD CAPACITY OF VARIOUS ANCHOR BOLTS TO BE USED
WITH THE END ANCHORS. RESULTS FROM THIS VERIFICATION SHALL NOT EXCEED THE CAPACITY OF
THE SYSTEM AS PREVIOUSLY DETERMINED ON NOTE 2.

4. THIS SYSTEM COMPLIES WITH THE SMALL IMPACT TEST REQUIREMENT PER THE 2001 EDITION OF
THE FLORIDA BUILDING CODE AND THEREFORE NQ_SHUTTERS ARE REQUIRED, FOR INSTALLATIONS
ABOVE 30FT FROM GRADE. " =

5. ALUMINUM ALLOY ON ALL STRUCTURAL MEMBERS SHALL BE 6063—T5 WITH A MINIMUM YIELD
STRENGTH OF 23 KSI. ' ALL PRODUCTS WITH THE MARKING "YKK AP AMERICA® AND "MIAMI—DADE
COUNTY PRODUCT CONTROL APPROVED" ARE IN COMPLIANCE WITH THIS SPECIFICATION FOR
STRUCTURAL' MEMBERS, . o
6. SEE SHEETS 24 TO DETERMINE DESIGN LOAD CAPACITY OF VARIOUS TYPES OF GLASS FOR
DIFFERENT OPENING SIZES, BASED ON ASTM E-1300.

HOWEVER, OTHER CONSIDERATIONS OF THE BUILDING CODE, REGARDING THE USE OF SAFETY GLASS,
ETC. SHALL BE APPLIED AS NECESSARY. ALSO, GLASS MANUFACTURERS SHALL BE CONSULTED FOR
THEIR RECOMMENDATIONS.

7. SHOP DRAWINGS PREPARED BASED ON THIS APPROVAL AND TAKING INTO ACCOUNT THE SPECIFIC

JOB CONDITIONS, SHALL BE SUBMITTED TO THE BUILDING OFFICIAL AS PART OF THE PERMIT
DOCUMENTS.

8. STRUCTURAL STEEL NOTED ON THESE DRAWINGS AS "STEEL BY OTHERS" MUST WITHSTAND THE
LOADS IMPOSED BY THE CURTAIN WALL SYSTEM,

9. ALL STEEL IN CONTACT WITH ALUMINUM TO BE PAINTED OR PLATED.

GLASS TYPES APPROVED TO BE USED WITH THIS PRODUCT

(SEE SHEETS 24 TO DETERMINE DESIGN LOAD CAPACITY OF A PARTICULAR TYPE OF
GLASS FOR DIFFERENT OPENING SIZES)

(723
- o0
£
GLASS DESCRIPTION gg O | ouass SR,
TYPE ZZ| QuauFED
9/16" (1/4" GLASS + 0.060" PVB
BUTACITE INTERLAYER BY DUPONT .
@ + 1/4" GLASS) HEAT STRENTHENED 9/167 | HEAT STR. ONLY
GLASS ONLY.
9/16" (1/4" GLASS + 0.060" PVB
"SAFLEX" INTERLAYER BY SOLUTIA .
16" TR,
& + 1/4" GLASS) HEAT STRENTHENED 8/167 | HEAT STR. ONLY
GLASS ONLY. o

WALTER A TILLIT JR,, PE. | _Ssowe on o oox s onr

STRUCTURAL ENGINEER | ‘
Fi. LIC.NO. 43167 -

YKK AP AMERICA, INC.
S630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

Systew

YHC 300 SINGLE GLAZING SYSTEM

SCALE
NONE

DESCRIPTION

TABLE OF CONTENTS & NOTES

9‘»@@@/_@) e "::g—soo-oc—ss

REV.

/o 1o W
7 7

batt

8/5/02

SHEET MO
1 of 24
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YHC~300 SYSTEM SMALL

MISSILE

GENERAL_NOTES FOR SINGLE GLAZING,

1. DOOR AND STOREFRONT DETAILED HEREIN ARE:
DOOR; YKK MODEL 35H (PER CURRENT METRO-DADE
N.O.A.)
STOREFRONT; YKK MODEL YHS-S0 (PER CURRENT
METRO-DADE N.Q.A.)
REFER TO SPECIFIC DOCUMENTS ON THOSE PRODUCTS FOR
FURTHER INFORMATION.

2. SEE SHEET 21 TO DETERMINE DESIGN LOAD CAPACITY OF
MULLIONS WITH AND W/OUT STEEL REINFORCEMENT.

3. SEE SHEET 24 TO DETERMINE DESIGN LOAD CAPACITY OF
VARIOUS TYPES OF GLASS FOR DIFFERENT OPENING SIZES.

SEE_SHEET 21

MULL
SPACING

MULL
SPACING

SPACING

ANCHOR SCHEDULE

SYMBOL

DESCRIPTION ” DATE

TYPICAL USE

| Y%

' DESCRIPTION REF. DET'S
(D] "s" ANCHOR o] o) FF/12, G6/12
@ “F" ANCHOR ° 'y BB/11, HH/12
@ "T* ANCHOR . . cc/11, W12
® WINDLOAD CLIP oty o o] o) g?}ff,/'s"uf','é =
(@] peapLoap cLipr o] o g;%?ﬁ%é“

* ONLY ONE DEADLOAD APPLICATION PER MULLION/JAMB SEGMENT,
ANY OTHER ANCHOR IN THE SAME SEGMENT SHALL ALLOW FREE
MOVEMENT DUE TO THERMAL EXPANSION. SEGMENTS SHALL BE
CONNECTED BY MULLION SPLICE AS SHOWN ON SHEETS 13~15.

MULL MULL

SPACING

AD

INDICATES STEEL
REINFORCEMENT AS REQ'D

/ (SEE NOTE 21)

Y

/

MULL SPAN "L" (SEE SHEET 21)

I
i
|
/ I W/STEEL ! @
W/0 STEEL : PRODUCT REVISED
l ] : as complying with the Plorids
| -
a JJ 7 Z N 7 ArsptaceNo. 03
/// k1 o
9 710 By
| ..W (_@ O O Minsmi uct Control
(9A) (10A) . Div
\97/ \o7/ SEE _DOOR +30°=0" MIN. ELEV. ABOVE
O ‘ MAX. D.O.W. GRADE TO USE THIS SYSTEM
AS SHOWN (SEE SEPARATE RESERVED FOR METRO-DADE USE ONLY
LARGE MISSKE: NOA FOR UP
T0 30'~0" OF GRADE.) {530 CWALTNEY DRNE
WALTER A. TILLIT JR., P.E, I ATLANTA, GEORGIA 30336
STRUCTURAL ENGINEER SYSTEn Sca
ELEVATION KEYED TO SINGLE GLAZING DETAILS EL. LIC.ND. 43167 | YHC 300 SINGLE GLAZING SYSTEM |  1/2
SCALE 3/16" = 1" - 0" il m 3 S - ELEVATION
TILLIT TESTING & ENGINEERING COMPANY W TRAVING WBCR "V,
‘ 8595 NW 36*STREET, STE. 217 y’ YHC-300-06-5S
Hudplgd 10/ 2% o T T
MIAMI, FLORIDA 33165 Ty e L L R L
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APPLY BUTYL TO
FILL GAP AT ENDS OF
PRESSURE PLATE.

TYPICAL

SEALING DETAIL

APPLY SILICONE SEALANT TO FRONT
OF SHEAR BLOCK JUST PRIOR TO
INSTALLATION OF HORIZONTAL.
AFTER HORIZONTAL IS ATTACHED,
CLEAN EXCESS SEALANT.

HORIZONTAL _TO VERTICAL

/— SET IN SEALANT
| guery WM gy mll 7 V

| :\- €1-3011 MULLION END CAP
|

Lo o r FC-1410 F14 x 5/8" FHSMS

MULLION END CAP

(APPLY BEFORE MULLION ERECTION.)

/[ TidEco w \

TILLIT TESTING & ENGINEERING COMPANY
6595 NW 36*STREET,STE. 217
MIAM, FLORIDA 33166

.

WALTER A. TILLIT JR., PE.
STRUCTURAL ENGINEER
Fi. LIC.NO. 45167

Do
__7—"77;/_/:;\/

REV. DESCRIPTION

Ameriod”

SYSTEM
YHC 300 SINGLE GLAZING SYSTEM

DESCRIPTION

TYPICAL SEALING AND GLAZING DETAILS

DRAVING MUNIER
YHC~300-0G-SS
APPROVED BY | DRAWM BY  [DATE

Ja RTB 8/5/02

REV.

SHEET NO.

3 OF 24
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SEE NOTE #1 """ HWHTCS TYPE F SEE NOTE 1 ] 174 -zol;P:/:-
A 1 ‘@ (SEE SHEET 10) £9-3106 .| (H'HSEEICSSHEET - 53105
HM2516-w3 HM2516-W3
012" 0.C. 012" 0C. _
£9-3140 N E2-0336 el £9~3140 £2-0386 o0 !
- - HWHMS - = HWHUS
| 4 £9-3140 | :
] ‘ : 0 = S — 1 10 — =
: / £€1220 (2) \
SEE NOTE §2 —] ;‘1:4230?):/4' FHSMS \L'-M ‘ SEE NOTE f2 \— #12 = 1 1/4" FHSUS 1=3001
TYPE AB (2) : i vPE A8 (2)
oy R WALTER|A. TILLIT JR., P.E. ] ] N\ezcom
EY  ENGINEER ,
ST? B i UE%AL 4 Y ders e ’
o

21, LIC.NO. 44167

s_Em«@
z ||L‘Eco me. \

TILLIT TESTING & ENGINEERING COMPANY

/y}ff;/,;:'\.

505 NW 36*STREET,STE. 217
MIAMI,-FLORIDA 33166

SECTION @

*

REPLACE 5/8" LONG SCREW(HF2510) WITH 1" LONG SCREW(HF2516) FOR

ATTACHMENT OF STEEL REINFORCEMENT WHEN STEEL REINFORCEMENT OCCURS.

(SEE A-A ON SHT, 10)

NOTE:
1. 5/16" DIA. WEEPHOLE. {3)/HORIZ.

2. 5/16" DA, WEEPHOLE. (2)/HORIZ.

REV. DPESCRIPTION Y DATE

LOCATED (1) @ 3" FROM EACH
"END & (1) © MID-SPAN,

LOCATED @ 1/3 D.L.O. FROM ENDS.

PRODUCT REVISED
"“ﬂl’*&m the Floridg

RESERVED FOR METRO-DADE USE ONLY

SYSTER SCALE
YHC 300 SINGLE GLAZING SYSTEM /2

DESCRIPTION

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATUANTA, GEORGA 30336

TYPICAL DETAILS
DRAVING NUMBER REV.
YHC-300~0G-SS
APPROVED BY | DRAUN BY  [DAIL
Jia RTB 8/5/02

SHEET MO
4 OF 24
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REV.. DESCRIPTION 144 DATE

7 1/16" 10 3/16"
3 1/4" 11/16" 7 1/167 1/8°
-037
£9-3161
(L /
0 -
-
9-31
£9-3140
£2-0383
TEK 1024 (J10 x 1-1/2" TEK) "
o 18" oc. _
0 SEE _CHART _31 .S
0 /_:.u_u -
Ti/2 s\ /2 5 178 H 1/8" FORMED ALUM. g
~ PC 1210 (J12 x 5/8" PHSMS) ~
© 18" oC.
P.c-‘;glg'éllz x 5/8" PHSMS) 1/8" FORMED ALUM. : 037
3
L] 2 - K D
¥ . ;c:;glg'c('no x 3/4" FHSMS) -
- £9-3103 §| %_ “““
» n s
2 @l .
S TEK 1024 (F10 x 1-1/2" TEK) Sl £9-9302 (AL ANGLE) ® 316l ®
~ o 18" 0C. ~ = £9-3144 - ) §
] ' 3/
RETURN § 18" ¥
H
PC 1010 (FID x 5/8 PHSWS)
0 18" oc. . :c;cf_s:_lzso-:s‘? m.c
"
. \_1/8" FORMED AL,
3 0 5
£9-3140 s 13/16" €2-0376 PRODUCT REVISED
-31 [€2-0351, o tomplying with the Flocide
- 7 116 Buiding Cede ]
REF. : Acceptance No H2-/116.0%
s /4 | |H/16“ Expiration Dete
7 116" Y@ ‘
HMZ316-W3 @ 12° OC. 4
1/4°-20 = 1° HWHNS
SECTION @ SECTION @ '
OUTSIDE 90° CORNER INSIDE 90° CORNER ‘ o
: ’ RESERVED FOR METRO~DADE USE OMLY
S " »
WALTER A TILLIV JB., PE g
STRIICTURAL ENCIMEEZR - ATLANTA, GEORGWA 30336
Fil LIONG., 44957 eI STAE
‘ _ : YHC 300 SINGLE GLAZING SYSTEM | 1/2
DESCRIPTION
Z ||L| ECO nc. \ - 90° CORNER DETAIL
TILLIT TESTING & ENGINEERING COMPANY % TP =
§595 NW SG"STREET,SaTE-BW :;1—’“&’6 - YHC-300-0G-S$
AMI, FLORIDA 331 . APPROVED BY JORAUN B¥JDRIE TEET W0,
VIAWA, /Y e/ o ™ Ri8 | &/5/02 | 5 oF 24
’ 7
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N REV. DESCRIPTION by DATE

2 5/8° MIN, 3 1 1/16° ) 4' MIN, 2 8/167

SECTION ° |
ANCHOR BOLTS SHOWING ‘g 5

SECTION

SHOWING i | ANCHOR BOLTS

F" ANCHOR |~ SEE SHTS. 22 & 23. T micHoR Y / SEE SHTS. 22 & 23.
' |

——— -

S ST S —
hee B e - —
] i = — ——

et e o - —

§E SILICONE § g SILICONE
N oow 795\ : b B e
[

£
/
i

/

fifl
/
=

T . = -~ T T
ey, > £9-3108 T ANCHOR 1 £9-3105 T ANCHOR
- HM2516~W.
'{'}'f;f_'zso P HF2510-W1(2) 17429 3 HF2510-w1(2)
HWHMS —_ 1/4"=20 x 5/8"° HWH -s - = 1/4°20 x 5/8"
© 12" O.C. HWHTCS TYPE F 0 12" oc. : HWHTCS TYPE F
-» ® | -—» )
£9-3161 PC1010 E1-3001 £9-3161 PCI010 E1-3001
no x 5/8 PHSMS no x 5/3 PHSMS
. 13 v
!I 3 4i|f
d ] : 1
_____ H v H : i H t 1110

FC1220(2) — £9-3162 . SEE NOTE 1 FC1220(2) ' T\ £9-3162
12 x 1 1/4" FHSMS £2-0351 g F12 x 1 1/4" PHSMS
TYPE AB TYPE AB
£2-0376 1 £2-0376
5 1/4 11/16" 35 1/4"

SEE NOTE f1

11/16"

© JAMB © MULL.

NOTE
E = 1. 5/167 DIA, WEEPHOLE. (2)/HORIZ.

SILCONE LOCATED @ 1/3 D.LO. FROM ENDS.
Dow 795'\ 11 /3 DL

E9—31 3
2 5/8" MIN, 3 1 1/18" RRxS

ALTERNATE } |
SECTION ‘ ! ! 25 16-w3 T £9-3105
SHOWNG 11 11 ANCHOR BOLTS y ¥l Pl HF2510-W1(2) =
" ANCHOR iy by |~ See sts. 22 & 23. s — 1/4"-20 x 5/8°
gE ' b 0 12" oc. HWHTCS TYPE F
z SILICONE I I i I I .
. £9-3162 "
S 0o 795N V1 > ! | ! £9-3161 - 1-3001
M i Ly = | T ’ 3/16"
£ [ %w e L —
£9-3105 T ANCHOR, }
ril
{yFokt szsw-m(z} 3 : = A‘_ 3 - '
S 1/4°-20 x 5/8° SEE NOTE f1—_— | - )§ £C1220(2) g
0 12° oc. HWHICS TYPE F 1 $12 % 11747 FHSHS | =
£2:0351 -] : TveE AB | |
: & H | e
£9-3161 ‘ €>’K_Pcmw ‘ £1-3001 ! £2-0376 ! |
2 no x 5/3 PHSUS : | FRODUCT REVISED
23 com
SECTION : M | i plying with the Fioridg
| o @ ' ' Lt — - | AccpiameeNo02-44 %
2 — AoHoR. cuP f : | E 18 03
,,,,,, et f HuS072 (1) oR5_4 1 Dete b
SEE NOTE f1 \_FClZZO(Z) 1/27-13 » 4 172" wns™] I |
$12 x 1 1/4° FHSMS v 5000 (1) Y] STEEL BY OTHERS By,
TYPE A8 i 1/2°=13 HHMN ’ | w Misal Control
£2-0376 / W 5000 (2)_/
11/16" ' 5 1/4" { 1/2° Fw /
Y i B 1 WS 5000 (1) _/
f 1/2" siw —r — -

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.

5630 GWALTNEY DRIVE

ATLANTA, GEORGIA 30336
Amerioe”

[SYSTEM SCALE
YHC 300 SINGLE GLAZING SYSTEM 172

l ||Ll ECO INC. 5 I — 4" \ DESCRIATION

: . ’ . o J HEAD DETANLS
TiLLIT BTSEQSST:INﬁ :Jg?égg%?sl{.‘g g%MPANY :C) % 1/18 - 5 1/4 ' E1-1204 DRAVING MUMBER ~[REV-

NIAMI, FLORIDA 33166 WAL L . YHC-300-0G-SS

APPROVED Iy |DRAWN BY DATE m1 N
/ 'y/// o~ Ja "% ' 8/5/02 | & OF 24

1 1/4"

I
-_.}._-
I

N
r
l
I
|
1
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REV. DESCRIPTION L4 DATE

SECTION 7 1/18" SECTION Q 7.1/16
SHOWING 11/16" . 5 1/4" SHOWWG 11/16" S 1/4"

J" ANCHOR
£2-0376 £2-0351

2-0351
FC1220(2) £9-3162 E9-3161

#12 x 1 1/4" FHSHS \ I

TVPE A3 / El:ﬁ-"’\

S AN

€9-3161
£C1220(2) £9-3162

12 x 1 1/4 fHSMS
TYPE AB —

3/4
AL

i 1o t=_—_——-—'ﬁ_ i . ‘ =
\ £1-3002-2 S ¢ £1-3002-1
\ £2-0353 L~ anctor L~ ancror
l » -
SEE NOTE 1 e A SEE NOTE 1 ]
i r\ MBI (2) GRS . r\ (2) _ors
L = 3/8°-16 = 1° HHMS 25163 L { ) I 3/B16 x4 HAUS
vRR . | - ~ §~\§7e‘“3° & S Al Q‘\.va' o
HWHMS - N 3800 - N
0 12° 0C. \;75 0 « 0 12" ocC. : \:75‘?73:0 (O]
SEE NOTE f2 — = ,..El:t[: - ]'—'- ‘_"78.-.”3&(?) SEE NOTE §2 -] — —3 3‘%(1)
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YHC 300 SINGLE GLAZING SYSTEM |  1/2
SPLICE & WINDLOAD ANCHOR CLIP OAD ANCH DESCRIPTION i
DETAIL DETAIL __ :::':::n AND ANCHOR CUP DiT‘:ILS
© MULL.<:> © MJLL.. YHC-300-06~-SS
[APPROVED BY | DRAWN &Y |DATE SHEET WD |
Ja RTE 8/5/02 |14 OF 24
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FFOB0B §8-32 X 1/2°
FHTCS TYPE F

1/27 NOM.

FC1212 12 x 3/4"
FHSMS TYPE AB

/_ (2 / SI0E)

5 1/4"

(1" WAX.)

SECTION (: )
© JAMB

STEEL BY OTHERS STEEL BY OTHERS
_\ 3/16" 4 e70xx
/.

e
L L
7~
HMS5072 (2
=13 x 4 1/2"
/" HHMS GR.S

FFD808 §#8-32 x 1/2°

FHTCS TYPE F\

—

FC1212 §12 x 3/4"

FHSMS TYPE AB
/_a / SDE)
E1-3008

L4

£9-3103

3/16",

E70%X

STEEL BY OTHERS

SECTION
© MULL.

SILCONE /

DOW 795

(111

HM 5000 (2)

i gwssooo(z)
WW 5000 (4

)

\ €1-1204; W/L

5 1/4”

e

SECTION ( )
© JAMB

E1-1204(2): WAL

REV. DESCRIPTION Lig DATE

[ "ILIECO e o;ﬁmv
T TESTING & ENGINEERING C
td 595 NW 36STREET,STE. 217
MIAMI, FLORIDA 33166

3/16"
/ E70XX

WALTER A. TILLIT JR., P.E
STRICTURAL ENGINEER

i LIC.NG. 81157

E3-01

£9-3103

5 1/4"

SECTION
© MULL.

D e S
s L i

PRODUCT REVISED
as complying with the Florids
Buldiog Code

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATUANTA, GEORGIA 30336

Amorien
SYSTEM SCALE
YHC 300 SINGLE GLAZING SYSTEM 1/2
DESCRIPTION

SPLICE AND ANCHOR CLIP DETAILS
DRAWING NUMEER REV.

YHC—-300-0G-SS
AFPROVED BY |DRAVN BY  |BATE SHEET NO.
JIA RTB 8/5/02 |15 OF 24
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STEEL 8Y OTHERS
E9-3103

/4 I n Zl E70XX

7/,
Al
]
HUS072 (2) RS _
1/2°=13 x 4 1/2° HHMS
HM 5000 (2
e i~ - e %] = = — & OF FLOOR
WW 5000 (4)_/
1/2° fw
wS 5000 (2)
1/2° Sww =
1.8 \\:1-1205
c 7
/
)
/]
s 1/4 T

DEADLOAD ANCHOR CLIP

DETAIL (::)
© JAMB

E9-3103

Ve
Al

| %\A/ I 3/1%-‘ E70xx

REV. DESCRIPTION L2 DATE

STEEL 8Y OTHERS

2.1/2"

...._..___..--___!.

NN
SN\

) H}azson; (2) /2 CR.S _/7
1/2°-13 x 4 1/2° HHMS
HM 5000 (2) / E1-1204
1/2°-13 HHMN

WS 5000 (2) /
1/2° SLw P
:'}'2.50Fa° @A 1y
-
5 1/4" 1"
w

DETAIL ‘
© JAMB

WALTER A. TILLIT JR., P.E,
STRIUCTURAL ENCGIMEDR

S L T
}:L P AW TS SR

/ luJ_g._gomR

TILLIT TESTING & ENGINEERING COMPANY
6595 NW 36"STREET,STE. 217
MIAMI, FLORIDA 33166

Do B,
/ y// (o

- —— & oF FLoOR

1

PRODUCT REVISED
23 complying with the Florids

Buiding Code
Accepisace No02-1 119,03
Expiratjon Date

By
Miassi et Control

RESERVED FOR METRO~DADE USE ONLY

WEGIE YKK AP AMERICA, INC.

5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

Amerissd
SYSTER SCALE
YHC 300 SINGLE GLAZING SYSTEM 1/2
DESCRIPTION
MID—ANCHOR CUIP DETAILS
DRAVING MUMRCR REV.
YHC-300-0G~SS
[APPROVED BY |DRAWN BY  |DATC SHECET NG,
JIA RT8 8/5/02 |16 OF 24
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Lid DATE

DESCRIPTION

REV.

= STEEL BY OTHERS

,STE. 217
, FLORIDA 33166

HLIECO .

TILLIT TESTING & ENGINEERING COMPANY

MIAMI

6595 NW 36"STREET

¢ or rocrWALTER A. TILLIT JR., P.E

STRUCTURAL ENGINEER

!

/ V’ﬂ/&v

Fi. LIC.NO. 44157

RESERVED FOR METRO-DADE USE ONLY

Ameriers

YKK AP AMERICA, INC,
5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336
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ET=~-3007
MID~-ANCHOR
REINFORCEMENT

£9-3103

11/4"

1

A

o s e o o 0 A i e e O B e i i
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. s e B S S e

FFOB08 J8-32 x 1/2°

FHTCS TYPE F

- — v
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o o o

s 1/4

S 1/4°
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ANCHOR

6

ANCH

2O

DETAIL

DETAIL

© MULL.

© MULL
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REV. DESCRIPYION ]| DATE

. STEEL BY OTHERS STEEL BY OTHERS " - STEEL BY OTHERS
3/16 3/16 3/16
/ 2l Eroxx / 71 __E70XX / /] __E70xX
N N N

Vr/r —7 ~ ~,

fAy.y4 _ —
[ HM5072 (2) A ) ( HM5072 (2 L

=13 x 4 1/2" / T727=13 x 4 1/2"
HHMS GRS HHMS CR.S
HM 5000 (2) HM 5000 (2)
3 N ‘ - "
= [ | i
WS 5000 (2) 5 - ¥5 5000 (2) $
bt 1)
- .
WW 5000 (4) 613007 W 5000 ¢4
E3-0103 1 E3-0103
£9~3103 FFO808 ::'—c;z T:P::/:'_\ £9-3103
Y/ N 4
i . [\ 0\
...... = -
SILICONE _/
oow72s- | 1R PPy
1/2° NOM. 3
1 8

SECTION - . SECTION ‘

PRODUCT REVISED
23 complying with the Ficcide

WALTER A, TILLIT JR., P.E,
STRUCTURAL ENGINEER -

3 i ‘ RESERVED FOR METRO-DADE USE ONLY
FLL LICNO. 43157

YKK AP AMERICA, INC.

5630 GWALTNEY DRIVE

ATLANTA, GEORGIA 30336
Amerios

SYSTEM SCALE
YHC 300 SINGLE GLAZING SYSTEM 172

Z 1‘ Ll ECO iNC. S ' DESCRIPTION )
TILLIT TESTING & ENGINEERING COMPANY M MID-ANCHOR CLIP DETAIL
6595 NW 36"STREET,STE. 217 TRAVING WABCR r&v.

YHC-300-0G-SS
MIAMI, FLORIDA 33166 /q/, ze e 00-0e-ss
JIA RTB 8/5/02 |18 OF 24
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REV. DESCRIPTION ” DATE

3

™ NOM

174" 2 1/2" N = E£9-0604 ' 21/2" p oy /e
1l 1 N\ | [
1 I
WHEN REQURED: E1-0175 . O t l:
2 1/2%4 1/2°%3/16 :4 1 b : T
N At N : : E1-1068
[ & ih 1
! i 1§
4 ' |
£9-3103 (4 i T £9-3103
i
1
ness vz;:c:ﬁs‘isf | E ! \ il S
¥ : — N i R TPE A8
= ’) £1-3006 i H u u £1-3006
::Jn_ 4 11 i ]
__________ = : ]
e i i ™ 5 —_— 1 ] i H ¥
| |{]| e 3 E— I [P
£1-3001 ]~ A ! - - : — [ M A | 1-3001
HF2510-W1(2) : : - 1 ] : : HF2510-w1(2)
1/4°-20 x s/a;_' h i ] ] i - | i 1/4°-20 x 5/8"
HUHTCS TYPE | : ] ¥ : | : ‘ HMHTCS TYPE F
- ey 4
i 1 ] ~ 1 ]
_PC1010 i | - I — : : PC1010
no:s/s":sg : : | L : | : 1 #:E:A:/rmsus
1 | 1 [} = i 1 B i :
1 s . 5 A { ] =HIE ]
~ ! ! — | ° 3 | u ! ! J ——
—— DU\ A L ' N [
g1 H His 1 1 < TlL |
1 E1-3003-1 . £1-3003-1 )
! I T acHR N I T AR l 1
1 ! \mm BOLTS ANCHOR BOLTS ! !
l SEE SHTS. 22 & 23. SEE SHTS. 22 & 23, l
2 /4" 3 2 1/4° | 21/4" s 2 1/
SECTION . SECTION < )
© DOOR © STOREFRONT
PRODUCT REVISED
‘a3 complying with the Florids
WALTER A, TILLIT JR., ‘Pf%.
STRUCTURAL EN@ENE%R RESERVED FOR WETRO-DADE USE ONLY
Fi. LIC.NO. 43157 YKK AP AMERICA, INC.
. $630 GWALTNEY DRIVE
ATUANTA, GEORGW 30336
Amerios
SYSTEM SCALE
YHC 300 SINGLE GLAZING SYSTEM 1/2
‘|L| ECO wec. ) SEE DETAIL OF DOOR AND DESCRIPTION
TILLIT TESTING & ENGINEERING COMPANY ‘ STOREFRONT IN THE STOREFRONT/DOOR SILL ANCHOR DETAILS
8595 NW 36" STREET,STE. 217 M CORRESPONDING NOTICE OF WBER REv.
MIAMI, FLORIDA 33166 - ACCEPTANCE YHC-300-0G-SS
/-’y// O N APPROVED BY | DRAWN BV |DATE ST
JA RT8 8/5/02 |19 OF 24
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MATERIAL LIST PART LIST e :
DESCRIPTION SHAPE #] MATERIAL | BASIC DIMENSIONS REMARK REV DESCRIPTION PART # MATERIAL BASIC DIMENSIONS |COLOR REMARK REV
VERT. MULL. EQ9-3103 | 6063-T5 3"x61/8" EXT. GASKET 3/16"F.C. | E2-0351 EPDM BLACK |EXTERIOR FOR 9/16" GLASS
HORIZONTAL E9-3106 | 6063-T5 - 3"x61/8" INTERIOR GASKET E2-0376 EPDM BLACK [INTERIOR
OPEN SIDE HORIZ. E9-3105 | 6063-T5 ~ 3"x61/8" FOR SILL & HEAD END DAM BLOCK E2-0358 | E.V.A. SPONGE GREY _|AT EVERY HORIZ. END
TYP. PRESS. PLATE E9-3140 | 6063-T5 2 1/2" x 5/8" FOR VERT. & HORIZ. MULLION ISOLATOR TAPE E2-0356 PVC SPONGE 11/16" x 1/8" BLACK |FOR PERIMETER PRESS. PLATE
PERIM. PRESS. PL. AS-3144 | 6063-T5 23/4"x11/4" FOR JAMB, HEAD & SILL SETTING BLOCK E2-0357 _EPDM 7/16" x 7/16" x 4" LG, BLACK [FOR 1/4" SPANDREL GL. (2/LITE)
SNAP COVER E9-3161 | 6063-T5 3"x 11/16" FOR VERT. & HORIZ. MULLION SLIP PAD E3-0103 NYLON 33/4"x5"x 1/16" WHITE [FOR STEEL ANCHORS
2 PIECE FLUSH FILLER E9-3162 | 6063-T5 47/8" x 5/16" FOR OPEN SIDE HORIZ.
ANGLE E9-9303 | 6063-T5 11/2"x11/2" FOR 90" CORNER
FH SMS (F) FF-0808 | ST.ZINC PLATED #8 x 1/2" TO LOCATE E1-3007
FH SMS (AB) FC-1016 | ST. ZINC PLATED #10x 1" FOR E9-3141 ADAPTOR
FH SMS (AB) FC-1212 | ST. ZINC PLATED #12 x 3/4" FOR SPLICE SLEEVE
FH SMS (AB) FC-1220 | ST. ZINC PLATED #12x11/4" FOR HORIZONTAL/SHEAR CLIP
FH SMS (AB) FC=1410 | ST. ZINC PLATED #14 x 5/8" FOR MULLION END CAP
\ PART LIST PH SMS (AB) PC-1010 | ST.ZINC PLATED #10 x 5/8" FOR ANCHOR SLEEVE
SHEAR CLIP E1-3001 | 6063-T5 41/2"LG. HORIZ. TO VERT. CONNECTION HWH TCS (F) HF2510-W1| ST. ZINC PLATED 1/4" - 20 x 5/8" FOR SHEAR CLIP
ANCHOR / SHEAR CLIP E1-3002 | 6063-T5 41/2"LG. SILL TO VERT. CONNECTION HWH TCS (F) HF2516-W1| ST. ZINC PLATED 1/4"-20x 1" FOR SHEAR CLIP & STEEL REINF.
"T" ANCHOR E1-3003 | 6061-T6 4" LG. TOP ANCHOR HH MS HM-2516-W3| ST. ZINC PLATED 1/4"-20x 1" FOR PRESSURE PLATE
"F" ANCHOR E1-3004 | 6063-T5 4" LG, TOP JAMB ANCHOR BOLT HM-3864 | ST. ZINC PLATED 3/8"-16 x 4" FOR -"J" ANCHOR MULLION
SPLICE SLEEVE E1-3005 | 6063-T5 6" LG. FOR MULTI-SPAN APPLICATION BOLT HM-3816 STEEL GR.5 3/8"-16 x 1" FOR "J" ANCHOR JAMB
ANCHOR SLEEVE E1-3006 | 6063-T5 3"LG. USE WITH 'T" & 'F' ANCHORS NUT 3/8" HM-3800 STEEL GR.5 3/8"-16 FOR "J" ANCHOR MULL. & JAMB
{REINF. SLEEVE E1-3007 | 6063-T5 29" LG. AT MID-SPAN ANCHOR IN TWIN SPAN WASHER 3/8" WW-3800 | ST. ZINC PLATED 3/8" FOR "J" ANCHOR MULL. & JAMB
SPLICE SLEEVE E1-3009 | FORMED ALUM. 2'LG. FOR COVER LOCK-WASHER 3/8" | WS-3800 | ST.ZINC PLATED 3/8" FOR "J" ANCHOR MULL. & JAMB
END PLATE E1-3011 { ALUM. SHT. FOR VERT. MULLION SINGLE GL. NUT - 1/2" HM-5000 | ST. ZINC PLATED 12" - 13 FOR INTERMEDIATE ANCHORS
WASHER - 1/2" WN-5000 | ST. ZINC PLATED 1/2" FOR INTERMEDIATE ANCHORS
STEEL REINFORCEMENT E1-0175 | STEELA36 | 2 1/2"x4 1/2"x3/16" |FOR INTERMEDIATE VERT. LOCKWASHER - 1/2" | WS-5000 | ST. ZINC PLATED 1/2" FOR INTERMEDIATE ANCHORS
- BOLT HM-5072 STEEL GR.5 1/2"-13x 4 1/2" FOR INTERMEDIATE ANCHORS
STEEL ANGLE E1-1204 STEEL A36 4" x 4" x1/4" x 5" LG. WINDLOAD ANCHORS
STEEL ANGLE E1-1205 STEEL A36 4"x4"x1/4"x 4" LG. DEADLOAD ANCHORS
RAWL-STUD ANCHOR 1/2" x5 1/2" CONC. ANCHOR (SEE SHTS.30-38)
RAWL-BOLT ANCHOR 3/8" x 4" CONC. ANCHOR (SEE SHTS.30-38)
DEPTH]| SYSTEM YHC 300
DESCRIPTION HURRICANE CURTAINWALL
DOW 795 SILICONE FOR PERIMETER CAULKING
FINISH PAINTED OR ANODIZED -
NOTE :
BILL OF MATE RIALS HARDWARE N/A REV DESCRIPTION BY DATE
PRODUCT REVISED -
s eomplying with the Flerids
FOR SINGLE GLAZING g e ) 1118.03
) Expiratiop Date,
By
Mami t Comtrol
GLAZING SEE ELEVATION SHEET LOOSE PART NQ. YHC-300-OG-SS
[s] SELECTION PART CKD BY BY DATE SHEET NO.
| [OP] _ OPTION PART Y: COLOR INDICATED JA RTB |8/5/02 200f24
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YHC 300 0/G SINGLE SPAN

b b2
| | i
b= bl + b2
2

REV. DESCRIPTION Y DATE

MAXIMUM MULLION SPAN "L” (Ft) SCHEDULE FOR A GIVEN MULLION

SPACING "b” (Ft) AND A GIVEN DESIGN WIND LOAD "W” (psf)

CASE 1 : SINGLE SPAN WITH UNREINFORCED MULLION. (SEE DET. 3/SHT.4)
CASE 2 : SINGLE SPAN WITH REINFORCED MULLION FULL HEIGHT.(SEE DET. 2/SHT. 4) (LENGTH OF E1-0175=L—6 1/2%)
CASE 3 : TWIN SPANS WITH REINFORCED MULLION AT INTERMEDIATE SUPPORT ONLY.(SEE DET'S 54 & 54A/SHT.17 & SECT.

QQ/SHT.18) (LENGTH OF E1-3007=29").

MAXIMUM

besiGy | . . |CASE 1[CASE 2[cAsE 3
LOAD b — — —
”wll L L L

3'-0" 11'=6" | 14'=0" | 14'-0"

3-6" | 11’-6" | 14'~0" | 140" |

4'-0" | 11'-6" | 14'=0" | 14'~0"

+60.0 4'=6" | 10'-11"] 14'=0" | 14'-0"

5'-0" 10'-5" | 14'-0" | 14'=0"

5'-6" 9’1" | 13-7" | 13'-7"

'~0" | 9'~6" 13-3" | 13’'-3"

6
3'-0" 11'-6" | 14'-0" | 14'-0"
6 11'-6" | 14'=0" | 14'-0"

MAXIMUM

DESIGN . CASE 1{CASE 2]|CASE 3
LOAD b wmn " on "on
nwn L L L

3'-0" 11'-6" | 14'-0" | 140"
3-6" | 100-9" | 14’~0" | 140"
4'-0" 10°-0" | 13'-9" | 13'-9"
4800 | 4-6" | 9°—6" | 13'-3" | 13°-3"
5-0" | 9'=0" | 12°-9" | 12'-9"
5'-6" | g’-7" 12'-4" | 12°-4"
6'~0" | 711" | 11’=8" | 11’-8"
3'-0" | 11°-3" | 14’=0" | 140" |
3-6" | 10'-5" | 14'-0" | 14'=0"

b b2 3'-
| | | #-0" [ 1r-2" [ 1e—0" | 140" [ #-0 Te-9m [ x5 |35
l I I £65.0 4'-6" | 10'-6" | 14'-0" | 14'-0" +85.0 4'-6" | 9'-2" | 13'~0" | 13'-0"
] 5'-0" | 10'~0" | 13~8" | 13*-8" 5'-0" | g'-9" 12'-6" | 12'-6"
5-6" | 9'-8" | 13'-3"{ 13'-3" 5-6" | 8'~2" | 12°~0" | 120" |
- 8'=0" | 9'=1" | 12’107} 12'=10" 6'-0" | 7-6" | 11"-0" | 11"-0"
l 3'=0" | 11°-8" | 14’'=0" | 14’-0" 3-0" 10'=11"} 14'-0" { 14'-0" |
3-6" | 11°-6" | 140" | 14'~0" 3-6" | 101" | 13'~10"f 13'~10"
4'=0" | 10'-9" | 14'-0" | 14'-0" 4-0" | 9'-6" | 13'-3" | 13'-3"
£70.0 | 4'-6" | 10'-2" | 13'-10"] 13'~10" £90.0 | 4'-6" | 8'-11" | 12'-9" | 12'-9" ?ﬁgﬁmﬁm
5'-0" | 9'-7" 13-4" | 13-4 5'-0" | 8'-6" 12'-6" | 12'-6"
| | - 5'-6" | 9'=2" | 12-11"} 12'-11" 5-6" | 77-8" | 114" | 11°~4" m&oz—/”&%
—= . 6'-0" | g'-9" | 12'-7" | 12-7" €-0" | 7-0" | 10~4" | 10'-4" By, '
3-0" | 11'-6" | 14'~0" | 14'-0" M et Control
"3'-6" | 11°-1" | 14'-0" | 14'~0"
4'=0" | 10'-4" | 14'=0" | 14'-0" | ~
£75.0 4'-6" | 9°~9" | 13'-6" | 13'-6" WALTER A, TILLET JB., PE, RESERVED FOR METRO-DADE USE ONLY
5'-0" | =37 | 13'-0" | 130 STrUCTURAL ENGINEER YIX AP AMERICA, .
5-6" | g'-10" | 12'=7" | 12-7" Fi. LIG.NO. 44157 ﬁ. ATLANTA, ofoRow. 30538
6'-0" | g'-6" | 12'-3" | 12’-3" _ SsTEn SEALE
YHC 300 SINGLE GLAZING SYSTEM NONE
/ TIIECO we\ | o
TILLIT TESTING & ENGINEERING COMPANY MULLION CHART
b= b1 + b2 8595 NW 36*STREET STE. 217 Ocem=2 e HC-300-06-s5 |
2 MIAMI, FLORIDA 33166 /V/ //y\, s S T
JA JA 8/5/02 |21 OF 24
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REV. DESCRIPTION 14 DATE
DESIGN LOAD CAPACITY OF OPTIONAL ANCHORS — PSF NOTES:
POSITIVE OR NEGATIVE NOTES:
YHC 300 0/G SINGLE SPAN . ANCHORING INTO CONCRETE
OPTIONAL ASSUMING THE FOLLOWING:
ANCHORS CAN | 2 | 212 & zl2lels : CONDITION #8
L
CONDITION #1, OR §2 BE USEg TO z|lz|z]|z 2zl z]|=z]| =2 1. CONCRETE TO BE 3000 PSI MIN. "3 ANCHOR
’ LIMITATH NS =3 o = =] o o =3 =] © MULLION
CONDITION #3, OR 4 ON THIS -é § § :;; 'C;‘ § § § 2. EDGE DISTANCE AS SHOWN MIN. .
b1 b2 TABLE 21815158 8151518 3. SIZES AND EMBEDMENT AS LISTED g \ 3y
OPT. ANCHOR BOLT| OPT. ANCHOR BOLT PPROVED AN T TYP ~ =i + + z
. M M . r
X MU SToTaTo] SR To o oo e e | o
8'-6" | 6-0" }90.0/90.0[90.0{90.0 4'-3" |90.0{90.0|90.0}90.0 OF THE SYSTEM AS DETERMINED IN SHEET 21.
an - OPTIONAL ANCHORS MARKED BELOW ARE APPROVED — ———rr = —
oo 229 |90:0/90.0190.0{90.0 4'-6" 188.9190.0/88.9188.9 TO USE LIMITED TO CAPACITIES SHOWN IN TABLE. i =
6'-0" |88.9/90.0|88.9]|88.9 4'-9" |84.2{90.0|84.2|84.2 ) 38 T
s e B R OPT. A “POWER-BOLTS,
. 5'-6" |90.0/90.0/90.0{90.0 12'-0" | 5'-0" |80.0|86.7|80.0|80.0 WITH 2 1/2" EMBEDMENT INTO CONCRETE.
o'-6" | 5’9" 187.9|90.0{87.9]|87.9 5'-3" |76.2{82.5|76.2|76.2 ) WER BYScT>$HERs (2) ANCHOR BOLTS "F* 07 1/2" 0.C
. _— OPT. B). - .C.
6'~0" [B4.2[90.0|84.2|84.2 s'-6~ |72.7|78.8]72.7|72.7 WITH 3 1/2° EMBEDMENT INTO CONCRETE. J
*~3" |90.0/90.0{90.0{90. '-9" 169.6|75.4|69.6|69.6 ,
1o |33 |90.0|900/90.0]90.0 5 9- 69.6]75.4|69.6]6 et O 1 CoBOLT CONDITION #7|
, <E 5'-6" |87.3/90.0/87.3]87.3 6'-0" |66.7|72.2|66.7]66.7 WITH' 3° EMBEDMENT INTO CONCRETE. " ANCHOR
s'-9" |83.5/90.0{83.5]83.5 4'-3" |90.0/90.0{90.0{90.0 o1 D) 142" PON 5 © MULLION
6'-0" |80.0|86.7|80.0]80.0 4'-6" |85.3]90.0|85.3/85.3 . W'TH-LZ—-Q—EB-EQL—S'4. EMBEDMENT INTO CONCRETE. 5 :
. .« | 5°-0" |90.0{90.0{90.0]{90.0 4'-9" |80.8|87.6|80.5/80.8 = \
[ P Py prps Py g 12'-6" | s'_o" |76.8|83.2|76.8[76.8 sT0. E) 3/8° BOLT TEEL. ~ =l + +
5-3 1120.9187.1187. 5-0 bl b RAdaad KA W/ NUT & WASHERS INTO STEEL STRUCTURES. < —
5'-6* |83.1/90.0/83.1{83.1 5'-3" |73.1]|79.2[73.1]73. - A,
-9~ |79.5/86.1]79.5|79.5 '-6" |69.8]|75.6/69.8]69.8 STD. F) LGRS ST
5-9" |79-5186.1179:5]79. 5-6" 169.8)75.6/69.869. W/ NUT & WASHERS INTO STEEL STRUCTURES. R :
6'-0" |76.2|82.5/76.2{76.2 5'-9" [66.8/72.3/66.8/66.8 \ R :,r!? PN
— — STD. G) 1/2° HLTI " PER" R . R i 1 .
| TiLlECO . . oo~ L4=9" [90.0/90.0|90.0|90.0 6'-0" |64.0/69.3/64.0/64.0 W/ 4 174" EWBEDVENT INTO CONCRETE. 4" MmN, | o i is ..
It TESﬂNG&ENGiNE%Fg:_lg gg“”“ 5-0" [87.3]90.0|872.3]87.3 4'-0" [90.0]90.0]90.0{90.0 ) cor
6595 NW 36" STRE _— - STD. H) POWER-BOLT
WIAMI, FLORIDA 33166 5'-3" |83.1/90.0/83.1/83.1 4'-3" ]86.9190.0/86.9]86.9 W/ 4" EMBEDMENT INTO CONCRETE S "
5'-6" |79.3/86.0]79.3{79.3 4'-6" |82.1/88.9]82.1/82.1
CONDITION #1 I 5'-9~ |75.9|82.2{75.9{75.9 13-0" | 4'=9~ |77.7|84.2|77.7]77.7 CONDITION #SI
(2) ANCHOR BOLTS "G" ** — : — - L
-0~ |72.7|78.8|72.7| 72.7 -0" |73.8/80.0]73.8]73.8 J" ANCHOR . )
2 5/8" MIN. [ 3 S0 172 2 30 173 o JANE. . LIC.NOD. 41167
i Tl T 4'—6" |90.0{90.0]90.0{90.0 5'-3" |70.3]|76.2{70.3|70.3
. . .i . e . : 11°-¢" | #~9" |87.9]|90.0|87.9|87.9 5'—6" |67.1{72.7|67.1|67.1 %
- < - o HHE : O " o = Z
il e T 5'-0" |83.5[/90.0{83.5|83.5 3'-9" |90.0]|90.0{90.0/90.0 y =1 . + 3 @F‘r—s@ﬁ%
il e - ot . [I— ” -
i 5-3" |79.5/86.1|79.5{79.5 4'-0" |88.9]|90.0|88.9|88.9 N { /./; f/C?”\/
5'-6" [75.9]82.2|75.9]|75.9 o |43 |837]s0083.7]83.7 >
; 13'-6"
E — s'-9" |72.6]78.6|72.6|72.6 4'-6" [79.0]85.6/79.0{79.0 | i
; 6'~0" |69.6/75.4|69.6/69.6 4'-9" {74.9181.1]74.9|74.9 3 3/aﬁﬁj PRODU
\ s'-0" |71.1]77.0| 7.0 710 .,mpmmsm
L_ '~9" |90.0|90.0|90.0/90.0 STEEL Buiding Code the Florids
- P I .0]90.090.0|90.
F" ANCHOR 14’0 " Ampuue L 11}
@ JAMB. 4 #—0" |85.7/90.0]85.7|85.7 BY OTHERS (2)ANCHOR BOLTS "E" Expira %%
CONDITION #2' CONDITION #3| CONDITION #4| (2) ANCHOR BOLTS "F" ©7 1/2" (GCCONDITION #sl By
z . . Z Miami t Coatrol
STEEL (2) ANCHOR BOLTS "E" ** S (2) ANCHOR BOLTS "H™+* @7 1/2" 0.C STEEL = .
BY OTHERS : \ l BY OTHERS | % o JANCHOR
\ | 3 | S 4" MIN, o S . \ \ ' ~ .
Lared ift a °* . [ H
oy 3 ae \_Q\I ] P . § X
- % . . E!; : -, ‘.- ~7 '“ - yd = RESERVED FOR METRO-DADE USE ONLY
; T ; T T o = + + YKK AP AMERICA, INC.
¥ ; ; = ; DN 2630 GWALTNEY DRIVE
. ; i . : H . - ) Ametied ATLANTA, GEORGIA 30336
g ! E 3 i ! z SYSTEM SCALE
| H = = 5 E = L 1 YHC 300 SINGLE GLAZING SYSTEM 1/2
s i i 3 i i 3 "I}' . .{I: . DESCRIPTION
2 5/8" MIN. | . : /M . 3,‘ 3 /8 v, ANCHOR BOLT GUIDE -SINGLE SPAN-
{ , { g’ri:—’ T %i:‘ DRAVING NUNDER REV.
. "T* ANCHOR "I ANCHOR YHC~300-0G-SS
F* ANCHOR “ Z . bt
@ JAMB. @ MULLION © MULLION ! ! (Z)ANCHOR BOLTS "™ ** m,;:\a i mv:: lws:/s/caz 22:'0?24
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YHC 300 0/G TWIN SPAN

CONDITION #9, OR #10
CONDITION #11, OR_#12

_ \ bt b2
| \/:\ [
! ] :
[ UV

[l

h
AN

CONDITION #9, #10, #13, OR #14

' ZCONDITION #11, £12, #15 OR #16

CONDITION #9 i
(2)ANCHOR BOLTS

2.5/8" MIN, | 3"

.
L)
I W

5"

e
g =
-
X
L—— "F" ANCHOR
@ JAMB.

NOTES:

ANCHORING INTO CONCRETE
ASSUMING THE FOLLOWING:

1. CONCRETE TO BE 3000 PSI MIN.
2. EDGE DISTANCE AS SHOWN MIN.

3. SIZES AND EMBEDMENT AS LISTED

APPROVED ANCHOR BOLT TYPES:
NOTE: ALL ANCHORS LISTED BELOW, WHEN

USED IN THE CONDITIONS SHOWN HEREIN,
MEET THE CAPACITY OF THE SYSTEM AS
DETERMINED IN SHEET 21.

A) 3/8"POWER-BOLTS,
WITH 2 1/2" EMBEDMENT INTO CONCRETE.

B) "POWER-BOLTS
WITH 3 1/2" EMBEDMENT INTO CONCRETE.

C) 1/2" POWER-BOLTS,
WITH 3" EMBEOMENT INTO CONCRETE.

D) 1/2" POWER-BOLTS,
WITH 4" EMBEDMENT INTO CONCRETE.

E) 3/87_BOLT GR. 5 STEEL,
W/ NUT & WASHERS INTO STEEL STRUCTURES.

F) 1/2"_BOLT GR. 5 STEEL,
W/ NUT & WASHERS INTO STEEL STRUCTURES.

DESCRIPYION | pare

CONDITION #1 sl

STEEL
BY OTHERS

"J" ANCHOR
© MULLION

1/2" MAX.
1/4" MIN.

Z

{2) ANCHOR BOLTS "F" @7 1/2" O.C.

CONDITION #15'

"J" ANCHOR
© MULLION

% :
= \
’g =4 + _ +
HLIECO we. )
TILLIT TESTING & ENGINEERING COMPANY $_MIN.
6595 NW 36*STREET, STE. 217
MIAMI, FLORIDA 33166
CONDITION #14,
*J" ANCHOR l
© JAMB.
3
Y - S
o =1 + + 2 T
= RS /St o
[ ] H
3 3/8" udi

Ia—

(2) ANCHOR BOLTS “E"

STEEL
OTHERS

CONDITION {11o|

21
STEEL (2) ANCHOR BOLTS "t" S
B8Y OTHERS .,

2.

17 MAX,

4" MIN.

CONDITION #1 1|

(2)ANCHOR BOLTS "D" @7

8Y
CONDITION #12| (2) ANCHOR BOLTS "f" @7 1/2" 0C
“ 4
1/2" 0.C. STEEL =
BY OTHERS +
>

>~

L,

Z

1" MAX.

L— "F" ANCHOR

e JAMB.

H

]

P

G | . o

. [CONDITION #1 3'

L "T" ANCHOR

@ MULLION

L—- "T" ANCHOR

"J" ANCHOR
© JAMB.

1/2" MAX.

2 5/8" MIN. ‘I /j!g 3‘.3./8.-, ‘;!
‘.r‘.r.l_~_‘_+|
L

(2) ANCHOR BOLTS A"

e’

© MULLION ! !

. PRODUCT REVISED
as complylag with the Fleis
Buiding Code

RESERVED FOR METRO~DADE USE ONLY

YKK AP AMERICA, INC.
3630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

Awmeoriesd

SYSTEM SCALE
YHC 300 SINGLE GLAZING SYSTEM 1/2
DESCRIPTION

ANCHOR BOLT GUIDE ~TWIN SPAN-
DRAVING NUMBER REV.

YHC~300-0G~SS

APPROVED BY ] DRAWN BY DATE SHEET NO

Jia Jia 8/5/02 | 23 OF 24
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REV. DESCRIPTION By DATE

MAXIMUM DESIGN WIND LOAD "W” (psf) SCHEDULE FOR A GIVEN GLASS TYPE AND GLASS PANEL DIMENSIONS WIDTH “b” (in) x LENGTH "a” (in)

GLASS TYPES
uP.I " & uqu
MAXIMUM
WIDTH LENGTH DLESL%N
nb » "O [ LOAD
W

24" |from 24" to 120"| 90.0
30" {from 30" to 120"] +90.0
36 lfrom 36 to 120"} +90.0
42" [from 42" to 120"| %90.0
48" |from 48" to 1127 190.0
54" lfrom 54" o 100"] 190.0
60" | from 60" to 84" | +90.0

90" +85.5
from 66" to 78"| £90.0 _l TR [_
66 82" +88.5 Ao, - "O » [
72" |from 72" to 757{ £90.0 4 ; Y ITIIIIIIII ]
/] / A ,
"O » ; 2 E ; ,,b ”»
/] 4 A ;
/ Y A |
A / P77 77777
////,,;
a = b ALWAYS

GLASS PANEL SCHEDULE LEGEND

DIM. o & b REFER TO D.L.O. ON SHOP DRAWINGS.

‘ PRODUCT REVISED
1/4" HEAT STRENGHTENED GLASS
=0376 / (TYPES P1 & P2) mmwum
Acceptance N 02-/1/8.03
o Expiratiq Date
%ggso" PVB BUTACITE BY DUPONT (TYPE P1)

\ 0.060" PVB SAFLEX BY SOLUTIA (TYPE P2)
1

1/4" HEAT STRENGHTENED GLASS
(TYPES P1 & P2)

RESERVED FOR METRO-DADE USE ONLY

EXTERIOR
. TKK AP AMERICA, INC.
JAMB/HORIZONTAL 5630 GWALTNEY DRIVE
by S ATLANTA, GEORGIA 303368
SYSTEM SCALE
YHC 300 SINGLE GLAZING SYSTEM 1/2
GLAZING DETAIL -/_ ||L| ECO nc. 5 DESCRIPTION
FOR GLASS TYPES "P1". "P2"  TILLIT TESTING & ENGINEERING COMPANY g\ég _ "iI:ASS CAPACITY cumrs;E _
' Rl e
L 4 T T T
(e il i T
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