MIAMIDADE MIAMI-DADE COUNTY, FLORIDA
- METRO-DADE FLAGLER BUILDING
BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305)375-2901 FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA)

Eastern Metal Supply, Inc.
4268 Westroads Drive
Riviera Beach, Florida 33407

ScoprE:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted
by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where allowed by
the Authority Having Jurisdiction (AHIJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: 0.050” Solid Bertha Aluminum Storm Panels Shutter

APPROVAL DOCUMENT: Drawing No. 03-141, titled “ 0.050” Solid Bertha Aluminum Storm Panel”, sheets
1 through 15 of 15, prepared by Tilteco, Inc., dated July 02, 2003, last revision #1 dated July 02, 2003, bearing the
Miami-Dade County Product Control Revision stamp with the Notice of Acceptance number and expiration date
by the Miami-Dade County Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each panel shall bear a permanent label with the manufacturer's name or logo, city, state and the
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA revises & renews NOA # 01-0516.06 & consists of this page 1 & approval document mentioned above.
The submitted documentation was reviewed by Helmy A. Makar, P.E.

HJ? A M\/ NOA No 03-0707.02

Expiration Date: 08/07/2008
of / 21 / 0% ' Approval Date: 08/21/2003
Pagel
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GENERAL NOTES:
1. STORM PANEL SHOWN ON THIS PRODUCT APPROVAL DOCUMENT HAS BEEN VERIFIED FOR COMPLIANCE IN ACCORDANCE WITH THE 2001 EDITION OF THE FLORIDA
BUILDING CODE

9.119" (TOTAL WIDTH) DESIGN WINO LOADS SHALL BE DETERMINED AS FER SECTION 1619 OF THE ABOVE MENTIONED CODE, FOR A BASIC WIND SPEED OF 146 m.p.h., AND IN ACCORDANCE
6.000" W/ ASCE 7-98 STANDARD.
— : ] STORM PANEL'S ADEQUACY FOR IMPAGT AND FATIGUE RESISTANCE HAS BEEN VERIFIED IN ACCORDANCE WITH SECTION 1806.1.4 OF THE ABOVE MENTIONED CODE AS FER
(EFFECTIVE WIDTH) AMERICAN TEST LAB REPORT # 1022.01—98 AND # 0221.01~01 AS PER PA-201, PA-202 AND PA~203,
] " | ”
4.473 1,500 2. ALL ALUMINUM SHEET METAL PANELS SHALL HAVE 5052-H32 ALLOY OR 3004-H34 ALLOY.
A? T;fPfUCABLE 3 ALL ALUMINUM EXTRUSIONS SHALL BE ALUMINUM ASSOCHTION §063-TE ALLOY & TEMPER UNLESS OTHERWISE NOTED,
P
b 4. ALL SCREWS TO BE STAINLESS STEEL J04 OR 316 AISI SERIES OR CORROSION RESISTANT COATED CARBON STEEL AS PER DIN 50018 W/ 50 ksi YIELD POINT AND
Y 90 ksi TENSILE STRENGTH.
S 5. BOLTS TO BE ALUMINUM ASSOCIATION 2024-TA ALLOY & TEMPER, ASTM A~J07 GALVANIZED STEEL OR AIS! 304 SERIES STAINLESS STEEL, WITH 36 ksl MINIMUM YIELD
T PONT.
S T 6. ANCHORS TO WALL SHALL BE AS FOLLOWS: (UNLESS OTHERWISE NOTED)
| 2.125" |- S (4) TO EXISTING POURED CONCRETE:
. W — 1/478 TAPCON ANCHORS MANUFACTURED BY L.T.W. BULDEX (REGULAR OR 410 S.5,) AND ELCO TEXTRON (REGULAR).
~ ~ 1/4"8 CRETE~FLEX S54 ANCHORS MANUFACTURED BY ELGO TEXTRON,
~ 1/478 CF TAP—-GRIP ANCHDRS (BERTHA STUD—CON), MANUFACTURED BY TRU~FAST CORPORATION.
HALF PANEL — 1/4"8 ZAMAC NAILIN ANCHORS MANUFACTURED Y POWERS FASTENING, INC.
— 1/478 x 7/8% CALK~IN ANCHORS, 1/4"8 ELCO male & female "PANELMATE® OR 1/4"% ELCO male "PANELMATE PLUS” MANUFACTURED BY FOWERS FASTENING, INC.
AND ELCO TEXTRON, RESPECTIVELY.
NOTES:
A1) MINIMUM EMBEDMENT INTO POURED CONCRETE OF TAPCON ANCHORS OR CRETEFLEX SS4 IS 1 3/4% FOR ZAMAC NAILIN 1S 1 3/8% FOR CF TAP—GRIP ANCHORS IS
1 1/4% FOR ELCO PANELMATE AND ELCO male 'PANELMATE PLUS® IS 2"
A2) 7/8" CALK—IN ANCHORS SHALL BE ENTIRELY EMBEDDED INTO THE POURED CONCRETE,
NO" EMBEOMENT INTO STUCCD SHALL BE PERMITTED.
1/4"9-20 SCREWS USED SHALL BE 1 1/2" LONG MINIMUM SHOULD STUCCO EXIST, AND 1° MINIMUM FOR WALLS WITH NO STUCCO.
AJ) IN CASE THAT PRECAST STONE, PRECAST CONCRETE PANELS, OR PAVERS BE FOUND ON THE EXISTING WALL OR FLOOR. ANCHORS SHALL BE LONG ENOUGH TO
REACH THE MAIN STRUCTURE BEMIND SUCH PANELS, ANCHORAGE SHALL BE AS INDICATED ON NOTES A1) & A.2) ABOVE,
(8) TO EXISTING CONCRETE BLOCK WALL:
~ 1/4"9 TAPCON ANCHORS MANUFACTURED BY I.TW. BUILDEX (REGULAR OR 410 S.5.) AND ELCO TEXTRON (REGULAR).
~ 1/4"8 CRETE-FLEX 554 ANCHORS MANUFACTURED BY ELCO TEXTRON,
~ 1/4°9 CF TAP—GRIP ANCHORS (BERTHA STUD—CON), MANUFACTURED BY TRU—FAST CORPORATION.
~ 1/4°9 ZAMAC NAILIN ANCHORS MANUFACTURED EY POWERS FASTENING, INC.
~ 1/4"9 x 7/8" CALK~IN ANCHORS, 1/4"# ELCO male & famale "PANELMATE" OR 1/4™# ELCO male "PANELMATE PLUS® AS MANUFACTURED BY POWERS FASTENING,
. INC. AND ELCO TEXTRON, RESPECTIVELY.
NoTES:
6.1) MINIMUM EMBEDMENT OF TAPCON ANCHORS, ZAMAC NALIN, CF TAPGRIP, ELCO PANELMATE, ELCO male “PANELMATE PLUS® AND CRETE-FLEX SS4 INTO THE
CONCRETE BLOCK UNIT SHALL BE 1 1/4", ,
B.2) 7/8" GALK—IN ANCHORS SHALL BE ENTERILY EMBEDDED INTO THE CONCRETE BLOCK UNIT,
NO EMBEDMENT INTO STUCCO SHALL BE PERMITIED, v
1/4°9-20 SCREWS USED SHALL BE 1 1/2" LONG MINIMUM SHOULD STUCCO EXIST, AND 1" MINIMUM FOR WALLS WITH NO STUCCO.
B.3) IN CASE THAT PRECAST STONE OR PRECAST CONCRETE PANELS BE FOUND ON THE EXISTING WALL, ANCHORS SHALL BE LONG ENOUGH TO REACH THE MAIN
STRUCTURE BEHIND SUCH PANELS. ANCHORAGE SHALL BE AS INDICATED ON NOTES IN B.1) & B.2) ABOVE.
(C) ANCHORS SHALL BE INSTALLED FOLLOWING ALL OF THE RECOMMENDATIONS AND SPECIFICATIONS OF THE ANCHOR'S MANUFACTURER,
7. PANELS MAY ALSO BE INSTALLED HORIZONTALLY FOLLOWING INSTALLATION DETAILS SHOWN ON SECTIONS 1 THRU 16 (SHEET 3 THRU 7 OF 15) EXCEPT THAT HEADERS
2, 3 & 4 SHALL NOT BE USED,
& IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO VERIFY THE SOUNDNESS OF THE STRUCTURE WHERE SHUTTER IS TO BE ATTACHED TO INSURE PROPER
ANCHORAGE. THIS SHUTTER SHALL ONLY BE ATTACHED TO CONGRETE, BLOCK OR WOOD FRAME BUILDINGS.
§. THE INSTALLATION CONTRACTOR IS TO SEAL/CAULK ALL SHUTTER COMPONENT EDGES WHICH REMAIN IN CONTINUOUS CONTACT WITH THE BUILDING TO PREVENT
WIND/RAIN INTRUSION. CAULK AND SEAL SHUTTER TRACKS ALL AROUND FULL LENGTH.
10, STORM PANEL INSTALLATION SHALL COMPLY WITH SPECS INDICATED IN THIS DRAWING PLUS ANY BUILDING AND ZONING REGULATIONS PROVIDED BY THE JURISDICTION
WHERE PERMIT IS APPLIED TO.
11, (a) THE PRODUCT APPROVAL DOCUMENT (PAD,) PREPARED BY THIS ENGINEER IS GENERIC AND DOES NOT PROVIDE INFORMATION FOR A SITE SPECIFIC PROVECT: ie.
WHERE THE SITE CONDITIONS DEVIATE FROM THE P.AD,
(b) CONTRACTOR TO BE RESPONSIBLE FOR THE SELECTION, PURCHASE AND INSTALLATION INGLUDING LIFE SAFETY OF THIS
PRODUCT BASED ON THIS PRODUCT APPROVAL PROVIOED HE/SHE DOES NOT DEVITE FROM THE CONDITIONS DETAILED ON
THIS DOCUMENT. CONSTRUGTION SAFETY AT SITE IS THE CONTRACTOR'S RESPONSIGILITY.
PRODUCT REVISED
(c) THIS PRODUCT AFPROVAL DOCUMENT WILL BE CONSIDEREO INVALID IF MODIFIED. as complying with the Florida
(d) SITE SPECIFIC PROJECTS SHALL BE PREFARED BY A FLORIDA REGISTERED ENGINEER OR ARCHITECT WHICH WILL Briding Code
BECOME THE PROFESSIONAL OF RECORD (P.O.R,) FOR THE PROJECT AND WHO WILL BE RESPONSBLE FOR THE PRoPER  Accepiance No O3 - 0707. 0 2.
USE OF THE PA.D. Expiration Date o8
PROFESSIONAL OF RECORD, ACTING AS DELEGATED ENGINEER TO THE PAD. ENGINEER, SHALL SUBMIT TO THIS LATTER
THE SITE SPECIFIC DRAWINGS FOR REVIEW. B
Y,
(s) THIS PAD. SHALL BEAR THE DATE AND ORIGINAL SEAL AND SIGNATURE OF THE PROFESSIONAL ENGINEER THAT Miami Da
PREPARED IT. Bivisi
ivision
12, SHUTTER MANUFACTURER'S LABEL SHALL BE PLACED AT BOTTOM OF EACH PANEL.
LABEL SHALL READ AS FOLLOWS:
EASTERN METAL SUPFLY, INC.
BIVIERA BEACH, FL.
MitMI~PADE COUNTY PRODUCT CONTROL APPROVED, F.B.C.(H.V.H.Z.)/MIAMI—-DADE COUNTY
! . AS SHOWN
0.050” SOLID BERTHA ALUMINUM STORM FANEL SCALE
N 7/2/03
o liLtTEco ... EASTERN METAL SUPPLY, INC e
. N : 4268 WESTROADS DRIVE
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J U _L . Phene & (305 57,1-;??;%0;;’;9 (303)871-1531 REV. No DESCRIPTION DAL | RV, Mo DESCRPIION MTE DRAWING No
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POURED —/

"1

CONCRETE

OR CONCRETE
BLOCK WALL =
REQUIRED R

I:__'_'Z

Q
POURED L

CONCRETE
REQUIRED \

SEE SCHEDULE FOR
=~ Min. SEPARATION |
TO GLASS

|

1/4°9-20x1" S.5. M.S.
W/ 7/8%x3/32"
WING ‘NUT @ 12" o.C.

POURED /

A
A

Max. PANEL LENGTH (SEE SCHEDULE, SHEET 9)

CONCRETE

OR CONCRETE
BLOCK WALL 5]
REQUIRED W

=
CONCRETE ANCHORS —/_
(SEE SCHEDULE)

WALL MOUNTING INSTALLATION
SECTION 9

SCALE : 3/8" = 1°

E. D. = EDGE DISTANCE
(SEE_SCHEDULE ON

SHEETS 10 & 11 OF 15)

NQTE FOR_COMBINATION OF SECTIONS:

WALL/FLOOR/CEILING MOUNTING SECTIONS CAN BE
COMBINED IN ANY WAY TO SUIT ANY INSTALLATION.

Moax. PANEL LENGTH (SEE SCHEDULE, SHEET 9)

r2=%

s abey
CONCRETE ANCHORS —/_
(SEE SCHEDULE)

WALL MOUNTING INSTALLATION
SECTION 10

SCALE : 3/8" = 1"

+ +
SIDE WALK BOLTS ARE 3/472x3/32°THICK
HEAD MACHINE SCREW W/LENGTH

AS FER NOTES A2 & B.2 (SHEET 1)

+ +
TRUSS HEAD BOLTS ARE 1/2%8x1/8"THICK
HEAD MACHINE SCREW W/LENGTH

AS PER NOTES A2 & B.2 (SHEET 1)

1/4"¢—20 TRUSSHEAD BOLT + +
(SEE SCHEDULE FOR SPACING)

7/8%dx3/32"
/  WiNe NOTS @ 12” o.C.

q

POURED L
CONCRETE

REQUIRED \

|, SEE SCHEDULE FOR
Min. SEPARATION ™|

T
|
l
l
[
[
|
|
|
|
|
|
|
|
|
|
!
|
!
I
|
i
|
|
|
|
|
|
|
|
|
!
I
|

Max. PANEL LENGTH (SEE SCHEDULE, SHEET 8)

|
|
|
|
TO GLASS }
l Al
i\
I “
I |
|
|
l |
7/8"ex3/32" I
‘ WING NUT © |
EVERY STUD \
| € 12* 0.C. I ‘_®
/7 |
POURED / g |
CONCRETE ) |
OR CONCReTE M il
BLOCK WALL
REQUIRED 7 EE
=== — Q=
7 875"
CONCRETE ANCHCRS —t
(SEE SCHEDULE)
Cont.
WALL MOUNTING INSTALLATION
SECTION 11
SCALE : 3/8" = 17
PRODUCT REVISED
@s complying with the Floridg
Buiding Cede
Accepiance NoO 0/
Expinfatio Date 05/0 7] /
By . A
P i

CONCRETE ANCHORS E D
(SEE SCHEDULE) - b
POURED
CONCRETE ¥ N
REGUIRED 1l
~— EQ. —T-T— EQ. —
N N
ol ¥
RS

|
|
|
|
|
|

~— Min, SEFARATION -~
TO GLASS

A

"—@ Cont.
-~

I
I
l
l
l
l
|
|
|
|
i
|
!
|

N
¥

7/8"ex3/32"

[

|

[

[

|

|

|

|

|

[

|

|

SEE SCHEDULE FOR |l

|

|

|

T

|

|

f

i

|

|

|

WING NUT @ |

EVERY, STUD _\|
@ 12° 0.C.

!
I
I
I
!
l
|
|
|
|
|
|
l
l
!
f
T
|
|
|
|
|
I
I
|
|
|
|
|
|
!
[

Max. PANEL LENGTH (SEE SCHEDULE, SHEET 9)

|
|
|
|
|
|
|
|
|
|

Cont. _L[ '
ALTERNATE LEG gl 28
/—LOCATION 8 NZ N
i D; :rﬂ I L d TN —
AV A "
Il /Pourep g g 12
I CONCRETE I i%i/clgaw
L, REQUIRED
CONCRETE ANCHORS l__ £0.2

(SEE SCHEDULE)

CEILING & FLOOR MOUNTING

INSTALLATION SECTION 12

SCALE : 3/8" = 1*

F.B.C.(H.V.H.Z.)/MIAMI-DADE COUNTY

|/ TILIEC O me. \

JUL §3 2003

EB-0006719

TILLIT TESTING & ENGINEERING COMPANY
6595 NW. 36th,_St, Ste. 217, VIRGINIA GARDENS, Fl. 33166
Phone : (305J871-1530 . Fox : (305)871—1531

WALTER A TILLIT Jr. P. E.

FLORIDA Lic. # 44167

7/2/03

0.050" SOLID BERTHA ALUMINUM STORM PANEL| “Scon™
7/2/03
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CONCRETE ANCHORS

CONCRETE ANCHORS
(SEE SCHEDULE)_\Y N '8 (SEE SCHEDULE)\
— S 0 D
o "\ Bustive —E= "= —[ S ¥ IATRN T~ .
I 14 M . o BRICK VEENER = T—F=_ —r SF
PENETRATION TO _ MAX ' l\ — N=
PR < N 7 —
it W D D o 0
4 e REQUIRED —\ ' I —(2) cont. CONCRETE © [ |
. : Cont . ' - REQUIRED \ | | @ cont.
I 5 /& cont. L | N
i 83 | ! o ; | N
[ | | (.
o ] ! | | J} | o
| [ 1 | [ C)
EXISTING
| . GassC | | l l‘_G> ks GLASS ‘_SEE SCHEDULE FOR | O 6
| | | L 4 Min. SEPARATION ) |
| | SEE SCHEDULE FOR | L % | Togass P b
T | LN ™ Min. SEPARATION ~| o | L - &
[ L : TO GLASS : : : 3 | — g
Q
POURED CONCRETE / zf/“’x?' ELCO male EXISTING g | P 2
OR CONCRETE BLOCK % PANELMATE TVAS' ANCHORS STEEL ANGLE LINTEL { : : : I I : ? | | ¥
bl : l :._® T N7 I g | DETAL 2/7 D b
[ { | | i
L | /\f L 1/478-20x1" SS. MS. | L x | [ \U
, W/ 7/8'ax3/32" g | I | E
I | T WING 'NUT @ 12* O.C. | L g ! = [
[ SEE SCHEDULE FOR | [ | | = g
Min._ SEPARATION . | g P =
T0 GLASS I } : i | : : } 2 1/4'¢/—zax1" S.S. MS. ! | 2
~ Q W/ 7/8'ex3/32" | 2
I : WING 'NUT @ 12" o.c. ‘ g
. ' L, ' IRE
= | | | g
| | g . / | | . | o =
EXISTING ! | o | | ~
CONCRETE l
BRICK SILL | L g CONCRETE | L |
oy . | | f
1/4"8-20x3/4" | P . BLOCK WaLL IS | | POURED | L
! BOLTS W/ | % QUIR W | I CONCRETE
~ w s OR CONCRETE | |
} 7@’,’;,6?*&’{7‘.’2@ | I I BLOCK WALL IS [ P
| T2 [ [ REQUIRED u L
l . . ! | . / (. Lo
| eondmmon s | EXISTING : : : [A=54H N e
PENE , CONCRETE ANCHORS o ¢ |
| CONCRETE BLOCK FLASHING AS - ) —/ R[lE |
a0 CONCR_ETEW / APPLICABLE : : : (SEE SCHEDULE) r= <] ] }37|5~ NE L
o 5 CONCRETE ANCHORS —7 _}
N | [ (SEE S‘CHEDULE)_/_ \
Lo 3 | - INTERIORLY REMOVABLE PANEL (1) W/
4 B I B N | L SIDEWALK BOLTS (SEE DETAL 2)
[ S PR A = T | [ Cont. CONNECTED TO (1) THRU 5/8%
| o / | Lo AT AR W s iz i WOR
X
| | I SECTION 14A SECTION 148 ® EVERY SIDEWALK BOLT.
R M
| ] I — WALL MOUNTING INSTALLATIONS
— 27— 3 1/2° . i
Max, Max. ' Q PRODUCT REVISED
[ EXISTING SECTIONS 14 as complying with the Florida
BRICK SCALE : 3/8" = 1* Buiding Code
VEENER Acveptance No 03 ~9707- 02
POURED CONCRETE 1/4"9x8” ELCO male m \ Expiration Date 6 §
OR CONCRETE BLOCK I(’éNELMATE TVAS ANCHORS ; MMLD FOR PANELS USED JOINTLY /
WALL REQUIRED SEE SCHEDULE FOR SPACING). T NTER’ORLY REMO VABLE PANE-LS By He e J WAt
M_..H_.!___.__ Zj Miami Dag€ Foduci Control
Division

BUILD OUT INSTALLATION £ D. = EDGE DISTANCE

SECTION 13 ST o 15 : - F.B.C.(H.V.H.Z.)/MIAMI~DADE COUNTY

SCALE : 3/8" = 1" 0.050" SOLID BERTHA ALUMINUM STORM PANEL| S SHOWN
CTE FOR_COMBI TIONS :
7/2/03
WALL MOUNTING SECTIONS CAN BE I I EASTE, ETAL SUPPLY. INC DATE
COMBINED IN ANY WAY TO SUIT ANY INSTALLATION. IL E C O INC. A RN425M8 WESTROADS DRIfE ! N
< g_é_ TILLIT TESTING & ENGINEERING COMFANY RIVIERA BEACH, FL 33407 03—-141
NW. J6th, St. Ste. 217, VIRGINAA GARDENS, Fl. 33166
b hone : (303)87 E;a.m ;‘;:(1 ; (305)871-1531 — T — e e— pres DRAWING No
. ] WALTER A. TILLIT Jr. P. E. f ow 01058 |7/3/02| 3 - -
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CONCRETE ANCHORS
(SEE SCHEDULE )\

POURED CONCRETE
REQUIRED

‘—EO.—T

NN

SEE SCHEDULE FOR
™ Min. SEPARATION ™
T0 GLASS

250"
Mox.

—@ Cont.

-®

Moax. PANEL LENGTH (SEE SCHEDULE, SHEET g)

@ §° 0.C \>\

%

750"

POURED CONCRETE

REQUIRED d d
\ \\| N

CONCRETE ANCHORS | E D.
(SEE SCHEDULE )

|
|
|
|

lSEE SCHEDULE FOR
= Min. SEPARATION’

250"
Max.

|
|
|
|
|
|
|
|
|
|
|

—@ Cont.

7/8%ex3/32"
WING NUT ©
| A EVERY STUD
© 12" OcC.

Max. PANEL LENGTH (SEE SCHEDULE, SHEET 9)

A\

—
§
T
POURED CONCRETE -—/
REQUIRED

CONCRETE ANCHORS
(SEE SCHEDULE )

SECTION 158

EDGE OF
—SLAB IF
APPLICABLE

E D.

CONNECTED TO
HOLES AT (1) @ 6" O.C & FASTENED
7/8"8x3/32" WING NUT

AT REAR W,

INTERIORLY REMOVABLE PANEL @W/
SIDEWALK BOLTS

EE DETAL 2)
THRU 5/8"%

@ FVERY SIDEWALK BOLT.

7/8"ex3/32"
WING NUT ©
~ EVERY STUD
® 12" o.c.
5 ¥
g8
= L
_/ 2l EDGE OF
POURED CONCRETE TP =—SLAG IF
REQUIRED il APPLICABLE
Lyt
CONCRETE ANCHORS _f E D
(SEE SCHEDULE ) A
SECTION 15A
CEILING & FLOOR MOUNTING INSTALLATIONS
SECTIONS 15
SCALE : 3/8" = 1"
.1875% 1/4*-20x1" 5.5. SIDEWALK BOLTS,
W/3/4" SLOTIED HEAD, FIXED JO
@\r_” INTERIORLY REMOVABLE PANEL (D)
—~1 THRU KEY HOLE (2) ® 6" O.C.
7/8"9x3/32" W/ 1/4"-20 NUT AT REAR.
WING NUT ©

INSTALLATIONS VALID FOR PANELS

E. D. = EDGE DISTANCE
(SEE SCHEDULE ON

SHEET 10 & 11 OF 15)

NOTE FOR COMBINATION OF SECTIONS :

FLOOR/CEILING MOUNTING SECTIONS CAN BE
COMBINED IN ANY WAY TO SUIT ANY INSTALLATION.

CONCRETE ANCHORS

(SEE SCHEDULE ) E D.
POURED
CONCRETE I
REQUIRED ‘\ — 0.1 £
\
Q%
83

—(%) cont.
\

—— )

CONCRETE. ANCHORS
(SEE SCHEDULE )

POURED
CONCRETE
REQUIRED —\

-—EO.—]-

AN

|
N

I
250"
Max.

@ 12" O.C.

Cont.

WING NUT @
EVERY” STUD _\

.- ____ ="

]

-
ALTERNATE LEG % [ Se 88
r—LOCATION 8 DI N

— — ,q.._., l' . ||I I"

/ 7

77
I

(] AURED

EDGE OF

7

|
|
|
|
|
|
|
|
|
|
| 4

LAB IF LOCATION
APPLICABL%‘ /- e :

7/8%ex3/32"

® 12” 0.C.

WING NUT ©
EVERY STUD X

10
Cont.

i
|
|
|
|
|
|
| | Y
SEE SCHEDULE FOR | ! I3 SEE SCHEDULE FOR
" Min. SEPARATION —| 1 3 |—— Min. SEPARATION —
’ TO GLASS | 1.._@ ) TO GLASS
| | Y
| | | -
‘ i I N N
A—L ' & DETALL 2
i\ c\n'
T T %
T ¥
| | ! & N
| | | g
| I
| [ | g
. . l g
‘ 7/8%ex3/32 l I .
O
| ) = O N
i i I
i
‘ ]
J
’ !
f
| 1

TERNATE LEG

125:|

-L;

—— e e e e

750"
Min.

‘—@ Cont.

250"
Max.

Mox. PANEL LENGTH (SEE SCHEDULE, SHEET 9)

A\

AT
=

CONCRETE  CONCRETE ANCHORS

REQUIRED " (sEE SCHEDULE ) ‘__ £0.5]

SECTION 16A

A7
'l Pourep

~ CONCRETE
REQUIRED

CONCRETE ANCHORS

SECTION 168

CEILING & FLOOR MOUNTING INSTALLATIONS

SECTIONS 16

SCALE : 3/8° = 1"

USED JOINTLY

WITH INTERIORLY REMOVABLE PANELS{;)

7

(SEE SCHEDULE )

oy

D. —=]

INTERIORLY REMOVABLE PANEL @W/
SIDEWALK BOLTS (SEE DETAL 2)

HOLES AT

CONNECTED TO

THRU 5/8"#

© 67 0.C & FASTENED

AT REAR W@7/&"¢XJ/.32' WING NUT
@ EVERY SIDEWALK BOLT.
PRODUCT REVISED

as complying with the Florida
Buiding Code

Accepinnce N

Expiration Date 6

By
Miami Dad

Division

¢ 03~0707.0C

S

o8

F.B.C.(H.V.H.Z.)/MIAMI-DADE COUNTY

/TilECow. \

@m@ﬁﬁﬂun TESTING & ENGINEERING COMPANY

JUL 0 3 2002

G595 N.W. 36th, St, Ste. 217, VIRGINIA GARDENS, F1 13166
Phone : (305§871~1630 . Fax : (305)871—1531
EB—0006719
WALTER A. TILLIT Jr. P. E.

FLORIDA Lic, # 44167

0.050" SOLID BERTHA ALUMINUM STORM PANEL|  “Ssoriown
7/2/03
EASTERN METAL SUPPLY, INC DATE
4268 WESTROADS DRIVE
RIVIERA BEACH, FL 33407 03—-141
REY. No DESCRIPTION DATE REV. No DESCRIFTION DATE DRAWING No
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1/4” Max. GAP
AN

1/4” Max. GAP

] w | w s
VAW ANWANW SWAN

INNNNNY

SECTION B—-B

SCALE : 1/8° = 1*

14B/6, > 14A/6,
15,16B/7 15,16A/7
(WHOLE) (WHOLE) 168/ 168/
BUT NOTCHED 1/4°~20x1” S.8.
EA CORNER @ SIDEWALK BOLTS.
gzgzy AS [~ SEE DETALS 2/7,
) ' y 215 . (WHOLE)
Ll INTERIORLY REMOVABLE PANEL (D)W/
Tlelt. SIDEWALK BOLTS (SEE DETAILS
Y [RGRLE 2/7, 2/14) CONNECTED TO (1)) THRU
@ 5/8"9 HOLES AT () @ 6” O.C &
N FASTENED AT REAR W/7/8"9x3/32"
A WING NUT @ EVERY SIDEWALK BOLT.
d AR ] ©
2 211
TR OR(9)OR
P 148/, _’ 14A/8,
15,16B/7 15,16A/7
-3” CONCRETE ANCHORS (SEE SCHEDULE) 3"~
Max. Max.
1 Min. 1 Min.

INTERIORLY REMOVABLE STORM PANEL
PARTIAL ELEVATION Y

SCALE : 1/8" = 1”

PRODUCT REVISED
as complying with the Florida
Buiding Code

Acceptance No oS- 0707. 020
Expigation Date 08/07 /008

roduct Control

Division

F.B.C.(HV.H.Z.)/MIAMI-DADE COUNTY

/TiLlEcom:. \

LTILLIT TESTING & ENGINEERING COMPANY

JUL 0 3 2003

6595 NW. J6th, St, Ste. 217, VIRGINIA GARDENS. Fi. 33166
Phone : (205)871-1520 . Fax : (305)871—153]
EB—0006719
WALTER A. TILLIT Jr. P. E

FLORIDA Lic. # 44167

0.050" SOLID BERTHA ALUMINUM STORM PANEL| “SoroWN
7/2/03
EASTERN METAL SUPPLY, INC baTe
4268 WESTROADS DRIVE
RIVIERA BEACH, FL 33407 03—-141
REY, No DESCRITION DATE REY, No DESCRIPTION DATE DRAWING No
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POURED CONCRETE
OR CONCRETE BLOCK

CUT PANEL WALL REQUIRED

2%3%.093" 3105 H-14 OR MAXIMUM DESIGN PRESSURE RATING "W (p.s.f.) AND

6063—T6 ALLOY Cont. Alum. ANGLE
WITH ANCHORS @ 12" O.C.

\&\

Ny N
j CONCRETE ANCHORS N —7 CORRESPONDING MAXIMUM PANEIL LENGTH 'L” SCHEDULE
o 1.000" -
” N
;| HALF PANEL > 1/4" GAP N7 1.000"
2N VARV
] e APPLICABLE TO
2%t /8" [/ g N MAXIMUM DESIGN |  Max. PANEL LENGTH
o % s N PRESSURE RATING L (ft) MINIMUM SEPARATION Aik):cggagwﬁrfm
6063~T6 ALLOY L/ N\~ POURED CONCRETE W (p.s.f) (SEE SECTIONS) To GLASS
Cont. Alum. ANGLE 4 ﬁ_,f V’ R e RETE e OF THEM
CASE A CPIan) \ WALL REQUIRED +65.0, —-77.0 8'-0" OR LESS 2 1/4., 1 THRU &
SCALE: 1/4" = 1” \ +65.0, —77.0 9’-0" OR LESS 3 11/186" 1 THRU 8
CASE D (Plan +65.0, =72.0 | 9'-0" OR LESS 3 1/2* 11
SCALE: 1/4" = 1° +62.0, -73.3 10'-0" OR LESS 3 7/8” 2, 6 7 & 8
+63.5, —63.5 9’~0" OR LESS 3 1/2" 9, 14, 10
\ "
§ +65.0, —65.0 | 9'-0" OR LESS 3 1/2 12, 15, 16
§ +63.5, —-63.5 | 9’-0" OR LESS 3 3/47 13
POURED CONCRETE N i
OR CONCRETE BLOCK POURED CONGRETE
WALL REQUIRED OR CONCRETE BLOCK
WALL REQUIRED
——2.500" Min.~N
CONCRETE ANCHORS 2.500°
@ 12" ocC. ———\H _FIW VN
SOVANNY \\\
l
1.000"
2%2%,055" T0 / ALTERNATE LEG LOCATION
2°x5"%.055" Cont,
Alum. ANGLE OR
.080" 3105—H154 SHEET
METAL Alum. BENT PLATE
1/4° BOLT - 4"%x4"%x.072"
@ 24" O.C. J105—H14
W/ACKNUT OR 6063-T6
ALLOY Cont.
CASE B cEIan ) Alum. ANGLE : CASE C ‘P[an )
. w4 CALE: 1/4" = 1* PRODUCT REVISED
SCALE: 1/4" = 1 S / ss complying with the Florida
Buiding Code
Acceptance No O3 - 0707.07
Expiration Date 6807 /L ocf
By .
END CLOSURES DETAILS Miami Dag¢Product Control

Diivision

F.B.C.(HV.H.Z )/MIAMI—-DADE COUNTY

0.050” SOLID BERTHA ALUMINUM STORM PANEL|  “SgHown

I I o~ 7/2/03
/ ILIEC O xe. \ EASTERN METAL SUPPLY, INC DATE

4268 WESTROADS DRIVE
Q%@—E’\\ TILLIT TESTING & ENGINEERING COMPANY RIVIERA BEACH, FL 33407 03—-141
e . 5 N.W. 364

Ste. 217, WRGINIA GARDENS, Fl, 33166

j @ L% 2012 Phone : (.!05)!71 15.(‘!)0 ;;:;9 (305)871-1531 RV, Mo DESCRIPTION MIE | REV. Mo DESCRIPTION M DRAWING No
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FLORIDA Lic. § 44167

7/2/03

4

MAXIMUM ANCHORS SPACING FOR E. D. = 3 1/2%m APPLICABLE TO
MAXIMLM SECTIONS # & | MAXIMUM PANEL
DESIGN LOAD REGULAR TAPCONS CRETE-FLEX SS54 ZAMAC NAILIN CALK—IN CF TAP-GRIP PANELMATES PANELMATE PLUS 410 S.5. TAPCON ANY COMBINATION LENGTH L* (1) E D. = EDGE DISTANCE
W (pst) TOD CONCRETE | TO MASONRY | TD CONCRETE| TO MASONRY | To concrete| TO MASONRY | TO CONCRETE | TD MASONRY | TO CONCRETE | TD MASONRY | TO CONCRETE| TD MASONRY | 1D CONCRETE | TO MASONRY | TO CONCRETE | TO MASONRY OF THEM e
8" N/A N/A N/A 4 N/A 8° N/A 5” N/A 3 1/2" N/A N/A N/A N/A N/A 1 (ToP)
12" a8 N/A N/A 12" 10° 12" 12* 12" 8" 1" 11” 12" 12" N/A N/A 1 (BOTTOM)
12* N/A N/A N/A 127 N/A 12* N/A 12* N/A 1" N/A N/A N/A N/A N/A 2 (TOP)
12° g* N/A N/A 12" 10" 12° 12* 12* 8’ 1" 1 12" 12" N/A N/A 2 (BOTTOM)
12* N/A N/A N/A 12° N/A 12* N/A 12* N/A 1" N/A N/A N/A N/A N/A 3 (T0P)
12° & N/A N/A 12* 10” 12" 12* 12" 8" 1m* 11” 12" 12* N/A N/A J (BOTTOM)
12* N/A N/A N/A 12* N/A 12" N/A 12" N/A 11" N/A N/A N/A N/A N/A 4 (TOP)
12° g N/A N/A 12" 10" 12" 12" 12" 8" 11" 11" 12" 12* N/A N/A 4 (BOTTOM)
12" N/A N/A N/A 127 N/A 12" N/A 12° N/A n” N/A N/A N/A N/A N/A 5 (TOP)
12° a8” N/A N/A 12" 10" 12* 12" 12* 8" 11" 11" 12" 12" N/A N/A 5 (BOTTOM)
17" N/A 12" N/A 7 12" N/A 11 1/2" N/A 8 1/2” N/A 12* N/A 12° N/A 12" N/A 6 (TOP/BOTTOM)
+63.5, ~63.5 10" N/A 12" N/A 6 1/2" N/A 10 1/27 N/A 7" N/A 12* N/A 12" N/A 11" N/A 7 (TOP/BOTTOM)| 9'—-0" OR LESS
N/A N/A N/A N/A N/A N/A 12* 12" 12* &” 6" 6" 12* 12* N/A N/A & (TOP/BOTTOM)
12* N/A 12" N/A N/A N/A 12" N/A N/A N/A 12" NA 12* N/A 12" N/A 9 (TOP)
12* i 12" 12" N/A N/A 12* 12* N/A N/A 12* 11* 12* 9* 12* 10" 9 (BOTTOM)
N/A N/A N/A N/A N/A N/A 12" 8" N/A N/A 12" 8" 12* &* N/A N/A 10 (TOP)
12* 7 172" 12" 12* N/A N/A 12" 10 1/2* N/A N/A 12* 10° 12" 8 1/2" 12" g” 10 (BOTTOM)
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A 12* 1" N/A N/A N/A N/A 13 (T0P)
N/A N/A N/A N/A N/A N/A N/A N/A N/A N/A 12" 6° N/A N/A N/A " N/A 13 (BOTTOM)
12" N/A 12* N/A N/A N/A 12* N/A N/A N/A 12” N/A 12° N/A 12~ N/A 14 (T0P)
127 8” 12° 12° N/A N/A 12" 12" N/A N/A 12° 11* 12° g’ 12" 10" 14 (BOTTOM)
12* N/A 12" N/A N/A N/A 127 N/A N/A N/A 12" N/A 12" N/A 12" N/A 12 (T0P)
11” N/A 12* N/A N/A N/A 11 1/2* N/A N/A N/A 12* N/A 12” N/A 12* N/A 12 (BOTTOM)
12* N/A 12* N/A N/A N/A 12" N/A N/A N/A 12" NA 12° N/A 12* N/A 15 (TOP)
11" N/A 12” N/A N/A N/A 11 1/2" N/A N/A N/A 12* N/A 12" N/A 12° N/A 15 (BOTTOM)
12" N/A 12* N/A N/A N/A 12" N/A N/A N/A 12" NA 12* N/A 12" N/A 16 (T0P)
1 N/A 12" N/A N/A N/A 11 1727 N/A N/A N/A 12° N/A 12" N/A 12" N/A 16 (BOTTOM)
6" N/A N/A N/A 5" N/A 6" N/A 5" N/A §° N/A N/A N/A N/A N/A 2 (T0P)
. - “ N N . . . ” . 2 (BOTTOM.
6 6 N/A N/A 6 6 6 6 6 6 & 6 N/A N/A N/A N/A (BOTTOM) PRODUCT REVISED
+65.0, —5.0 6" N/A N/A N/A 6" N/A 6" N/A 8" N/A 5 1/2* N/A N/A N/A N/A N/A 6 (TOP/BOTTOM) |9°~0* 10 10°—G" ;S ?:l?fnpléiéz with the Florida
uiding Code
6" N/A N/A N/A 5 1/2” N/A &" N/A 6° N/A 4 1/2* N/A N/A N/A N/A N/A 7 (TOP/BOTTOM) No 03-07 7- ol
N/A N/A N/A N/A N/A N/A 6" 6" 6" 6" 6" 6" NA N/A N/A N/A 8 (TOP/BOTTOM)
* MAXIMUM ANCHOR SPACINGS ARE VALID FOR 3 1/2* EDGE DISTANCE. FOR E. D. LESS THAN 3 1/2%
REDUCE ANCHOR SPACING BY MULTIPLYING SPACING SHOWN ON SCHEDULE BY THE FOLLOWING FACTORS.
(NOTE: Min. £ D. FOR CALK—IN ANCHORS IS 2 1/2") v
FOR THIS OPERATION TO BE POSIBLE, REDUCED SPACING OBTAINED USING FACTOR SHALL NOT BE
LESS THAN MINIMUM SPAGING INDICATED FOR EACH ANCHOR TYPE AT ANCHORS LEGEND.
T ANCHO F.B.C.(H.V.H.Z.)/MIAMI-DADE COUNTY
ACTUAL E. D, - Min. AS SHOWN
ZAWAG NALING, FANELUATE O PANELATE FLoS, ™ CALK=IN  |CF" TAP—GRIP! ANCHOR TYPE ANCHOR 0.050" SOLID BERTHA ALUMINUM STORM PANEL SshLr
SPACING
3 86 75 1.00 REGULAR TAPCON, 410 S.S. TAFCON, crerepix sse | st 7/2/03
" ZAMAC NAILING, CF TAP—GRIF, PANELMA ANELMA] S,
2 1/2 71 50 .40 . { |||_ | ECO ne \ EASTERN METAL SUPPLY, INC bare
2" .50 . - CALK-IN 2.5 : 4268 WESTROADS DRIVE
TILLIT TESTING & ENGINEERING COMPANY RIMERA BEACH, FL 33407 03—141
. 6595 N.W. Jb:th. StJ Ste, 2127, WRGIN.M GARDENS, Fi. 33168
- =k el w:) Phone : (308, 672_5 1_5.;00 b ;;,; 9 (305)871~1531 e prom— v — prem— — DRAWING No
JuL o3 2003 WALTER A. TLLIT Jr. P. E. 1 oLD 01056 3 - =

SHEET 10 OF 15




MAXIMUM MAXIMUM ANCHORS SPACING FOR E. D, = 3 1/2"% APPLICABLE TO
SECTIONS # & MAXIMUM PANEL
DE;‘IGN L)?AD REGULAR TAFCONS CRETE~FLEX 554 ZAMAC NAILIN CALK~IN CF TAP-GRIP PANELMATES | PANELMATE PLUS 410 5.5, TAPCON ANY COMBINATION | LENGTH L™ (rt)
(p.at) TO CONCRETE | TO MASONRY | TO CONCRETE | TU MASONRY | TO CONCRETE | TO MASONRY | TO CONCRETE| TO MASONRY | TO CONCRETE | TO MASONRY | TO CONCRETE | TU MASONRY | TO CONCRETE | TU MASONRY | TO CONCRETE | TO MASONRY OF THEM
& N/A N/A N/A a” N/A 6" N/A 2 1/2° N/A 2 1/2" N/A N/A N/A N/A N/A 1 (TOP)
12* 7" N/A N/A 11" 8 12" 10" 12* & 1/2" 9 1/2" g 1/2" N/A N/A N/A N/A 1 (50TTOM)
12* N/A N/A N/A 11” N/A 12" N/A 12* N/A g 1/2* N/A N/A N/A N/A N/A 2 (ToP)
12" 7" N/A N/A 11% 8* 12" 10* 12* 6 1/2" 9 1/2" 9 1/2” N/A N/A N/A N/A 2 (BOTTOM)
12* N/A N/A N/A 11” N/A 12" N/A 12* N/A 9 1/2* N/A N/A N/A N/A N/A 3 (T0P)
12" 7" N/A N/A 11* 8" 12" 10* 12* 6 1/2" 9 1/2" 9 1/2" N/A N/A N/A N/A 3 (BOTTOM)
+65.0, —=77.0 12* N/A N/A N/A 11* N/A 12" N/A 12* N/A 9 1/2" N/A N/A N/A N/A N/A 4 (TOP) 90" OR LESS
12* 7" N/A N/A 17" 8" 12" 10" 12* § 1/2" g 1/2" g 1/2* N/A N/A N/A N/A 4 (BOTTOM)
12" N/A N/A N/A 11 N/A 12" N/A 12* N/A 9 1/2" N/A N/A N/A N/A N/A 5 (T0P)
12* 5 172" N/A N/A g 1/2" 6 1/2* 12" 8" 10* 54 7 1/2 7 1/2" N/A N/A N/A N/A 5 (BOTTOM)
g 1/2" N/A N/A N/A 6 1/2° N/A 10" N/A 7" N/A 5" N/A N/A N/A N/A N/A 6 (TOP/BOTTOM)
8 1/2" N/A N/A N/A 5 1/2" N/A 8 1/2" N/A 6" N/A 4 1/2" N/A N/A N/A NA N/A 7 (TOP/BOTTOM)
N/A N/A N/A N/A N/A N/A 12* 6" 12* 5" 6" 6" NA N/A N/A N/A 8 (TOP/BOTTOM)
g° N/A 12* NA N/A N/A 9 1/2° N/A N/A N/A 11* N/A 12° N/A 10" N/A 7 (TOP/BOTTOM)
+65.0, -72.0 N/A N/A N/A N/A N/A N/A 12" 6" N/A N/A 12" 6" 12* g” N/A N/A 11 (TOP) 9'-0°" OR LESS
12* 7 1/2" 12* 12" N/A N/A 12” 10 1/2* N/A N/A 12* 10" 12" 8 1/2* 12" 9* 11 (50TTOM)
&" N/A N/A N/A 8" N/A 8" N/A 6" N/A 6" N/A N/A N/A N/A N/A 2 (T0P)
5" 6" N/A N/A 5" &° 6" 6" 6" 6" g" 6" N/A N/A N/A N/A 2 (BOTTON)
+é2.a, -73.3 6" N/A N/A N/A & N/A &” N/A &" N/A 5° N/A N/A N/A N/A N/A & (TOP/BOTTOM) |9'~0* TO 10'-0"
&" N/A N/A N/A 5° N/A 6" N/A 5 1/2° N/A 4" N/A N/A N/A N/A N/A 7 (TOP/BOTTOM)
N/A N/A N/A N/A N/A N/A & g" &" 8" 8" &” N/A N/A N/A N/A & (TOP/BOTTOM)
* MAXIMUM ANCHOR SPACINGS ARE VALID FOR 3 1/2" EDGE DISTANCE. FOR E. D. LESS THAN 3 1/2*
REDUCE ANCHOR SPACING BY MULTIPLYING SFACING SHOWN ON SCHEDULE BY THE FOLLOWING FACTORS.
(NGTE: Min. E. D. FOR CALK—IN ANCHORS IS 2 1/2%)
FOR THIS OPERATION TO BE POSIBLE, REDUCED SPACING OBTAINED USING FACTOR SHALL NOT BE
LESS THAN MINIMUM SPACING INDICATED FOR EACH ANCHOR TYPE AT ANCHORS LEGEND.
CHORS _LEGEND
FACTOR
ACTUAL E. D, REGULAR TAPCON, 410 S.S. TAPCON, CRETE—FLEX 554, Mir,
ZAMAC NAILING, PANELMATE OR PANELMATE PLUS. CALK—IN  |CF TAP~GRIP ANCHOR TYPE ANCHOR
5 66 75 1.00 REGULAR TAPCON, 410 S.S. TAPCON, CRETE—FLEX 554, 20"
2 172" 71 50 0 ZAMAC NAILING, CF TAP—GRIP, PANELMATE OR PANELMATE PLUS. '
2 .50 - - CALK~IN ) 2.5"

E.

D. = EDGE DISTANCE

PRODUCT REVISED
as complying with the Florida
Buiding Code

Aceepiance No 03~ 070

Division

F.B.C.(HV.H.Z.)/MIAMI-DADE COUNTY

/TiLlEcom \

JUL @3 7003

TILLIT TESTING & ENGINEERING COMPANY
6585 NW. 36th, St. Ste. 217, VIRGINA GARDENS, Fi, 33168

Phone : (305)B71~1530 . Fox : (305)871-1531
EG~-0006718
WALTER A. TILLIT Jr. P. E
FLORIDA Lic. # 44167

0.050" SOLID BERTHA ALUMINUM STORM PANEL| ASonown
7/2/03
EASTERN METAL SUPPLY, INC bame
4268 WESTROADS DRIVE
RIVIERA BEACH, FL 33407 03—-141
V. Ne DESCRIFTION DATE REY. No DESCRIFTION AIF DRAWING No
" apoiow fwAm = - = SHEET 11 OF 15




1"%2"%1/8" (Min.) Alum. 433" 0.D. x 634" LONG BRASS

|

I i
Y

U A

T '

[—— Min. SEPARATION —
“ 10 GLASS

ALTERNATIVE 5

ALTERNATIVE 1 —A—

[

A /4T3 LONG LAG . ergfsgé y;s/4;¢xg:’ é%NG ) g(éSHéNﬁ SW/ 1/; ﬂ(—)-ZCOxZ
¢ - .?cg%z;o b %E;V;%AHON T W 1 27/32" Min. PENETRATION T7TL " A FOR SPANS UP TO 58" AND
dq | 10" Eisivg woap L/ T0 EXISTING WOOD HEADER. L/ 1/4"#x3" LONG LAG SCREWS 1/4"0x3" LONG LAG SCREWS TN O : © 6" 0.C. FOR SPANS UP
/| HEADER @ 6” 0.C. W/ 1 27/32" Mi @ 6” 0.C. W/ 1 27/32" Min. % T0 9'-0* Max, OR 1,/4°%—20

. ¥ % C. . A . PENETRATION TO EXISTING ELCO male/female
/ # ¢ PENETRATION 70 EXISTING WOOD AN ? WOOD EADER. % : PANELMATE © 12” 0.C. W/
/] . L/ ‘- ¥ . 1 7/8" Min. PENETRATION
g (N ; % % % 40 cont. ¢ FOR SPAN UP TO 9-0".
s 8¢ v ¥ . . - HE '
BN S[;—° 2 1/40—20 S.5. BOLTS @ S o
4 |/ A 4 3 ; 1A 0% W 8 wener /] , R §|
; : l % | % R Y 5 in | 4 / I
d l 9 =1 Q8 :
v | -—-@ Cont. | % i : . = % ;
L h . L/ £ s T — l
4 | e S = BRI VANVAN I B R 7 AT 1} R S O
o) I= s ® T R | TN - 3 dECNE l 3
| woop Heaper | | WOOD HEADER | | WOOD HEADER 1 I "@ L/ et : ! ‘—@ " 0 H
REQUIRED REQUIRED H REQUIRED - Cont. WOOD HEADER
| “ \ < I |
| |l || | | || | : | | § REQUIRED | | E
wooD
ez s | sgsoemueroe ||| | poumuere || < N SOl SeE scHEDULE | | 5
| 1o 6Lass - | TO GLASS | [ 1 TO GLASS | | 8 17 For uin. |
! | | I | | | z | SEPARATON [* | 8
TO GLASS
| | | ~I— L SEE SCHEDULE FOR : ; g | i &
| o | AL E
| 3 g
| : 3
8
L 1§ %
3

Max. PANEL LENGTH (SEE NOTES BELOW)

Max. PANEL LENGTH (SEE NOTES BELOW)
Max. PANEL LENGTH (SEE NOTES BELOW)

T
| l
| 14x3/4" S35, | | ] — A - |
5.M5. @ 5" 0.C. | | | l I
| . L ALTERNATIVE 7 | D
| % - || =
-© R % o g Dy
l § | | 1/4%-20 s.5. A & ¥o! & A
| | ez | Lges W ' ¢ g | 4% \%Egi
/1 L 7/8"8x3/32" | L / :
| |EvEry sTUD @ .
12* o.c. L/ WING NUT “ N-\M— @ MIDWIDTH OF PLATE
| P ® 12”7 o.cC. | %
g ; ; ¥ T 433" 0.0. x 634" LONG BRASS
i S ¥ / Cont. \ 1/4"8-20 S.5. ¥ i I AR "5250’(2
s | Q3 % Cont BoLTs w/ woop i FOR SPANS UP TO 5'-9"
# % ¥ 7/8"8x3/32" /| pLATE - AND @ 6” 0.C. FOR SPANS UP
|/ . g spemg —1=8 1 wa’x1,/8" (Min.) /] oM ) FEOLRED ' 10 90" Max. OR 1/4°6~20
) Cont. ) < @ 12*o.c L/ ELCO mals/femal
L/ A\ amons 14 screws o /| woop, sTu \|" T3 ——6063~T5 Alum. TUBE (Cont) /] % PANELMATE @ 12° 0.C. W
N2 ot 670 w/ 1 27/32" Min. ¢ gEOZJIRG%C' 2FN\  (2)1/4%x4" 4G SCREWS ; 1/470x3" LAG. [/ | LY Min. PENETRATION
¥% PENETRATION © MiDWIDTH /] © EACH STUD (MIDWIDTH SCREWS @ 6 0.C. W/ ¢
OF PLATE. OF STUD, 2" Min. NOMINAL) / 1 27/32" Min. PENETRATION I\’
/1 . 719’% yl;%san g”.’s Tﬁg"’“’"""""’ © MIDWIDTH OF PLATE.
_ ' ALTERNATIVE 8
ALTERNATIVE 2 ALTERNATIVE 4 ALTERNATIVE 6
a L
- | s scuepuie For | | WALL MOUNTING INSTALLATIONS
i an.wSEgL%PON — I
-1 SECTIONS A SCALE : 1/4" = 1"
e ¢_20 ss] | CTIONS: e PRODUCT REVISED
| BOLTS | | NOTE FOR COMBINATION OF SECTIONS: as complying with the Florida
e oz WALL MOUNTING SECTIONS CAN BE COMBINED INSTALLATION DE Buiding Code
"@”,GZN%TC ] IN ANY WAY TO SUIT ANY INSTALLATION. N .S TAILS ON _EXISTING WOOD BUILDINGS ‘é:;”"‘f““g‘;og ~970o7. °Z’8
Bl irglion Daie
U~ | | |
T e
5’4]—/ Bl§ Miami Da
E’JJ—/ 8 ‘ Divisicn
% \ 8 \U(8) cont. NOTES: | F.B.C.(H.V.H.Z.)/MIAMI~DADE COUNTY
9 1. INSTALLATIONS ARE ONLY VALID FOR DESIGN WIND LOADS UP TO +65.0 : : " AS_SHOWN
V| PRI Z:.\-—144"¢x3" LAG SCREWS © —72.0 psf AND PANEL'S LENGTHS UP TO 9'—0° EXCEPT AS NOTED. ‘ 0.050" SOLID BERTHA ALUMINUM STORM PANEL SCALE
; Aecumed Wbl Gl el 2732 2. NEW 2° 5 6" P. ; T0 BE SOUTHERN PINE No. 2, SURFACED DRY WITH SRR 7/2/03
¥ MIDWIDTH OF PLATE, 19 Z M. M. C. W/ SPECIFIC DENSITY OF 0.55. { DATE
% \/\\ K 3. FOR NEW WOOD FRAME CONSTRUCTION: WOOD MEMBERS TO BE SOUTHERN @-m“/ I". IE C O nc. \ EASTERN METAL SUPPLY, INC
PINE No. 2, W/ SPECIFIC DENSITY OF 0.55 OR EQUAL = . 4265 WESTROADS DRIVE
¥ 0. £, d Q . TILLIT TESTING & ENGINEERING COMFANY RIVIERA BEACH, FL 3340 —_—
“ . 407 03—141
AL TERNA TIVE 3 jUL @ g ZGG$ 6395 N.W. J6th, S, Ste. 217, VIRGINIA GARDENS, Fl, 32168
. Phone : (105)571_ Btf.;na : 5.";:11 ; (305)871—1531 — — pr E—— pre— — DRAWING No
W o L717cL.U;/ Yatir " e > ~ —— SHEET 12 OF 15




WOOD TRUSSES OR RAFTER
@ 24" 0.C. REQUIRED

500" |

L %is

@ 5° ocC

_T_

_* SEE SCHEDULE FOR

|

|

|
Min. SEPARATION l—

| TO GLASS

N Cont.

|
|
I
fo
I

ALTERNATIVE 9A

_'a._

| 7/8"9x3/32"
WING NUT © —]
| Every stup

Jl_@ 12@0_._.

T~ 1%4%1,/8"

Min. (6063-T5)
Alum. TUBE W/
ﬁ)s/ra":m"

G SCREWS TO
EACH JOIST.
LOGATE SCREW
AT MIDWIDTH OF
EXISTING WOOD

MEMBER (2* Min,

NOMINAL WIDTH)
W/ 2° Min.
PENETRATION.

-0

2'x6"
WO0D DECK
REQUIRED

. . (NO FINISH

-

§ ALLOWED)

i/
-~ 7

[ '
/1/4"¢x1 1/2" LAG SCREWS
® 6" o.C

LH

Cont. H_(
5

ALTERNATIVE 9

CEILING & FLOOR MOUNTING INSTALLATIONS

WOOD TRUSSES OR RAFIER
@ 24" 0.C. REQUIRED

—\

500" B—EQ——EQ
]

<V
2500 ————-
=

Y

V L LA L

£ L

re

L L

£o%ls

@ 6° o.Cc

T

~~——1"4"x1/8"

Min. (6063-T8)
Alum. TUBE W/
(2)5/1670x4"
LAG ScrREWS TO
EACH JOIST.
LOCATE SCREW
AT MIDWIDTH OF
EXISTING WOOD

MEMBER (2" Min.

NOMINAL WIDTH)
W/ 2" Min.
PENETRATION.

ALTERNATIVE 10

A
‘hﬂ ‘b—zsxa-/#‘ |

2°%6*

WOoD DECK
REQUIRED
(NO FINISH
ALLOWED)

® 6° 0.

/ 0] o]
1/4"%x1 1/2" LAG SCREWS
" 0.c.

ALTERNATIVE 11

SCALE : 1/4" = 1"

NOTE FOR COMBINATION OF SECTIONS:

WALL/FLOOR/CEILING MOUNTING SECTIONS CAN BE
COMBINED IN ANY WAY TO SUIT ANY INSTALLATION.

Y\&
5

")(4.

LATE]
REQUIRED

NNNNN

\-—1/4 “Px3" LAG

O

1/4"9-20 S.S.
" BoLrs wy
7/8%x3/32"
| wine Ut

@ 12" o.C.

375"

SCREWS @ 6" 0.C. W/
1 27/32" Min. PENETRATION
© MIDWIDTH OF PLATE

ALTERNATIVE 12 *

* VALID FOR Max. +63.5, —63.5 psf.

-

AN

i
u
!
&
u
Il

0]

NONNNN NN

&3 THeRE

-0

7/8%x3/32"
WING NUT @

o \— 1/470x3
SCrREWS

2" x TE]
R

4" piA
\&:\ UIRED

ALTERNATIVE 14

ALL MOUNTING INSTALLATION

SCALE : 1/4" =

INSTALLATION DETAILS ON_EXISTING WOOD BUILDINGS

NOTES:

19 Z M. M. C. W/ SPECIFIC DENSITY OF 0.55.

1. INSTALLATIONS ARE ONLY VALID FOR DESIGN WIND LOADS UP TO +65.0,
~72.0 psf AND PANEL’S LENGTHS UP TO 9°~0°, EXCEPT AS NOTED.

2. NEW 2" x 6" P. T. TO BE SOUTHERN PINE No. 2, SURFACED DRY WITH

J. FOR NEW WOOD FRAME CONSTRUCTION: WOOD MEMBERS TO BE SOUTHERN
PINE No. 2, W/ SPECIFIC DENSITY OF 0.55 OR EQUAL.

JUL 8 3 2003

711

PRODUCT

Cont.

¥ LAG
@ 6" 0.Cc W/

1 27/32" Min. PENETRATION
@ MIDWIDTH OF PLATE,

REVISED

as complying with the Florida
. Buiding Code

Acceptance No 03 -0 O' ol
Expiration Date OR /07 /7 008

Division

F.B.C.(H.V.H.Z.)/MIAMI—DADE COUNTY

/TiLlECom:. \

TILLIT TESTING & ENGINEERING COMPANY
6595 N.W. 36th, St, Ste. 217, VIRGINIA GARDENS, Fl. 33166
Phane : (205)871~1630 . Fax : (305)871—1531

EB-0006719

WALTER A TILLIT Jr. P. E.

FLORIDA Lic. # 44167

0.050” SOLID BERTHA ALUMINUM STORM PANEL|  “Soorown
7/2/03
EASTERN METAL SUPPLY, INC DATE
4268 WESTROADS DRIVE
RIVIERA BEACH, FL 33407 03—141
REV. No DESCRIFTION DATE REV. No DESCRPTION DATE DRAWING No
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' 1 7/8” Min. L2 EXISTING
/ PENETRATION " . [ BRICK VEENER = 1,/4°#x8" £LCO male
A B PANELMATE TVAS ANCHORS
| © 12" 0.C.
' |___4"%8" (Min,) EXISTING \ \ \\\ /3.500" .
. & WOOD BEAM REQUIRED. ‘
STRUCTURAL ADEQUACY
BEAM 10 8 CERTIFIED ;
1/4"ax1 1/2" 5.5.7 / : 2
. BY REGISTERED ENGINEER .
LAG SCREW @ 47 O.C. EQ OR ARCHITECT PRIOR 2\ _ K %3
/ TO SHUTTER INSTALLATION, 1 A4 N — Nﬁ
Ll | T
' SE wooo A
T : WQ&E" HEADER—"| A | | _@
—(®) cont. REQUIRED : | | [ Cont
| | § LEXISTING | |
] LINTEL AS o
(1) APPLICABLE
] g O
SEE SCHEDULE FOR| | g [ | l
- Min._SEPARATION | @ SEE SCHEDULE
T0 GLASS ‘(i] | l FOR Min, | | <>
_A_ L S SEPARATION 2
—L- 2 | TO GLASS | | S
ALTERNATIVE 15 4 [ l | ©
I < I A S
E A )
g K '/\’/ N | by
g I L &
|| | g ] g
. -~
l| L § N
_4_ 7/8"0x3/32" | | 3 | | g
HING NUT © —| EXISTING | l g
EVERY STUD )
Ay : : :"@ Py NN ‘ BRICK SILL ! | -1 §
wo0D ——}-]
ALTERNATE LEG_ Cot; S PLATE |
LOCATION ™\ 1,124 I, g i \ | |
— . — - a ™ Eﬂsszhlﬁa AS | I
= L [FEE)
i L N
26" ' ‘ — = 7‘//4 L
ﬁggp DECK [-1/4'¢x1 1/2% LAG SC,‘?EWS'-J Pt \ _——Mzax ] |
REQUIRED @ 6" oc. Py
(NO FINISH EXISTING |
ALLOWED) 2°%4" STUDS \

CEILING & FLOOR

ALTERNATIVE 16 *

MOUNTING INSTALLATIONS

SCALE : 1/4" = 1"

@ 16" 0.C. Max. REQD

1/4"8x8" ELED male PANELMATE TVAS
ANCHORS @ 6° 0.C. TO EXISTING FLYWOOD

* VALID FOR Max. +63.5,

NOTE. FOR_COMBINATION OF SECTIONS:

WALL/FLOOR/CEILING MOUNTING SECTIONS CAN BE
COMBINED IN ANY WAY TO SUIT ANY INSTALLATION.

EXISTING Min. 1/2° PLYWOOD \—EXISTING‘
BRICK SILL

REQ'D (TYP) W/

FASTENING

10 STUDS AS PER
SECTION 2909 OF THE
SOUTH FL. BUILDING CODE,

ALTERNATIVE 17 *

SCALE :

1:1

NOTES:

1. INSTALLATIONS ARE ONLY VALID FOR DESIGN WIND LOADS UP TO +65.0,
—65.0 psf AND PANEL'S LENGTHS UP TO 9°-0", EXCEPT AS NOTED.

2. NEW 2" x 6" P. T. TO BE SOUTHERN PINE No. 2, SURFACED DRY WITH
19 Z M. M. C. W/ SPECIFIC DENSITY OF 0.55.

J. FOR NEW WOOD FRAME CONSTRUCTION: WOOD MEMBERS TO BE SOUTHERN
PINE No. 2, W/ SPECIFIC DENSITY OF 0.55 OR EQUAL.

—-63.5 pst.

BUILD—QUT INSTALLATION
1/4" =

1/4"8—~20x3/4"
BOLTS W/ 7/8%3/32"
WING NUT @ 12" O.C.

1/4"#x3" LONG LAG

-

SCREWS @ 6" 0.C. W/

1 27/32° Min. PENETRATION
TO EXISTING WOOD

HEADER.

NON SN NN NN

| woop Heaper
| AEQUIRED

1

|

SEE SCHEDULE
FOR Min.
SEPARATION
T0 GLASS

-

—+

|
EXISHNG/h

-0

|
|
1/4°0~20 S.S.
| X BéLTS 4
|

Max. PANEL LENGTH (SEE NOTES BELOW)

|| 7/8%x3/32"
€& | | wive NoT
~ | cont] | | @ 127 oc
g | : Nk // ~
of % _);375' - /)
: o =
; Lhine gLAsG o.c w/ kL; -
i ] sidiniasem [ ,
d (2" x 4" Pla e
/] REQUIRED. i L+
| 4
ALTERNATIVE 18A *
ALTERA/A TIVE 18B *
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