MIAM IDADE MIAMI-DADE COUNTY, FLORIDA
e METRO-DADE FLAGLER BUILDING
BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 375-2901  FAX (305)375-2908

NOTICE OF ACCEPTANCE (NOA)

Vistawall Architectural Products
803 Airport Road
Terrell, TX 75160

Scorg:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted
by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where allowed by
the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building Code,
including the High Velocity Hurricane Zone.

DESCRIPTION: Series MSD-375 Aluminum Medium Stile Entrance Doors- Impact

APPROVAL DOCUMENT: Drawing No. MSD-375-001, titled “Series MSD-375 Doors Impact”, sheets 1
through 19 of 19, prepared by the manufacture, dated 06/16/04, signed and sealed by William D. Cook, P.E.,
bearing the Miami-Dade County Product Control Approval stamp with the Notice of Acceptance number and
approval date by the Miami-Dade County Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA consists of this page 1 and evidence page E-1, E-2 and E-3, as well as approval document mentioned

above.
The submitted documentation was reviewed by Herminio F. Gonzalez, P.E., Director, BCCO

NOA No 04-0209.03

Expiration Date: February 17, 2010
Approval Date: February 17, 2005
Page 1




Yistawall Architectural Products

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

A. DRAWINGS
1. Manufacturer’s die drawings and sections.
2. Drawing No. MSD-375-001, titled “Series MSD-375 Doors Impact”, sheets 1
through 19 of 19, prepared by the manufacture, dated 06/16/04, signed and sealed
by William D. Cook, P.E.

B. TESTS
1. Test reports on 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, per FBC, TAS 202-94
3) Large Missile Impact Test per FBC, TAS 201-94
4) Cyclic Wind Pressure Loading per FBC, TAS 203-94
5) Forced Entry Test, per FBC 2411 3.2.1 and TAS 202-94
along with marked-up drawings and installation diagram of aluminum medium
stile entrance doors, prepared by Hurricane Test Laboratory, Inc.,Test Reports No.
HTL-0105-1030-02, (specimens 1, 2, 5, 6, 8, & 9) dated 10/21-22/02, signed and
sealed by Vinu J. Abraham, P. E.
2. Test reports on 1) Uniform Static Air Pressure Test, per FBC, TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
4) Forced Entry Test, per FBC 2411 3.2.1 and TAS 202-94
along with marked-up drawings and installation diagram of aluminum medium
stile entrance doors, prepared by Hurricane Test Laboratory, Inc.,Test Reports No.
HTL-0105-0712-03, (specimens 1, & 2) dated 07/08-09/03, signed and sealed by
Vinu J. Abraham, P. E.
3. Test reports on 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, per FBC, TAS 202-94
3) Large Missile Impact Test per FBC, TAS 201-94
4) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of aluminum medium
stile entrance doors, prepared by Hurricane Test Laboratory, Inc.,Test Reports No.
HTL-0105-0205-03, (specimens 3, & 5) dated 02/03-06/03, signed and sealed by
Vinu J. Abraham, P. E.
4. Test reports on 1) Uniform Static Air Pressure Test, per FBC, TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
4) Forced Entry Test, per FBC 2411 3.2.1 and TAS 202-94
along with marked-up drawings and installation diagram of aluminum medium
stile entrance doors, prepared by Hurricane Test Laboratory, Inc.,Test Reports No.
HTL-0105-0810-03, (specimens 1, & 5) dated 08/12-13/03, signed and sealed by

Vinu J. Abraham, P. E. / % ! %ﬁ /

" Herminio F. Gonzalez, P.E.

Director, Building Code Compliance Office
NOA No 04-0209.03

Expiration Date: February 17, 2010
Approval Date: February 17, 2005



Vistawall Architectural Products

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

Test reports on 1) Air Infiltration Test, per FBC, TAS 202-94
' 2) Uniform Static Air Pressure Test, per FBC, TAS 202-94

3) Forced Entry Test, per FBC 2411 3.2.1 and TAS 202-94
along with marked-up drawings and installation diagram of aluminum medium
stile entrance doors, prepared by Hurricane Test Laboratory, Inc.,Test Reports No.
HTL-0105-0210-04, (specimens 3) dated 02/09-4/5/04, signed and sealed by
Vinu J. Abraham, P. E.
Test reports on 1) Cyclic Wind Pressure Loading per FBC, TAS 203-94

2) Forced Entry Test, per FBC 2411 3.2.1 and TAS 202-94
along with marked-up drawings and installation diagram of aluminum medium
stile entrance doors, prepared by Hurricane Test Laboratory, Inc., Test Reports
No. HTL-0105-0407-04, (specimens 1) dated 02/09-4/5/04, signed and sealed by
Vinu J. Abraham, P. E.

C. CALCULATIONS

1.

Anchor Calculations, ASTM- E 1300, and structural analysis, prepared by
Broomley-Cook Engineering, Inc., dated 09/30/03, signed and sealed by William
D. Cook, P.E.

Anchor Calculations, ASTM- E 1300, and structural analysis, prepared by
Broomley-Cook Engineering, Inc., dated 06/16/04, signed and sealed by William
D. Cook, P.E.

D. QUALITY ASSURANCE

1.

Miami Dade /Building Code Compliance Office (BCCO).

E. MATERIAL CERTIFICATIONS

1.

2.

3.

Notice of Acceptance No. 02-1205.03 issued to Security Impact Glass Holdings
for “SAF-GLAS”, dated 01/02/03 and expiring on 12/16/07.

Notice of Acceptance No. 03-0415.13 issued to Solutia for “Vanceva
Composites”, dated 12/11/03 and expiring on 12/11/08.

Notice of Acceptance No. 01-0205.02 issued to Solutia for “Saflex/Keepsafe
Maximum”, dated 05/21/01 and expiring on 05/21/06.

F. STATEMENTS

1.

2.

Statement letter of code compliance, dated January 26, 2004 signed and sealed by
William D. Cook, P.E.

Statement letter of no financial interest, dated January 26, 2004 signed and sealed
by William D. Cook, P.E.

Hermlnlo F. Gonzalez, P.E.

Director, Building Code Compliance Office
NOA No 04-0209.03

Expiration Date: February 17, 2010
Approval Date: February 17, 2005



Vistawall Architectural Products

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

G. OTHER
1. Letter from consultant stating that the product is in compliance with the Florida
Building Code (FBC).

//

ov i Herminio F. Gonzalez, P.E.
Director, Building Code Compliance Office
NOA No 04-0209.03

Expiration Date: February 17, 2010
Approval Date: February 17, 2005



PRODUCT APPROVAL DRAWINGS
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MULTIPLE GLAZING INFILLS & HARDWARE OPTIONS
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Cert. of Auth #00009124

WILLIAM D. COOK PE
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GLASS MAXIMUM MAXIMUM | DESIGN MAX. MAX. 3
MARK D.L.O. SQUARE (PRESSURE | D.0. (INCHES) | D.0. (INCHES) .
SYMBOL GLASS TYPE MANUFACTURER SIZE FEET P.S.F. PAIR SINGLES ;
5/8" NOMINAL OVERALL THICKNESS LAMINATED GLASS | SECURITY IMPACT MANUAL CoWP |
@ "SAF—GLAS” CONSISTING OF TWO 1/4" HS GLASS, AND GLASS 32 5/16” X 82 3/16”| 18.4 |+70/-80 84 X 96 42 X 96 ’_]u;
0.070 POLYCARBONATE INTERLAYER BETWEEN TWO 0.015 H s
ADHESIVE LAYERS BY SIG 8 €
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INTERLAYER B 22
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BILL OF MATERIALS

BROMLEY-COOK ENGINEERING

DESCRIPTION

DATE

REV| BY

£
&
§

5440 N.W. 33rd Avenue, Suite 1700
Ft. Lauderdale, FL. 33309
054-772-4624
Cert. of Auth #00003124

UEC 7 204

WILLIAM D. COOK PE
FLA. PE. #43904

FIA S #2008

STAWAILL

CHITECTURAL PRODUCTS |2
THE VISTAWALL GROUP

BUTLER MANUFACTURING COMPANY

803 AIRPORT RD. TERRELL TX 75160 (972) 551-6100

Vi

ILEOM PART NUMBER |DESCRIPTION DIMENSIONS MATERIAL MANUFACTURER NOTES

1. | AS-6 ADJUSTABLE ASTRAGAL ASSEMBLY 331 X 1.562 X .062 6063—T6 ALUMINUM | VISTAWALL

2. | cB-21 CORNER BLOCK 2130 X 1.44 X .25 6063—T5 ALUMINUM | VISTAWALL 4,437" LONG
3. | cB-38 DOOR CORNER BLOCK 2130 X 1.44 X .25 6063—T5 ALUMINUM |VISTAWALL 1.23" LONG
4. | CcB=71 DOOR CORNER BLOCK 2130 X 1.44 X .25 6063—T5 ALUMINUM | VISTAWALL 6" LONG

5 | D-6 DOOR STILE MS—375 3.75 X 1.75 X .125 6063—T5 ALUMINUM | VISTAWALL

6. | D—21 HORIZONTAL MID—RAIL/TOP RAIL 6.50 X 1.71 X .125 6063—T5 ALUMINUM | viSTAWALL

7. | D—-24 DOOR INACTIVE MEETING STILE MS—375 3.75 X 1.75 X 125 6063—T5 ALUMINUM | vISTAWALL

8. | D-38 DOOR TOP RAIL 3.00 X 1.71 X .125 6063—T5 ALUMINUM | vISTAWALL

9. | D-62 MID—RAIL ADAPTER 1.429 X 1.552 X .062 [6063~T5 ALUMINUM | VISTAWALL

10.| D—69 DOOR ACTIVE MEETING STILE MS—375 3.614 X 1.75 X .125 6063—T5 ALUMINUM | ISTAWALL

11.| D—-71 8" BOTTOM RAIL 8.00 X 1.71 X .125 6063—T6 ALUMINUM [ VISTAWALL

12.| D-118 DOOR BOTTOM RAIL SWEEP ASSEMBLY .812 X .302 X .125 6063—T5 ALUMINUM [vISTAWALL CUT TO DOOR WIDTH MINUS 5/8”
13.] D—134-2 PANIC STOP 344 X 1,484 X .344 6063—T5 ALUMINUM | VISTAWALL

14.| D-152 SCREW ATTACHED DOOR GLASS STOP 1.00 X .762 X .125 6063—T6 ALUMINUM | VISTAWALL ATTACH 12” ON CENTER
15.] FG=5110 HEAD HORIZONTAL /TRANSOM HEADER 2.50 X 4.98 X .080 6063—T6 ALUMINUM [ VISTAWALL

16.] FG-5113 HEAD FILLER .50 X 1.70 X .050 6063—T5 ALUMINUM | VISTAWALL

17.] FG-5119 TRANSOM GLASS STOP 1.00 X .75 X .078 6063—T6 ALUMINUM [ VISTAWALL

18.| FG—-5163 SNAP—IN DOOR STOP .746 X 1.357 X .062 6063—T6 ALUMINUM | VISTAWALL

19.| FG-5167 FLAT FILLER .78 X 4.66 X .078 6063—T6 ALUMINUM |VISTAWALL RUNS FULL LENGTH
20} FG—-5168 DOOR JAMB 2.50 X 5.0 X .125 6063—T6 ALUMINUM [ VISTAWALL

21.| FG-5169 TRANSOM SASH 1.0 X 2.258 X .062 6063—T6 ALUMINUM |VISTAWALL

22.| FG-5170 DOOR HEADER/TRANSOM BAR 2.50 X 4.98 X .080 6063—T6 ALUMINUM | VISTAWALL

23 S—-83 SNAP—IN DOOR GLASS STOP .812 X .762 X .078 6063—T6 ALUMINUM | VISTAWALL

24| TH-57 THRESHOLD .50 X 5.625 X .125 6063—T5 ALUMINUM | VISTAWALL

25.| D—125 DOOR STOP WEATHERING 125 SPACE SANTOPRENE UNIVERSAL RUBBER

26.| FG=1133 DRY GLAZING GASKET .197 SPACE EPDM VARIES

27} FS-2 ATTACH D—118 SWEEP TO DOOR BOTTOM | #8 X 3" PPHSMS STEEL VARIES

28| Fs—-7 ATTACH RAILS TO CORNER BLOCKS #0 X %" PFH STEEL VARIES

29.| Fs-8 SPLINE ASSEMBLY SCREW #14 X 1 HHSTS STEEL VARIES

30.| FS—114 ATTACH D—152 TO DOOR #8 X %" PPHSMS STEEL VARIES

31.] SM—5601 JOINT SEALANT TAPE 125 X .50 VARIES BUTYL SCHNEE—MOREHEAD

32.| wp-085 ADJUSTABLE ASTRAGAL WEATHERING VARIABLE SPACE WOOL PILE SCHLEGEL

33.| FS—56 ATTACH D~134—2 PANIC STOP #12 X 3/4” PFHSMS STEEL VARIES

34| FS—49 ADJUSTABLE ASTRAGAL SCREW #8 X 1/2" PPHSMS STEEL VARIES

35.| FG—5188 SPACER GASKET .25 X .25 EPDM VARIES

36.| HP—17 SETTING BLOCK %X WX 4 EPDM VARIES
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BILL OF MATERIALS

'LEO’\.A PART NUMBER |DESCRIPTION DIMENSIONS MATERIAL MANUFACTURER NOTES
37.] 995 SEALANT | STRUCTURAL SILICONE FILL SPACE SILICONE DOW CORNING
38. 921 USED AS PERIMETER SEALANT FILL SPACE POLYURETHANE VULKEM
39.] v-2110 INTERIOR SSA GLAZING TAPE %s" X He” THERMAL BOND NORTON
40| FS-39 ATTACH CORNER BLOCK TO STILES % X 20 X %": HHMS  |STEEL VARIES
41.] FG=5000—PP1 | DOOR SETTING BLOCK ¥ X %X 4 EPDM VARIES
42.| FG-5172 DOOR HEADER—OFFSET ARM 2.50 X 4.98 X .135 6063—T6 ALUMINUM | VISTAWALL
43| DS—104 OFFSET ARM COVER 1.188 X 2.00 X .094  |6063—T6 ALUMINUM [VISTAWALL
44.] FASTENER ATTACH DS-104 TO FG-5172 #10 X 2" FHPSMS STEEL VARIES SINGLE DOOR: 1 EA. 6" FROM LOCK STILE
PAIR OF DOORS: 1 EA. 6” EACH SIDE OF DOOR CENTERLINE
45/ D-120 DOOR WEATHERING STRIP VARIABLE SPACE VINYL VISTAWALL DOOR_WIDTH MINUS 5/8”
46.| FG-5185 SPACER GASKET .25 X .25 SILICONE VARIES
47.] NOT USED
48.] FG—5178 HEAD /SILL 2.50 X 4.98 X .080 6063—T6 ALUMINUM | VISTAWALL
49.| FG—5172 HEADER /TRANSOM BAR 2.50 X 4.98 X .080 6063—T6 ALUMINUM | ISTAWALL
50.| FG—5181 TRANSOM SASH 1.00 X 2.69 X .062 6063—T5 ALUMINUM | VISTAWALL
51.| FS—55 ATTACH SC—1 CLIP #10 X 1/2" PH ROUND |STEEL VARIES 9" 0.C.
52.| FG-5182 TRANSOM GLASS STOP 1.00 X .767 X .062 6063—T5 ALUMINUM [ VISTAWALL
53.| DS—104 DOOR STOP 2.00 X 1.188 X .094  |6063—T5 ALUMINUM [VISTAWALL USES SC—1 CLIP
54.| FG—-5179 OPEN BACK MULLION FILLER 1.392 X 4.66 X .08 6063—T6 ALUMINUM | VISTAWALL
55 FG-5109 OPEN BACK MULLION FILLER .780 X 4.66 X .08 6063—T6 ALUMINUM | VISTAWALL
56.| CW 998 BULB GASKET FOR FILLER VARIES FOAM—TITE AMESBURY
57.| FG-5000-PP—8 | DOOR JAMB STL REINFORCING 1.1/4" X 4 9/16” X 1/4"|A—36 STEEL VARIES FULL LENGTH OF MULLION
58, FS-38 ATTACH STL. REINFORCEMENT 1/4"=20 X 1/2" HH TYPE "F” |STEEL VARIES
59 sc-1 STAINLESS STEEL CLIP 281 X .968 X .032 STAINLESS STEEL VISTAWALL 9” 0.C.
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HARDWARE SCHEDULES
APPROVAL:DADE COUNTY DOOR MARK |DOOR: TYP. ELEV: TYP. IAPPROVAL:DADE COUNTY DOOR MARK |[DOOR: TYP. ELEV: TYP.
IMPACT X [NOA| DOOR SIZE |7-0" X 8-0" PAR IMPACT X [NOA| DOOR SIZE [7-0" X 8-0" PAR
DOOR HINGING |[LOCKING DEVICE: SERIES NOTES: DOOR HINGING [LOCKING DEVICE: SERIES NOTES:
DOOR TYPE B.H.C.G.H.[0.P/ADAMS—RITE | x_[1850-505]3-POINT LOCK_ [|DOOR TYPE B.H.[C.G.H. |0.P/ADAMS—RITE | -© [1850-505[3-POINT LOCK
MS—=375 X | X | X | x [EXIT DEVICES: SERIES NOTES: |[MS=375 X | X | x| x |[EXIT DEVICES: SERIES NOTES:
VON DUPRIN 519927 [SURFACE PANIC VON DUPRIN X 19927 [SURFACE PANIC 2
VON DUPRIN -O- (9947 [CONCEALED PANIC VON DUPRIN X 19947 [CONCEALED PANIC
JACKSON -©- 2086 |CONCEALED PANIC JACKSON X 12086 [CONCEALED PANIC
JACKSON o [1286 | CONCEALED PANIC JACKSON X | 1286 |CONCEALED PANIC
SARGENT X_|8410 | CONCEALED PANIC SARGENT X | 8410 [CONCEALED PANIC .
HARDWARE DESCRIPTION PART NUMBER  [QTY[MANUFACTURER | USED |[HARDWARE DESCRIPTION PART NUMBER  JQTY[MANUFACTURER | USED 3
CLOSER OPTIONS: CLOSER OPTIONS: 5
SURFACE MOUNTED VARIES 2 | VARIES X SURFACE MOUNTED VARIES 2 | VARIES X B
CONCEALED OVERHEAD OHrer Sbr—ae 2| JACKSON X___|l| CONCEALED OVERHEAD Gty Sibe—saw " 2 | JACKSON X Y
BUTT HINGE 4 1/2" X 4" BH—1M 6 | REGENT X BUTT HINGE 4 1/2° X 4 BH—1M 6 | REGENT X -2
PULL HANDLE PH-10 2 | VISTAWALL X PULL HANDLE PH=10 2 | VISTAWALL X SE
PUSH BAR PB—11 2 | VISTAWALL X PUSH BAR PB—11 VISTAWALL = SF ¢
CYLINDER (ACTIVE) CY—1 1| VISTAWALL X CYLINDER FOR JACKSON (ACTIVE) CY—1 1 | VISTAWALL X g;’: 5%
THUMB TURN (ACTIVE) OPTIONAL cY=3 1| VISTAWALL X KEY CONTROL (ACTIVE) FOR SARGENT 106 SARGENT X B e g
CYLINDER (ACTIVE) FOR VON DUPRIN EXIT | CY=5 VISTAWALL = |[CYLINDER (ACTIVE) FOR VON DUPRIN EXIT |CY=5 VISTAWALL X ig EE
LOCK (ACTIVE) AR-1850-505-3PT 1 ADAMS—RITE X LOCK (ACTIVE) AR—-1850-505-3PT ADAMS—RITE = <E§ §<
LOCK INDICATOR (ACTIVE) OPTIONAL AR—4089 1 | ADAMS—RITE X LOCK INDICATOR (ACTIVE) OPTIONAL AR—4089 ADAMS—RITE & ["‘é : g%
FLUSH BOLT (INACTIVE) FB—1201—VRM 1 | INTERNATIONAL X FLUSH BOLT (INACTIVE) FB—1201—-VRM INTERNATIONAL & EE §
FLUSH BOLT (INACTIVE) FB—1201—VRM—96 1| INTERNATIONAL X FLUSH BOLT (INACTIVE) FB—1201—VRM—96 INTERNATIONAL = Vlog 2
PANIC STOP D—134-2 1| VISTAWALL X PANIC STOP D—134-2 1 | VISTAWALL X Hﬁ%
THRESHOLD TH-57 1| VISTAWALL X THRESHOLD TH=57 1| VISTAWALL X W s
DOOR BOTTOM SWEEP D118/D120 2 | VISTAWALL X DOOR BOTTOM SWEEP D118/D120 2 | VISTAWALL X -
OPTIONAL HINGE: OPTIONAL HINGE: | & 3
TOP PIVOTS OP-6 & OP-7 2 INTERNATIONAL X TOP PIVOTS OP-6 & OP-7 2 INTERNATIONAL X Z CI\J
INTERMIDIATE PIVOT M—19 2 | RIXON X INTERMIDIATE PIVOT M—19 2 | RIXON X = B
BOTTOM PIVOT 0P—9 & OP-10 2 | INTERNATIONAL X BOTTOM PIVOT 0P=9 & OP—10 2 | INTERNATIONAL X 5 2Q
CONTINUOUS GEAR HINGE 224 HD 2 ROTON X CONTINUOUS GEAR HINGE 224 HD 2 ROTON X A E I
OPTIONAL THRESHOLD TH—-43 1 VISTAWALL X OPTIONAL THRESHOLD TH-43 1 VISTAWALL X g %é Ia:-lg
o< IS5
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HARDWARE SCHEDULES
APPROVAL:DADE COUNTY DOOR MARK [DOOR: TYP. ELEV: TYP. |IAPPROVAL:DADE COUNTY DOOR MARK |DOOR: TYP. ELEV: TYP.
IMPACT X_|NOA| DOOR SIZE | 3-6" X 8-0" SINGLE IMPACT X_[NOA| DOOR SIZE | 3-6" X 8-0" SINGLE
DOOR HINGING |LOCKING DEVICE: SERIES NOTES: DOOR HINGING |LOCKING DEVICE: SERIES NOTES:
DOOR TYPE B.H.|C.G.H.|0.P/ADAMS—RITE | x [1850-505|3-POINT LOCK _ ||[DOOR TYPE B.H.|C.G.H.|0.PJADAMS—RITE __ [-& [1850-505|3—POINT LOCK 2
Ms-375 X | X | x | x [EXIT DEVICES: SERIES NOTES: [[Ms=375 X | x| x| x [EXIT DEVICES: SERIES NOTES: :
VON DUPRIN -©- (9927 [SURFACE PANIC VON DUPRIN X_9927  [SURFACE PANIC .
VON _DUPRIN -5 9947 [CONCEALED PANIC VON_DUPRIN X_19947  [CONCEALED PANIC
JACKSON - [2086  |CONCEALED PANIC JACKSON X _[2086  |CONCEALED PANIC
JACKSON -5 [ 1286 |CONCEALED PANIC JACKSON X_| 1286 |CONCEALED PANIC
SARGENT X_ 8410 |CONCEALED PANIC SARGENT X 8410 [CONCEALED PANIC .
HARDWARE DESCRIPTION PART NUMBER  |QTY[MANUFACTURER| USED ||[HARDWARE DESCRIPTION PART NUMBER  [QTY[MANUFACTURER| USED 8
CLOSER OPTIONS: CLOSER OPTIONS: 5
SURFACE MOUNTED VARIES 1 | VARES X | SURFACE MOUNTED VARIES 1 | VAREES X :
CONCEALED OVERHEAD Grestt SuibE—R 1| JACKSON X || CONCEALED OVERHEAD Gheset SuE ik " 1 | JACKSON X o
BUTT_HINGE 4 1/2° X 4" BH—1M 3 | REGENT X___|[BUTT HINGE 4 1/2" X 4" BH-1M 3 | REGENT X nEy
PULL_HANDLE PH=10 1| VISTAWALL X___|[PULL_HANDLE PH=10 1| VISTAWALL X o £
PUSH BAR PB—11 1| VISTAWALL X___|[PUSH BAR PB11 VISTAWALL < 88 %
CYLINDER (ACTIVE) CY—1 1| VISTAWALL X___|[CYLINDER_FOR JACKSON (ACTIVE) CY—1 1| VISTAWALL X <5§. 5%
THUMB_TURN_(ACTIVE) OPTIONAL V=3 1| VISTAWALL X |I'KEY_CONTROL (ACTIVE) FOR SARGENT | 106 1| SARGENT X B : &
CYLINDER (ACTIVE) FOR VON DUPRIN EXIT | CY=5 VISTAWALL -5~ |[[CYLINDER (ACTIVE) FOR VON DUPRIN EXIT | CY=5 1| VISTAWALL X 53 EE
LOCK_(ACTIVE) AR=1850-505—3PT 1| ADAMS—RITE X___|[LoCK (ACTVE) AR—1850-505—3PT 1| ADAMS—RITE < <L' 55 65
LOCK_INDICATOR (ACTIVE) OPTIONAL AR=4089 1| ADAMS—RME X |I[LOCK_INDICATOR (ACTIVE) OPTIONAL AR=4089 ADAMS—RITE = i g%
FLUSH BOLT (INACTIVE) FB—1201-VRM INTERNATIONAL S ||[FLUSH BOLT (INACTIVE) FB=1201-VRM INTERNATIONAL = = f
FLUSH BOLT (INACTIVE) FB—1201-VRM-96 INTERNATIONAL -~ |[FLUSH BOLT (INACTIVE) FB=1201-VRM—96 INTERNATIONAL = V)Eé’ 2
PANIC_STOP D-134—2 1| VISTAWALL S |[PANIC_STOP D-134-2 1| VISTAWALL = Hgg
THRESHOLD TH=57 1| VISTAWALL X___|[THRESHOLD TH-57 1| VISTAWALL X W £
DOOR BOTTOM SWEEP D118/D120 1| VISTAWALL X___|[DOOR BOTTOM SWEEP D118/D120 1| VISTAWALL X -
OPTIONAL HINGE: OPTIONAL HINGE: 8 o
TOP PIVOTS OP—6 & OP-7 1| INTERNATIONAL X___|lToP_pivors OP-6 & OP-7 1| INTERNATIONAL X 2
INTERMIDIATE_PIVOT M=19 1_|_RIXON X___|[INTERMIDIATE_PIVOT M=19 1_|_RIXON X AT
BOTTOM_PIVOT OP-9 & OP-10 1| INTERNATIONAL X___|[BOTTOM PWVOT OP-9 & OP—10 1| INTERNATIONAL X 529
CONTINUQUS GEAR HINGE 224 HD 1 ROTON X CONTINUOUS GEAR HINGE 224 HD 1 ROTON X A E I
OPTIONAL THRESHOLD TH-43 1| VISTAWALL X__ || OPTIONAL THRESHOLD TH=43 1| VISTAWALL X g §c§ w i
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DOOR WITH 1 1/2 PAIR
OFFSET PIVOTS

DOOR HEIGHT DIM_"M”
84" 43 27/32"
96” 49 27/32"
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STANDARD HARDWARE LOCATIONS
FOR SERIES MSD-375 IMPACT DOORS

VISTAWALL

LOCK CYLINDERS

USED ON ALL DOORS.
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\n PANIC DOORS
WITH 1 1/2 PAIR BUTT HINGES
MANUFACTURER | PANIC DEVICE | DIM "X” | DIM ™" |DIM "Z”
JACKSON 1286 37 3/16 |37 15/32] 42 3/16
JACKSON 2086 37 3/16 |37 15/32| 42 3/16
VON DUPRIN 9927 39 3/8 39 3/8 | 44 3/8
VON DUPRIN 9947 39 15/16| 39 3/8 | 44 3/8
SARGENT 8410 51 1/8 40 3/8 |1 42 3/16
|
m o
. rd U E
.m // l \\
:|:_|_ /// I \\\
Z /// ' \\\
[a] / | \\\
. 4 dli )
f L , L B
= yd | %
2 | SE
(:F) \\\ | // A l“)% g E
3 \\\ I ~ bﬂ_ ;D. o
. L | I s/ {i |9 ol
[=] N -
- LY ‘
f
3 POINT LOCK AND FLUSH BOLT DOORS
WITH 1 1/2 PAIR BUTT HINGES
MANUFACTURER | DESCRIPTION PART # DIM "FB”
INTERNATIONAL | TOP_FLUSH BOLT (FOR 96" TALL DOOR) FB—1201—-VRM—96 227
INTERNATIONAL | TOP_FLUSH BOLT (FOR 84" TALL DOOR) FB—1201—-VRM 10"
INTERNATIONAL | BOTTOM FLUSH BOLT (FOR 84"/96" TALL DOOR) [ FB—1201—VRM 10"
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