MIAM I-DADE’ MIAMI-DADE COUNTY, FLORIDA
] METRO-DADE FLAGLER BUILDING
BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 3752901  FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA)

Eastern Metal Supply, Inc.
4268 Westroads Dr.
West Palm Beach, Florida 33407

ScopE:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted
by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where allowed by
the Authority Having Jurisdiction (AHI).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: 0.030” Galvanized Steel Storm Panels Shutter

APPROVAL DOCUMENT: Drawing No. 02-446, titled “ 24 gage Galvanized Bertha Steel Storm Panel 7,
sheets 1 through 9 of 9, prepared by Tilteco, Inc., dated September 05, 2002, signed and sealed by Walter A. Tillit
Jr., P.E., bearing the Miami-Dade County Product Control Renewal stamp with the Notice of Acceptance number
and expiration date by the Miami-Dade County Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each panel shall bear a permanent label with the manufacturer's name or logo, city, state and the
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA renews NOA # 02-0809.04 and consists of this page 1, evidence submitted page(s) as well as approval
document mentioned above.

The submitted documentation was reviewed by Helmy A. Makar, P.E.

HVZ-;; A o~ NOA No 04-0517.01

Expiration Date: 06/07/2009

06 / / 7/ 2o0d Approval Date: 06/1;1‘2;);)2




Eastern Metal Supply. Inc.

1.

>

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL #00-0919.10
DRAWINGS
1.  Drawing No. 00-252, titled “24 Gage Galvanized Bertha Steel Storm Panels”,
prepared by Tilteco, Inc., dated July 10, 2000, last revision #1 dated April 3, 2001,
sheets 1 through 9 of 9, signed and sealed by Walter A. Tillit Jr., P.E.

TESTS

1. Test report on Large Missile Impact Test, Cyclic Wind Pressure Test and Uniform
Static Air Pressure Test of Galvanized Steel Storm Panels, prepared by American
Test Lab of South Florida, Report No. ATL 0425.01-00, dated August 22, 2000,
signed and sealed by Henry Hattem, P.E. and William R. Mehner, P.E.

CALCULATIONS
1. Storm panel shutter Calculations, sheets 1 through 78 by Tilteco, Inc., signed and
sealed by Walter A. Tillit Jr., P.E., dated 09/11/2000.

MATERIAL CERTIFICATIONS

1 Mill Certified Inspection Report, dated 05/97, for Hot Dipped Galvanized coating G-
60 Steel, ASTM A653 Grade 40 (ASTM 446GR-C) by Robert O'Neil of R & R Metals,
Inc., with chemical composition and physical properties.

2.  Tensile Test Reports from Hurricane Engineering & Testing Inc., Job No. HETI-97-

T48 dated July 17, 1997 for 20 ga. Galvanized Steel, tested per ASTM ES-93, signed
and sealed by Hector M. Medina, P.E.

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL #02-0809.04

DRAWINGS

L Drawing No. 02-446, titled “ 24 gage Galvanized Bertha Steel Storm Panel ”, sheets 1
through 9 of 9, prepared by Tilteco, Inc., dated September 05, 2002, signed and sealed by
Walter A. Tillit Jr., P.E.

TESTS
1. None.

CALCULATIONS
1. None.

MATERIAL CERTIFICATIONS
1. None.

Mm/m

Helmy A. Makar, P. E.
Product Control Examiner
NOA No 04-0517.01
Expiration Date: 06/07/2009
Approval Date: 06/17/2004



Eastern Metal Supply, Inc.

NOTICE OF ACCEPTANCE:  EVIDENCE SUBMITTED

NEW EVIDENCE SUBMITTED

DRAWINGS

1. Drawing No. 02-446, titled “ 24 gage Galvanized Bertha Steel Storm Panel ",
sheets 1 through 9 of 9, prepared by Tilteco, Inc., dated September 05, 2002,
signed and sealed by Walter A. Tillit Jr., P.E.

P w

B. TESTS
1. None.

C. CALCULATIONS
1. None.

D. QUALITY ASSURANCE
1. By Miami-Dade County Building Code Compliance Office.

E. MATERIAL CERTIFICATIONS
1. None.

bl f Mt~

" Helmy A. Makar, P. E.
Product Control Examiner
NOA No 04-0517.01
Expiration Date: 06/07/2009
Approval Date: 06/17/2004
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MAXIMUM DESIGN PRESSURE RATING "W” (p.s.f.) AND

CORRESPONDING MAXIMUM PANEL LENGTH 'L” SCHEDULE

MAXIMUM DESIGN Max. PANEL LENGTH APPLI o
. SECTIONS # &
PRESSURE RATING L (#, ) MINIMUM SEFARATION INATION
W (p.s.t) (SEE SECTIONS) T0 GLASS ANY COMEIRATIO

+66.0, —76.0 7'—6" OR LESS 3" 1.2345 & 8
+60.0, —70.0 >7'—6" TO 8'-6" 3" 1,2,3,45 & 8
+66.0, —76.0 7'—6" OR LESS 3 /4" 6 &7
+60.0, -70.0 >7'-6" TO 8'-6" 3 3/4 6& 7
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* MAXIMU ANCHORS SPACING FOR E. D. = 3 [/2" = s "
iy LT.W. BUILDEX £LCO TEXTRON PONERS FASTENING APPLICABLE TO MAXIMUM DESIGN PRESSURE TING "W .s.f.) AND
¥ (pst) WR‘MS/IM—ITMPCM RED HD SLEEVE CRETE-FLEX 554 MALE/FEMALE PANELMATE MALE PANELMETE PLUS DALK—IN m,;v mﬂntfli%
TO CONCRETE | TO MASONRY | TO CONCRETE | TU MASONRY | TO CONCRETE | TO MASONRY | TO CONCRETE | TO MASONRY | TO CONCRETE | TO MASONRY | IO CONGRETE | TO MASONRY OF THEM CORRES.PO .DI G MAX[MUM ANC OR S ACIN S EDULE OR
e L T W W . A B R R WL A . ———_ L INSTALLATIONS INTO CONCRETE AND CONCRETE BLOCK
12" 12* 12* 127 12" 12° 127 12° 12° 12* 12° 12* 1 (BOTTOM) T BE .
12" N/A 12" N/A 12* N/A 12° N/A 12° N/A 12* N/A 2 (Top; STRUCTURES *
12 12* 12" 12~ 12° 12" 12° 12* 12" 12° 12" 12° 2 (8OTTOW)
12 N/A 12- NA 12 NA 12 NA 12° N/A 12 NA 3 (0P} ¥ AXIMUM ANCHOR SPACINGS ARE VALID FOR 3 1/2" EDGE DISTANCE.
12" 12" 12 12* 12* 12* 12" 12° 12 12* 12" 12* 3 (BOTTOH) FOR E. D. LESS THAN 3 1/2", REDUCE ANCHOR SPACING BY
50.0, ~61.5 . . . . . - .. MULTIPLYING SPACING SHOWN ON SCHEDULE BY THE FOLLOWING
v60.0, -81.8 12 N 2 N 2 A 2 N 2 ke 2 ade A (on) | 607 R LEss FACTORS. (NOTE : Min. E. D. FOR CALK—IN ANCHORS IS 2 1/2").
12" 12” 12" 12" 12" 12* 12~ 12* 12" 12* 12° 12* 4 (BOTTON) FOR THIS OPERATION TO BE POSIBLE, REDUCED SFPACING OBTAINED
. . . . . . USING FACTOR SHALL NOT BE LESS THAN MINIMUM SPACING
12 N/A 12 N/A 12 N/A 12 N/A 12 N/A 12 N/A 5 (ToF) INDICATED FOR EACH ANCHOR TYPE AT ANCHORS LEGEND.
12" 12 12~ 12° 12° 12~ 12° 12" 12" 12° 12* 12* 5 (BOTIOM)
12 N/A 12" N/A 12° N/A 12° N/A 12" N/A 12° N/A & (ToP)
12° N/A 12* N/A 12* N/A 12° N/A 12" N/A 12* N/A 6 (BOTTOM) FACTOR
12 N/A 12" N/A 12" N/A 12* N/A 12 N/A 12 nA |7 (roeseorrou ACTUAL E. D. CRETZ’A—F;‘-%:O‘),}I/S st/ CALK—IN RED HD. SLEEVE
NA N/A NA /A NA N/A 12° 12° 12" 12° 12° 122 |a (ror/somroN) PANELMATES '
MAXOMUAI ANCHORS SPACING FOR E D. = 3 1/2" 3" 86 .75 1.00
DESIGN LOAD LT.W. BULDEX ELCO TEXTRON POWERS FASTENING APPLICABLE TO 7 1/2M 71 50 100
¥ (eal)  EPCONS/WAX-SET TAPCONS RED HD SLEEVE CRETEFLEX 554 VALE/FEMALE PANELMATE | MALE PANELMETE PLUS ALK Prvsgiociot Mol WrerirgReg-y . . .
TO CONCRETE | TO MASONRY 1 TO CONCRETE | TD MASONRY | TO CONCRETE | TO MASONITY | TO CONCRETE | TO MASONRY | O CONCRETE | TO MASONRY § TO CONCRETE | TO MASONRY OF THEM 2" 50 b 088
12" N/A 12 N/A 12° N/A 12" N/A 12* N/A 12* N/A 1 (roR)
12* 1m* 12* 12" 12° 12* 12° 12” 12* 12° 12° 12* 1 (BOTTOM)
12* N/A 12* N/A 12° N/A 12* N/A 12* N/A 12" N/A 2 (ToP)
12 1m* 12 12" 12* 12* 12" 12* 12" 12* 12* 12* 2 (8OTTOMH) ANCHORS LEGEND
127 N/A 12" N/A 12° N/A 12° N/A 12" N/A 12° N/A J (ToP) A NCHO RS ﬁlyNC‘HOR
12 1" 12" 12" 12° 12" 12" 12* 12 12° 12* 12" 3 (BOTTOM) TYPE SPACING E. D. = EDGE DISTANCE
+66.0, -720| 12" N/A 12" N/A 12° N/A 12~ N/A 12* N/A 12° N/A 4 (TOP) 6'-0" OR LESS
12* 7L 12" 12~ 12 12° 12* 12* 12 12° 12* 12 4 (BOTTOM) TAggg’_z/ ,:"EZ)E(-ng;ES/ 3.0"
12* N/A 12" N/A 12* N/A 12" N/A 12" N/A 12* N/A 5 (1op}
12" a8 12* 12" 12* 12* 12" 1° 12* 9" 12* 1* 5 (8orToi) CALK—IN 2.5"
12° N/A 12" N/A 12 N/A 12 N/A 12° N/A 12* N/A 6 (ToP) /80 RED HD
- 3/8'2 ) »
12 N/A 12* N/A 12* N/A 12* N/A 12 N/A 12* N/A 6 (B0TTH) 4.5
DYNABOLT SLEEVE
12 N/A 12" N/A 12 N/A 12 N/A 12 N/A 12" N/A 7 (TOP/BOTIOM)
N/A N/A N/A N/A N/A N/A 12° 12*° 12" 12* 12" 12" & (TOP/BGTTOM) #SEE NOTES ON SHEET 8 & 8 OF 9
MAXHMA! ANCHORS SPADING FOR E D. = 3 1/2° = FOR ANCHOR TYPES & SPACING FOR
oy TR TR o T APPLCABLE TO INSTALLATIONS INTO WOOD FRAME BUILDINGS.
W (pt)  [APCONS/MAX-SET TAPCONS RED HD SIEEVE CRETEFLEX S54 MALL/FEMALE PANELMATE || MALE AANELMETE PLUS CALK—N Prosgio B A Wy irghigns
PDM.C&'IE TO MASONRY TDCOA:&"IE TO MASONRY TDWV'CRETE TO MASONRY TDDGW.XETE TO MASONAY | TO CONCRETE | TO MASONRY | TO CONCRETE | TO MASONRY oF NEK PRODUCTREVISED
12 N/A 12 N/A 12 N/A 12 N/A 12* N/A 12° N/A 1 (ToP) :R$£SFT REI;JE;E‘:'ED as complying with the Florida
- - . . . . . - . - . . ying with the Florig, Bariding Cod
12 10 12 12 12 12 12 12 12 12 12 12 1 (BOTTOM) Buiding Code onca Aco eptgm eNo0Z-0809.04
12* NA 12 N/A 12° NA 12* N/A 12° N/A 12* N/A 2 (Top) Expiration Date 56 /07 /2004
12" 10° 12 12* 12" 12° 12* 12° 12° 12 12° 12" 2 (BOTTCH) By A '
12* N/A 12 N/A 12 N/A 12 N/A 12 N/A 12* N/A J (ToF) Eﬁ;’i‘z f a uct Control
12° 10° 12° 12" 12* 12* 12" 12" 12° 12* 12" 12* J (BoTTOM)
+580.0, —61.5 12" N/A 12° N/A 12° N/A 12° N/A 12" N/A 12° N/A 4 (TOFR) >6'-0" 10 7'~6" MIAMI—DADE COUNTY
12* 10" 12* 12° 12° 12* 12 12* 12° 12" 12" 12° 4 (BOTTGH) 57 CACE CALVANIED BERTA
AS SHOWN
12~ N/A 12° N/A 12° N/A 12° N/A 12" N/A 12 N/A & (ToP) STEEL STORM PANEL SCALE
12 7 12" 12 12 12 12* 9 12* rd 12* 10 5 (BOTTOM) 8/5/02
12* N/A 12" N/A 12* N/A 12 N 12* N/A 12 N/A 6 (ToF) / IL E cO INE. \ EASTERN METAL SUPPLY, INC. DATE
12 N4 12 NA 127 NA 12 NA 12 N/A 12 NA 6 (BoTTON) TESTING & ENGINEERING COMPANY WEST PALM, BEACH, FL S3407 02446
2" N/A 12* N/A 12° N/A 12 N/A 12° N/A 12* N/A 7 (TOR/BOTTOM) &-,Z‘a"b‘:os ;Ta e . — e e — DRAWING No
N/A N/A N/A N/A N/A N/A 12* 12* 12* 12* 12* 12* 8 (TOP/BOTIOM) WALTER A TILLIT Jr., P. E. ' - - [ mee] SHEET 5 OF @
= = ry - =

FLORIDA Lic. ’ 44167 [
% |

SEP o § 7607




MAXIMUM ANCHORS SPACING FOR E. D. = J 1/2° =
DESIH LOKD [ IAPCONS/Wh—SE7 TAPGONS RED HD SLEEVE CRETE_FLEX 554 WALE/FEMALE PANELUMATE | MALE PANELWETE. PLUS [ T |
- TO CONCRETE | TO MASGNRY | TD CONCRETE | T0 MASONRY | TO GONCRETE | TO MASOMRY | TD CONCRETE | TO MASONRY | 0 CONGRETE | TO MASONRY | TO CONCRETE | TD MASOMRY OF THEM CORRESPONDING MAXIMUM ANCHOR SPACING SCHEDULE FOR
12 NA 12 e 2 ada ol ada il s ol NA 1 (TR INSTALLATIONS INTO CONCRETE AND CONCRETE BLOCK
12 o" 12" 12" 12° 12* 12" 12 12" 10" 12" 12* 1 (BOTTOM) .
12" N/A 12* N/A 127 N/A 12* N/A 12" N/A 12" N/A 2 (ToP) 'SIE'UC—TU@“S“—
12 g 12 12* 12" 12" 12* 12* 12" 12" 12 12* 2 (BOTTOM)
12° NA 12- N/A 2° WA 12 NA 12° N/A 12° NA 3 (o) *X MAXIMUM ANCHOR SPACINGS ARE VALID FOR 3 1/2" EDGE DISTANCE.
12° 8" 12" 12 12° 12" 12" 12* 12* 10° 12" 12* 3 (8OTTCMH) FOR E. D. LESS THAN 3 1/2°, REDUCE ANCHOR SPACING BY
. . . - . " .. o MULTIPLYING SPACING SHOWN ON SCHEDULE BY THE FOLLOWING
v66.0, ~720| 12 aa 12 e 12 MA 2 N 2 N 12 NA 4 (on __pe-otm e FACTORS. (NOTE : Min. E. D. FOR CALK—IN ANCHORS IS 2 1/2").
12" 9° 12" 12° 12° 12" 12" 12* 12* 10" 12" 12* 4 (BOTTOM) FOR THIS OPERATION TO BE POSIBLE, REDUCED SPACING OBTAINED
" Py " " - " " USING FACTOR SHALL NOT BE LESS THAN MINIMUM SPACING
12 12 N/A 12 NA 12 N/A 12 NA 12 NA 5 (ToP) INDICATED FOR EACH ANCHOR TYPE AT ANCHORS LEGEND.
12 5 12" 1" 12* 10 12" 7 12 5" 12" 7 5 (BOTTOM)
12° N/A 12" N/A 12° N/A 12" N/A 12* N/A 12* N/A 6 (7OP)
12* NA 12 N/A 12* N/A 12° N/A 12* N/A 12" N/A & (BOTTOM) FACTOR
1" NA 12* N/A 12° N/A 12° N/A 12 N/A 1" na o |7 TToM, ACTUAL E. D. TAPCON/
& . /. . 4 4 Uikl CRETE~FLEX SS4/ CALK—IN RED HD. SLEEVE
N/A N/A N/A N/A N/A N/A 12 12 12 6" 12" 12" & (TOP/50TTOM) PANELMATES
MAXIMUA ANCHORS SPAGING FOR E D. = 3 1/2° % 3" .86 .75 1.00
AT LT.W. BUALDEX ELCO TEXTRON POWERS FASTENWNG APPLICARLE TO »
DESIGN Lf“ﬂ [TAPCONS/MAXI~-SET TAPCONS RED HD SLEEVE CRETE-FLEX §54 MALE/FEMALE PANELMATE MALE PANELMETE PLUS OALK=IN mr"u( W{:‘A{g} 2 1/2 .71 50 .00
W (pat) TO CONCRETE | TO MASONRY ] TO CONCRETE | TD MASONRY | TD CONCRETE | TO MASONRY 1 TD CONCRETE | TD MASONRY { TO CONCRETE| TO MASONRY | TD CONCRETE | TD MASONRY OF THEM 2" 50 -_ 0.88
12" N/A 12 N/A 12 N/A 12~ N/A 12" N/A 12 N/A 1 (TOP)
12* g 12° 12* 12* 12* 12* 12* 12* 10" 12" 12* 1 (aorrou)
12" N/A 12 N/A 12 NA 12* N/A 12 N/A 12 N/A 2 (ToP)
12* 9" 12" 12° 12* 12" 12° 12* 12* 12° 12" 12~ 2 (BOTTOM) ANCHORS LEGEND
12* N/A 12* N/A 12* N/A 12 N/A 12* N/A 12" N/A J (ToP) ANCHORS ﬁ;’/&HOR
12" 9" 12° 12" 12* 12* 12* 12° 12" 10" 12" 12* 3 (BOTTON) TYPE SPACING E. D. = EDGE DISTANCE
+60.0, ~61.5} 12" N/A 12 N/A 12* N/A 12 N/A 12" N/A 12 N/A 4 (roP) 78" 10 86"
12° g* 12" 12° 12° 12 12" 12* 12* 10" 12* 12* 4 (BOTTOM) TAgggg_/ ,:_fgng;;Es/ 3.0"
12 N/A 12* N/A 12* N/A 12° N/A 12" N/A 12° N/A & (TOP)
12" 5 12° 12° 12* 1° 12 7 12* 6 12" 7 5 (8OTTOM) CALK—IN 2.5"
12" N/A 12" N/A 12* N/A 12° N/A 12" N/A 12* N/A & (ToP) .3/8
- "¢ RED HD. »
12 N/A 12 N/A 12* N/A 12* N/A 12* N/A 12 N/A 6 (BOTTON) 4.5
DYNABOLT SLEEVE
1m* N/A 12" N/A 12* N/A 12* N/A 12" N/A 1" N/A 7 (TOP/BOTTOM) EEV
N/A N/A N/A N, N/A N/A - - - ~ - - ¥
Vi /A i/ /) 12 12 12 s 12 12 & (TOP/BGYTON) ¥SEE NOTES ON SHEET 8 & § OF 8
MAXIHUM ANCHORS SPACING FOR E. D. = 3 1/2° » FOR ANCHOR TYPES & SPACING FOR
AT LT.W, BULDEX ELGD TEXTRON FOWERS FASTENNG APPLICABLE 7D INSTALLATIONS INTO WOOD FRAME BUILDINGS.
DESIGN LOAD [TAPCONS/MAXI-SET TAPCONS RED HD SLEEVE CRETE—FLEX 5S4 MALE/FEMALE PANELMATE | MALE AWNELMETE PLUS ALK SECTIONS f & | MAVAU PANEL
¥ (patf) ANY COMBNATION | LENGTH U° (1) PRODUCT REVISED
0 CONCRETE | TO MASONRY | TD CONCRETE | T0 MASONRY | TO CONGRETE | TO MASONRY | TO CONCRETE | TO MASONAY | TO CONCRETE | TO MASONRY | TO CONCRETE | TO MASONRY OF THEM s complylng with the Florids
- . . . . . PRODUCT RENEWED Buiding Code
12 N/A 12 N/A 12 N/A 12 N/A 12 N/A 12 N/A 1 (TOP) 85 complying with the 2 02-0 8 oe, 04
12* a" 12* 12° 12° 12* 12° 10° 12* 9 12° n* 1 (BOTTOM) Buiding Code 5
12° N/A 12 N/A 12 N/A 12" N/A 12* N/A 12 N/A 2 (roP) é:;‘i?m?i:::l!}me St
12° a" 12° 12* 12° 12* 12° 10* 12" 10" 12* i 2 (BoTTON) By, Di
12 N/A 12 N/A 12" N/A 12" N/A 12 N/A 12 N/A 3 (ToF) Mizml DadeProdeet Contsct ivision
12° & 127 12° 12* 12 12° 10" 12* ' 12" 11" 3 (BOTTOK) Division
+86.0, -70.0} 12* N/A 12 N/A 12° ‘A 12° 4 12 4 12 6" 6"
. “ i ade ad M L _prermee MIAMI~DADE COUNTY
12 8 12* 12* 12* 12* 12" 10" 12 g- 12" 1° 4 (BOTTOM)} 5% GACE GALVANIED BERTHA
- - - - - SHOWN
12° N/A 12 N/A 12 N/A 12 N/A 12 N/A 12 N/A & (ToP) STEEL STORM PANEL Asm
12 4" 12 s 12° 8 12° 5" 12* . 12- & 5 (BOTTOW) 8/5/02
12° N/A 12° N/A 12° N/A 12 N/A 12" N/A 127 N/A & (TOP} / lIL ' E cCO INC. \ EASTERN METAL SUPPLY, INC. DATE
1 NA 12" NA 12* N/A 12* N/A 12° N/A 1" NA 6 (GOTTOK) TILLIT TESTING & ENGINEERING COMPANY WEST PN BEACH, FL 53407 02—-446
Py N/A 12* N/A 12° A 12| wm 12* N/A 10" nA |7 (ror/sorron i -4 c'h?n;;ﬂégm;:.gz s an aee o e —1  DRAWING No
N/A N/A N/A N/A N/A N/A 12" & 2" 6" - o 2 TTOM, ﬁ WALTER A, TILLIT 4 . P E - o L] o e
1 12 ) (TOF/BOTTON) T'ﬁ_} A FLORIOA Lo # 1“57 ; - - - - —d SHEET & OF 9




MAIGMUM ANCHORS SPACING FOR E. D. = 3 1/2" =
NAXMUM LT.W. BUMLDEX ELLD TEXTRON POWERS FASTENING APPLICABLE TO
DESGN LOAD |TAPCONS/MAXI—SET TAPCONS | RED HD SLEEVE CRETE—FLEX 554 MALE/FEWALE PANELWATE | MALE PANELMETE. PLUS K= e enren | von
¥ (oar) TO CONCRETE | TO MASONRY | TD CONCRETE | TO MASONRY | TO CONCRETE | TO MASONRY | TD CONCRETE | TO MASONRY | TO CONCRETE | TO MASONRY | TO CONCRETE | TD MASONRY OF THEM
12° N/A 12* N/A 12* N/A 127 N/A 12* N/A 12* N/A 1 (TOF)
12* 10" 12 12" 12- 12" 12° 12* 12" 12* 12* 12" 1 (BOTTOM)
12" N/A 12" N/A 12* N/A 12" N/A 12* N/A 12* N/A 2 (ToF)
12* 10* 12* 127 12* 12" 12* 12* 12" 12* 12- 12° 2 (BoTTOM)
12* N/A 12" N/A 12° N/A 127 N/A 12* N/A 12* N/A J (ToF)
12* 10° 12* 12° 12* 12* 12* 12* 12" 12* 12" 12* J (BOTTOM)
+66.0, —76.0 12* N/A 12* N/A 12* N/A 127 N/A 12* N/A 12" N/A 4 (TOF) 6'-0" OR LESS
12* 10" 12 12* 12* 12* 12° 12° 12" 12* 12° 12° 4 (BOTTOM)
12* N/A 12" N/A 12" N/A 12° N/A 12* N/A 12° N/A 5 (ror)
12* 7" 12" 12" 12* 12" 12° 9" 12* 8- 12~ 10" 5 (BOTTOM)
12* N/A 12* N/A 12° N/A 12* N/A 12* N/A 127 N/A £ (ToP)
12- N/A 12* N/A 12° N/A 12° N/A 12* N/A 12" N/A 6 (BOTIOM)
12* N/A 12* N/A 12° N/A 12* N/A 12" N/A 12*° N/A 7 (TOP/BOTTOM)
N/A N/A N/A N/A N/A N/A 12" 12* 12° 12* 12* 12" 8 (TOP/8aTTOM)
MAXIMUA! ANCHORS SPACING FOR E. D. = 3 1/2" »
MMM LT.W. BULDEX ELCO TEXTRON POWERS FASTEMING APPLICABLE. TO
DESON (100D ~SET TAPCONS | RED HD SLEEVE CRETE-FLEX 554 MALE/FEMALE PRNELMATE | MALE PANELMETE. PLUS OALK—N Proigicup Al W yesicirgbiay
¥ at) TO CONCRETE' | TO MASONRY § TO CONCRETE | TO MASONRY [ TO CONCRETE | TO MASONRY | TO CONCRETE [ TO MASONRY | TO CONCRETE | TO MASUNRY 1 TO CONCRETE | TD MASONRY OF THEM
12° N/A 12" N/A 12° N/A 12" N/A 12* N/A 12" N/A 1 (TOP}
12* 7" 12* 12° 12* 12* 12" 10° 12" 2" 12* 10" 1 (BOTTOM)
12° N/A 12* N/A 12* N/A 12° N/A 12* N/A 12* N/A 2 (ToFj
12" 7 12" 12* 12° 12" 12° 10" 12* 10" 12" 10° 2 (BoTTOM)
12* N/A 12* N/A 12* N/A 12° N/A 12* N/A 12° N/A J (ToP)
12° 7 12° 12* 12* 12* 127 10" 12° 2" 12" 10" J (BOTTOM)
+66.0, ~70.0 12" N/A 12" N/A 12* N/A 12* N/A 12° N/A 12* N/A 4 (TOF} >7'-6" TO 8'~6"
12° 7 12" 12° 12* 12° 12~ -10* 12* 8" 12° 10° 4 (BOTTGH)
12" N/A 12° N/A 12* N/A 12° N/A 12° N/A 12* N/A 5 (ToP}
12" 4" 12" g” 12° a2 12" & 12* 4" 12" & & (gorros)
12* N/A 12* N/A 12* N/A 12" N/A 12* N/A 12" N/A 6 (ToP}
10° N/A 12* N/A 12° N/A 12° N/A 12" N/A 1" N/A 6 (BOTTUH)
g N/A 12 N/A 12* N/A 1* N/A 12* N/A 2 N/A 7 (TOP/BGTION)
N/A N/A N/A N/A N/A N/A 12° & 12* 6" 12° &" 8 (TOP/BOTTOM)

MAXIMUM DESIGN PRESSURE

TING "W

CORRESPONDING MAXIMUM ANCHOR SPACING SCHEDULE FOR

S. 1. i’

INSTALLATIONS INTO CONCRETE AND CONCRETE BLOCK

STRUCTURES *

¥ MAXIMUM ANCHOR SPACINGS ARE VALID FOR 3 1/2" EDGE DISTANCE.
FOR E. D. LESS THAN 3 1/2°, REDUCE ANCHOR SPACING BY
MULTIPLYING SPACING SHOWN ON SCHEDULE BY THE FOLLOWING
FACTORS. (NOTE : Min. E. D. FOR CALK—IN ANCHORS IS 2 1/2").
FOR THIS OPERATION TO BE POSIBLE, REDUCED SPACING OBTAINED
USING FACTOR SHALL NOT BE LESS THAN MINIMUM SPACING
INDICATED FOR EACH ANCHOR TYPE AT ANCHORS LEGEND.

FACTOR
ACTUAL E. D. TAPCON/
CRETE~FLEX 554/ CALK—IN RED HD. SLEEVE
PANELMATES
3" 86 75 1.00
2 1/2% .21 .50 1.00
2" .50 - 0.88
ANCHORS LEGEND
HOR
ANCHORS f,’}’,g 0
TYPE SPACING E D. = EDGE DISTANCE
TAPCON,/PANELMATES/ 30"
CRETE FLEX 554 )
CALK—IN 2.5”
3/8% RED HD. 45"
DYNABOLT SLEEVE

*SEE NOTES ON SHEET 8 & 9 OF ¢
FOR ANCHOR TYPES & SPACING FOR
INSTALLATIONS INTO WOOD FRAME BUILDINGS.
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INSTALLATION DETAILS ON EXISTING WOOD BUILDINGS

NOTES:
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