MIAMI-DADE COUNTY, FLORIDA

M IAMI'DADE ) METRO-DADE FLAGLER BUI LDING

COUNTY

BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 375-2901 FAX (305) 375-2908

N OTICE OF ACCEP TAN CE (N OA) www.buildingcodeonline.com

Ernesto Rodriguez Hurricane Shutters Protection, Inc.
5288 N.W. 72" Avenue
Miami, FL 33166

Scork:
This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed by Miami-Dade County Product Control Division and accepted

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in the
accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately revoke,
modify, or suspend the use of such product or material within their Jurisdiction. BORA reserves the right to revoke
this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or material
fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: « Bertha HV ” Aluminum Accordion Shutter System

APPROVAL DOCUMENT: Drawing No. 06-05 8, titled “Bertha HV Accordion Shutter System”, sheets 1 through
14 of 14, prepared by Tilteco, Inc., dated March 22, 2006, last revision #1 dated March 22, 2006, signed and sealed
by Walter A. Tillit Jr., P.E., on March 22, 2006, bearing the Miami-Dade County Product Control Revision stamp
with the Notice of Acceptance number and expiration date by the Miami-Dade County Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and the
following statement: "Miami-Dade County Product Control Approved”, unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. F ailure to comply with
any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors and
shall be available for inspection at the Job site at the request of the Building Official.

This NOA revises NOA # 05-0308.02 and consists of this page 1, evidence submitted pages E-1, E-2, & E-3 as
well as approval document mentioned above.

NOA No 06-0406.04
Expiration Date: 06/01/2007
Approval Date: 06/01/2006
Page 1




Ernesto Rodriguez Hurricane Shutters Protection, Inc.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

[u—y

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL #99-0416.03

A. DRAWINGS

L Drawing No. 99-10, titled “ASSA/Economy Accordion Shutter”, prepared by
Tilteco Inc., dated January 12, 1999, sheets 1 through 9 of 9, signed and sealed
by Walter A.. Tillit, Jr., P.E. on March 4, 1999

B. TESTS
1. See Association’s generic approval under 96-0091.

C. CALCULATIONS
L See Association’s generic approval under 96-0091.

D. MATERIAL CERTIFICATIONS
1. See Association’s generic approval under 96-0091.

E. STATEMENTS
1. Release letter issued by the American Shutter Systems Association, Inc., dated
February 18, 1999, certifying this product to meet the criteria of product tested and
approved, and allowing Ernesto Rodriguez Hurricane Shutter to use the test results
approved under Miami-Dade County Approval No. 96-0091, signed by Mr. John J
Cooper.

2. Acknowledgment letter by Ernesto Rodriguez Hurricane Shutters, dated January 28,
1999, signed by Mr. Ernesto Rodriguez.

3. Letter by Tilteco Inc., dated February 24, 1999, certifying that the drawing (No. 99-
10) prepared for Ernesto Rodriguez Hurricane Shutter, signed and sealed by Mr.
Walter A. Tillit, Jr., P.E., is engineering wise identical to ASSA’s generic drawing
(No. 95-624).

4. Acceptance Letter issued to Mr. Ernesto Rodriguez on May 11, 1999 and returned
signed by Mr. Ernesto Rodriguez on May 17, 1999, indicating to please issue the
proposed Notice of Acceptance as submitted and reviewed.

N

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL #02-0529.03

A. DRAWINGS

1L Manufacturer's die drawings and sections.

2. Drawing No. 02-326, titled “ASSA/Economy Accordion Shutter”, sheets 1
through 9, prepared, signed and sealed by Walter Tillit, P.E., dated 5/21/02.

B. TESTS
See NOA 99-0416.03

Wl At e

& Helmy A. Makar, P.E.
Product Control Examiner
NOA No 06-0406.04
Expiration Date: 06/01/2007
Approval Date: 06/01/2006



Ernesto Rodriguez Hurricane Shutters Protection, Inc.

>

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

CALCULATIONS
See NOA 99-0416.03

MATERIAL CERTIFICATIONS
See NOA 99-0416.03

STATEMENTS

1 See NOA 99-0416.03

2. Statement letter of no change, dated 5/1 7/02, signed and sealed by Ernesto
Rodriguez.

OTHER
1 NOA 99-0416.03.

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL # 05-0308.02

DRAWINGS

1. Drawing No. 05-034, titled “Bertha High Velocity Accordion Shutter System”, sheets ]
through 14 of 14, prepared by Tilteco, Inc., dated February 24, 2005, signed and sealed
by Walter A. Tillit Jr., P.E., on February 25, 2005

TESTS
1. See Association’s generic approval under 04-0052.

CALCULATIONS
1. See Association’s generic approval under 04-0052.

QUALITY ASSURANCE
1. By Miami-Dade County Building Code Compliance Office.

MATERIAL CERTIFICATIONS

1. See Association’s generic approval under 04-0052.
STATEMENTS ,
1. Release letter issued by the American Shutter Systems Association, Inc., dated

February 24, 2005, certifying this product to meet the criteria of product tested
and approved, and allowing Ernesto Rodriquez Hurricane Shutter, Inc. to use the
test results approved under Miami-Dade County Approval No. 04-0052, signed by

Legny Santana.

& Helmy A. Makar, P.E.
Product Control Examiner
NOA No 06-0406.04
Expiration Date: 06/01/2007
Approval Date: 06/01/2006



Ernesto Rodriguez Hurricane Shutters Protection, Inc.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

2. Acknowledgment letter by Ernesto Rodriquez Hurricane Shutter, Inc. dated February
23, 2005, signed and sealed by M. Ernesto Rodriguez.

3. Letter by Tilteco Inc., dated February 28, 2005, certifying that the drawing (No. 05-
034) prepared for Ernesto Rodriquez Hurricane Shutter, Inc., signed and sealed by
Mr. Walter A. Tillit Jr., P.E., is engineering wise identical to ASSA’s generic drawing
(No. 03-033).

4. NEW EVIDENCE SUBMITTED
A. DRAWINGS ‘
1 Drawing No. 06-058, titled “Bertha HV Accordion Shutter System”, sheets |
through 14 of 14, prepared by Tilteco, Inc., dated March 22, 2006, last revision
#1 dated March 22, 20006, signed and sealed by Walter A. Tillit Jr., PE., on
March 22, 2006.

B. TESTS
1. See Association’s generic approval under 05-0227

C. CALCULATIONS
1 See Association’s generic approval under 05-0227.

D. QUALITY ASSURANCE
1 By Miami-Dade County Building Code Compliance Office.

E. MATERIAL CERTIFICATIONS
1. See Association’s generic approval under 05-0227.

F. STATEMENTS

L A letter by Ernesto Rodriguez Hurricane Shutters Protection, Inc., dated March
03, 2006, signed by Mr. Gustavo Moreno, requesting a name and address change.

2. Bill of Sale.

3 Letter by Tilteco Inc., dated March 23, 2006, certitying that the drawing (No. 06-
058) prepared for Ernesto Rodriguez Hurricane Shutters Protection, Inc., signed
and sealed by Mr. Walter A. Tillit Jr., P.E., is engineering wise identical to
ASSA’s generic approval (No. 05-0227).

l/uﬂwz/# M~

&I‘felm}'f A. Makar, P.E.
Product Control Examiner
NOA No 06-0406.04
Expiration Date: 06/01/2007
Approval Date: 06/01/2006




GENERAL NOTES:

1. BERTHA H.V. ACCORDION SHUTTER SYSTEM SHOWN ON THIS PRODUCT APPROVAL DOCUMENT

(P. A. D.) HAS BEEN VERIFIED FOR COMPLIANCE IN ACCORDANCE WITH THE 2004 EDITION OF THE FLORIDA
BUILDING CODE.

THIS ACCORDION SHUTTER SYSTEM MAY BE INSTALLED AT HIGH VELOCITY HURRICANE ZONES.

DESIGN WIND LOADS SHALL BE DETERMINED AS PER SECTION 1620 OF THE ABOVE MENTIONED CODE. IN ORDER
TO VERIFY THAT ANCHORS ON THIS P.A.D., AS TESTED, WERE NOT OVERSTRESSED, A 33% INCREASE IN
ALLOWABLE LOADS FOR WIND LOADS WAS NOT USED IN THEIR ANALYSIS.

BERTHA H.V. ACCORDION SHUTTER SYSTEM'S ADEQUACY FOR WIND AND IMPACT LOAD HAS BEEN

VERIFIED IN ACCORDANCE WITH SECTION 1808.1.4 OF THE ABOVE MENTIONED CODE AS PER ATL REPORTS
#0214.01-03 AND #0715.01—-03 AS PER TAS-201, TAS—202 AND TAS-203.

2. BERTHA H.V. ACCORDION PINS (HV SCREWS), USED AT BLADES KNUCKLE AND FOR DIRECT MOUNT CONNECTION
TO TRACKS SHALL BE # 14x2.75" AND #14x1.75" RESPECTIVELY, 410—HT MINIMUM SERIES STAINLESS STEEL
SCREWS WITH 135.0 ksi Y/ELD STRENGTH AND 180 ksi TENSILE STRENGTH. PINS SHALL BE COATED WITH BERTHA
H.V. DACROSHIELD® COATING SYSTEM AS MANUFACTURED BY APPROVED COATINGS APPLICATORS, REGISTERED WITH
AMERICAN SHUTTER SYSTEMS ASSOCIATIONS.PINS MUST BEAR THE H.V. MARKING ON THEIR HEAD.

3. ALL ALUMINUM EXTRUSIONS SHALL BE ALUMINUM ASSOCIATION 6063-T6 ALLOY AND TEMPER, WITH
Fy = 25.0 ksi MINIMUM (UNLESS OTHERWISE NOTED).

4, ALL SCREWS TO BE STAINLESS STEEL 304 OR 316 AIS| SERIES OR CORROSION RESISTANT COATED CARBON
STEEL AS PER DIN 50018 WITH 50 ksi YIELD STRENGTH AND 90 ksi TENSILE STRENGTH.

5. BOLTS TO BE ALUMINUM ASSOCIATION 2024-T4 ALLOY AND TEMPER, ASTM A-307 GALVANIZED STEEL, OR
AlSI 304 SERIES STAINLESS STEEL WITH 35 ksi MINIMUM YIELD STRENGTH.

6. SEE SHEETS 10, 11 AND 12 FOR ANCHORS SPECIFICATIONS.

7. THIS BERTHA HIGH VELOCITY ACCORDION SHUTTER SYSTEM IS PATENT PENDING. COMPONENTS OF THIS
APPROVAL ARE COVERED, IN WHOLE OR IN PART BY U.S. PATENT ISSUED TO EASTERN METAL SUPPLY, INC.

8. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO VERIFY THE SOUNDNESS OF THE STRUCTURE
WHERE SHUTTER IS TO BE ATTACHED TO INSURE PROPER ANCHORAGE.

CONTRACTOR TO SEAL/CAULK ALL SHUTTER COMPONENT EDGES WHICH REMAIN, THRU FASTENING IN CONTINUOUS
CONTACT WITH THE BUILDING TO PREVENT WIND/RAIN INTRUSION.

9. EACH UNIT MUST BEAR A PERMANENT LABEL A VISIBLE PLACE WITH_WARNING NOTE INSTRUCTING THE
TENANT OR HOME OWNER THAT THE H.V. LOCK OR ALTERNATE LOCK @ MUST BE PROPERLY LOCKED
DURING PERIODS OF HURRICANE WARNING. FOR EGRESS CONDITIONS, AN INSIDE HV LOCK (WHERE KEY
MUST REMAIN IN THE LOCK), AN INSIDE ALTERNATE LOCK @ , OR AN EGRESS H.V. LOCK SHALL BE USED.

10.®SHUTTER'@S MANUFACTURER LABEL SHALL BE PLACED ON THE EXPOSED SURFACE OF THE CENTERMATE
" " OR L] ll.

ONE LABEL SHALL BE PLACED FOR EVERY OPENING. LABEL SHALL READ AS FOLLOWS:

ERNESTO RODRIGUEZ HURRICANE SHUTTERS PROTECTION, INC.

MIAMI, FL.

MIAMI—DADE COUNTY PRODRUCT CONTROL APPROVED.

11. BERTHA H.V. ACCORDION SHUTTER SYSTEM'S INSTALLATION SHALL COMPLY WITH SPECS INDICATED
IN THIS DRAWING PLUS ANY BUILDING AND ZONING REGULATIONS PROVIDED BY THE JURISDICTION WHERE PERMIT

IS APPLIED TO.

12, (a) THIS P.AD. PREPARED BY THIS ENGINEER IS GENERIC AND DOES NOT PROVIDE INFORMATION FOR A SITE

SPECIFIC PROJECT: i.e. WHERE THE SITE CONDITIONS DEVIATE FROM THE P.A.D.

(b) CONTRACTOR TO BE RESPONSIBLE FOR THE SELECTION, PURCHASE AND INSTALLATION INCLUDING LIFE
SAFETY OF THIS PRODUCT, BASED ON THIS P.A.D., PROVIDED HE/SHE DOES NOT DEVIATE FROM THE CONDITIONS

DETAILED ON THIS DOCUMENT. CONSTRUCTION SAFETY AT SITE IS THE CONTRACTOR'S RESPONSIBILITY.

(c) THIS P.A.D. WILL BE CONSIDERED INVALID {F ALTERED BY ANY MEANS.

(d) SITE SPECIFIC PROJECTS SHALL BE PREPARED BY A FLORIDA REGISTERED ENGINEER OR ARCHITECT WHICH

WILL BECOME THE ENGINEER OF RECORD (E.O.R.) FOR THE PROJECT AND WHO WILL BE RESPONSIBLE FOR THE
PROPER USE OF THE P.A.D. ENGINEER OF RECORD, ACTING AS A DELEGATED ENGINEER TO THE P.A.D. ENGINEER

SHALL SUBMIT TO THIS LATTER THE SITE SPECIFIC DRAWINGS FOR REVIEW.

(e) THIS P.AD. SHALL BEAR THE DATE AND ORIGINAL SEAL AND SIGNATURE OF THE PROFESSIONAL ENGINEER OF

RECORD THAT PREPARED IT.

F.B.C.(High Velocity Hurricane Zone)

© 2003 EASTERN METAL SUPPLY, INC.
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x NOTES ON_LOCKING RODS @ , HV LOCK @) AND ALTERNATE @) LOCK:

" MANDATORY CONDITION #1: ONE HV LOCK @ SHALL BE USED FOR ANY SPAN AND INSTALLATIONS AT ANY °“©°“®
SLEVATION. HV LOCK @) MAY BE USED AS AN INSIDE OR OUTSIDE LOCK, ATTACHED TO (© OR @) - > on®oa©+
CENTERMATES W/(2) 1/4"8—-20 x 1/2” LONG FLAT HEAD S.S. M.S. LOCATION OF LOCK SHALL BE AS ?@?? * 7 N
NDICATED ON TYPICAL SHUTTER ELEVATION. MAXIMUM SHUTTER SPAN SHALL BE DETERMINED AS PER @7\ @7\
SCHEDULES #1 & #2 ON SHEET 9.

50
&

. NDITION #2 ALTERNAIL 0 MANDAJOR ONDITION _# ALID ON >
. TWO HV LOCKS @ OR ONE HV LOCK @ W/ TWO LOCKING RODS () AT TOP x
e BOTTOM SHALL BE USED FOR ANY SPAN AND INSTALLATION AT ANY ELEVATION. HV LOCK @ SHALL BE 9 LL
ATTACHED TO © OR () CENTERMATES W/ SAME SPECIFICATIONS AS PER MANDATORY CONDITION . L2y W OR@ ) /—@
| OCATION OF LOCK/LOCKS AS APPLICABLE SHALL BE AS INDICATED ON TYPICAL SHUTTER ELEVATION. o0 Eﬁg /
MAXIMUM SHUTTER SPAN SHALL BE DETERMINED AS PER SCHEDULE #3 ON SHEET S. §§ 227
NZ T
3 Nt 1

oy SR
3. EMWMWMJI—%EM IF DESIRED, FOR Em QN
BETTER PERFORMANCE OR FOR SECURITY PURPOSES, UP TO TWO HV LOCKS @) MAY BE USED AS AN o @ o &5 "@
NSIDE OR OUTSIDE LOCK. CONNECTION OF LOCKS TO CENTERMATES © OR () SHALL BE AS INDICATED ON K

>

NOTE (1) ABOVE. LOCATION OF LOCKS SHALL BE AS INDICATED ON TYPICAL SHUTTER ELEVATION.

FOR INSTALLATIONS —
/ (1) HV LOCK
W/ (1) HV LOCK

1/2 OF SHUTTER SPAN
1/2 OF SHUTTER SPAN
FOR INSTALLATIONS

. LOCKING RODS @ ARE NOT REQUIRED AT HURRICANE POSITION,
BUT MAY BE USED IF DESIRED TO ENHANCE SHUTTER PERFORMANCE. LOCKING RODS © OR AN ALTERNATIVE

DEVICE MAY ALSO BE USED AT STACKING POSITION (NON HURRICANE POSITION). LA ! * \ 3 S *
0202040 : G &> e ®) OF CORNER

5. MANDATORY CONDITION #2; ONE HV LOCK @ SHALL BE USED AT CORNER CENTERMATES FOR ANY SPAN UNLIMITED WIDTH CENTERMATE
AND INSTALLATIONS AT ANY ELEVATION. HV LOCK @ SHALL BE USED AS AN OUTSIDE OR INSIDE LOCK, TYPICAL SHUTTER ELEVATION

ATTACHED TO (§) CORNER CENTERMATE W/(2) 1/4"#—20 x 1/2" LONG FLAT HEAD S.S. M.S. TWO LOCKING OLOLGEG

R0DS (@ AT TOP & BOTTOM SHALL BE USED. LOCATION OF LOCK SHALL BE AS INDICATED ON TYPICAL D@ + Der NTS.

SHUTTER ELEVATION. MAXIMUM SHUTTER SPAN SHALL BE DETERMINED AS PER SCHEDULES SHOWN ON !

SHEET 9. @*@“@*

B INA 0 MANDATOR ONDITION A RMA + ONE ALTERNATE

7

. ; - N ?
| OCK @) MAY BE USED IN LIEU OF HV LOCK @) FOR ANY SPAN AND INSTALLATIONS AT ANY ELEVATION.
ALTERNATE LOCK @ MAY BE USED AS AN INSIDE OR OUTSIDE LOCK. ATTACHMENT OF 1/4-”¢~—20x3/4-" S.S.

THUMBSCREW TO © OR () CENTERMATES SHALL BE MADE W/ 1/4"9—20x3/4" ALUM. RIVNUT AS SHOWN ON
ALTERNATE SECTION 12, SHEET 7.

F.B.C.(High Velocit.y Hurricane Zone)
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CONCRETE ANCHORS
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/ TilECO me \

SHUTTERS PROTECTION, INC.

POURED
SEE SCHEDULE ON T
CONCRETE (SHEEET 10) 1/4"8-20x3/4" SSS. IE £
POURE MACHINE SCREWS USING {— SEE SHEET 3 FOR TYPICAL SHUTTER ASSEMBLY
CONCR%TE“ 1/4"-20 NUTS @ 12" 0.C. 2~ MOUNTING SECTIONS CAN BE COMBINED
CONCRETE ANCHORS REQUIRED 1" Min iN ANY WAY TO SUIT ANY INSTALLATION.
(SEE SCHEDULE ON SHEET 10) / '
EQ
(_ /]
S i ,O=® C AR 1V,
= g * E. D. = EDGE DISTANCE
: K 2 & SCHEDULE ON SHEET 11
x my S N ] £ . (SEE NOTES DU )
ud W
I
: ; |
| MIN. SEPARATION | MIN_ SEPARATION i
| (seE soreD ® | TO GLASS !
| (SEE SCHEDULE : (SEE SCHEDULE Q)
EXISTING | ON SHEET 8) 41 | ON SHEET 9) ;
GLASS ! ' '
— 1E exsTNG | :
L \— (
EXISTING [
EXlGSJAEg - —_— A —— GLASS—= | l
T MIN. SEPARATION | ! ! ! ik | M. SEPARATION '
710 GLASS E @ ! !
| (SEE SCHEDULE | Li I8 | (SEE SCHEDULE ;
| ON SHEET 9) ! THT | ON SHEET 8) oy
' ' | : |
~ ot | |
| > L l
|
' | il
*
ui Pl /N ‘
ﬁLu-
/N *
~ T
R (L]
% oh L
/ A, CONCRETE ANCHORS
POURED CONCRETE : (SEE SCHEDULE ON SHEET 10) 1/4"6-20x3/4" S.S. PHILLIPS
- X -1
bR CONCRETE BLOCK NCRETE ANCHORS  TRUSS HEAD MACHINE SCREWS
WALL REQUIRED @ IN POURED CONCRETE —/ (SEE SCHEDULE ON  USING 1/4"-20 NUTS @ 12" 0.C.
OR CONCRETE BLOCK SHEET 10)
WALL REQUIRED
(4) WALL MOUNTING INSTALLATION
SCALE: 3/8"=1" . . .
/ F.B.C.(High Velocity Hurricane Zone)
© 2003 EASTERN METAL SUPPLY, INC.
OB REVESED ERNESTO RODRIGUEZ HURRICANE .
N tae Tiorids BERTHA HV

Accordion Shutter System




CONCRETE ANCHORS

—— SLAB IF

APPLICABLE

— l—1/4" max.

POURED
CONCRETE (SEE SCHEDULE ON SHEET 11)
REQUIRED EDGE OF
E. D.*/
4 y 4/
El
ils

:
]
i
1
I
|
EXISTNG !
GLASS—-«l
3

{ MIN._ SEPARATION

j TO GLASS
(SEE SCHEDULE
ON SHEET 9)

'MIN SEPARATIONE | ! Y ,_@
| 70 GLass ! ,
| (SEE SCHEDULE |8 | %
! ON SHEET 9) 51 2
EXISTING ) | 82 :
GLASS—"] 3l 3
| ALTERNATE e 1
| ANCHOR
| LOCATION \J v !
; _ #10x3/4" HEX WASHER HEAD
I 3/8°| MN, TEK SCREWS @ 12" 0.C.
: 3/8TMIN. CONCRETE ANCHORS
®@ + O— (SEE SCHEDULE ON SHEET 11)
1
| ]
EDGE OF — a i
SLAR IF 1] /1/2' l—1" EDGE OF
APPLICABLE A vV SN > —— SLAB F
Q. 4. APPLICABLE
POURED—/ / \
CONCRETE ¥
REQUIRED E. D.* £ D.*

#14x3/4"
SCREWS @ 9" O.C.

EXISTING

.

.
|

GLASS—

HEX HEAD TEK
OR 1/4"9-20

$.S. MS. W/ NUT @ 9" 0.C.

4 NOIE:

THIS INSTALLATION SHALL BE
REMOVABLE WHEN PERFORMED
ADJACENT TO AN OPERABLE EXIT
OR ENTRANCE

|
1
|
bl

—~ X

IN. SEPARATION
TO GLASS
SEE SCHEDULE
ON SHEET 9)

L 1/4" MAX.

POURED
CONCRETE
REQUIRED

e DA——

FLAT HEAD CONCRETE ANCHORS

(SEE SCHEDULE ON SHEET 11)

NOTE FOR COMBINATION OF SECTIONS:

|- SEE SHEET 3 FOR TYPICAL SHUTTER
ASSEMBLY
2— MOUNTING SECTIONS CAN BE COMBINED
N ANY WAY TO SUIT ANY INSTALLATION.

* £, p. = EDGE DISTANCE
(SEE NOTES & SCHEDULE ON SHEET 1)

EDGE OF
—— SLAB IF
APPLICABLE

| 'l ! ‘
| MIN. SEPARATION |
| TO GLASS —®)
["(SEE SCHEDULE | s
! ON SHEET 9) o
| b ’é
| =
| 0 :
| =
I =
9 :
: L f
‘| |
t
|
I(n= \ [«}
S
EPe CONCRETE ANCHORS
. (SEE SCHEDULE ON SHEET 11)
1T
[
el EDGEB o'_f
" Il_’ ..——-—SLA l
Dy APPLICABLE
/ 1
POURED
E D x,.

CONCRETE REQUIRED

(8 FLOOR MOUNTING INSTALLATION t

INSTALLATION DETAILS

SCALE: 3/8" = 1"

F.B.C.(High Velocity Hurricane Zone)
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ERNESTO RODRIGUEZ HURRICANE
SHUTTERS PROTECTION, INC.

© 2003 EASTERN METAL SUPPLY, INC.

BERTHA HV"

Accordion Shutter System
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ouT

2"x2"x1 /a"'xo‘-zii z

(6083~T6 ALLOY) ALUM.
ANGLE W/{2) 1/4"8 TAPCON
ANCHORS TO CONCRETE
(TOP/BOTTOM) &
(4)#10x1/2" SM.S. TO TUBE
AT EACH ANGLE. (TYP)

\T‘

/ EXISTING GLASS

0R© 0R®0F|e
@OR ®+®OR

IN

* ser NoTEs ON LoCKING RoDs @, Hv Locks @
AND ALTERNATE LOCK @), ON SHEET 4.

1/2"

o

#10x3/4" SMS. @ 12"
0.C. FULL LENGHT.

/2"

g

SEE_END WALL CONNECTION
[ EXISTING GLASS DETAILS ON SHEETS 8 & 14
_______________________________________________ _
3 1/4" o 6 1/2" >
OPPOSING SYMMETRICAL
CENTERMATE§ CENTERMATES MIN. SEPARATION
w/ LOCK @ LOCK (SEE SGHEDULE
ON SHEET 9)

£

™~

= ® ™~
{7

oY
/

\

o ———— e s

*
Z:* 1 ol 1/2" \\® @ i ;bé\//% \[—_®$
o
\ AN 7 \ / N Z @,
— :) 2 —{ :)4 ouT (: b
L)oR
®OOO— ¥ section 12 st s R N
EXISTING N ; [ | I>REQUIRED
GLASS T I 1 ey =\ [
A _@_ _@_OR__@_ \_E)&SSTISNG A HA SYMMETRICAL %! [N 0R© OR@OR MIN. SEPARATION \
IN @ °’ CENTERMATES  opmonaL oR (SEEOS?Z;?DSULE K
MlN.T OSEgL;;\RSAST:ON OPTIONAL* _@ W/ LOCK * [ (INTERIOR) ® ®+®OR@ ON SHEET 9)
(Sgi ssm%?ugg (INTERIOR) @\ A
| ) ouT — /
T N\ AGHORS @
\_@ 18" 0.C.
® * x M- X
A% s f | \ \@{//
*
\W/ OUT ®_/ \\_*@ (EXTERIOR) L@ \—®OR @ OUT 6 1/2" MAX. SLACK
SECTION 12 AT CORNER CENTERMATE 43 LTERNATE SECTION 12 SECTION 12 AT SLACK DETAIL (IF APPLICABLE)
SCALE: 3/8"=1" F.B.C,(Hngh Velocity Hurricane Zone)

e 5 O .
Expirption h)a.ﬁ» o0b/ol 'Z«oo';
B % iy 4L, %a,gr;@\
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POURED CONCRETE OR
CONCRETE BLOCK WALL

|— POURED CONCRETE
OR CONCRETE

BLOCK WALL REQUIRED

POURED CONCRETE
OR CONCRETE

QURED CONCRETE
OR CONCRETE

BLOCK WALL REQUIRED

BLOCK WALL REQUIRED

CONCRETE ANCHOR
2 @ 16" 0.C. |

REQUIRED

EXISTING GLASS
e

EXISTING GLASS

EXISTING GLASS
|

fEXISTlNG GLASS
= — T.__ — _S

MIN. SEPARATION

2" MIN. A~
MIN. SEPARATION

7

e
I IN. SEPARATION TO GLASS
EQ ¢:'¢ EQ M T0 GLASSIO (SEE SCHEDULE TO GLASS MIN. SEPARATION
H (SEE SCHEDULE  1/16"x3" MAX. (6063~T6) ON SHEET ) (SEE SCHEDULE | TO GLASS
e ON SHEET 8) CONT. ALUM. CLOSER .\ ON SHEET 9) L (SEE SCHEDULE
(LOCATE AT o PLATE. (LOCATE AT EITHER i / \ = ON SHEET 9)
EITrES SIE \ soe oF @) (R \ \ #USE 1" OR 2" MAX | \
oF ) 1/2" W ‘/ﬁ \ ' U ' (AS APPLICABLE)x2"x1 /a"xo'—’z;/J/‘l-Lr/) L
' [ | ALUMINUM CLIP ANGLE
=S #10x1/2" SM.S. | I L @‘— - Z) (B063~T6 ALLOY) AT MIDHEIGHT \ @g_ T T T _g)
#10x1/2" SMS. ———— @ 16" 0.C @—— —————-——Z) \ AN ~ W/(1)#10x1/2" SM.S. B N )
@ 16" 0.C AN ] TO(R) & (2)1/4°9 TAPCONS
\[La/ N\ ANCHORS TO WALL AT 1" O.C. 4
L7 (LOCATE AT ENTHER SIDE OF @)
SEE DETAL X FO
SIDE CONNECTION
Sgﬁ)EDEchLLNécrﬁgﬁ TO TRACKS SEE DETALL X FOR
Z@ TO TRACKS @m@ orRE)rRE) SiDE C%’)“NT%%% Z®0R©0R®0R®
orR@ oRE)orE) Z®0R©0R©0R@) or@+DorQD RB®+DorD

orRB+Dor@D
END CONNECTION DETAIL (1)

/———— POURED CONCRETE OR

*®+Drd  eNp CONNECTION DETAIL
END CONNECTION DETAIL (2)

®

END CONNECTION DETAIL &)

| & REQUIRED ONLY FOR SPANS GREATER THAN 12'—-0"4'

POURED CONCRETE OR
CONCRETE BLOCK WALL

PLAN

CONCRETE BLOCK WALL
REQUIRED EXISTING GLASS /| RequRe EXISTING RO RERE
AT E G SR 4—- GLASS
— |/ =®0r0
MIN. SEPARATION #10x1/2" SMSA MIN. SEPARATION L ey
TO GLASS @ 12" o.¢c TO GLASS -:m_' ___________________ =
(SEE SCHEDULE (SEE SCHEDULE - kil (U GO
ON SHEET 9) CONCRETE 1/2" MIN.  ON SHEET 9) ey
ANCHOR @ bt g — -z [l
<+t VY dwmmmpeoooooooIoI
‘ W ____________
_ EQ / ()f14x1 3/4"
72" MIN. n B HV PIN. (2)#14x1 3/4"
_____ ’ L HY PIN.
o _Z) _1/2" MIN,_ _ N . _/
T EQ
2" MIN, N
AN N Z®0R© orE)ORE)
‘®;}\\ @ "\ on@+Der® VIEW Y

\——®OR© orRE®ORE)

ey TAIL X

F.B.C.(High Velocity Hurricane Lore)

© 2003 EASTERN METAL SUPPLY, INC.

\—®0R© oRE)RE) END

or@+DorQD TAIL @

TION

END CONNECTION DETAIL (5

SCALE: 3/8" = 1

BERTHA HV"
Accordion Shutter System

PROBUCT REVISED
as complying with the Fisrida
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SCHEDULE #1 SCHEDULE #2
MAXIMUM SHUTTER SP)@N
" ” ” ”"
MAXIMUM SHUTTER SPAN "L+" OR "L-" (ft.)* III:IETASLF;\TI(SNS (Vf,t/)
INSTALLATIONS W/ SYMMETRICAL CENTERMATES,
ONE HV LOCK & NO LOCKING RODS ¢ ONE HV LOCK & NO
(SEE NOTE 1) LOCKING RODS ¢
(SEE NOTE t)
- CONCRETE & WOOD INSTALLATIONS O CmCTiE[iT,gN:’OfD
M
i WALL MOUNTING FLOOR/CEILING DE%&M:L? o | T NG
(+ OR -) MOUNTING (+ OR =) JFLOOR/CEILING MOUNTINGS
L () L- (%) Lt {®) L- (1 L+ () L - (®)
30 13'=2" 16'-0" 13'-2" 16'-0" 30 12'-3" 14'-9"
35 12'-8" | 14'-10" 12'-8" 14'-10" 35 11'-9" 13'-8"
40 12'=3" | 13'-10" 12'-3" 13'-10" 40 11'-4" 12'-9"
45 1"'=-11" | 13-1" 11'=11" 13'-1" 45 11'-1" 12'=0"
50 11'=7" 12'-5" 11'-7" 12'~5" 50 10'-9" 11'-5"
55 1'-4" | 11’=10" 11'—4" 11'-10" 55 10'~6" 10'-11"
60 1'-1" 11'~4" 11'~Q" 114" 60 10'-3" 10'-5"
85 10'-10" | 10'-10" 10'-7" 10'~10" 65 10'-0" 10'-0"
70 10'-6" 10'~6" 10'-2" 10'-8" 70 9'-8" 9'-8"
75 10'-1" 10'=1" 9'-10" 10'=1" 75 9'—4" 9'~4"
80 9'-10" 9'~g" 9'-7" 9'-10" 80 9'-0" 9'-0"
85 9'~6" 9'-6" 9'-3" 9'-8" 85 §'-g" 8'-9"
90 9'-3" 9'-3" 9'-0" 9'-3" 90 8'-8" 8'-6"
95 9'-0" 8'-9" 8'-9" 9'-0" 95 g'-3" g'-3"
100 8'-9" g —4" B'-6" 8'-9" 100 8-1" g'-1"
108 8'-7" 7-11" 8'—4" 8'—4" 108 7'-11" 7'-11"
110 8’4" 7'-7" g'-2" 7'-11" 110 7'-8" 7-7"
115 8'-2" 7'-3 8'-0" 7'-7" 115 7'-6" 7'=3"
120 8'-0" 6'-11" 7'-10" 7'—4" 120 7'—4" 6'-11"
125 7'-10" 6'-g" 7'-8" 7'—0" 125 7'-3" 6'-8"
130 7'-8" 6'-5" 7'-6" 6'-9" 130 7'-1" 6'-5"
135 7'-7" §'-2" 7'-4" 6'—6" 135 g'—11" 6'-2"
140 7'-5" 5-11" 7'~3" 6'-3" 140 §'~10" 5-11"
145 7'-3" 5-9" 7'-1" 6'-0" 145 6'-8" 5'-g"
150 7'-2" g'-7" 7'-0" 5'-10" 150 g'-7" 5'~7"
155 7'~0" 5'-5" 6'—10" 5'-8" 155 6'~6" 5'-5"
160 6'-11" 5'-2" 6'-9" 56" 160 6'~5" 5'-2"
165 6'-10" 5'=1" 6'-8" 5'—4" 165 6'~3" 5'-1"
170 6'-9" 4'-11" §'~7" 5-2" 170 §'-2" 4-11"
175 6'~7" 4'-g" 6'-5" 5'-0" 175 6'~1" 4'-g"
180 6'-6" 4'-8" 8'—4" 4'-10" 180 6'-0" 4'-8"
185 6'-5" 4'-8" g'-3" 4'~9" 185 5'-11" 4 -8"
180 6'—4" 4'-5" §'-2" 4'-7" 180 5'-10" 4'~5"
195 6'~3" 4'-3" 6'-1" 4'—¢" 195 5'-g" 4'-3"
200 g'~2" 42" 6'-0" 4'~5" 200 g-9" 4-2"
205 6'-0" 41" 8'-0" 4'-3" 205 5'—8" 4'-1"

¢ SEPARATION TQ GLASS REQUIREMENTS

(1) SEE MINIMUM SEPARATION TO GLASS SCHEDULE
FOR SHUTTERS INSTALLED WITHIN THE FIRST 30'-0"
ELEVATION OF BUILDING MEASURED AT BOTTOM OF

SHUTTER.

(2) MINIMUM SEPARATION TO GLASS FOR SHUTTERS
INSTALLED ABOVE 30'—0" ELEVATION OF BUILDING,
MEASURED AT BOTTOM OF SHUTTER IS 3"

MINIMUM_SEPARATION TO GLASS SCHEDULE:
SHUTTER W/ ONE LOCK

SHUTTER INSTALLATION W/ [INSTALLATION W/
SPAN QPPOSING
CENTERMATES CENTERMATES
105" - -
OR LESS 3 5/18 4
105" TO MAX. , -
ALLOWED 37/8

MINIMUM SEPARATION TO GLASS SCHEDULE:
SHUTTER_W/_ONE LOCK & TWO LOCKING RODS OR

WITH ONLY TWO LOCKS

MAXIMUM SHUTTER SPAN % NOTES:
NL+" OR "L—-" <ft’)* ( ) R
1y L+: MAXIMUM ALLOWABLE SPAN FOR A GIVEN
INSTALLATIONS W/ POSITIVE DESIGN LOAD.
L—: MAX. ALLOWABLE SPAN FOR A GIVEN NEGATIVE
TWO HV LOCKS OR TWQ DESIGN LOAD.
LOCKING RODS TOP/BOTTOM (2) PROCEDURE TO DETERMINE MAXIMUM SPAN FOR
W/ ONE HV LOCK ¢ WALL MOUNTINGS OR FLOOR/CEILING:
(SEE NOTE 1)
GIVEN A POSITIVE DESIGN LOAD, DETERMINE MAXIMUM
CONCRETE & WOOD SPAN "L+" FROM SCHEDULE.
. INSTALLATIONS 4 GIVEN A NEGATIVE DESIGN LOAD, DETERMINE MAXIMUM
DESION LOAD SPAN “L~" FROM SCHEDULE.
(p.8.t.) FLOOR/CEILING MOUNTING
(+ OR =) FINAL MAXIMUM ALLOWABLE SPAN 1S EQUAL TO THE
L+ (#) L-{f) MINIMUM DETERMINED SPAN BETWEEN "L+" AND "L-".
30 13'-1" 16'-0"
35 PP PO (3) PROCEDURE TO DETERMINE MAXIMUM SPAN FOR
A T COMBINATIONS IN BETWEEN WALL W/ FLOOR/CEILING
40 12°-2 15'-2 MOUNTINGS:
45 1-e 143 FOR A GIVEN POSITIVE DESIGN LOAD
30 16 137" DETERMINE: '
55 11'=3 12'=11" Li+= MAX. SPAN FOR WALL MOUNTING INSTALLATIONS.
60 11'-0" 12'—4" La+= MAX. SPAN FOR FLOOR/CEILING MOUNTING
o5 oo PIRPL INSTALLATIONS.
70 10'=7" 11'~5" FOR A GIVEN NEGATIVE DESIGN LOAD:
75 ) 10’_..4" 1 1'_1" DETERMINE:
20 00" g L1—= MAX. SPAN FOR WALL MOUNTING INSTALLATIONS.
s 10-9 La—= MAX. SPAN FOR FLOOR/CEILING MOUNTING
85 9'-9 10'-5" JNSTALLATIONS.
90 gl_s" 10’_1ll
o5 PO - FINAL MAXIMUM ALLOWABLE SPAN IS EQUAL TO THE
- 8-10 MINIMUM BETWEEN "Li+", "Lz2+", "Li=" AND ‘L2-"
100 9'-0" 9'-7"
105 a'—g" o'—4" (4) GO TO ANCHOR SCHEDULE WITH FINAL MAXIMUM
110 PORET PORED ALLOWABLE SPAN AND NEGATIVE DESIGN LOAD TO
- DETERMINE MAXIMUM ANCHOR SPACING.
115 8'_4“ 8.—'11"
120 g8'-2" 8'-9"
125 8'-0" 8'-5" A MAXIMUM SHUTTER SPAN "L+" OR "L-" FOR
130 7'-10" 8'—1" INSTALLATIONS INTO WOOD SHALL BE LIMITED TO 105
135 7'-9" 7'-g" psf. DESIGN LOAD.
140 7!_7" 7'—6"
145 7'-5" 7'-3"
150 7' —4" 70" 1 CORNER CENTERMATE #3 MAY BE USED AT ALL
155 79" 5_g" MOUNTING INSTALLATIONS. LOCKING SPECIFICATIONS
— — SHALL BE AS INDICATED ON MANDATORY CONDITION
160 71 6 -7 #2 NOTE #5, SHEET 4 OF 14
165 7;_01- 6.—4" # 1 .
170 §'-11" 6'-2"
175 6'-9" 8'—0"
180 6'-8" 5'~10"
185 6'-7" 5-8"
190 6'~8" 5-6"
195 6'-5" 5'-5"
200 6'-4" 5'~3"
205 6'-3" 51"

SHUTTER INSTALLATION W/ |INSTALLATION W/
SPAN CENTERMATES | CENTERMATES
105" " M

4 3 3/16

OR LESS z 3/ /

>105" TO MAX. » 3 1/4"

ALLOWED 31/4 /

INSTALLATION LEGEND
CONCRETE & MANSORY WwOoO0D
{SHEETS 5 & 5) {SHEETS 13 & 14)
WALL g1, 2, 41w, 2W, 3W,
MOUNTING 5 & 4 AW, 5W & 6W

FLOOR/CEILING | 4 5, 6, 7 4 8w, oW &

MOUNTING B 1oW

F.B.C.(High Velocity Hurricane Lone)

/TtIECO m \

ERNESTO RODRIGUEZ HURRICANE
SHUTTERS PROTECTION, INC.
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ANCHORS SPACING LEGEND
TRECoN * SEE ANCHOR
ALL POINTS SOLID—SET SPECIFICATIONS
WEDGE-BOLT ON SHEET 11
(SEE MOUNTINGS 1, 2, 3 & 4 ON SHEET 5)
POURED CONCRETE POURED CONCRETE/CONCRETE BLOCK
oo | AL NOUNTING T/ © v T WALL MOUNTING 1 W/ AV WALL MOUNTING 2 WALL WOUNTIVG 3 W/ © AV | WAL WOUNTING 5 W/ ) Y WALL MOUNTING 4
o L1 _(Max.)B/O HEADER/ SILL #112" (Max)8/Q HEADER/ SILL #2 1” (Max.)B/O HEADER/ SILL #1]2" (Max)B/O HEADER/ SILL #2
NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD {psf) NEGATIVE DESIGN LOAD {psf) NEGATIVE DESIGN LOAD {psf) NEGATIVE DESIGN LOAD (paf) NEGATIVE DESIGN LOAD (psf)
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ANCHORS SPACING LEGEND
s ‘ *NOTES ON_ANCHOR REQUIREMENTS: PQURED CONCRETE_OR CONCRETE BLOCK SUBSTRATES
TAPCON PACIN .
ALL POINTS SOLID—SET MMWNMMM LOAD 1. ANCHORS TO WALL SHALL BE AS FOLLOWS:
VebGE-a0LT AND A CORRESPONDING MOUNTING TYPE_FOR CONCRETE INSTALLATIONS () T0 EXSTNG POURED CONCRETE: (Min. s = 3 ko)
(SEE MOUNTINGS 5, 6, 7, & 8 ON SHEET 6) Z71/4 TAPCON ANCHORS, AS MANUFACTURED BY I.T.W. RAMSET/ RED HEAD.
~ 1/4" x 3/4" ALL POINTS SQLID~SET ANCHORS AS DISTRIBUTED BY ALL POINTS SCREW, BOLT & SPECIALTY
COMPANY,
POURED CONCRETE ~ 1/4"0 WEDGE-BOLT ANCHORS AS MANUFACTURED BY POWERS FASTENING, INC.
- CEILING MOUNTING 5 FLOOR MOUNTING & FLOOR MOUNTING 7 FLOOR MOUNTING 8 NOTES:
SPAB:M?P’:) : A1) MINIMUM EMBEDMENT INTO POURED CONCRETE OF TAPCON ANCHORS IS 1 3/4", AND 2" FOR WEDGE-BOLT
NEGATIVE DESIGN LOAD {psf) NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD (pst) ANCHORS.
30| 40| 6
ol 75| 90 |120]160| 205} 30| 40| 60| 751 90 | 120| 160|205} 30 | 40 | 60| 75 | 90 | 120| 160,205} 30| 40| 60 | 75 | 90 [ 120|160 205 A2) MINIMUM EMBEDMENT OF 1/48 x 3/4" ALL POINTS SOLID-SET ANCHORS SHALL BE 7/8" INTO THE POURED
Do 14 11211010 |8 l28 6 6041121101916 | & 616 Qi14i12110j9 886 ][6]14]12][10]9 |8 8|6 |6 CONCRETE. NO EMBEOMENT INTO STUCCO SHALL BE PERMITTED. 1/4" #-20 S.S. MACHINE SCREW USED SHALL BE 1
oi} —L(Z‘S 211211019 18 816 |6Vi4l12]i0/9 |8 le |6 |6 11 4|12(10]9 |8 |86 '!6(f14j12|10|9 |8 8|6 |6 1/2" LONG MINIMUM SHOULD STUCCO EXIST, AND 1" MINIMUM FOR WALLS WITH NO STUCCO.
14
¢ 21109 8186 16 biz|12zlo|9 |8 |8 16 |6 |14/12]10[9 |88 |6 |6]4l12/10/9 81816 |6 A3) IN CASE THAT PRECAST STONE, PRECAST CONCRETE PANELS, PAVERS OR ANY VENEER BE FOUND ON THE
141121019 | &8 |8 16 |6 V1412|109 |8 |86 |6 J14|12{10]9 [8]|8]|65f14[12}10(9 |8 |75]|55]|45 EXISTING WALL OR FLOOR. ANGHORS SHALL BE LONG ENOUGH TO REACH THE MAIN STRUCTURE BEHIND SAID WALL
a0 14121109 |8 |8 |6 16014 |12|10|9 |8 |8 |66 f14|12|10|9 |8 |86 |55]14(12]10(9 |8 816 |5 FINISHES. ANCHORAGE SHALL BE AS INDICATED ON NOTES A1) & A2) ABOVE. FOR INSTALLATIONS ON VINYL SIDING
211211019 |8 18 |8 : OR EIFS CONSULT THIS ENGINEER.
6 Y1412 |10| 9 |8 (8 |6 |6 1412|109 |8 |8 |6 |6 1412109 |8 |8 |6 |6
N 12 1211019 |8 8 16 | 50814 |12(10]l9 8 811616 Q1412|109 [8[7 5[4 0F84]12]10]9 |86 |45]|35 (B) TO EXISTING CONCRETE BLOCK WALL:
s—o [Ta a0 e 8 & |6 5504121105 8 & |66 |a]12|0[9 |6 8|6 45|14 112105 8|75 4 ~"1/40 TAPCON ANCHORS, AS MANUFACTURED BY LT.W. RAMSET/ RED HEAD.
212015 18178 6 6 Viei12l7019 8 a6 |6 fi<|12(10/9 |8 8|66 |i4<[12[109 |8 816718 - 1/4% x 3/4" ALL POINTS SOLID-SET ANCHORS AS DISTRIBUTED BY ALL POINTS SGREW, BOLT & SPECIALTY
COMPANY.
o 14 112 1019 |8 (7515514 114 |12 |09 |8 | 816 |6 J1412]10]9 |75|55|4 |3 |14 (12|10 8 |7 |5 |35|3 = 1/4"% WEDGE—BOLT W/ 1/4"s BLOCK-PLUG ANCHORS AS MANUFACTURED BY POWERS FASTENING, INC.
6-0"Yi21iz|10|9 |8 |8 |6 |5 1412|109 |8 |8 |6 |6 |14][12]10]9 |8 655 |35}14]|12|10|9 |8 |6 (45|35 NOTES
14 (127109 |8 |8 |6 : .
YRETEE 6 Jr4112]r0ol9 |88 6|6 feir2]tofg 6 |8 |6 55014112/10169 18 | 8|6 5 B.1) MINIMUM EMBEDMENT INTO CONCRETE BLOCK OF TAPCON & WEDGE-BOLT ANCHORS, IS 1 1/4"
o 019 18 |6 (45135014 12|10 |9 |8 |86 |6 J14|12]10]|8 [65]|5 (35| - k1411219 |7 16 (453 |~
70" K14 l12]10] 9 |8 |7 |5 |4 Ys[121t0]9 8|86 |6 |14]12]10]9 |75[55|4 |3 )14 12108 |65|5 |35}3 B.2) MINIMUM EMBEDMENT OF 1/4" x 3/4" ALL POINTS SOLID-SET ANCHORS SHALL BE ENTIRELY EMBEDDED
2210l e a8 16 lebVieli2{10 9 {88 |6 |6 14121109 |8 |8 |6 |45)14 1210|098 |8 [75(55]4 INTQ THE CONCRETE BLOCK. NO EMBEDMENT INTO STUCCO SHALL BE PERMITTED. 1/4" 8-20 S.S. MACHINE SCREW
: 210 " " ITH NO STUCCO.
'" Tt ot s oseta =T e o s 16 s 6 =ia 72657 (5514 13 |- 114115751615 43|~ USED SHALL BE 1 1/2" LONG MINIMUM SHOULD STUCCO EXIST, AND 1" MINIMUM FOR WALLS WITH
g-0" 114 |12 10| 9 |8 |6 |45] - 1412|109 |8 |8 |6 |- f14[12|10}8 |65]|5 |35{—- 14 12|19 |7 |6 |45]3 |~ B.3) IN CASE THAT PRECAST STONE, PRECAST CONCRETE PANELS, PAVERS OR ANY VENEER BE FOUND ON THE
21210 a1l 8 6 1 <Vizliz 1019 8 8|6 |-t14|12z]0]9 8715 -f+l12]10]98l65]5]- EXISTING WALL OR FLOOR, ANCHORS SHALL BE LONG ENOUGH TO REACH THE MAIN STRUCTURE BEHIND SAD WALL
14112108 |65 5 | - | - — " FINISHES. ANCHORAGE SHALL BE AS INDICATED ON NOTES B.1) & B.2) ABOVE. FOR INSTALLATIONS ON VINYL SIDING
D . 14 112 (10| 9 8|8 |~ |~ 14 |11.5{725]| 6 5 |35 -1~ )14 po5| 7 |55145}3.5| ~ | = OR EIFS CONSULT THIS ENGINEER.
g-0" Y14 121019 |75155| - |- f14 12|09 |8 |8 |-]~-J14]12]|e5]7 |{55]4 |- |-~}14[1218 |6 |5 14 |- |-~
41217019 18 8 = 1<="Vislizliol9 (88 |- |- fi14<|12]10]9 8|6 |- [-Jme]12]10o]g 175]55]|- |- (C) ANCHORS SHALL BE INSTALLED FOLLOWING ALL OF THE RECOMMENDATIONS AND SPECIFICATIONS OF THE
14 11219 | 7 |6 |45| - |~ Q1412|109 8|8 |~~~ F1405) 7 |55|45|35| - |- }p25|95/6 |5 |43 |~ |~ ANCHOR'S MANUFACTURER.
1o—o"l14f1z|1t0| 8 655 |- |- k1412|1019 |8 |8 |- |-}14]12]8]6|5]|4|~-|-})14105|/7 {55|45]|35]~ |~ (D) SEE SCHEDULE BELOW FOR EDGE DISTANCE (E.D.) VERSUS SPACING RELATIONSHIP FOR ANCHORS.
141121108 |8 (7 1- | -Yaliztiwo|s 8|8 |-1-Qm1el12]10ls l75|55|~-[~-Q14|12|10(85|7 }5 |- |~
74 |12 | 8 16515 | 4 | - | - [14 12|10 9|8 |8 |~ |~ p25los516 |5 |43 |- |-Y15/85i55]|45[35]25|~ |-
" 14 1 _ — _ —
11°-0 219 17 16 |45 14 112110 |9 18 |8 14 |10.5| 7 |55]45135( - |- |13 195]65})5 |4 {3 |- |~ EDGE DISTANCE VERSUS SPACING FOR ANCHORS
14 112|109 (8 65|~ |- 1412|109 |8 8 |-[-Yef12jiolsa]7 |5 |~-1-114]12{95]725]|6 |45|~ |
14 111756 |5 | ~1-1~-Q1412f109 |8 |~|~-|~ }1585]|55{45]|35 -1 - o575 5 |4 l35]-]-1- MAXIMUM ANCHOR SPACINGS ARE VALID FOR 3 1/2" EDGE DISTANCE FOR
12-0"14 |12 | 8 |65|55| - | - | - — = | - TS 1/4"8 TAPCON AND SOLID SET AND WEDGE-BOLT FOR E. D. LESS THAN
7172 70 Te T8 1= == 411211019 | 8 1311016515 | 4 1219 |6 14514 |- 1~ |~ THE ABOVE MENTIONED, REDUCE ANCHOR SPACING BY MULTIPLYING
14121109 8 [-|-1-F14l12]o5]725]6 |~ |- [~ 14 [12i85]|7 |55|— |- |~ SPACING SHOWN ON SCHEDULE BY THE FOLLOWING FACTORS. (NOTE :
(35|10 165155145 - | - | - Q4112|1019 |8 |- |~ |- YFo5|8 |54 |35~ |-~ |—-Q95]7 |45]|35]|3 |~ |~ |~ Min. E. D. FOR ALL POINT SOLID SET ANCHORS IS 3"). REDUCED
13-0"Vid (1757616 |5 |~ |- |~ V41211058 |- |- 1-F12]9 |6 45+ - |- SRACING OBTAINED USING FACTOR SHALL NOT BE LESS THAN MINIMUM
5 : - jnri8 55|14 |35/ - |- |~ SPACING INDICATED FOR EACH ANCHOR TYPE.
4112110185] 7 | -1~ =14 |12|10l9 |8 |-1--fr1s4]12l85]7 {6 |- |- (- 141218 |65]5 |~ |~ |~
2518516 15 1= -1 1=-1i2(izl0198 [~ ]-1-1-10[75}5 14 |-1-]-1-019165]458[35]|-|-]-1~- FACTOR
14014 5] 7 [55] - [ - |- T-Jrafr2jrofs [-1-1-1-}ir]as 551451 - |- |- |-fJo|z5]5 4 | -1-1-1- ACTUAL E. D. WEDGE~BOLT 1/4"s TAPCON SOLID SET
411211018 |- =1 -1~F1atizloje|-|-{~-1-Ff14l12]laies|-|~|~-{—- Q4111|756 |- {—-1- ]~ MIN. SPACING = 3" MIN, SPACING = 3" MIN. SPACING = 3.5”
o 121916 = 1=1<= 1~-1-HK2z12lto|-1~|-{-1-o}|7}45]|~-|-1-1-[-Q8}6 14 [~ {—-|—-|—-1~— 3 0.83 0.83 0.78
15°-0 13.5|10 |6.5 - - - - - 14 12 10 - - - - b 10.5| 8 5 - - - - - 9.5 7 4.5 - - - - - 2 1/2“ 0.68 0.66 -
7412195 - |- |- |- 1-Jmel1z]i0|=|=]-1-|- k45|76~ |~ |- 1-]-Jmrehos|7 |- 1~1]-1-. - : . 550 -
718 66| - == |- ~-b4liz]lmo]~1-1-1]-]-Ff85[65]4 |- |-|-|-|1-}?25|58|4 (- |-~ i—-|—~-1~- 2 0.50 ,
16-0"b25(95|6 = |-~~~ -4 |1z[ro] - |=-|-|-{-}Yo}j75(5|~-|-|~-1-|-J9 16545 |~ |~ |-\~ |~
1201219 | = |~ =T=-[-Jetizlre|~=-|-|=-1=-Jmefosj7zt-t~-|-[-4~-}13195(65| -4~ |— |~ |~
F.B.C.(High Velocity Hurricane Zone)
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MAXIMUM p.s.f.) AND CORRESPONDIN : ANC , ULE FOR
GIVEN MAX SﬂUTTER SPAN, NEGATIVE. DESIQ LOAD AND A COR ESPOI_\!DING MO NT@ TYPE
(SEE MOUNTINGS ON SHEETS 13 & 14).
=SB ST RATT E
SOUTHERN PINE No. 2 W/ MIN. G=0.55, SPRUCE PINE FIR NORTH SPRUCE PINE FIR SOUTH 1/2" MIN. CDX
DOUGLAS FIR W/ MIN. G=0.50 W/ MIN. G=0.43 W/ MIN. G=0.36 PLYWOQD

MAXIMUM
sean (ft) | WALL MOUNTINGS | CEILING MOUNT 8W | WALL MOUNTINGS CEILING MOUNT 8W GS

W, 2W, 3W & 6w | FLOOR MOUNTINGS | 1w, 2w, 3w & 6W %E%'C)NRG MMOOUUNNTT,NgéV 1\\',VVAL5WM03L{NNT<'&NGGSW FLOOR MOUNTINGS WALLA,\,’},AOEN;'\,\'\,I

oW & 10W OW & 10W ! ' oW & 10W
NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD (psf) NEGATIVE DESIGN LOAD (psf)
30 120 | 80|75 |90 [t05}30 140 | 60|75 |90 lto5)30 |40 | 60|75 |90 [105]30 {40 | 60{75 {90 105]30 (40 | 60{75 {90 105130 140 | 60(75 |90 [105]30 |40 | 80{75 |90 105
3’0" OR LESS|12 |10 (10| 9 |8 |8 }6 |6 6|6 |6 |6 [12|10]|10}9 |8 {8 ]6 |6 6|6 |6 |6 f12 [10]10}9 |8 |8 )6 |6 6|6 |6 |6 16 |5 414 |4 |3

4'-Q" 12110 |10{9 |8 |B |6 |6 6l |6 |6 j12]10[10|9 |8 |B )6 |6 6|6 |6 |6 |12 (10 |10|9 |8 |8 ]6 |6 6i6 |6 |6 1]16 |5 414 1413
5-0" 1210|109 ({8 |8 }6 |6 6|6 |6 [55f§12(10|10{9 |8 (8|6 |6 6!6 |6 |5 J12110{10{9 |8 |7 ]6 |6 6l6 |6 |5]6 |5 414 1413
8'—0" 12 |10 |10{9 | 8 |85)}6 |6 66 554541210 (10]|9 |8 {5 ]6 |6 68515 (4512 [10 [10/9 |6 |3.5§46 |6 6|6 |5 (4516 |5 414 135~
7'~Q" 12110 |10} 9 (65| 4 |6 | 6 6 55(45|4 12 |10|10}9 |5 |3 ]6 |6 6|5 |4 (35|12 {10]10|7 [3.5|— }6 |6 65 |4 |3.5}8 |5 414 | — | —
8'-0" 12 |10 | 10|7.5145|3 }6 | 6 615 14 |3.5]12 110 110(6 |3.5|—- |6 |6 5 451353 P2 |10l 10{4 |- |- )6 |6 5145|353 }6 |5 4 |- |- |-
oo lzliol10/5 35[=16 [6 |55k535|3 121094 |- |-1616 (454 |3 |3 [12[10[4]3 |- |—-]6 6 (454 |3|31}6 5 135(- |- |~
10-0" f12)10]75/4|~-]-]6|6 |54 |3 |-J12{10,6|3 |- |[-|6 6 |4B5]3 210l 3l-|-[-}6l86|4pP5|3 {-}615 | -|-|~1~
o Tz2loT5a = =1=16 16 (45~ |- |- 121045/ - |- |- |6 |55(35|- |- |- Jiz[to]-[-|-]-}6 55  4|- |- - 4615 =7 |~ |7
oo T2lolasl=1=1<16 16 4|~ |- |- 121035 - |- -186 15|35~ |- |- fz2lto]~-]-]-1-]6]5 35~ - -85 1=|7 |~ |7
7o lizlio|l-|-1=1-4e 16 |-|-1-|-Pz2lo}-]-1-1-16 45| -{-|-|-P2[75]| |- |- |- }6 45 -7 |-}~ 6 |45 |- |- |-
oo Tzl =T=1=1=16 5| -|- |- |-bz|7-1=|-|-psM4*5] - |- |- [~ 2|7 [ -[-{-[-PsMb| -]~ |- |-}6 |3  —|- {7 |~
15-0" le2l-1-1-{-1-te|[-|-|-1-[~Pp2|-|-i-{=-1-451=|~=|=1-1-}12 “=1-1-Is!-1-]1-{-i{-16 |- j-{-1=-1- )
o—0 Tzl=1<[=1= =16 -1 === [=J2{=1=1—1-1=ds5{={=]-I-I1-pis-{-1- |- (-5 /- | |- 1- 1-36 | - | "1 1 J_

+ NOTES ON ANCHORS REQUIREMENTS: WQOD SUBSTRATES,

1. ANCHORS TO WALL, FLOOR OR SOLID WOOD SOFFIT SHALL BE AS FOLLOWS:

3. SUBSTRATE SHALL CONSIST OF THE FOLLOWING:
~SOUTHERN PINE No. 2 W/ G=0.55 (N.D.S)
~DOUGLAS FIR W/ G=0.50 (N.D.S.)

~SPRUCE PINE FIR NORTH W/ G=0.43 (N.D.S.)
~SPRUCE PINE FIR SOUTH W/ 6=0.36 (N.D.S.)
~MIN. 1/2" CDX PLYWOOD (1986 APA)

— 1/4"g TAPCON ANCHORS, AS MANUFACTURED BY L.T.W. BUILDEX W/ MINIMUM EMBEDMENT AS INDICATED AT
EACH SECTION ON SHEETS 13 & 14.
EXCEPTION: SEE NOTE 2 BELOW.

2. ANCHORS TO HOLLOW CEILING SHALL BE AS PER MOUNTING TYPE 7W, SHEET {4 AND SHALL CONSIST OF
LAG SCREWS AS PER NDS 1997 SPECIFICATIONS,

4. ANCHORS SHALL BE INSTALLED FOLLOWING ALL OF THE RECOMMENDATIONS AND SPECIFICATIONS OF THE
ANCHOR'S MANUFACTURER.

F.B.C.(High Velocity Hurricane Zone)
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WALL FINISH

INSTALLATION DETAILS ON EXISTING WOOD BUILDINGS

1/4"a TAPCON W/ 1 1/2" Min.

{~8EE SHEET 3 FOR TYPICAL
SHUTTER ASSEMBLY
2~MOUNTING SECTIONS CAN BE
COMBINED IN ANY WAY TO

%NETRATION OF THREADED AREA ‘Pé:lgRE'TSONO '_y/ 1R E}\ /2" Min,
XISTING WOOD HEADER. $ N OF THREADED AREA
(SEE SCHEDULE ON SHEET 12) (TSE Exslimgu\ﬁlgooo HSEAgETR. ) SUIT ANY INSTALLATION.
N SHEET 12
8 1/4"9—20x3/4" S.S. MACHINE ﬁﬁ MIN. SEPARATION ( [
T *(© SCREWS W/ 1/4"-20 NUTS | TO GLASS @)
‘} ‘ ® 12" 0.C. (SEE SCHEDULE N
5 l ON SHEET 9) Wy X
= [l 1" Min.—= | 3
K A Q-1-/EQ Q existing | :
bt T [ H % GLASS—| 2 <
® = I N
R i
t W Z RS 1
s > g ,
\ i1 L b
H IR 15 e -
I “7\ EXISTING MIN. [I__L__I 1 a
2"x4" WOOD ]
“ HEADER REQUIRED —® [T XISTING MIN. _ P et . G
EXSTING | :: EA2";:<4"Rwooo 2 N
GLASS HEADER REQUIRED o
I MIN. SEPARATION | —(R) \
| TO GLASS : MIN. SEPARATION 1/4"0 TAPCON W/ 1 1/2" Min. PENETRATION
| (SEE SCHEDULE EXISTING ],_____ ( SEI:OS%HESDSULE T OF THREADED AREA TO EXISTING WOOD
i ON SHEET 9) GLASS— on SHEET 8) \PLATE . (SEE SCHEDULE ON SHEET 12)
I A \
! : Av i 2"x4" CONT. SILL
PLATE REQ'D.
QW N @W WALL CONNECTION AT TOP ) N
EXISTNG | N, SEPAR T f : y T }
GLASS—, o (?CASASTION I MIN. SEPARATION I MIN. SEPARATION
_ | TO GLASS I TO GLASS
2"x4" CONT.| (SEE SCHEDULE l : —® EXISTING __j————(SEE SCHEDULE | (SEE SCHEDULE |
WOOD PLATE| ON SHEET 9) | ON SHEET 9)
, . | ON SHEET 9) I
REQD. | % = EX§&§§_4|
Y d
>~ =< I
| | n
n e
{ 1
U [ & L]
=
_/ :
2"x4" CONT. ' N gl Y
WOOD PLATE _ LEQ Q_| - ) = .
) = LY I NP7~ N O S B, <0~ <o Weeve
REQD, B R ST 7SR L e
.°‘ 0 " L'j [s] " 1
1/4" TAPCON W/ 1/2" Min. PENETRATION > 1/40-20x3/4" S.S. MACHINE V\ \\\\ | = ron
OF THREADED AREA INTO PLYWOOD. SCREWS W/ 1/4"~20 NUTS 1/4"9-20x3/4" S.S. MACHINE
" [} " / /
AL ALY (SEE SCHEDULE ON SHEET 12) 15 @ 12" 0C. 2t Co. mews USING 1/4%-20 NUTS
| 1/2 MN. GOX P00 RETD S A O M e wio Ry oo
W . 2" MIN. CDX IN \ 8 2" Min. PENETRATION OF
EXISTING MIN. 2"x4" STUDS ® 16" O.C. MAX. REQ'D. PLYWOOD TO BE PLYWOOD REQ'D. PLYWOOD. A 1/4% TAPCON W/ 1 1/ M e PLATE.
u Q THREADED AREA @ MIDWIDTH OF WOOD
ATTACHED TO STUDS IN ACCORDANCE WITH SECTION 2322 OF THE F.B.C. WALL FINISH (SEE SCHEDULE ON SHEET 12) (SEE SCHEDULE ON SHEET 12)
SCALE: 3/8'=1 F.B.C.(High Velocity Hurricane Lone)
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2"x4" MIN.

WOOD STUDS. — |
(AS APPLICABLE)

WALL:
FINIS;\
EXISTING GLASS

()_

y) 1/4"9 TAPCON
\ /VQWANCHOR @ 6" 0.C.
, W/ 1 1/2" MIN.
| PENETRATION INTO
STUDS OR W/ MIN.
1/2" PENETRATION
%TO 1/2" CDX
PLYWOOD IF NO
STUDS EXIST.

MIN. SEPARATION
TO GLASS

™~—1/2" MIN. CDX

(SEE SCHEDULE

PLYWOOD.
or(N)

—EQ E£Q 2" MIN. N
4"x8" (Min.) EXISTING WOOD !
EDGE (IF APPLICABLE) BEAM REQUIRED. STRUCTURAL
‘ , ADEQUACY OF EXISTING WOOD —|
— Z A BEAM TO BE CERTIFIED BY
? “ REGISTERED ENGINEER OR
> : z —]— EXISTING w00D ARCHITECT PRIOR TO SHUTTER
: z TRUSSES OR INSTALLATION.
1/2" 5 Z 21/2" | reTeR @ 24’ EQ EQ
7 : 0.C. REQUIRED
~ | EXISTING SOFFIT 1/4'0 TAPCON W/ 1 1/2" Minm
3/4" Max. THK. FENETRATION OF THREADED
. — . AREA TO EXISTING WOOD BEAM.
gu’g/ 4 iy S i 1'x4"x1/8" CONT, ALUM. TUBE (SEE SCHEDULE ON SHEET 12)
e 6" 0C. | (6063-T6 ALLOY) W/ (3)5/16"9 EQr£Q
Gl LAG SCREWS TO EACH RAFTER OR
| '—""—{)“ TRUSS. LOCATE LAG SCREWS AT |
| @ MIDWIDTH OF EXISTING WOOD | B)or
5  y MEMBER, /(2"‘Min. NOMINAL | W
+ WIDTH) W/ 2" Min. PENETRATION |
O O A capa T OF THREADED AREA. VALID FOR | dH
5/16' LAG SCREW bLh o INSTALLATIONS WITH 72psf MAX. |
AT CENTER, OF TUBE 8 2 DESIGN_LOAD AND 9'~0" MAX. EXISTNG | !
‘ : 1B SPAN. THIS INSTALLATION IS ONLY GLASS— %
| 1IN VALID FOR WOOD W/ MIN. | p-
MIN. SEPARITION LR SPECIFIC GRAVITY OF 0.50 AS | .
ﬂ (SEE_ SCHEDULE n DOUGLAS FIR OR SOUTHERN PINE } J
i No. 2, OR EQUAL. MIN., SEPARATION -
EXISTING ON SHEET 9) | ™10 eLass
GLASS—] | (SEE SCHEDULE
| ON SHEET 9)
1

(SEE SCHEDULE ON SHEET 12)

ON SHEET 9) (

T
<

/

(E)or E)or C0R
or (Dor(D+ (@@_\

1/2" MiN.

#10x1/2" SM.S.
@ 18" 0.C

END CONNECTION DETAIL (1W) &

2"x4" MIN, WOOD

1/4" TAPCON ANCHORS
W/ 1 1/2" MIN.
PENETRATION @ 12" 0.C.

STUDS REQ'B‘.\
EXISTING GLASSj\

NQTES:
1-SEE SHEET 3 FOR TYPICAL SHUTTER ASSEMBLY

OF THREADED AREA INTO WOOD DECK.

2-MOUNTING SECTIONS CAN BE COMBINED
IN ANY WAY TO SUIT ANY INSTALLATION.

(SEE SCHEDULE ON SHEET 12)

SCALE: 3/8" = 1"

{oW) ELOOR CONNECTION

' l | | T \ — e —
' MIN. SEPARATION irL|
N, SEPARATION | 0 cLAss] irhi MIN. SEPARATION
| TO GLASS —® exsTG, | (SEE SCHEDULE |8, SELSGHEDULE ;
"*I (SEE SCHEDULE % |8 oLAss\_ | ON SHEET 9) ( ON SHEET 9) 1/2" MIN
ON SHEET 9) = ! - LYLAVALRVAYLY
! = : |
| N | _——_ L
| J T | ALTERNATE 7
EXISTNG | | ANCHOR
GLASS—-! "' MIN. WOOD | LOCATION i /
X : ! ) 10x3/4" HEX
| DECK REQUIRED ® +( MIR: B WEng, TeK ®+®’ <
' (NO_FINISH ' T SCREWS @ 12" 0. N ko
ALLOWED) 2"x8" MIN., WQ0D DECK——-——L\| L

/—-—:_”"//—— REQUIRED (NO FINISH ALLOWED) — X

/ e

— EQ EQ —N— EDGE OF DECK D —— ] ’ : \@’/

X_’_/_’/ IF APPLICABLE EDGE OF DECK'/ — 2_‘;_: ";1—3]—;:/:_\_ \—WALL
>
- T IFAPPUCABLE | —==EQ EQ. L ——— | \-ence B or®or ©orB FINISH
—— oF
2" MIN.
1/4"¢ TAPCON W/1 1/2" Min. PENETRATION J " //’7 DECK IF OR @OR®+®
OF THREADED AREA INTO WOOD DECK. 27 MIN: _/ APPLICABLE
1/4"¢ TAPCON W/1 1/2" Min. PENETRATION 2" MIN——— ND CONNECTION DE Al

F.B.C.(High Veiocity Hurricane Lone)
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