MIAMI-DADE COUNTY, FLORIDA
METRO-DADE FLAGLER BUILDING

BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 375-2901 FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA) www.buldingcodeonline.com

YKK AP America, Inc.

332 Firetower Road

Dublin, GA 31021

Scork:

This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed by Miami-Dade County Product Control Division
and accepted by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas
where allowed by the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right
to have this product or material tested for quality assurance purposes. If this product or material fails to
perform in the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may
immediately revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA
reserves the right to revoke this acceptance, if it is determined by Miami-Dade County Product Control
Division that this product or material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building
Code, including the High Velocity Hurricane Zone.

DESCRIPTION: YHC-300 SSG Hurricane Single Glazing Aluminum Curtain Wall System — SMI
APPROVAL DOCUMENT: Drawing No. YHC-300-SSG-SS, titled “YHC 300 SSG Single Glazing”,
sheets 1 through 29 of 29, dated 6/24/02, prepared by manufacturer, and bearing the Miami-Dade County

Product Control Renewal stamp with the Notice of Acceptance number and expiration date by the Miami-
Dade County Product Control Division.

MISSILE IMPA CT RATING: Small Missile Impact Resistant

LIMITATIONS: Maximum Design Pressure Rating on Note #1, Sheet 1 of 29 and Maximum Design
Load “W” on Sheet 26 of 29 SHALL BE DIVIDED BY 1.33 to obtain the Allowable Desien Pressure.

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been
no change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change
in the materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of
any product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to
comply with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed
by the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then
it shall be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its
distributors and shall be available for inspection at the job site at the request of the Building Official.

This NOA revises and renews NOA # 02-1016.02 and consists of this page 1 and evidence pages E-1 and
E-2, as well as approval document mentioned above.

The submitted documentation was reviewed by Manuel Perez, P.E.

NOA No. 07-0529.15
Expiration Date: May 30, 2008
Approval Date: June 28, 2007
Page 1




YKK AP America, Inc.

NOTICE OF ACCEPTANCE: _ EVIDENCE SUBMITTED

A. DRAWINGS
1. Manufacturer’s die drawings and sections.
2. Drawing No. YHC-300-SSG-SS, titled “YHC 300 SSG Single Glazing”, sheets 1
through 29 of 29, dated 6/24/02, prepared by manufacturer.

B. TESTS
1. Test reports on: 1) Small Missile Impact Test per SFBC, PA 201-94
2) Large Missile Impact Test per SFBC, PA 201-94
3) Cyclic Wind Pressure Loading per SFBC, PA 203-94
along with marked drawings and installation diagram of unit of O-O-O, prepared by
American Test Lab of South Florida, Test Report No. 0925.01-01 dated 1/11/02,
signed and sealed by William R Mehner, P.E.
2. Test reports on: 1) Small Missile Impact Test per SFBC, PA 201-94
2) Large Missile Impact Test per SFBC, PA 201-94
3) Cyclic Wind Pressure Loading per SFBC, PA 203-94
along with marked drawings and installation diagram of unit of O-O, prepared by
Hurricane Test Laboratory, Inc., Test Report Job 0231-0401-01 dated 4/11/01, signed
and sealed by Vinu J. Abraham, P.E.
3. Test reports on: 1) Air Infiltration Test, per PA 202-94
2) Uniform Static Air Pressure Test, Loading per PA 202-94
3) Water Resistance Test, per PA 202-94
4) Large Missile Impact Test, SFBC PA 201-94
5) Cyclic Loading Test, per SFBC PA 203-94
along with installation diagram of an aluminum curtain wall system prepared by
National Certified Testing Laboratories, Inc., Test Report No. NCTL-210-2274-
7(S)(I)(C), dated 01/28/00, signed and sealed by Barry D. Portnoy, P.E.
The following tests were submitted under original file (98-0724.08):
4. Test reports on: 1) Large Missile Impact Test, SFBC PA 201-94
2) Cyclic Loading Test, per SFBC PA 203-94
along with installation diagram of an aluminum curtain wall system, prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-1994-3 (I, C), dated 2-10-
98, signed and sealed by Barry Portnoy P.E.
3. Test reports on: 1) Air Infiltration Test, per PA 202-94
2) Uniform Static Air Pressure Test, Loading per PA 202-94
3) Water Resistance Test, per PA 202-94
along with installation diagram of an aluminum curtain wall system prepared by
Construction Research Laboratory, Inc., Test Report No. CRL-6408B, dated May 2,
1997, signed and sealed by Nari Balsara, P.E.

Product Control Exami
NOA No. 0 115
Expiration Date: May 30, 2008
Approval Date: June 28, 2007



YKK AP America, Inc.

NOTICE OF ACCEPTANCE:  EVIDENCE SUBMITTED

6. Test reports on: 1) Large Missile Impact Test, SFBC PA 201-94
2) Cyclic Loading Test, per SFBC PA 203-94
along with installation diagram of aluminum curtain wall system, prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-1903-1 (I, C), dated
4/22/97, signed and sealed by Barry Portnoy P.E.

C. CALCULATIONS
1. Anchor verification calculations and structural analysis, prepared by Tilteco Inc.,
dated February 20 and November 15, 2002, signed and sealed by Walter A. Tillit, P.IE.

Complies with ASTM E1300-98/02

D. QUALITY ASSURANCE
1. Miami Dade Building Code Compliance Office (BCCO).

E. MATERIAL CERTIFICATIONS
1. Notice of Acceptance No. 05-1208.02 issued to E.I. DuPont DeNemours & Co., Inc.
for their “DuPont Butacite PVB Interlayer” dated 01/05/06, expiring on 12/11/10.
2. Notice of Acceptance No. 03-0421.01 issued to Solutia Inc. for their “Saflex HP a
polyvinyl butryal interlayer for lamination of glass” dated 05/22/03, expiring on
04/14/08.

F. STATEMENTS
1. Statement letter of conformance, dated May 10, 2007, issued by Al-Farooq
Corporation, signed and sealed by Humayoun Farooq, P.E.
2. Statement letter from manufacturer stating that the product has not changed and
requesting a One-Year Renewal to allow the time to perform a verification test, dated
May 9, 2007, signed by Jose L. Archila, Product Development Manager.

G. OTHER
1. Notice of Acceptance No. 02-1016.02, issued to YKK AP America, Inc., for their
Series “YHC-300 SSG Hurricane Curtain Wall Single System, approved on 12/12/02
and expiring on 05/30/07.

Wl

Manuel Perez, P.

Product Control Exgifi
NOA No. 07-
Expiration Date: May 30, 2008
Approval Date: June 28, 2007




REV. DESCRIPTIIN BY DATE
YHC—300 SSG HURRICANE CURTAIN WALL SINGLE GLAZING
SMALL MISSILE IMPACT RATED
(SEE SEPARATE NOA FOR LARGE MISSILE AND/OR INSULATED GLAZlNG)
INDEX OF DRAWINGS GENERAL NOTES:
1. MAXIMUM DESIGN PRESSURE RATING IS +90 PSF, —90 PSF.
2. SEE SHEET 26 TO DETERMINE MAX. DESIGN LOAD CAPACITY OF MULLION FOR VARIOUS
TYPES CONFIGURATIONS AND REINFORCEMENT. THE RESULT SHALL BE USED AS THE SYSTEM MAXIMUM
IYPES CONTENTS SHEET # LOAD CAPACITY.
3. REFER TO ANCHOR SCHEDULE ON SHEET 2 FOR ANCHOR TYPE IDENTIFICATION. ALSO, SEE
GENERAL COVER SHT. & GENERAL NOTES 1 SHEETS 27 & 28 TO VERIFY THE DESIGN LOAD CAPACITY OF VARIOUS ANCHOR BOLTS TO BE USED
WITH THE END ANCHORS. RESULTS FROM THIS VERIFICATION SHALL NOT EXCEED THE CAPACITY OF
ELEVATIONS ELEVATIONS KEYED TO SINGLE GLAZING DETAILS 2 THE SYSTEM AS PREVIOUSLY DETERMINED ON NOTE 2.
GEN. DETAILS TYPICAL SEALANT DETAILS 3 4. THIS SYSTEM COMPLIES WITH THE SMALL IMPACT TEST REQUIREMENT PER THE 2001 EDITION OF
THE FLORIDA BUILDING CODE AND THEREFORE NO SHUTTERS ARE REQUIRED FOR INSTALLATIONS
TYPICAL DETAILS 4 ABOVE 30 FT. FROM GRADE.
90" CORNER 5 5. ALUMINUM ALLOY ON ALL STRUCTURAL MEMBERS SHALL BE 6063-T5 WITH A MINIMUM YIELD
HEAD OPTIONS STRENGTH OF 23 KSI. ALL PRODUCTS WITH THE MARKING "YKK AP AMERICA” AND "MIAMI—DADE
DETAILS FOR 6 COUNTY PRODUCT CONTROL APPROVED” ARE IN COMPLIANCE WITH THIS SPECIFICATION FOR
SINGLE GLAZING SILL OPTIONS 7 STRUCTURAL MEMBERS.
- 6. SEE SHEET 29 TO DETERMINE DESIGN LOAD CAPACITY OF VARIOUS TYPES OF GLASS FOR
HORIZ. SECTION NEAR 90" CORNER 8 DIFFERENT OPENING SIZES, BASED ON ASTM E—1300.
STOREFRONT % DOOR HOWEVER, OTHER CONSIDERATIONS OF THE BUILDING CODE, REGARDING THE USE OF SAFETY GLASS,
9,10 ETC. SHALL BE APPLIED AS NECESSARY. ALSO, GLASS MANUFACTURERS SHALL BE CONSULTED FOR
INTERMEDIATE HORIZONTALS 11 THEIR RECOMMENDATIONS.
7. SHOP DRAWINGS PREPARED BASED ON THIS APPROVAL AND TAKING INTO ACCOUNT THE SPECIFIC
HEAD ANCHOR OPTIONS 12 JOB CONDITIONS, SHALL BE SUBMITTED TO THE BUILDING OFFICIAL AS PART OF THE PERMIT
SILL ANCHOR OPTIONS 13 DOCUMENTS.
8. STRUCTURAL STEEL NOTED ON THESE DRAWINGS AS "STEEL BY OTHERS® MUST WITHSTAND THE
SPLICE & ANCHOR CLIP 14,15,16 LOADS IMPOSED BY THE CURTAIN WALL SYSTEM.
SECTION & MID—ANCHOR CLIP
ANCHOR DETAILS 17,18,19 9. ALL STEEL IN CONTACT WITH ALUMINUM TO BE PAINTED OR PLATED.
STOREFRONT & DOOR ANCHOR 20
90" CORNER ANCHOR 21 GLASS TYPES APPROVED TO BE USED WITH THIS PRODUCT
SPLICE & ANCHOR CLIP @ 90° CORNER 22,24 (SEE SHEET 29 TO DETERMINE DESIGN LOAD CAPACITY OF A PARTICULAR TYPE OF
D ANCHOR CLP © 90 CORNER 7324 GLASS FOR DIFFERENT OPENING SIZES)
MATERIAL LIST BILL OF MATERIALS FOR SINGLE GLAZING 25 jgﬁ
§_z
MULLION CHART 26 GLASS DESCRIPTION WZS | GLASS STR.
TYPE SZI | QUALFED
ANCHOR BOLT GUIDE —SINGLE SPAN— 27
DESIGN LOAD 9/16" (1/4" GLASS + 0.060" PVB 1 wh
VERIFICATION CHARTS.| ANCHOR BOLT GUIDE —TWIN SPAN— 28 BUTACITE INTERLAYER BY DUPONT ) Co o
@ + 1/4" GLASS) HEAT STRENTHENED 9/16" | HEAT STR. ONLY No CT 052945
GLASS CHART 29, GLASS ONLY. 1 Daie 7] Aof =g 2008
9/16" (1/4 GLASS + 0.060" PVB
"SAFLEX" INTERLAYER BY SOLUTIA »
@ + 1/4" GLASS) HEAT STRENTHENED 9/167 | HEAT STR. ONLY
GLASS ONLY.
RESERVED FOR METRO-DADE USE ONLY
YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ﬁ. ATLANTA, GEORGIA 30336
SYSTEM SCALE
YHC 300 SINGLE GLAZING NONE
DESCRIPTION
TABLE OF CONTENTS & NOTES
DRAWING NUMBER REV.
YHC—-300-SSG~-SS
APPROVED BY |DRAWN BY DATE SHEET NO.
JA RTB 6/24/02 | 1 of 29

G:\SYSDWGS\ YHC300SSG\DADE\ SINGLE\SMALLMISSILE\YHC300s01sm.DWG
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REV, DESCRIPTION BY DATE

YHC 300 SSG SYSTEM

SMALL MISSILE

N.O.A.)

GENERAL NOTES FOR SINGLE GLAZING.

1. DOOR AND STOREFRONT DETAILED HEREIN ARE:
DOOR; YKK MODEL 35H (PER CURRENT METRO—DADE

STOREFRONT; YKK MODEL YHS—-50 (PER CURRENT
METRO—DADE N.O.A.)
REFER TO SPECIFIC DOCUMENTS ON THOSE PRODUCTS FOR
FURTHER INFORMATION.

2. SEE SHEET 26 TO DETERMINE DESIGN LOAD CAPACITY OF
MULLIONS WITH AND W/OUT STEEL REINFORCEMENT.

3. SEE SHEET 29 TO DETERMINE DESIGN LOAD CAPACITY OF
VARIOUS TYPES OF GLASS FOR DIFFERENT OPENING SIZES.

SEE SHEET 26

TYPICAL USE

ANCHOR SCHEDULE

SYMBOL
| oYL,

! | pescripTioN REF. DET'S
(| " ANCHOR o] o FF/13, G6/13
® "F” ANCHOR . . BB/12, HH/13
(D[ ™" ANCHOR . . cc/12, W/13
(WD wiNpLoAD cLIP o] o] o) o apre saaris "t
(®| DEADLOAD CLIP* o] o B saNe

* ONLY ONE DEADLOAD APPLICATION PER MULLION/JAMB SEGMENT,
ANY OTHER ANCHOR IN THE SAME SEGMENT SHALL ALLOW FREE
MOVEMENT DUE TO THERMAL EXPANSION. SEGMENTS SHALL BE
CONNECTED BY MULLION SPLICE AS SHOWN ON SHEETS 14-16.

INDICATES STEEL
REINFORCEMENT IF REQ’D.
(SEE SHEET 26)

19
10

SEE DOOR

MAX. SPAN "L"” SEE SHEET 26

SEE MAX. DOOR_OH

No o U852 g.is
P 30 2008

i Date wlag : £

L +30'—0" MIN. ELEV. ABOVE GRADE

MAX. D.O.W.

ELEVATION KEYED TO SINGLE GLAZING DETAILS

N.T.S.

TO USE THIS SYSTEM AS SHOWN.
(SEE SEPARATE LARGE MISSILE NOA

, AR RESERVED FOR METRO-DADE USE ONLY
FOR UP TO 30'-0Q" OF GRADE).

‘ YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
_— ATLANTA, GEORGIA 30336
SYSTEM SCALE
YHC 300 SINGLE GLAZING AS SHOWN
DESCRIPTION
ELEVATION
DRAVING NUMBER REV.
YHC~300-SSG-SS
APPROVED BY |DRAWN BY DATE SHEET NO.
JIA RTB 6/24/02 | 2 OF 29
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APPLY BUTYL SEALANT TO
FILL GAP AT ENDS OF
PRESSURE PLATE.

APPLY SILICONE SEALANT TO FRONT
OF SHEAR BLOCK JUST PRIOR TO

INSTALLATION OF HORIZONTAL.

TYPICAL

SEALING DETAIL

E2-0376 AFTER HORIZONTAL IS ATTACHED,
CLEAN EXCESS SEALANT.
=
O /
0
0 QJ|flHo e

HORIZONTAL TO VERTICAL

’_L

MULLION END CAP

/ SET IN SEALANT

(APPLY BEFORE MULLION ERECTION)

:\ E1-3011 MULLION END CAP
4

APPLY BACKER ROD & SEALANT
CAP @ EACH END OF MULLION.

90" MULLION END CAP
(APPLY BEFORE MULLION ERECTION)

PRODUCT RENEWED

as cemplying wiih the Florida

Buiiding Code

Acceptance No £/-0529 15
T

Miamy/Dade Product
Diviston

RESERVED FOR METRO—DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
Ameried ATLANTA, GEORGIA 30336
SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
TYPICAL SEALING DETAIL
DRAWING NUMBER REV,
YHC-300-SSG-SS
APPROVED BY |DRAWN BY DATE SHEET NO.
JA RTB 6/24/02 | 3 OF 29
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SECTION ( )

SECTION

~— : ~— A
L Y4
T
£9-3103
HF2516-wW1 —/ %
1/4°-20 x 1
HWHTCS TYPE F
9-311 =3119 (0 EVERY HORIZ.
. . LOCATION)
~ & / ",
o N 3
" - “ 3
o
S
1/2" ~ ;
(2 1/2" x 4 3/8" x 3/167
/_glouwco;is% E2-0376 &M\
NOTE:
—0176 -~
L ] o e 9~ [Coa e I | s e s ) v o
= _ pow 983 % Ay x Dow 895 L 5 | MULLIONS. "'
N 2. 5/16’ DIA. WEEP HOLE (3) PER HORIZ. D.L.O.
— 5 — 'q . . LOCATED © 3" FROM EACH MULLION AND
- S - I =3 AND AT CENTER OF EACH D.L.O..
— > >
E2-0356, 4 0368 % /2 3/4 o 1/2" 3/4" %
> } J
I 1.1/4" v
HM2516-W30120.C, £9-3144 \_ES-3161
1/4°=20:1HWHMS l o/ EXTERIOR EXTERIOR
wax.1w | 3 3 3
7 1/16" ) 7 1/16"
|
11/16" 5 14 11/16 1/4 5 14"
E9-3161 E9-3161 - zx;m;\ {\
%q _ | 1] §== =j7:
SEE NOTE #2 2] SEE NOTE #2 UOT RENED
\\ * Hrzs10-w1(2) o * J: . .{\L{,EGEWED .
HM2516~W3 1/4=20 x 5/8° HM2516-W3 H;2510—W1(2} Seg with the Fioridg
012" 0.C. HWHTCS F 912° 0.0, —_ 1/4"-20 x 5/8° ing Code
Y0 x| (seE St E19) RAR AN HWHTCS TYPE F E9-3105 Acceptance No 07-0529.05
HWHMS " E9-3106 HWHMS 3, @ (SEE SHEET 19) @ Expiration Bate /aq 3¢ Jp; g
0356 = E2-0356 _}-1 By
E2-035 2-0356 Miam
Divigfon
i EXTERIOR Wil
™ T Ay
FC1220 (2
E9—3140 \;?;25052)1 pry— \_El;m E9-3140, / $12 x 1 1)/4' FHSMS \_ﬂ_—_m
D TYPE AB (2) RESERVED FOR METRO-DADE USE ONLY
SEE NOTE #1 /] TYPE 4B (2) SEE NOTE #1 /]
YKK AP AMERICA, INC,
= £2-0366 / 5630 GWALTNEY DRIVE
4 N ATLANTA, GEORGA 30336
1&.‘ 1/4" SYSTEM SCALE
SECTION ( ) SﬂECT'ON @ YHC 300 SINGLE GLAZING 1/2
DESCRIPTIDN
TYPICAL DETAILS
*REPLACE 5/8" LONG SCREW (HF2510) WITH 1" LONG SCREW (HF2516) FOR DRAVING NUMBER REV,
ATTACHMENT OF STEEL REINFORCEMENT WHEN STEEL REINFORCEMENT OCCURS. YHC-300-S56-S5S
_ N HT. 1, APPROVED BY {DRAWN BY DATE SHEET NO.
(SEE A=A ON SHT. 11.) JA RTB 6/24/02 | 4 OF 29

SECTION ( : >

REV, DESCRIPTION

BY DATE
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9-1280

PHSMS E1-0187 © SINGLE SPAN
ok a8 E1-0192 @ TWIN SPAN

=3119
1 13/16"
& 1/4"
& ﬁ:‘.’
/
0
/
SILICONE
90'4995\/ e
I .
& >
Z
/
E2-0176 | . v
3/4 1" W.P.
D.L.O 3 15/16"
EXTERIOR

SECTION ( : )

INSIDE 90° CORN

20,
ER

REV. DESCRIPTION BY DATE
10 3/16"
7 1/16" 1/8"
N
/ﬁ:}J_Q! o
o )
< 1/8" FORMED ALUM. N
~ PC 1210 ($12 x 5/8" PHSMS) ~
o 18" o.C.
1/8" FORMED ALUM.
% E2-0376
» \{
2 FC-1012 ($10 x 3/4" FHSMS) o\
o 18° 0C.
T——]
E9-9302 (AL. ANGLE) E9-3161 % ]
x D)
N
PC 1010 ($10 x 5/8" PHSMS)
- HM2516-W3 @ 12° O.C.
18 oc . 1/47-20 x 1° HWHMS
»
EXTERIOR
*
0 =
- | 1 1
3103 E2-0366 PRODUCT RENEWED
as complying with the Florida
Building Code o
5 1/4 | 4 11/16" Acceptance No ¢ /052913
Expiration Date A ay 5¢ _Joeg
7 1/16"
By
Miam:
SECTION Divigton

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE

Amoried ATLANTA, GEORGIA 30338
SYSTEM SCALE

YHC 300 SINGLE GLAZING 1/2
DESCRIPTION

90° CORNER
DRAVING NUMBER REV.
YHC-300-SSG-SS
APPROVED BY |DRAWN BY  |DATE SHEET NG.
JIA RTB 6/24/02 | 5 OF 29
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REV. DESCRIPTIIN BY DATE

. 2 5/8" MIN. i 3 i 11/16° . & MIN, . 2 9/16°
SECTION (:) SECTION | |
|11 11
SHOWNG R I | I 12 I I I ANCHOR BOLTS SHOWING | —ANCHOR BOLTS
='|'~ :|: :I: |~ SEE SHEETS 27 & 28 "T° ANCHOR 12 SEE SHEETS 27 & 28
23 SILICONE : : : :/ g 2 |
NS DOW 795 1] 1] o SO 795
S N E
SN 5 IR i - = T —
Wm X : EREN E1-3004—1 B RS T __E1-3003-1
E9-3105 T ANCHOR = > F9-3105 1 ANCHOR
HM2516-W3
1/4°-20 X 1" HF2510-W1(2) ;‘}‘f?_‘g;",‘f‘.
HWHMS 1/4"-20 x 5/8" o HF2510-W1(2)
0 12° o.C. \ HWHTCS TYPE F o :';‘s oc | T~ 1/4™-20 T:P:/:'
-, s N - ®
E9-3161 . PC1010 E1-3001 £9-3161 G{B\mw,o [T~_E1-3001
‘\ #:e x Al;s/a' PHSMS \ #10 x 5/8" PHSMS
TYPE A8
=k_ s ‘é_
/ FC1220(2) — E9-3162 / FC12202) —
. N\\E9-3162
SEE NOTE #1—/ #:Exu; 1/4" FHSMS SEE NOTE 11_/ $12 x 1 1/4" FHSMS
TYPE AB
£2-0366/ £2-03%%, £2-0376
. 11/16° 5 1/4 11/16" 5 1/4
o ! x| ¥
=~ O
x =
Lui Ef_l O JAMB ©O MULL.
st
> v %E =
N 5 . smconz\ 2
Qe DOW 795
- NOTE:
—. 1. 5/16" DIA. WEEP HOLE ﬂ_Z) PER HORIZ.
Ny D.L.O. LOCATED €1/3 D.L.0. FROM
) 2 5/8" MIN. , 3 , 11/187 " MULLIONS.
ALTERNATE | |
SECT! HM2516—W, -
SWNLON @ I | I | | | HUZSIEWS ) £9-3105
AN I ANCHOR BOLTS HWHMS - = 1/4"-20 x 5/8" /
o : | : l 1l |~ SEE SHEETS 27 & 28 012 0c | ] HWHTCS TYPE F
Fe |
OE | ’ | 1] .
z L]
. SILICONE 1 | I E9-3161 -
wE DOW 795 E9-3162 = E1-3001
~ RN i! | !' 7 ! !1 \ 2 3/16° E70%K
E=3t4d (5 : 7 I l_zs:mz L/ | ETo
1R E1-3004—1 .
: 1 : )
!}T Eg-3105 T ANCHOR - = 10 ; _]} L _
HM2516—W3 / s
1/47-20 X 1" ] HF2510-W1(2) L - FC1220(2) \ ' ¥
o oe |~ el SEE NOTE $1—"| #12'x 1 1/47 FHSHS A 1>
.C. F
|
. @ L E2-0366 /1 £2-0376 % I |
E9-3161 PC1010 [TE=3001 1/16" == = | PRODUCT RENE\;:EEW.M
10 x 5/8" PHSMS - as compiying with the Flori
\ :YPE!AB/ : | BuildingCode
. SECTION @ I L Aceeptance No ¢ /-0 25 12 o
3 SHOWING | T T Expiration Date gyl ¢ Jo03
» ANCHOR CLP I |
HM5072 (1) or5_U i
/ FC1220(2) V/ETS x4 T A STEEL I l v/ de Product Contr
BY OTHERS Miamy/Dade Product Conl
see NoTE 1| / $12 x 1 1/47 FHSMS . /:y_mﬂ,(‘w I | widon
TYPE AB W 5000 (2)_f : |
E2-0366 , | E£2-0376 1/2° FW } \l
11/16° | 5 1/4° WS 5000 (1) H
/ s~ | | — — -
| : B RESERVED FOR METRO—DADE USE ONLY
| : | YKK AP AMERICA, INC.
! | | 5630 GWALTNEY DRIVE
' e i N ATLANTA, GEORGIA 30336
1 : l SYSTEM SCALE
— 1 \Q T YHC 300 SINGLE GLAZING 1/2
4" DESCRIPTION
: | HEAD DETAILS
. N\E1-1204 SRAING NOMBER REV.
S /4 1 | YHC—300-SSG-SS
APPROVED BY |DRAWN BY DATE SHEET NO.
JiA RTB 6/24/02 | 6 OF 29
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SECTION ( : )
SHOWING
*J* ANCHOR

71/16"
11/16" 51/4"
E2-0366 FC1220(2) E9-3162
#12 x 1 1/4" FHSMS
TYPE AB
SEE NOTE g2 [ £2=0357, |~ Efﬁf‘;
\ i /—
E9-3161
E-die |
. -l HM3816 (2)  GR5
t I~ 3/8"-18 ¥ 1" HHMs
g g [ _HM 3800 (2)
HWHNS - WW 3800 (4)
0 12" oc. 3/8° FW

SEE NOTE #1__

2

WS 3800
3/8" SLw
E9-3105

E9—-3144

1/2" MAX.

SILICONE _/

DOwW 795

| | '
, 3 3/8 l

SECTION ‘
SHOWING
*J® ANCHOR

E2-0366

SEE NOTE #2 —_|

7 1/16"
5 1/4°
SILICONE
DOW 995
FC1220(2) E9-3162

#12 x 1 1/4" Fusns

TYPE AB

E1-3002-1

"J” ANCHOR

»

\

E9-3161
. -l HM3864 (2) GRS
8 ~J] " 3/8"-16 x 4 HiMs
g o M 3800 (2)
. | NN e
HWHMS ~ — ] Wy 3800 (4)
012" oc. i 3/8" FW
I — WS 3800 (2)
T T 3/8" SLw
I I E9-3105
SEE NOTE #1_ L
~
g
- G— |
L ANCHOR BOLTS
o - 2 116 SEE SHEETS 27 & 28,
9
o
LJ NOTE:
= 1
>
L,
2
SECTION ‘
SHOWING
1" ANCHOR
7 1/16"
5 1/4"
SILICONE
Dow 995 E9-3162
E2-0366 FC1220(2)
#12 x 1 1/4" FHSMS
TYPE AB
SEE NOTE #2 | E2=0357 |
T PC1010

E9-3161
—_—

2
Lt/

HM2518-W3
1/4"°~20 X 1”
HWHMS 1
0 12° 0C.

\/

SEE NOTE #1_

HF2510-w1(2)

1/4"-20 x 5/8"

HWHTCS TYPE F
)

#10 x 5/8° PHSMS

TYPE AB

E1-3001

\E9~3105

E1-3003-1
" "T" ANCHOR

1/2" NOM.
(17 WAX)

[ SHEETS 27 & 28,
9
o
Lad)
-
X
Lud)
SECTION
Een
7 1/16°
11/16" 5 1/4"
E9-3162
E2~0368 FC1220(2)
TN #12 x 1 1/4" FHsMs
TYPE AB
SEE NOTE f2 | ==
PC1010
E9-3161 E2~0353| $10 x 5/8" PHSMS
~ E1-3001
TYPE AB
: © H
HM2516-W3 _ HF2510-W1(2)
‘/HVI‘H;? x1 | 1/4°-20 x 5/8°
0 12" oc. HWHTCS TYPE F
E9-3105
1 1 e I
i ] E£1-3004—1
SEE NOTE #1— E9-3144 == ] " ANCHOR
, —
Fl> 111 [
o snuconz_/ - R
: DOW 795 i v
N
e oY [ | | ! |
| | - | |
| | | |
| | |
{1 [
| | | |
| | [
b 11

\ ANCHOR BOLTS

SEE SHEETS 27 & 28.

1.1/16"

J=J

4" MIN.

2 9/16"

P ANCHOR BOLTS
SEE SHEETS 27 & 28.

DESCRIPTION

DATE

. 5/16" DIA. WEEP HOLE
. LOCATED €1/3 D
LLIONS.

S-Z) PER HORIZ.
.L.0. FROM

. 5/16" DIA. WEEP HOLE (3) PER HORIZ. D.O.L.
LOCATED @ 3" FROM EACH MULLION AND
AND AT CENTER OF EACH D.L.O..

as coinply

Acceptang
E

D

PRODUCT RENEWED
ing with the Fjorj
Building Code ) da
ceNo ¢7-052
Xpiration Date 43¢

[4]

Miamy/Dade Product Con

RESERVED FOR METRO-DADE USE ONLY

9.4

A-cr!lf

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30338

SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
SILL DETAILS
DRAVING NUMEER
YHC-300-SSG-~SS
[AFPROVED BY [DRAVN BY  [oATE — |SEETRG.
JIA RTB 6/24/02 | 7 OF 29
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SECTION < > 21 SM.
4" MIN.
IF ANCHORING TO CONCRETE USE:
1/2" x5" POWERS RAWL STUD.
) (4" MIN. EMBED, 4" MIN, EDGE DIST.).
. IF ANCHORING TO STEEL USE:
Zlz 1/2° GR. 5 BOLT.
213
ol SILICONE
o DOW 795 ‘\ )
= : E9-3105
1/4™-20 X 1” ]: J :
HWHMS — 1 HF2510-W1(2) :°‘2°/5(2) ]
] 1/4"-20 x 5/8" 12x1/2° PHSMS | |
. /_ HWHTCS TYPE F TYPE AB |
" ,\r‘\ E1-3016
] |
[ |
e et e i
E9-3161 | \ |
] AY I
M AY
~ 0 = =El
SEE NOTE #1 "] \&
= E9-3162
E2-0366 |
11/16" 4 5 1/4"
7 1/16"
oz
o
o
L
&
A 7 1/16"
11/16" 5 1/4"
E9-3161 — /_t:a::.ms
0 = =
E2=0357 | |
SEE NOTE #2 —._ | FC1220(2) —

HM2516-W3 012" 0.C.

1/4™-20 x 1" HWHMS ~

*
L]

E2-0356 _A

E9-3140

SEE NOTE #1

* Hr2510-w1(2)

TYPE

#12 x 1 1/4" FHsMS

1/4°~20 x 5/8"
HWHTCS TYPE F _\
(SEE SHT. 19)

AB (2)

SECTION < : >

EXTERIOR

E2-0366

SEE NOTE #2 —

E9—3161
N

!
HM2516-W3
1/4°~20 X 1*
HWHMS —
0 12" oC.

\/

7 1/16"
11/16" ) 5 1/4°

= E9—3162

FC1220(2)

#12 x 1 1/4" FHSMS E1-3018
TYPE AB —

0 > 7

; 7 I |
N R AN, 4

1/4"-20 x 5/8"
I HWHTCS TYPE F

#12x1/2" PHSMS

I
1
g O, |
\Hrz.rn 0-Wi{(2) X pey208(2) :
|
! TYPE AB |
! \ I

E1-3016

\E9-3105

.._______\:_____

SEE NOTE #1 1/59—3144/

(1" MAX.)

1/2" NOM.

SECTION ( : )

SILICONE _/ l

DOW 795

AN

4" MIN.

IF ANCHORING TO CONCRETE USE:
1/2" x5° PONERS RAWL STUD

(4" MIN. EMBED, 4" MIN. EDGE DIST.).

IF ANCHORING TO STEEL USE:
1/2° GR. 5 BOLT.

NOTE:
1.

*REPLACE 5/8" LONG SCREW (HF2510) WITH 1° LOG SCREW (HF2516) FOR
ATTACHMENT OF STEEL REINFORCEMENT WHEN STEEL REINFORCEMENT OCCURS.
(SEE SECTION A—A ON SHT. 11)

REV, DESCRIPTIDN BY

DATE

5/16" DIA. WEEP HOLE Sf) PER HORIZ.
D.L.O, LOCATED ©1/3 D.L.O. FROM
MULLIONS.

. 5/16" DIA. WEEP HOLE (3) PER HORIZ. D.L.O.

LOCATED @ 3" FROM EACH MULLION AND
AND AT CENTER OF EACH D.L.O..

PRODUCT RENEWED

as compiying with the Florida
Building Code ., -
Acceptance No £ /-0524 (5
Expiration Date 4]

Divigion

RESERVED FOR METRO—DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30338

Ameoried
SYSTEM SCALE

YHC 300 SINGLE GLAZING 1/2
DESCRIPTION

HORIZONTAL DETAILS
DRAWING NUMBER REV,
YHC-300~SSG-SS

APPROVED BY |DRAWN BY DATE SHEET NO,

JIA RTB 6/24/02 8 OF 29
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REV, DESCRIPTION BY DATE

WHEN REQUIRED E1-0189

/ (2 1/2" x 4 3/8" x 3/167) B
[L / Vo — 2
R
/—_-\-é___—TTﬂ -
e ——NN AN £2-0084
[ ~ E9-0505 i — T S
- — —
\\II Q
- E9-0604
3 FC 1456 Y E1-1068 SILICONE \ E9-3119
|1 | #14 X 3 1/2" FHSMS / DOW 995
REINF. ATTACHMENT E9-3119 | TYPE AB c==9 ~
AT HORIZONTAL (SEE A-A/11) | 16" 0.C., 4 1/2" I
. | FROM EACH END ]
I N _ . SILICONE
> N = b DOW 995
[ +] " Il
. ] —— . ] *
2 I PC=10]0 e o = >
b I #10 x 5/8° PHSMS £2-0083 = ol .
" J TYPE AB L7 - - PC=10]0 2
| £ l 3 [ #10 x 5/8° PHSMS >
! I = = TYPE AB ~
—Ht— E9-0506 \2};
£2-0176 ————M FC 1432 M
SILICONE 1N = \ #4x2° msus/ z>
DOW 995 TYPE AB
N 16" 0.C., 4 1/2° —0176
~) o \ FROM EACH END
; SILICONE SILICONE
DOwW 795 \ E9-0504 —_— —_— DOW 995
SILICONE ra) e
oow 785 [N
o ~\Es-3150 SILICONE / ]
© DOW 795
2 EXTERIOR
i E9~3150
11/4 I1/2'l 11/4" -,o
I I S
D.L.O. 3 21/2" 7/8" -1 _t
e 11/4 |1/z'| 11/4°
) ¥
SECTION Q D.L.O. 21/2 3 nLo
1/4"
WHEN REQUIRED E1-0189

1/8°

(2 1/2° x 4 3/8" x 3/167)

. SECTION
P V amn
PN —— m o-os0e
1 _',__
\\q N\ E1-1068
REINF._ATTACHMENT /
AT HORIZONTAL (SEE A—A/11) : e x3t /zfcn}s‘ag }-_-_=_I E2-0051
| TYPE AB
I 16° 0.C, 4 1/2° |
N E9-3118 N FROM EACH END | rd
. N i =t .
= g il v
2/, | W i PRODUCT RENEWED
2 | PC=10]0 | — as comyplying with the Florida
- N #10 x 5/8" Prsws | J| 11 — Building Code
N e VQ ¥ Acceptance Nog /- 0429 (5
| Expivation Date /gy 3¢ Yy
—-t— E9-0222
£2-0176 A\ S . / By
DOW 965 N N - n ‘ Mi
 — Division
~J) o g SEE DETAIL OF DOOR AND
R \SIUCONE — \ez-ooer STOREFRONT IN THE
- = SILconE CORRESPONDING NOTICE OF
SILICONE ACCEPTANCE RESERVED FOR METRO-DADE USE ONLY
DOW 795 N
] \E8=2150 3 7/8° 13/16° ‘ 3850 CWALTHEY s
1 - 1/8° 4 11716 e o ATLANTA, GEORGIA 30336
' - - SYSTEM SCALE
VA M DR YHC 300 SINGLE GLAZING 1/2
. - D.O.W. DESCRIPTION
D.LO. 2 212 STOREFRONT & DOOR DET.
1/4" DRAVING NUMBER REV.
SECTION O EXTERIOR YHC-300-SSG-SS
APPROVED BY |DRAWN BY DATE SHEET NO.
JA RTB 6/24/02 | 9 oF 29

G:\SYSDWGS\YHCSOOSSG\DADE\SINGLE\SMALLMISSILE\YHCJOOSOSsm.DWG



Irev. DESCRIPTIIN BY| DaTE
7 1/18° 7 116"
b i | 1/18 ;
E2-0366 | 11/157) | s 1/ E2-0366 11718 | 5 18
FC1220(2)
E9-3161 . E9-3106 FC1220(2) _
\]\ /— #:ExAB‘ (12;4 FHSMS ﬁ E9-3161 $12 x 1 1/4° FHsMs \___m
_E2-0357 TYPE AB (2
E2-0357 0 E2-0357 0 @
SEE NOTE #2 SEE NOTE §2
HM2516-W3 L E2-0376 HF2510-W1(2) x HM2516-W3 ~ N HF2510-W1(2)
1 /48 12% )?‘(I:' 1/4°-20 x 5/8° O 012" 0.C. ~ 1 | E2-0376 1/4°=20 x 5/8"
HWHMS T WHICS TPEF -\ | /420 x 1T HWHTCS TYPE F
. @ L HWHMS
" o a2 = - o 1
#14 X 2° FHSMS ﬁ #14 X 2° FHSMS
E9-3144 || = ::F.'Eo‘: 5 1/2" E9-3144 = it
BS54 C., 6 1/2 » E9-3144 1 16" 0.C., 6 1/2
FROM EACH END FROM EACH END
SEE NOTE §#1 = T _
- A
— SEE NOTE $1 —— M
<=ar T2 \SILICONE
% { o )] 8 15/16° . DoW 795
= | I I
. | E1-1088 Lo 1/16° 5 ‘
3 || E2-0084 /8" 'S
~ E2-0083
E2-0081 « |
~ E2-0062
\ ® N
E2-0085 >
®
~ N { - ‘III_EI <
N ) E9-0221 t
\ INE2=0601 - )
G stoow: / N J N E9—0501
3 N { N
E2-0051
E4
| 1 —
SECTION X ., I . 5 1/8”
5 1/8 o
. N
o " ) - E9-0220
~
g 6 15/16" ( = i ’/
«+
- » q
= ' i L b | SEE DETAIL OF DOOR AND
2 By . ( STOREFRONT IN THE
~ ¥ { 3 CORRESPONDING NOTICE OF
g ’ ° a ACCEPTANCE
s |
e { SILICONE ! o
DOW 985 N
( 2
E9—0608 m\ / | i lI
N
4
el 1 o ons PRODUCT RENEWED
( S H as complying with the Florida
| , | £2-0051 Building Code e
e 1008 Acc;ptgnce No 67-0321 (D
. . E2-0084 _ h o503 AN F0 x 1/2" E£9-0502 SECTION @ Expiration Date /Ay a0 2066
N - FHSMS TYPE AB
: ‘ | — Uy ' O by
{ === o F 1 Miamyifac
1] 1 . " % U | NOTE: Divi
] 1} IU\ 3 > = 1 1. 5/16" DIA. WEEP HOLE (2) PER HORIZ.
( ~JL _JL_> E£9-0611 " E9—0611 D.L.O. LOCATED ©1/3 D.L.O. FROM
) - Ay MULLIONS.
o x
B ' 3 ! 2. 5/16" DIA. WEEP HOLE (3) PER HORIZ. D.L.O.
T - } LOCATED @ 3" FROM EACH MULLION AND RESERVED FOR METRO-DADE USE ONLY
gl b gl \ AND AT CENTER OF EACH D.LO.. A AR
. ) | E1-3003—1 * PC 1208 _ E1-3003—1 \S(I)L&Ct;';g ‘ 5630 GWALTNEY DRIVE
ANCHOR = #gl‘g ng " | ANGHOR by I ATLANTA, GEORGIA 30338
SYSTEM SCALE
SECTION . SECTION . YHC 300 SINGLE GLAZING 1/2
' | DESCRIPTION
CHOR BOLTS
-g'& SHEETS 27 & 26 _QP&IHSSEII%LTZS7 & 28 —ﬂREFRONT & DOORETI_'_
- DRAWING NUMBER REV.
2 9/18 2 9/16" YHC-300-SSG-SS
APPROVED BY ]DRAWN BY DATE SHEET NO.
JIA RTB 6/24/02 | 10 oF 29

G:\SYSDWGS\ YHC300—SSG\DADE\SINGLE\SMALLMISSILE\YHC300s10sm.DWG



M

HF2510-W1(2)

1/4"-20 x 5/8°
HWHTCS TYPE F E l

—R_

HF2516-W1(2)

1/4'—16 x 1"
HWHTCS TYPE F

Y

SECTION ‘

/1 -
V] /(2 1/2° x 4 3/8" x 3/167)
’/
/]
%

m
; HF2516-W1(2)

1/4°-20 x 1°

] / HWHTCS TYPE F
"
1
11
1

\_E9-3119

]
11

N stosow

SECTION
CONNECTION “HORIZ.-VERT. W/REINF.”

PRODUCT RENEWED
as complying with the Florida
Building Code o

Acceptance No £7-0 527,

(5
ol

a0 2

Expiration Date ¢

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

Amerled
SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
INTERMEDIATE DETAILS
DRAVING NUMBER REV.
YHC-300~-SSG—-SS
APPROVED BY |DRAWN BY DATE SHEET NO.
JIA RTB 6/24/02 | 11 OF 29
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ANCHOR BOLTS

2 1/4" ,

6 3/4

SEE SHEETS 27 & 28

(WALL JAMB
WHEN OCCUR

1/2

et — -

A —

3 1/4"

A

HF2510-W1(2)
1/4°-20 x 5/8"
HWHTCS TYPE F

33

010
10 x 5/8" PHSMS
AB

2 Q [ \
m \_E1-3004-1

"F" ANCHOR

E9-3103

a3

ZF” ANCHOR

" A R
SECTION .

(1" MaX.

l 1/2" NOM.

\ES-~-3103

3

:

E1-3001

HF2510-W1(2)
1/4"-20 x 5/8"
HWHTCS TYPE F

HM5072 (1)

GR.5
\1/2'—13 % 4 1/2° HHMS
72208 e
WS 5000 (1)

1/2" SLw

WW 5000 (2)
1/2" FW

E1-1204
E3-0103

1/16*

" NOM.

(17 MAX

ANCHOR CLIP

SECTION
Q JAMB

T waxy

l 1/2° NOM.

3

ANCHOR BOLTS
2 1/4" 3" 2 1/4° ) SEE SHEETS 27 & 28
i
| 9 1/2° i EE
! N
l | N
EEE T ] —
1 1 1 i
= ( N T IT— \ A
I I “ .
Y : : l; S \_E1-3003-1
| | "T" ANCHOR
HF2510-w1(2) | . | H;'251 0-w1 (2}
1/4°~20 x 5/8° 1/4"-20 x 5/8"
|‘/|WHTCS "lePE/ F_\‘_ , : HWHTCS T’\"PE F
o
| |
1 | PC1010
! ] #10 x 5/8" PHSMS
| | TYPE AB
£1-3001 | J | J | E1-3001
|1 e 1] Y
AL .
o T
i ¥ [\e1-3006
.{ : r T A 0
= —T___ANCHOR
L \\E9-3119
1

WHEN REQUIRED: E1-0189
2 1/2°x4 3/8"x3/16

SECTION

2" NOM.
sy

m
HF2510-w1(2) . HF2510-wW1(2)
1/4"-20 x 5/8° I 1/4"-20 x 5/8"
HWHTCS TYPE F " HWHTCS TYPE F
[
» 3/16"
18 E70XX / E70XX
CaE ——
|
\ == | = |
; A —
| ( 3
|
|
_ ! PN X
4 -
[~ HM5072 (1) GR.5
|l 4 1/2°-13 x 4 1/2" HHMS
4
B | T \HM 5000 I51)
I 1/2°-13 HHMN
: WS 5000 (1) o
I , 1/2" siw
B | 4 7 WW 5000 (2)
|I 1/2° FW
|
|
| [
|
1 | _
|
| -
v
“ f
| E1-1204
WHEN REQUIRED: E1-0189 ll E3-0103
@ 172°% 3/5°%3716 /
/18 E9-3119 1/18
e = o
NC CcLIP

SECTION
@ MULL.

REV., DESCRIPTION BY

3.250"
0.189"

.
[
0.156" 2

"F” ANCHOR
DETAIL

3.000"

9.500"

0.281"

0.189"

3

"T” ANCHOR
DETAIL

PRODUCT RENEWED

as complying with the Florida
Building Code
Acceptance No 07-0525 ;57
Expirasion Date ; ¢ 2009

By
Miamy
Dividion

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
3630 GWALTNEY DRIVE
Ameried ATLANTA, GEORGIA 30336

SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
HEAD & ANCHOR DETAILS
DRAVING NUMBER REV.
YHC-300-SSG-S$S

APPROVED BY |DRAWN BY DATE
6/24/02

JIA RTB

SHEET NO.
12 OF 29
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E9—-3103

SECTION ( >

17 MAX,

'WALL JAMB )_\
WHEN OCCUR _
I HM 3800 (2)
3/8" = 16 HHMN
HM3864 (2) GRS
i 3/8°-18 x 4° HHMS .
H ”
L
I 3/8" SLw E1-3002-2
I T
L.} )
| ! | | —————e
L 1 N
) )
| l | 3
| o
I s
I
' | ! ANCHOR BOLTS
SEE SHEETS 27 & 28
» 3 2 1/4" |
(1" MAx.) 1
SECTION ( >
| £9-3103
|
£1-3006
(%%un I ! ! — A T
[ [ Y
| | \ _E1-3001
[ | HF2510-W1(2)
1/4"=20 x 5/8"
| | HWHTCS TYPE F
I L)
I | PC1010
| ] #10 x 5/8" PHSMS
I | | TYPE AB
l | I LR—
| | T a
U T
1 1
P 3
N Neswest 2
.
{1 Y
I
!
)1
I
I ANCHOR BOLTS
SEE SHEETS 27 & 28
+/2% NoMy 3 2 1/4° |
(17 Max.)

| ] ” !n ! “Q] !QB
WHEN REQUIRED: E1-018% | Q
2 1/2°x4 3/8'%x3/16 | | SECTION
1
™ | ( >
: F E9-3119
.
3 | l
| X
b e —
¢ —
HM_3800 (2]
E1-3002-1 3/8° - 1§
HM3864 (2) _ GRS .
_m'_‘ 3/8°-16 x 4" HHMS R .
- - »y "
_ném § | N
C T RS/
1 L —
\q~_‘
31/4" ;
.
| | N
ANCHOR BOLTS \mcuoa BOLTS
SEE SHEETS 27 & 28 SEE SHEETS 27 & 28
| 2 1/4" L 2 1/4" |
I 1
| ] nTn ANQI IQR
WHEN REQUIRED: E1-0189 I §
2 172°%4 3/8%3/167) | | SECTION
™ | ( )
: F E9-3119
.
3 | !
L _E E1-3006
‘__,= | | =_¥_“_ﬂ
Tl ||y
| M | E1-3001
HF2510-W1(2) | | HF2510-W1(2)
1/4"-20 x 5/8" 1/4"-20 x 5/8"
HWHTCS TYPE r\‘_ | | HMHTCS TYPE F
[l r T
o
| . I PC1010
| " | #10 x 5/8" PHSMS
| | TYPE AB
| | _RN—
~ [ | =t - .
| \. J —
17 M-
] [ ] ] L
Nz 38
= — z
£
S
ANCHOR BOLTS / ! | ANCHOR BOLTS
SEE SHEETS 27 & 28 SEE SHEETS 27 & 28
2 1/4" 3 2 1/4°

1.375"

0.1257

0.125"

2.730

0.188"

0.188"

3.250"

J” ANCHOR
DETAIL

PRODUCT RENEWED

as complying with the Florida
Building Code

Acceptance No ¢ [-0.524 /57
Expiration Date 4

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

Ancr!on‘

SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
SILL ANCHOR DETAILS
DRAVING NUMBER REV.
YHC-300-SSG~SS
APPROVED BY |DRAWN BY  |DATE SHEET NG,
JA RTB 6/24/02 | 13 OF 29
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REV, DESCRIPTION BY DATE

I ' ! | |
| ! I I I | |
! |
Bl | | Bl I I
I I | | | ! |
| | I | [ | I |
| ! == | £ | [ | I
I | L T _4( | | I |
: { i i | | |I : STEEL BY OTHERS
| I
| : i :
. ! | ‘
AR Il [ " | L | |
= ] | | I | 5072, (2) GRS I ;
v | I i | | | | AN IRy A | /I
I l i I | | I 1/2°-13 HHMN | L 8 g
WS 5000 I
! ' Ll | A i: | 4 N
G OF MULLON SPLCE JT.| | . WW 5000 (4]
— LA ) S | | I vz :\ [ )7
sucone seuna "1 L] : :
| ¢ OF PRESSURE PLATE ﬂ_k\“-{ || - : : | i |
P i V) Lo | I
U ® - QU - STEEL BY OTHERS
| | N \I\ FC1212 §12 x 3/4” | I ! I
| | / S — risus Tvre A8 | [ I |
1.1/2" 1.1/2" D | ol
Il Il G- Y+-—H—-
| ! /D) I | ! - 1|'+ " G OF FLOOR
U + + T
| g o cover spuce . [ RE:= iy s A & 1! | | I
- | [ |_Frosos f8-32 X 1/2" | i N
| | | s TveeF ' , /I | [ : }
I I + —
: : : :  é | I | E1-1205 [
o R x Lol ' |
g - : ﬁ\ : : = I I I RV | S
L | | o
i | | : n/fl'\\n | || i I I I ; L I
i I I | W | | b I | L7 | | E1-3005 4
| i L e <1 ¥
1 |
! ! : .Q—'-—-——-—--—:—I— —— - — ¢ OF FLOOR : : = : 4
@ I ! I W o \ |1 ¢ | [ |
f i t . .
W | | : T : i | - | | b : 1
I T3 —
Il | ﬂ’f?h | | Ll i I
Bl -/ Lol
L | N | L :
| | | | G OF MULLION SPLICE JT. | |
| I H l l - | —1/ el S
| Il H | 74 < ' A\ . sicone et -+ [ PRODUCT RENEWED
| 1| |1H 8072, @ i GR.S% \_ I 4 k\ _{ . as geglplying with the Florida
| i % w%rw_/ E1-1204 | , | ¢ or pressure puare ur] VAT 7 Building Code ) o~
| | : 1/:15_1:O;HT:) ! / /l F/U 4 T4 6 9 g-ccgpi;anceDNo o -0529 15
Y - - Expiratio 4 S
| | | e o -/ I NN T~ rorziz g1z« 3w *Qirstion Dute 124
| | W S000 () A 4 q/a ! % | | ~ ~— Pisus TIPE AD By
| | : e 4" ! ) : : 11/2° 11/2"° @/ 509 Miam
t Diviglo
| | ! | | | iviglon
I | il es———— - i
| | | : 1 G OF COVER SPLICE JT. ‘)) ))I
[ | | | | | : FFOBO0B $5-32 X 1/2° : RESERVED FOR METRO—DADE USE ONLY
FHTCS TYPE F
I It 1 | I Nee-sos* | | | | —3103% YKK AP AMERICA, INC.
| | ] | | I | | 5630 GWALTNEY DRIVE
! 5 1/47 |+ | 5 1/4" | N P ATLANTA, GEORGIA 30336
SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
SPLICE & WINDLOAD ANCHOR CLIP | EADLOA OR CLI DESCRIPTION
DETAIL SPLICE & ANCHOR CLIP DETAILS
DETAL DETAIL e Al
© JAMB YHC-300-SSG-SS
APPRIVED BY |DRAWN BY DATE SHEET NO.
JA RTB | 6/24/02 | 14 OF 29
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WHEN REQUIRED: E1-0189
(2 1/2°x4 3/8"x3/16")

E1-300!

&

EXTERIOR

1.1/2"

| ~~|._FFos08 #8-32 X 1/2°
I %| FHTCS TYPE F

STEEL BY OTHERS

2 1/2"
!
|
1
1
1
|

—— ~— § OF FLOOR

N
N\

N

~_E9-3119

DETAIL (::>
© MULL.

|
|
|
!
|
|
|
|
! V.
g B l N
Wz‘r’ﬂza(f)mg;'oﬁ% E1-1204 |
| 1/2°-13 Himin | |
oo e |
| & J
| |
| I
I |
| I
! |
! 5 1/4" |
PLI WINDL ANCHOR

REV. DESCRIPTION BY DATE

| P H |
| ({ I | wheN RequReD: E1-0189
| r) | (2 1/2°x4 3/8"%3/16")
| A |
e -z dV
| [
| |
| |
| !
| |
I |
| |
| e (E)W/ﬁ;oﬁi% | / /I
(I 1/2-13 HHMN | L7 Y o
| = WS 5000 (2) | 2
| /2 SLVI( )\ |
WW 5000 (4
| V) | y
| f
| |
| |
| ¥ |
I |
| i
| "l
R | ——--E--——)—— Yt - —2 — —— ¢ OF FLOOR
— | b
& l | I
I |
| + 1l
| E1-1205 |
x| I I
O | } N
E | 1.1/4 |
v I - |
A | o [ g1-3005 4
I e %
! Bt -/—r ¥
! /
| /
| 1
| N
M—R I
6/ | |
|
|
o
_@ i - —
3 /\l\ FC1212 §12 x 3/4
~ ~~—— FHSMS TYPE AB
11/2° 1.1/2" @ / so)
[ EP N .
I FFOB08 §8-32 X 1/2° !
! FHTCS TYPE F |
! ! £9-3119
| 5 1/4 |
SPLICE & DE AN P

DETAIL @
© MULL.

PRODUCT RENEWED

as complying with the Florida
Building Code | _ -
Accepiance No 0/-0529.15
Expiration Date Ay EIY ]

)

RESERVED FOR METRO—DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

Ameried
SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
SPLICE & ANCHOR CLIP DETAILS
DRAVING NUMBER REV.

YHC-300-SSG-SS
APPROVED BY |DRAWN BY DATE
Jia RTB 6/24/02

SHEET NO.
15 OF 29
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REV, DESCRIPTION BY DATE

. FC1212 §12 x 3/4"
Fﬁ;esz §12 :83/4 FHSMS TYPE AB
/_ (2 / SIE) /— @ 7 sig)
y 1
£9~-3119
E1-3005 k3 1=
O N
0 o

Es-3103% y \
/— o808 f6-32 X 1 %\
FFOB08 §8-32 X 1/2° N
FHICS TYPE F 037 E2-0176
SILICONE )
DOW 995 T\
i bt o N
SILICONE /
DOW 795
1/2" 3/4" §
1/2" NOM. ‘ 3 | 3"
G | EXTERIOR
STEEL BY OTHERS STEEL BY OTHERS 316" STEEL BY OTHERS 3/16"
SECTION < ) 3/16° 1 700 S SECTION ( )
O JAMB © MULL.
V7_ e 7. /7| 7 ST
A4 ol / 2L
( HM5072 (2. - ;%5,07_2!121 /
/171-7#_ - T3 x 4 1/2°
Hos GRS | /2 ‘s GRS
=\
H 5000 (2) E1-1204: WL 51-1204(2):' W/L KM 5000 (2) )
= N : : /-vﬁn-nnu
= —
‘_ - -
Ju—
1 L e 5000 (@) ; ws 5000 (2)
oo @ ° PRODUCT RENEWED
~ WW 5000 (4) as complying with the Florida
7T 11 N VI Building Code
£3-0103 E3-0103 Acceptonce Nop7-p5 29, 15
Expiration Date ¢t 30 2008
E9—3103 ¥
/ By
E2-0176 Mizmy
SILICONE Divigion
DOW 985 T\
95#“7"35/ RESERVED FOR METRO-DADE USE ONLY
. . 3 YKK AP AMERICA, INC.
E2-0368 1/2 34 3| 5630 GWALTNEY DRIVE
- e ATLANTA, GEORGIA 30338
- » SYSTEM SCALE
12" Nou. 3 YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
LTER'!O_R SPLICE & ANCHOR CLIP DETAILS
SECTION SECTION e v =
© JAMB © MULL. YHC-300-SS6-SS
APPROVED BY |DRAWN BY DATE SHEET NO.
JA RTB 6/24/02 | 16 OF 29
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REV, DESCRIPTION BY | DATE

STEEL BY OTHERS STEEL BY OTHERS

E9-3103*

AN

| ¥ 13/.\ E70XX
y N

EXTERIOR

@

HM5072 (2) GR5 _
1/2°=13 x 4 1/2" HHMS o
HM 5000 (2) ’ .
1/2'—13HHMN_/ e —— % — - — & oF FLOOR 9 g—-——-————-——__—-—;—__ L ?.OFFLOOR
WW 5000 (4)_A E:.I W o«
1/2° FW -
>
[

|
/;

11/4 NE1—1205 g N
HM5072 (2) . GR5 \_~
1/2-13 %" 4 1/20 s E1-1204

N
N\

. /
; /l 1/2°-13 HHMN =/
, by AL
4 f o 01 v 2
p
5 1/4" " 5 1/4" 1"
DEADLOAD ANCHOR CLIP WINDLOA R CLIP PRODUCT RENEWED

DETAIL DETAIL as complying with the Florida
© JAMB @ Building Code ~ —
© JAMB Acceptance No £ 7 ~05729 (4

Expiration Date v%

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
Amoried ATLANTA, GEORGIA 30336

SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
MID—ANCHOR CLIP DETAILS
DRAVING NUMBER REV.
YHC-300-SSG-SS
APPROVED BY [DRAWN BY  |DATE SHEET NG
JA RTB 6/24/02 |17 OF 29
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EXTERIOR

62
| \l9/ |
_—— STEEL BY OTHERS
L STEEL BY OTHERS
Y J 3
; 3/15° : é ;
1% eroxx 3/16°
% /I N AR [
“ 72
2
S
HMS5072 (2) RS5 _J
1/2°=13 x 4 1/2° HHMS g
HM 5000 (2) N h—dt k
1/2°-13 HHMN S+ - —¥4 — W ——— & OF FLOOR o S - - - - ¢ oF FLOOR
o~ L b ~
WW 5000 (4 0|
1/2° FW ) ;
WS 5000 (2) _/ L 1
1/2° Sl m\
+ H w 'H'/—
114 K E1-1205 g N
4 11| 1Ry iR R
. & -
: ; /I N 17213 HHN —] ; .
N ¥s 5000 2) A 3
v | . 1/2° SIW . -
/ | b ) W¥ 5000 (4) V. =
1/2° FW 1.1/4°
.
H L PRODUCT RENEWED
as complying with the Flori
e e s e e
— MID—ANCHOR ceeptance No £7-6924
REINFORCEMENT irati “—2—’-—-
o8 REINFORCEMENT Expiration Date ; 20 2rpW
[
By
Mi
Divigion
N,
] ]
macga T::;::z X 1/2 FFO808 §8-32 X 1/2° !
! — FHTCS TYPE F ]
| E9-3119 ( I E9-3119 RESERVED FOR METRO-DADE USE ONLY
1

|
I 5 1/4 | " YKK AP AMERICA, INC.
5 1/4
! Vi 4—! ‘ 5630 GWALTNEY DRIVE
Amoried ATLANTA, GEORGIA 30336

SYSTEM SCALE
EADLOAD_ANCHOR CLIP WINDLOAD CHO P YHC 300 SINGLE GLAZING 1/2
DETAIL . DESCRIPTIIN
© MULL Q MID—ANCHOR DETAILS
. @ MULL. DRAWING NUMBER REV.
YHC-300—-SSG-SS
APPROVED BY |DRAWN BY DATE SHEET NO.
JA RTB 6/24/02 | 18 OF 29
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STEEL BY OTHERS

SILICONE _/

DOwW 795

AL

1/2° _NOM.
1 .

3/16/.1 E70XX
N
Vf— /7 7 /7|
/L Y4
4 HM5072 (2 \ :[
—13x 4 1/2"
HHMS GRS
N\ E1-1204 (0 W/L)
HM 5000 (2) OR E1-1205 (@ D/L
= N
> .
i WS 5000 (2) 'g
(2]
WW 5000 (4)
E3-0103
E9-3103*
—0376
EXTERIOR

SECTION ‘

STEEL BY OTHERS

REV. DESCRIPTIIN BY DATE

STEEL BY OTHERS

1% groxx 318 croxx
N N
7 /7 — /7|
yo4 7 /2
7
( .
w\ Ty, 1/2° \ -
HHMS GRS

ﬁ
£9-3119

-
E1-3007

FFO808 §8-32 X 1/2"
FHTCS TYPE F N

SILICONE
DOW 995

1)

. —

E3-0103

£2-0176

E1-1204 (0 W/L)
OR E1-1205 (0 D/L)

5 1/4°

1/2"

3/4"

11/18"

SECTION ‘

PRODUCT RENEWED

as complying with the Florida
Building Code

Accepiance No07- 8539 . (5

Expiration Date 77 9

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

Ameried
SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIP

TIN
MID—ANCHOR CLIP DETAIL
DRAWING NUMBER REV.
YHC-300-SSG-SS
APPROVED BY |DRAWN BY  |DATE SHEET NG
JA RTB 6/24/02 | 19 OF 29
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WHEN REQUIRED: E1-0175

(2 1/27%4 1/2°X3/16%)

[RRARNY
ALY

-

1/2" NOM.)

E9-3119
FC 145
F14 x 3 1/27 FHSNS
TYPE AB
. -
N
} |
(—._l—— —_ 2
N
] H :
E1-3001 B -
HF2510-W1(2) -
1/4"=20 x 5/8°
HMHTCS TYPE F 1
| I S——
——————
PC1010 -
#$10 x 5/8" PHSMS
TYPE AB ™ e ——
- 1
.
N 2
L ")
T T -1
) 1 ] J
| \_—
| 1 E1-3003-1 %
’ "I ANCHOR —
| ! \
ANCHOR BOLTS
SEE SHEETS 27 & 28
2 1/4
d

[

|
1% 11
\_

2°

WHEN REQUIRED: £1-0175
2 1/2°X4 1/2°X3/16

REV, DESCRIPTION BY DATE

2 1/2"

1L5/8

1/4°

E9-3119
(
|
|
1
I
II L E1-
| 1 i d
= — |
— [ ] 1 T
|
o H 1 |
: | I \_E1-3001
I || : HF2510-W1(2)
| ] I 1/4"=20 x 5/8°
! 1! HMHTCS TYPE F
— |l "
11
: _| | PC1010
| ! $10 x 5/8" PHSMS
: | TYPE AB
{ - |
|
!
_ ]
ERRREER 1 : 3
| =
__/ ' .
’ | Q
)
|
‘ 2 1/4°
SECTION ( >
© STOREFRONT
PRODUCT RENEWED
as complying with the Florida
Building Code

Aceeptanice No €7-0539 (5~
Expiration Date 20 2068

By
Miamy! Dade Product Conf
Divigion

RESERVED FOR METRO-DADE USE ONLY

SEE DETAIL OF DOOR AND
STOREFRONT IN THE
CORRESPONDING NOTICE OF
ACCEPTANCE

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE

Ameried

SYSTEM SCALE

ATLANTA, GEORGIA 30338

YHC 300 SINGLE GLAZING 1/2

DESCRIPTION

DRAWING NUMBER REV.
YHC-300-SSG-SS
APPROVED BY JDRAWN BY DATE SHEET NO.
JIA RTB 6/24/02 | 20 OF 29
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SECTION < >

(0-0\

3*

RAWL STUD.
(4" MIN. EMBED, 4" MIN. EDGE DIST.).

| W

FC 1418 (3) FC 1416 (3)

14 x 1 $14 x 1°

FHSMS TYPE AB / FHSMS TYPE AB

E1-3017 3 £1-3016
HF2510-W1(2) HF2510-W1(2)
1/4°-20 x 5{5 | | 1/4"-20 x 5/8°
fwHTCS TYP FX | /_ HWHTCS TYPE F
15 1Y | |amE
T o "
PC 1208 (2) 3 7 PC 1208 (2
#$12 x 1/2° PHSMS = [ - | — 12 x 1/§')Pnsus
TYPE AB TYPE AB ¥
| N
f I3 U £ | b I T
] | ] AN
" l' $
| \ IF ANCHORING TO CONCRETE USE:
1/2" x5" POWERS
IF ANCHORING TO STEEL USE:
1/2" GR. 5 BOLT.
| 2 1/4° 3 2 1/4 |
1

ES-3149
=N

SILICONE

DOW

e

995

4.7/18"

REV, DESCRIPTION BY DATE

SECTION ( >

FC 1212 (3)
12 x 3/4°
ISMS E AB

AN
E2-0176 NI T
S IS /, .
\\ % AN . 4
| !
SILICON )
DOW 79§ﬂ\ 0 : ’/ // o
N —Z
, & T, Va -
B —
g
1 S
> PRODUCT RENEWED
. as complying with the Florida
WP r As e Building Code )
Accepiance No 7 - 0§29..45
;::2-;1233/4' Expiration Date / oG0S
PHSMS EXTERIOR
TYPE. AB By
018" 0.C. i

3" FROM EACH END.

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

Amerled

SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2

DESCRIPTION

90" CORNER—ANCHOR CLIP DETAIL
DRAVING NUMBER REV.

YHC—-300—-SSG-SS

APPROVED BY |DRAWN BY DATE SHEET NO.

JA RTB 6/24/02 | 21 OF 29
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|
I'| wHen reauiep: £1-0187

E1-3005
P At L lvd

I

L

: | . | |4 0R E1-0192 STEEL RENFORCEMENT
| ¥

= iy

© 90° COR. MULL.

DETAIL ( :: )

_@__ _ M 1L
N U — STEEL BY OTHERS
- FC1212 #12 x 3/4"
~ [~— MS TYPE AB
(2 / sioE)
o
= by — — —- ——— 7 Iw% E70XX
5 |_\FFOBOB f8-32 x 1/2" | [ /| N
— FHTCS TYPE F % 7
x| | [ 7
L | | V7
| [
| |
| i
| |
I — ||
| |1
| |
I ] . |1
™~
| >————————|—|-———-—— — - —— ¢ OF FLOOR
o] ~ | |
l T s
| ||
| |1
| — !
| ||
I ||
[ ||
o | | a
' \
1 /grq 8072 g))&ck.s'/ \ S
1703 % 41 go 55 N\ E1-0150 4
1/2°=13 HHMN | /
| )
WS 5000 (2)
1/2" SLW |
WW 5000 (4) | (A
1/2° FW |
' |
' |
| |
' |
| |
| ) E9-3119
SPLICE & WINDLOAD ANCHOR CLIP

| i
| : WHEN REQUIRED: E1-0187

|

I

| | |_170R E1-0192 STEEL REINFORCEMENT
|

L !

REV. DESCRIPTION BY DATE

STEEL BY OTHERS

|
I L
| O s )
: Y] %25;1,3 HHMN , /i 4 16<[l E70XX
L)
o | © 1/2° S(szz 4
“REARt AL
= | / I V7
[
- I l
L, -
! |
| |
| |
| o) !
= e ——- — % ¢ OF FLOOR
| o | 4
I I |
| |
| |
le1-o191] l
I
}
|
|
|

E1-3005

N

| DE.
@ 90" C MU

FC1212 §12 x 3/4°
[~~—— FHSMS TYPE AB
(2 / SIDE)

£9-311

ANCHOR

PRODUCT RENEWED
as complying with the Florida
Buiiding Code

Acceptance No £ Z} ~£824 ;5
Expiration Date /7] L LLCE

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5830 GWALTNEY DRIVE
ATLANTA, GEORGIA 30336

A-ur!od‘

SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
SPLICE & ANCHOR CLIP © 90° COR.
DRAVING NUMBER REV.

YHC—300-SSG-SS

APPROVED BY |DRAWN BY DATE SHEET NO.
JA RTB 6/24/02 | 22 OF 29
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REV. DESCRIPTION By DATE
I Il t I I
¥ I ¥ I
: I /H/M REINFORGEMENT : | /H/’ REREOR EMeNT
|J_ ________ 1 |J- ________ |
' - : :
| |
: : ] S : : ,
24
| | A4 | |
| |
I i ! !
| | I ! I
I I H I |
| | : |
: : STEEL BY OTHERS | : STEEL BY OTHERS
| I ' |
! I E I | L
[ [ ' |
I I l | .
| HMS072 (2) GR. ; I | AR
Vi By 42)/2" Hhws )
o] | 1 /2!‘ i o e I | 7,
- A /| _E70XX | I |/
(] I ws 500b (2) 2R O | % |
@ | WW1/z s(u:) @x | I /A
[ l A L I
= VI P — !
| I ' |
[ N ! _
Ei-o1:1 ~ | | |
( |
: | | | |
I I
| 1 Mo, ||
: ——@—S :——-———-—— — ¥—-——-————1— ¢ OF FLOOR : S_____.____|._:______ - —————-—— — ¢ OF FLOOR
~ 0 o |
| I ' |
I I | |
| N l —
) I | B
[ I l )
| ! (e ! |
: [ } |
I i A\
| | _ HM5072 g&cms/ \l\
| | d 1/2°-13 % w/ il j NEL=01%0 d
I I ; /I 1/2"=13 HHMN | ; /I
. | . PRODZUCT RENEWED
v L :'72-?05?_?” @ i % E as complying with the Florida
WW 5000 (4) Buiiding Cods .
1/2° FW Acceptance No'7 -4529 15
II Expivation Date Y4 o ZL 708
| By
I Miaini,
| | Divigion
: E9-3119
E9-3119 [ [
I |
| I RESERVED FOR METRO—-DADE USE ONLY
! | YKK AP AMERICA, INC.
FT __________ I 'T _________ I 5630 GWALTNEY DRIVE
I |1 ¥ I _— ATLANTA, GEORGIA 30336
I X [ N STSTEN st
DEAD D_ANCHOR C W ANCHOR CLIP YHC 300 SINGLE GLAZING 1/2
® 90° C M * DESCRIPTION
MID—ANCHOR DETAILS © 90" COR.
DRAWING NUMBER REV.
DETAIL . DETAIL ‘ YHC-300-SSG-SS
APPRIVED BY |DRAWN BY DATE SHEET NO.
JA RTB 6/24/02 | 23 OF 29
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REV. DESCRIPTION B DATE
| %, : |
. 42 \\ |
| 1 13/16" , o )
| ')’%?. ) \’\o,o 1 |
| ' J . |
4 y
| L/ ;: / p . l L/
g —~03
V7, o
| I Y N S 2 %%1; 2 | 2
. | » ’ \/ S |
I 3 | |
o 3/16" | A 0 E9—3149 . A ¥ % e
/A SILICONE /A N
| ;/ [ 11/16" > 995 SECTION | ;/ |
| .
| | _ o I~ | '
| ) | )
. / ,] v ’ £2-0176 . / ,]
I vl — ; 7|
% ‘ D
: W.P r & :
: ] EXTERIOR |
| : I 3 15/18" D.LO. . |
. | |
Ve j]i E70XX /;]1
v/ vV /
2 V|
%\ E9-3119
/\ ' x
4 \\
113/16” &, 4
— Ny
I £9-31 . / A o,""
. $ % PRCDUCT RENEWED
1 / 4 _ ‘49% f’)‘, % 4?")‘: a5 complying with the Florida
Fi2X1—1/4" . < o Building Code
TYPE AB /) . st TYPE AB e Acceptance No &7 -f}
018" 0.C. . /2 % Zs, 018" 0.C. % e Expiration Date
L . FROM EACH mn/ . \% [ FROM EACH END \%b
v S 2 v Y & By
] /. ‘ % B 4 Mi
\\/ E9—3149 " Divisjon
0 < 0
H P ~r% E9-3148 "%
& @
117161, 6 SILICONE
. ' S RS . ’ A
v 4 RESERVED FOR METRO-DADE USE ONLY
e (N /
3 k YKK AP AMERICA, INC.
% = = —— % = $630 GWALTNEY DRIVE
. ATLANTA, GEORGIA 30336
, SYSTEM SCALE
- 4 lEz-ons v . YHC 300 SINGLE GLAZING 1/2
DESCRIPTION
*é/ " SECTION ~@/ - SECTION MID ANCHOR © 90° CORNER
WP, S EXTERIOR wp, EXTERIOR S S =
YHC-300-SSG—SS
! 3 15/16" D.LO. ! 3 15/167 D.L.O. | APPROVED BY |DRAWN BY  |DATE SHEET NO.
JA RTB 6/24/02 | 24 OF 29
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MATERIAL LIST PART LIST
DESCRIPTION SHAPE #| MATERIAL | BASIC DIMENSIONS REMARK REV DESCRIPTION PART # MATERIAL BASIC DIMENSIONS [COLOR REMARK REV
VERT. JAMB E9S-3103 6063-T5 3"x51/4" EXT. GASKET 3/16" F.C. E2-0366 EPDM SC BLACK |EXTERIOR FOR 9/16" GLASS
OPEN SIDE HORIZ. E9-3105 6063-T5 3"x51/4" FOR SILL & HEAD SPACER GASKET E2-0176 EPDM SC BLACK [INTERIOR @ MULLION
HORIZONTAL E9S-3106 6063-T5 3"x51/4" INTERIOR GASKET E2-0376 EPDM BLACK [INTERIOR @ HORIZ., JAMBS
VERT. MULLION E9S-3119 6063-T5 3"x51/4" END DAM BLOCK E2-0358 E.V.A. SPONGE GREY |AT HORIZ. END INTO JAMB
TYP. PRESS. PLATE AS-3140 6063-T5 2 1/2" x 5/8" FOR HORIZ. ISOLATOR TAPE E2-0356 PVC SPONGE BLACK |FOR PERIMETER PRESSURE PLATE
PERIM. PRESS. PL. AS-3144 6063-T5 23/4"x11/4" FOR JAMB, HEAD & SILL SETTING BLOCK E2-0357 EPDM BLACK |2/LITE
CORNER ADAPTOR E9S-3149 6063-T5 FOR 90° CORNER JOINT PLUG E2-0370 EPDM SC BLACK [@ EA. HORIZ. END @ MULL'S
SNAP COVER E9-3161 6063-T5 3"x 11/16" FOR VERT. & HORIZ. MULL. JT. PLUG (90° COR) E2-0372 E.V.A. SPONGE GREY |@ HORIZ. END @ 90° COR.
2 PIECE FLUSH FILLER E9-3162 6063-T5 4 7/8" x 5/16" FOR OPEN SIDE HORIZ. SLIP PAD E3-0103 NYLON WHITE |FOR STEEL ANCHORS
MULL. EXTENDER E9-3165 6063-T5 3"x23/16" FOR 90° CORNER
SNAP BASE ES-1280 6063-T5 FOR 90° CORNER
POST ADAPTER 1/4" E9-3150 6063-T5 11/4" x 1/3/4" FOR DOOR FH SMS (F) FF-0808 ST. ZINC PLATED #8 x 1/2" TO LOCATE E1-3007
FH SMS (AB) FC-1016 ST. ZINC PLATED #10x 1" FOR E9-3141 ADAPTOR
PART LIST FH SMS (AB) FC-1212 | ST.ZINC PLATED #12 x 3/4" FOR SPLICE SLEEVE
DESCRIPTION PART # IMATERIAL BASIC DIMENSIONS REMARK FH SMS (AB) FC-1220 ST. ZINC PLATED #12 x 1 1/4" FOR HORIZONTAL/SHEAR CLIP
SHEAR CLIP E1-3001 6063-T5 41/2" HORIZ. TO VERT. CONNECTION FH SMS (AB) FC-1410 ST. ZINC PLATED #14 x 5/8" FOR MULLION END CAP
ANCHOR / SHEAR CLIP E1-3002 6063-T5 41/2" SILL TO VERT. CONNECTION PH SMS (AB) PC-1010 ST. ZINC PLATED #10 x 5/8" FOR ANCHOR SLEEVE
"T" ANCHOR E1-3003 6061-T6 4" TOP ANCHOR (FROM E9-3194) HWH TCS (F) HF2510-W1| ST. ZINC PLATED 1/4" - 20 x 5/8" FOR SHEAR CLIP
"F" ANCHOR E1-3004 6063-T5 4" TOP JAMB ANCHOR (FROM E9-3598) HWH TCS (F) HF2516-W1| ST. ZINC PLATED 1/4" -20 x 1" FOR SHEAR CLIP & STEEL REINF.
SPLICE SLEEVE E1-3005 6063-T5 6" FOR MULTI-SPAN APPLICATION HH MS HM-2516-W3| ST. ZINC PLATED 1/4"-20x 1" FOR PRESSURE PLATE
ANCHOR SLEEVE E1-3006 | 6063-T5 3" USE WITH 'T' & 'F' ANCHORS BOLT HM-3864 | ST.ZINC PLATED 3/8"- 16 x 4" FOR "J" ANCHOR MULLION
REINF. SLEEVE E1-3007 6063-T5 29" AT MID-SPAN ANCHOR IN TWIN SPANS BOLT HM-3816 STEEL GR. 5 3/8"-16x 1" FOR "J"ANCHOR JAMB
SPLICE SLEEVE E1-3009 {| 6063-T5 2" FOR MULTI-SPAN APPLICATION NUT 3/8" HM-3800 STEEL GR. 5 3/8" - 16 FOR "J' ANCHOR MULL. & JAMB
END PLATE E1-3011 | ALUM. SHT. FOR VERT. MULLION SINGLE GL. WASHER 3/8" WW-3800 | ST.ZINC PLATED 3/8" FOR "J" ANCHOR MULL. & JAMB
LOCK-WASHER 3/8" WS-3800 | ST.ZINC PLATED 3/8" FOR "J" ANCHOR MULL. & JAMB
SHEAR ANGLE E1-3016 6063-T5 11/2"x11/2" x7 13/16" |MITERED FOR 90° CORNER NUT 1/2" HM-5000 | ST. ZINC PLATED 1/2"x 13 FOR INTERMEDIATE ANCHORS
SHEAR ANGLE E1-3017 6063-T5 11/2"x11/2"x7 13/16" |MITERED FOR 90° CORNER WASHER 1/2" WN-5000 | ST.ZINC PLATED 1/2" FOR INTERMEDIATE ANCHORS
MULLION END ANCHOR E1-3018 | ASSEMBLY 7 3/4" x 9 3/16" FOR 90° CORNER LOCK-WASHER 1/2" WS-5000 | ST. ZINC PLATED 12" FOR INTERMEDIATE ANCHORS
BOLT HM-5072 STEEL GR. 5 12" x 13 x4 1/2" FOR INTERMEDIATE ANCHORS
STEEL REINF. (CHANNEL) E1-0189 | STEEL A36 2 1/2" x 4 3/8" x 3/16" FOR INTERMEDIATE VERT.
STEEL REINF. (TUBE) E1-0187 | STEEL A36 2" x 4" x 3/16" FOR 90° CORNER -SINGLE SPAN- STEEL ANGLE E1-1204 STEEL A36 4" x 4" x 1/4" x 5" LG. WINDLOAD ANCHOR
STL. REINF. (COMB. TUBE/CH.) | E1-0192 | STEEL A36 | 2" x 4" x 3/16" + CHANNEL |FOR 90° CORNER -TWIN SPAN- STEEL ANGLE E1-1205 STEEL A36 4"x4"x 1/4" x 4" LG. DEADLOAD ANCHOR
FORMED ST. ANGLE E1-0190 STEEL A36 6 1/2"x4" x 1/4" x 5" LG. W/L ANCHOR @ 90° COR.
FORMED ST. ANGLE E1-0191 STEEL A36 6 1/2"x 4" x 1/4" x 4" LG. D/L ANCHOR @ 90° COR.
RAWL-STUD ANCHOR 1/2" x5 1/2" FOR INTERMEDIATE
DEPTH 6 15/16" &7 1/2" SYSTEM YHC 300 SSG RAWL-BOLT ANCHOR 3/8" x 4" FOR JAMB
DESCRIPTION HURRICANE CURTAINWALL
DOW 795 SILICONE FOR PERIMETER CAULKING
FINISH PAINTED OR ANODIZED DOW 995 SILICONE FOR STRUCTURAL CAULKING
BILL OF MATERIALS e
HARDWARE N/A REV DESCRIPTION BY DATE
T RENEWED
FOR SINGLE GLAZING s connlying with the Florida
Building Code o
Acceptance No £ /205242
Expiration Date ;
By
GLAZING SEE ELEVATION SHEET LOOSE PART Miam NO. YHC-300-SSG-SS |
SELECTION PART Divi CKD BY BY DATE SHEET NO.
OPTION PART Y: COLOR INDICATED JIA RTB 6/24/2002 25 of 29
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REV. DESCRIPTION By DATE
YHC 300 SSG SINGLE SPAN
” ”
MAXIMUM MULLION SPAN "L” (Ft) SCHEDULE FOR A GIVEN MULLION
9 ” ” 9
LA i b2 | SPACING "b” (Ft) AND A GIVEN DESIGN WIND LOAD "W” (psf)
il I
i i CASE 1 : SINGLE SPAN WITH UNREINFORCED MULLION. (SEE DETAIL 2/4)
“ ” CASE 2 : SINGLE SPAN WITH REINFORCED MULLION FULL HEIGHT. (SEE DETAIL 3/4) (LENGTH OF E1-0189 = L—6 1/2")
” Il CASE 3 : TWIN SPANS WITH REINFORCED MULLION AT INTERMEDIATE SUPPORT ONLY. (SEE DETAIL 54 & 54A/18 + SECT QQ/19) (LENGTH OF E1-3007 = 29”)
I
I I
Il il
i T
Il I MAXIMUM CASE 1|CASE 2|CASE 3 MAXIMUM CASE 1|CASE 2|cASE 3
DESIGN " DESIGN b
’I;OWAB ”L" "L" ”L" !;%A’? ”L” ”L” ”L”
3-0" | 11'-6" | 14'=0" | 14'=0" 3-0" | 10'-4" | 14—0" | 14'-0"
b= b_1_+2_b_2_ 3-6" | 11'=1" | 14'=0" | 14—0" 3-6" | 9=7" [ 13-9" [ 13-7
4'-0" | 10°-4" | 14'-0" | 14-0" 4-0" | 9’0" | 13-2" | 13'-0"
+60.0 4-6" | 9'=10" | 13°-11"| 13'-9" +80.0 4'-6" | g'-6" 12-5" | 12'-5*
5'-0" | 9'-3" 13'-5" | 13'-3" 5'-0" | 7-7" 11°=3" | 11°-3"
YHC 300 SSG TWIN SPAN 5'-6" | 8'-10" | 13'-0" | 12'-10" 5-6" | 6'-11" [ 10'~3" | 10’-2"
6'-0" | 8'-6" | 12'-5" | 12'-5" 6'—0" | 6'-4" | 9'-4" | 9'—4"
3-0" | 11’-5" | 140" | 14'-0" 3'-0" | 10'-1" | 140" | 14'-0"
o1 o2 3-6" | 100-8" | 14'—0" | 14'-0" 3-6" | 9°—4" 13'—6" | 13'—4"
| | 4'-0" [ 10'-0" | 14'-0" | 13'-11” 4-0" | g'-9" | 12'-10"[ 12’-9”
l | +650 | 4-6" [ 95" | 13-6" | 135" 850 | 4-6" | g=0" | 11=9" [ 11'-9"
F o 50" | g=11" | 13=1" | 12’=11" 5'-0" | 7-2" 100-7" | 10'-7"
'! I 5-6" | 8'-6" | 12'~6" | 12’—6" 5-6" | e'-6" | 9'-7" | 9'-7"
L "
I [ 6-0" | 7-10" | 11=6" | 11'-6" 6-0" | ~0" | 8=9" | &'—9"
” ” 3-0" | 11'=1" | 140" | 140" 3-0" | o=9~ | 13-11"| 13-9"
i I 3-6" | 11°=3" | 14'~0" | 14'-0" 3-8" | 9°—1" 13=-3" | 13'-1"
Il I 4'~0" | 9°'—=7" 13'=9" | 13'-7" 4-0" | 8'-6" 12'-6" | 12’-6"
i Il 76" o - " n "y - " an - PRODUCT RENEWED
4 ! +70.0 6 9'-0 13-3" | 13'-1 +90.0 4'-6 7'-6 11°=1" | 11'=1 25 complying with the Florida
Il I 5-0" | g-7" | 12’-8" | 12°-7" 5-0" | &'-9” { 10'-0" | 10'-0" Building Code 9.8
_ — - o . in an A e on an T Acceptance No ;{0929 13
“ ii 5'-6 7-11" | 11'-8" | 11'-8 5-6 6'-2 9’1 9’1 Expiration Date gl4y 30 2008
i i 6'-0" | 7-3" | 10'-8" | 10’-8" 6-0" | 5’-8" | 8'-3" | 8'-3" B
H] ” ” 1] ”» r L] y
I I 3'-0 10'-9" | 140" | 14’0 Miami
” ” 3-6" | 9=11" | 14°=0" | 13'-11" Diviglon
[ Il 4-0" | 9-3" | 13-5" [ 13-3"
Il I +75.0 4-6" | g'=9" | 12’-10"| 12'-9"
” ” 3 - " N RESERVED FOR METRO-DADE USE ONLY
o i 5'-0 8'-1 12°-0" | 12'-0"
L] 1] " - " YKK AP AMERICA, INC.
N I 5-6 7'-5 10'-10"| 10'-10" 5830 GWALTNEY DRIVE
H H 6'—0" 6 —9" 10'-0" 10'-0" Ameried ATLANTA, GEORGIA 30336
SYSTEM SCALE
YHC 300 SINGLE GLAZING NONE
DESCRIPTION
MULLION CHART
b= bl + b2 DRAWING NUMBER REV.
2 YHC-300-SSG-SS
APPROVED BY {DRAWN BY DATE SHEET NOL
JA JIA 6/24/02 | 26 of 29
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YHC 300 SSG SINGLE SPAN

CONDITION #1, OR #2
CONDITION #3, OR #4

bl _. b2

I A
NN %

<

/C\C;;)ITION #3, #4, #7 OR #8

CONDITION #1

(2) ANCHOR BOLTS "B”

NOTES:

ANCHORING INTO CONCRETE
ASSUMING THE FOLLOWING:

1. CONCRETE TO BE 3000 PSI MIN.
2. EDGE DISTANCE AS SHOWN MIN.
3. SIZES AND EMBEDMENT AS LISTED

VED ANCH BOL :
NOTE: ALL ANCHORS LISTED BELOW, WHEN
USED IN THE CONDITIONS SHOWN HEREIN,
MEET THE CAPACITY OF THE SYSTEM AS
DETERMINED IN SHEET 286.

A)_3%"POWER—BOLTS,
WITH 2%” EMBEDMENT INTO CONCRETE.

B)_3"POWER-BOLTS.
WITH 3%" EMBEDMENT INTO CONCRETE.

C)_#%" POWER—BOLTS.
WITH 3" EMBEDMENT INTO CONCRETE.

D)_%" POWER-BOLT:
WITH 4" EMBEDMENT INTO CONCRETE.

E) %" _BOLT GR. 5 STEEL,
W/ NUT & WASHERS INTO STEEL STRUCTURES.

F) %" BOLT GR. 5 STEEL,
W/ NUT & WASHERS INTO STEEL STRUCTURES.

REV, DESCRIPTION BY DATE

CONDITION #8

1/2" MAX. \_

"J” ANCHOR
@ MULLION

\

1/4" MIN.

STEEL
BY OTHERS

Z. Z.
T
f T

(2) ANCHOR BOLTS "F" @7 1/2" 0.C.

CONDITION #7

1/2" MAX. L

"J” ANCHOR
@ MULLION

AV SN

(2) ANCHOR BOLTS "D"” @7 1/2" 0.C.

CONDITION #6

"J” ANCHOR
@ JAMB.

2 5/8” MIN. | 3
' l
" N 1. 3
~a A el S é .
e | R | | 2 2
) i 'I.. R L A."'.' _4‘ _: t(ﬂ o + + =
] | T
> <
>
é 1] L
= m— H y/4
5 " -[
) I.___—»|3 3/8" X PRODUCT RENEWED
L_ y _/ as complying with the Florida
"F" STEEL Building Code -
g J*A\\TA%HOR l BY OTHERS (2) ANCHOR BOLTS "E” Acceptence No 670529 1
. Expisation Date / I 28
CONDITION #2 CONDITION #3| CONDITION #4| (2) ANCHOR BOLTS "F" @7 1/2" 0.C.| CONDITION #5| By
z ry” » z Midhifade Product
(2) ANCHOR BOLTS "E” = (2) ANCHOR BOLTS "D" @7 1/2" O.C. s Divisf
o ks o e | g
H S ®
N [ N 4" MIN. S | , N| ® JAMB.
(L i Cean ‘\l Do E é
Z . Z e e L Ca e — — < RESERVED FOR METRO-DADE USE ONLY
= 4 : e I“ - - T e - F =) N — + + YKK AP AMERICA, INC.
¥ = ¢ i - g 5630 GWALTNEY DRIVE
) : i ' : : ) : E - N ATLANTA, GEORGIA 30336
2 | i = i | 3 | | SYSTEN SCALE
= =g i = 11 ! = —A W ! 1 ™ YHC 300 SINGLE GLAZING 1/2
x i i ®_ i i s ! | Teae * | e l{ ‘. ’ DESCRIPTION
2 5/8" MIN TR 1 '//, ..«-:," .3/.8”‘ T ANCHOR BOLT GUIDE —SINGLE SPAN-
M PG -'i 4 ‘.'.-‘ii‘ DRAVTNG FONBER REV.
{ 1 [ —300-S56-S5
"F” "T" ANCHOR - L YHC—300-SSG
F” ANCHOR I l "I" ANCHOR 2) ANCHOR BOLTS "A” FPPRGVED B [DRRN 37 [ATE ST o
@ JAMB. © MULLION @ MULLION ! ! 2 JA JA | 6/24/02 | 27 OF 29
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YHC 300 SSG TWIN SPAN

CONDITION #9, OR #10
CONDITION #11, OR #12
._g\ b1 _, b2

%

|/

<

4 4
CONDITION 11, #12, #15 OR #16

CONDITION #9, #10, #13, OR #14

b= bl + b2

2

CONDITION #9 l

. (2) ANCHOR BOLTS "B”
2 5/8" MIN. ; | 3
|

p—
H
[
]
. /
LT
IS
<
4
N
.
L7
IS
«
N

17 MAX.

[

"F" ANCHOR
@ JAMB.

NOTES:

ANCHORING INTO CONCRETE
ASSUMING THE FOLLOWING:

1. CONCRETE TO BE 3000 PSI MIN.
2. EDGE DISTANCE AS SHOWN MIN.
3. SIZES AND EMBEDMENT AS LISTED

APPROVED ANCHOR BOL PES:

NOTE: ALL ANCHORS LISTED BELOW, WHEN
USED IN THE CONDITIONS SHOWN HEREIN,
MEET THE CAPACITY OF THE SYSTEM AS
DETERMINED IN SHEET 26,

A)_34"POWER—BOLTS.

WITH 2%" EMBEDMENT INTO CONCRETE.

B)_34"POWER~BOLTS,

WITH 3" EMBEDMENT INTO CONCRETE.

C)_%" POWER—BOLTS

WITH 3" EMBEDMENT INTO CONCRETE.

D)_%" POWER-BOLTS,

WITH 4" EMBEDMENT INTO CONCRETE.

E) %" BOLT GR. 5 STEEL,

W/ NUT & WASHERS INTO STEEL STRUCTURES.

F) %" BOLT GR. 5 STFEL,

W/ NUT & WASHERS INTO STEEL STRUCTURES.

REV, DESCRIPTION BY DATE

CONDITION #1 6,

STEEL
BY OTHERS

"J” ANCHOR
@ MULLION

\

1/2" MAX.
|
+
+

1/4™ MIN.

/ i

(2) ANCHOR BOLTS "F" @7 1/2" o.c.

CONDITION #1 5|

"J" ANCHOR
© MULLION

1/2" MAX.

s

4” MIN.

(2) ANCHOR BOLTS "c” @7 1/2" o.C.

CONDITION #1 4'

1/2" MAX.

"J” ANCHOR l

© JAMB.

1/4” MIN,

[

STEEL

BY OTHERS —/

Vi

(2) ANCHOR BOLTS "E”

3 /BT-#

PRODUCT RENEWED

&s complying with the Florida
Building Code

Acceptance No §7-0529.15"
Expiration Date ] o 200F

CONDITION #1 O,

STEEL

BY OTHERS \

(2) ANCHOR BOLTS "E”

| N\

L H /4

1/4" MIN.

1" MAX.

[

"F” ANCHOR
@ JAMB.

L

CONDITION #11' CONDITION #12' (2) ANCHOR BOLTS “F” @7 1/2" QC. CONDITION #13' By
e » = Miam
2) ANCHOR BOLTS "D” @7 1/2 0.C. L
2 O e | : el
N
4" MIN. |- a0 . l | I @ JAMB.
SRS [DER ] 3
AT | | IR A R FOR METRO-DADE USE ONLY
VLTSIV TR 1T P Vat 7 =
T T — | E—— T F S YKK AP AMERICA, INC.
: ﬁl : j Q + + ‘ 8630 GWALTNEY DRIVE
; ! = | , ! ! - b ATLANTA, GEORGIA 30336
é ! | é | ! SYSTEM SCALE
= 31" ! = e W1 | H YHC 300 SINGLE GLAZING 1/2
. i i = i i Toaler ¥ I Seea “ AR DESCRIPTION
25/8" MIN. |0 /. g /'8.., S ANCHOR BOLT GUIDE -TWIN SPAN—
et "I' i LI i;‘ DRAVING NUMEER REV.
[ » [ YHC-300-SSG-SS
“T" ANCHOR I "T" ANCHOR L (2) ANCHOR BOLTS "A" RVES I ] Ela
APPROVED BY |DRAWN BY DATE SHEET NO.
© MULLION @ MULLION ! ! JA JA 6/24/02 | 28 of 29
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REV, DESCRIPTION BY DATE

MAXIMUM DESIGN WIND LOAD "W” (psf) SCHEDULE FOR A GIVEN GLASS TYPE AND GLASS PANEL DIMENSIONS WIDTH "b” (in) x LENGTH "a” (in)

GLASS TYPES
P1 & P2
MAXIMUM
WIDTH | LENGTH DESIGN
”b " ”0 » LOAD
nw))

24" lfrom 24" to 120" +90.0
30" |from 30" to 120"| +90.0
36" |from 36" to 118"| +90.0
42" from 42" to 101"| +90.0
48" | from 48" to 89" | +90.0
54" | from 54" to 79"} +90.0
60" | from 60" to 71" +90.0
65" 65" +90.0

LLLLLZLZLLZT

” »

AM A AN NM N
R

7777777777

E£2-0176 o]

b ALWAYS
/%' HEAT STRENGHTENED GLASS GLASS PANEL SCHEDULE LEGEND

0.060" PVB BUTACITE BY DUPONT ; 0.060" PVB BUTACITE BY DUPONT DIM. a & b REFER TO D.L.O. ON SHOP DRAWINGS.
g'RTPE | === it === (TYPE P1)
S OR

0.060™ SAFLEX PVB BY SOLUTIA (TYPE P2) YOGO' SAFLEX PVB BY SOLUTIA (TYPE P2)
Y%~ HEAT STRENGHTENED GLASS

JAMB/HORIZONTAL PRCDUCT RENEWED

as complying with the Florida
Building Code e e
Acceptance No £/-0324 13
Expiration Date 171 o JeLh

SILICONE.
DOW 995

%" HEAT STRENGHTENED GLASS

9/16" NOM

%" HEAT STRENGHTENED GLASS
> MULLION

GLAZING DETAIL
FOR GLASS TYPES "P1”, "P2” Miami

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC.
5630 GWALTNEY DRIVE
Amerled ATLANTA, GEORGIA 30336

SYSTEM SCALE
YHC 300 SINGLE GLAZING 1/2
DESCRIPTION

GLASS CAPACITY CHARTS

DRAVING NUMBER REV.

YHC—-300-SSG-SS
APPROVED BY |DRAWN BY  |DATE SHEET NO.

JIA JIA 6/24/02 | 29 of 29
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