MIAMI-DADE COUNTY, FLORIDA
MIAMIDADE METRO-DADE FLAGLER BUILDING
COUNTY

BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 375-2901  FAX (305) 375-2908

NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov

Exeter Architectural Products, Inc.

242 West Eighth Street

Wyoming, PA 18644

SCOPE: This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed by Miami-Dade County Product Control Division and
accepted by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other areas where
allowed by the Authority Having Jurisdiction (AHIJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to
have this product or material tested for quality assurance purposes. If this product or material fails to perform in
the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately
revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA reserves the right
to revoke this acceptance, if it is determined by Miami-Dade County Product Control Division that this product or
material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: Storm Shield Hurricane Barriers

APPROVAL DOCUMENT: Drawing No.SSHB-C-010 last revised on 05/14/97, SSHB-C-010A dated 07/10/97,
SSHB-C-020, 020A, 030, 030A, 040 & 040A last revised on 08/08/97, SSHB-C-050, 050A, 050B, 060, 060A,
060B, 070, 070A, 070B, 080, 081, 082, 090, 091,092 & 100 last revised on 08/09/97, SSHB-C-110 last revised on
06/10/97, SSHB-C-110A dated 07/10/97, SSBH-C-112 last revised on 08/11/97, SSHB-C-113 last revised on
06/12/97, SSHB-C-114 dated 07/14/97 & SSHB-C-115 dated 07/14/97 all drawings titled “Storm Shield
Hurricane Barriers”, prepared by Exeter Architectural Products, Inc., signed and sealed by Thomas H. Maxwell
Jr., P.E., bearing the Miami-Dade County Product Control Renewal stamp with the Notice of Acceptance number
and expiration date by the Miami-Dade County Product Control Division.

MISSILE IMPACT RATING: Large and Small Missile Impact

LABELING: Each panel shall bear a permanent label with the manufacturer's name or logo, city, state and the
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.
RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply
with any section of this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors
and shall be available for inspection at the job site at the request of the Building Official.

This NOA renews NOA # 03-0606.04 and consists of this page 1, evidence submitted pages E-1 & E-2 as well as
approval document mentioned above.

The submitted documentation was reviewed by Helmy A. Makar, P.E., M.S.

;/ / M\* NOA No. 08-0305.06
"'A"'UNT" ‘ Expiration Date: 09/11/2009

Approval Date: 06/12/2008
05//7//2’005 Pagel



Exeter Architectural Products, Inc.

1.

NOTICE OF ACCEPTANCE:

EVIDENCE SUBMITTED

A. DRAWINGS
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Drawing No.

Exeter SSHB-C-020, 030 & 040
Exeter SSHB-C-0204, 0304 & 0404
Exeter SSHB-C-050, 060 & 070
Exeter SSHB-C-0504, 0604 & 0704
Exeter SSHB-C-050B, 060B & 070B
Exeter SSHB-C-080, 081 & 082
Exeter SSHB-C-090, 091 & 092

Exeter SSHB-C-100

Exeter SSHB-C-010, 110, 112, 113
Exeter SSHB-C-0104, 1104, 114, 115

TESTS

Test Reports
HTL-0015-0204-97
HTL-0015-0206-97
HTL-0015-0205-97
HTL-0015-0209-97
HTL-0015-0211-97
HTL-0015-0615-97
HTL-0015-0701-97

CALCULATIONS

Last Revision

08/08/97
08/08/97
08/09/97
08/09/97
08/09/97
08/09/97
08/09/97

08/09/97

Test

PA 201, 202 & 203
PA 201, 202 & 203
PA4 201, 202 & 203
PA4 201, 202 & 203
PA4 201, 202 & 203
PA 201, 202 & 203
PA 201, 202 & 203

Date

02/10/97
02/12/97
02/10/97
02/15/97
02/19/97
06/30/97
07/01/97

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL # 00-0508.06

Signature

H. Maxwell Jr., PE
H. Maxwell Jr., PE
H. Maxwell Jr., PE
H. Maxwell, Jr., PE
H. Maxwell, Jr., PE
H. Maxwell, Jr., PE
H. Maxwell, Jr., PE
H. Maxwell, Jr., PE

5/14, 6/10 & 08/11/97 H. Maxwell, Jr., PE
07/10 & 14/97

H. Maxwell, Jr., PE

Signature

F.D. Shaffer, PE
F.D. Shaffer, PE
T.S. Marshall, PE
F.D. Shaffer, PE
T.S. Marshall, PE
T.S. Marshall, PE
T.S. Marshall, PE

1. Anchor analysis pages 1 through 11 dated 06/28/97, signed and sealed by H.
Maxwell, Jr., P.E. on 06/28/97.

MATERIAL CERTIFICATION

1 Certified Tensile Test Reports No. 7CM-601 by QC Metallurgical Inc., for
aluminum samples dated 03/20/97 and signed by F. Grate, PE.

2. Certified Tensile Test Report No. 5GM-1726 by Q.C. Metallurgical Inc., for
aluminum and steel mesh samples dated 07/26/95 and signed by F. Grate, PE.

The samples do not meet the requirements of ASTM E-8.

EVIDENCE SUBMITTED UNDER PREVIOUS APPROVAL #03-0606.04

1 A letter from Exeter Architectural Products, dated April 20, 2000, signed by
Harold E. Flack I, stating that the product has not changed in any way, shape or
form from approval #97-0417.01.

WAy

#elmy A. Makar, P.E., M.S.
Product Control Examiner
NOA No. 08-0305.06
Expiration Date: 09/11/2009
Approval Date: 06/12/2008



Exeter Architectural Products, Inc.

w

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

2. A letter from Exeter Architectural Products, dated April 20, 2000, signed by Ryan
J. Stephens, Director of Engineering, stating that Thomas Maxwell Jr., P.E. is still
in the engineering business.

3. No change letter issued by Exeter Architectural Products on 06/03/03 and signed
by H. E. Flack II.

NEW EVIDENCE SUBMITTED
DRAWINGS
1. None.

TESTS
1. None.

CALCULATIONS
1. None.

QUALITY ASSURANCE
1. By Miami-Dade County Building Code Compliance Office.

MATERIAL CERTIFICATIONS
1. None.

' (H@lmy A. Makar, P.E., M.S.
Product Control Examiner

NOA No. 08-0305.06

Expiration Date: 09/11/2009
Approval Date: 06/12/2008
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(0015-0204-97) (0015-0206-97) PRODUCT RENEWED <0015-0205-97) (0015~0209-97>
FACE MOUNT: DWGHSSHB-C-020 FACE MOUNT: DWGH#SSHB-C-050 as cemplying with the Florkis FACE MOUNT: DWGHSSHB-C-080 FACE MOUNT: DWGHSSHB-C-090
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5 X 7
FIXED UNIT
- €0015-0211-97)
FACE MOUNT: DWG#SSHB-C-100

TYPICAL

DETAILS FOR STORM SHIELD
"SINGLE /TRIPLE/FIXED/SIDZ~-HINGED" UNITS

__ THIS DESIGN COMPLIES WITH THE SOUTH FLORIDA BUILDING CODE “

— FOR HALF SCALE DETAILS OF EXTRUSIONS SEE DWGH#SSHB-C-110

— PRESSURE REQUIREMENTS MUST BE DETZIRMINED USING ASCE 7-88
*MINIMUM DESIGN LOADS FOR BUILDING AND OTHER STRUCTURES”

— DESIGN PRESSURE "'RATINGS:

51
5/
41
5/
5/

CONSULTING ENGINEER
THOMAS H MAXWELL JR.,PE.
121 N.W. 39 AVE

MIAMI, FLORIDA 33126 ~

(305> 541-7549

X 7' SINGLE = 1849 PSP
X 7" TRIPLE = 1849 PSF
X 7' SINGLE SIDE-HINGEL UNIT =%66.0 PSF
X 7' DOUBLE SIDE-HINGED UNIT =660 PSF
X 7" SINGLE FIXED UNIT

£94.3 PSF

State of Florida P.E. Registation No. 101350
U.S. Army Corps of Engineers: Civil-Structural Engineer
florida Power & Light Company: Electrical Engineer

S RTY AT
EXPIEA

i

9/11/2003

>}

SOUTH FLORJDA BUILDING CODE
“DAIED 1997

LAPPROVED AS COMPLYING WITH THE
aotrraNCE e 0070 5080 ¢

J1 DIVISION
“_IANCE GFFi

{

i

e
i

(9]
[t

~BY
JDUET C

IROL DIVISION

BUILDING CODE_COMPLIANGE_OFFICE
facceprance No LT -O417.01

TITLE/CUSTOMER

STORM SHI

A
s | SCALE!

NTS

PATE 3-11-97

243 W, 8TH ST.
WY[OMING PA 18644

PRODUCT CONTROL CODE:

; ™

U

HURRICANE BARRIERS
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DRAWING NO.

SSHB-C-010




CONSULTING ENGINEER
THOMAS H. MAXWELL JR.,P.E.

121 N.W. 39 AVE,
MIAMI, FLORIDA 33i26

(303) 541-7549
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St X 7
TOP-HINGED SINGLE UNIT
(0015-0615-97)
FACE MOUNT: DWOH#SSHB-C-020A
INSET MOUNT: DWGHSSHB-C-030A
BUILD DOUT: DWGHSSHB-C-040A

TYPICAL DETAILS FOR STORM SHIELD
"SINGLE/TRIPLE/FIXED/SIDE-HINGED” UNITS

— THIS DESIGN COMPLIES WITH THE SOUTH FLORIDA BUILDING CODE
E DWGHSSHB-

— PRESSURE REQUIREMENTS MUST BE DETERMINED USING ALCE 7-88
"MINIMUM DESIGN LDADS FOR BUILDING AND DTHER STRUCTURES”

— FOR HALF SCALE DETAILS OF EXTRUSIONS

— DESIGN PRESSURE RATINGS:

3’ X 7° SINGLE
3’ X 7' TRIPLE

Stote of Florida P.E. Registation No. 10150
US. Army Corps of Engineers: Civil-Structural Engineer
Florida Power & Light Company: Electrical Engineer

Board of Professional Engineers Exam: Mechanical-Structural:
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5 X 7
TOP-HINGED TRIPLE UNIT
(0015-0701-57>
FACE MOUNT: DWG#SSHB-C-0S0B
INSET MOUNT: DWGHSSHB-C-060B
BUILD DUT: DWGHSSHB-C-070B
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ELEVATION BARRIER BRACKET

EXETER STORM SHIELD
WYOMING, PA.
800-972-2478

SILL BRACKET

SECURING PIN

(LOCATION “A"

FASTENING POINT /
1 1/4° MIN. DISTANCE FRDM—-’
FASTENER TO £DGE OF MASONRY
(SEE DWG., #SSH-B-112>

MIAMI,

CONSULTING ENGINEER
THOMAS H. MAXWELL JR.P

DADE COUNTY PRODUCT
CONTROL APPROVED

FOR FASTENER SCHEDULE

CERTIFICATION L ABEL
LABEL SIZE: 2° X 3/4”

Board of Professional Engineers Exam: Mechoanical-Structural
State of Florida P.E. Registation No. 10150
U.S. Army Corps of Engineers: Civil-Structural Engineer
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ON GALVANEALED PERFORATED METAL AND
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TYPICAL FACE MOUNTNG DETAILS FOR STORM SHIELD

/§V7X 7 SINGLE UNIT
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NOTES:

METAL FINISHES:
ON GALVANEALED PERFORATED METAL AND

POLYESTER POWDER COAT

(2> FASTENERS REQ'D

/ n HEIGHT PPG POLYCHRON 0OR KYNAR ON 6063-TS ALUMINUM
// SUPEOR —— 1/4" X 2* SECURING PIN (MIN) S/S, OR ZINC COATED REQ‘'DiK2) REQ'D PER SILL,
/ . 13716 (> REQ'D PER EACH JUAMB
g c Jfﬁ \D— —— FASTENERS: 1/4°¢ TAPCONS MASONRY ANCHORS BY 1 3/4" LENGTH
T MINIMUM OR EQUAL, 174" X 1 3/4" LAG BOLTS MINIMUM OR EQUAL
F ‘\ SECURING PIN (SEE DWG. #SSHB-C-112 FOR FASTENER SCHEDULE)
M ey —— MID-HEIGHT SUPPORT TO®® REQUIRES #10x 96 Taw acasws & &' 0.¢.

j=— 5'-0" (MAX.BARRIER WIDTH —=]
SECURING PIN
MID-HEIGHT SUPPORT

FOR
-— FOR

SEE
— FOR
DWG

EXTRUSION, PERF, AND LABEL DETAILS SEE SSHB-C-110 AND SSHB-C-110A
ASSEMBLY DETAILS OF HURRICANE BARRIER TO SURROUND FRAME

DWG #SSHB-C-113
FURTHER DETAILS REGARDING HINGING OPERATION SEE 5
#SSHB-C-114 s ST TR

174"
RIGHT/LEFT JAMB

ATION “A°
LOCATIO HURRICANE BARRIER

SURROUND FRAME
PIVOT COVER
BARRIER PIVOT

NOTE: NO ATTACHMENT EXISTS
BETWEEN SECURING PIN
AND MID-HEIGHT SUPPORT

PLAN OF OPENING
PIVOT COVERS ARE LOCATED 10 FRDM EACH END;

PIVOT COVERS ARE 2 9/16” WIDE A . HEAD SECTION TUBE PROBUCT RENEWED
ATTACHED TO HEADER “USING (@ 00x 85g Tk K 25 compiyhng with (5 Freeids
Buiding Cade
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“I-’ L ! "\ T THE MID-HEIGHT SUPPORT _,__{_(-t ]\\ I SOUTH FLORIDA BUILDING CODE 9 :
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T ;.ri L / DIVISION
5 I | EACH END; PRODUCT CONTROL DIV
i | | g 10 3/ PERFORATED PATTERN' | BUILDING CODE COMPLINGE_OFFICE
2 ( INVISIPERF 11 -
5 i g | HALF SCALE FULL SCALE aceeptance no. I7-0417
L BARRIER MATERIAL: !
1 METRO DADE LABEL #14 GA. GALVANNEALED STEEL.
TITLE/CUSTOMER
L - TYPICAL FACE MOUNTNG DETAILS FOR STORM SHIELD
ELEVAT!ON BARRIER BRACKET 5 X 7/ SINGLE TDP“HINGED UNIT
SECURITY SILL BRACKET / /
SECURING PIN 7 /“LE’ DRawN BY:
RJS
ATION “A”
(LocaTION “a” ) CONSULTING ENGINEER , fé{m ﬂ Py
FASTENING POINT THOMAS H. MAXWELL JR, AEATEL 1>8-8-97
EXETER STORM SHIELD l 1747 MIN. DISTANCE FROM 121 N.W. 39 AVE,

FASTENER TO EDGE OF MASONRY

(SEE DWG., #SSH-B-112)
FOR FASTENER SCHEDULE

WYOMING, PA.
800-972-2478
DADE COUNTY PRODUCT
CONTROL APPROVED

CERTIFICATION LABEL
LABEL SIZE: 2* X 3/4*

MIAMI, FLORIDA 33126 7*//2/ - ﬁ’)
(305) 541-7549 é E/ /
Board of Professionnl Engineers Exam: Mechanical~Structural: 196 243 W. BT# ST.
State of Florida P.E. Registation No. 10150 ‘ WYOMING PA 18644
US. Army Corps of Engineers: Civil-Structural Engineer ( cone.
Florida Power & Light Company: Electrical Engineer PRODLCT CONTROL CODE

717-693-4220
FAX 693 2575
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PLAN OF OPENING
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NOTE: PERF NOT SHOWN FOR CLARITY

BARRIER BRACKET

EXETER STORM SHIELD
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DADE COUNTY PRODUCT
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CERTIFICATION LABE
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ELEVATION
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L/ Board of Professional Engineers Exam: Mechanical-Structural: 1965 CONTROL APPROVED WYOMING PA 18644 ProbUCTS FAX 69372575
@—— Stote of Florida P.E. Registation No. 10150 { PRODUCT CONTROL CODE: DRAWING NO.
250 }— US. Army Corps of Engineers: Civil-Structural Engineer CERTIFICATION LABEL ! SSHB-C-070
Florida Power & Light Company: Electrical Engineer LABEL SIZE: 2° X 3/4° : ’
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BARRIER — [ L—~\_
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AND MID-HEIGHT SUPPORT
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(305> 541-7549 j)
Board of Professional Engineers Exoam: Mechanical-Structurol: 1965
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Florida Power & Light Company: Electrical Engineer
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PERFORATED PATTERN:

INVISIPERF 11
FULL SCALE

BARRIER MATERIAL:

#14 GA. GALVANNEALED STEEL

Board of Professional Engineers Exar: Mechanical-Structural: 1965

CONSULTING ENGINEER
THOMAS H. MAXWELL JR,P.E.
121 N.W. 39 AVE,
MIAMI, FLORIDA 33126

(303> 541-7549

State of Florida PE. Registation No. 10150
U.S. Army Corps of Engineers: Civil-Structural Engineer
Florida Power & Light Company: Electrical Engineer

~\j\—SECUR1NG PIN

MID-HEIGHT SUPPORT
HURRICANE BARRIER

PIVOT COVER

(2> FASTENERS REQ’'D

NOTE S:

~-— METAL FINISHES:

BARRIER PIVOT

SURRDUND FRAME
HEAD SECTION
XBUILD—DUT TUBE

@ X 3 X .125)

}\\
\\

\ —_
N\

FASTENERS:

TTORE

POLYESTER POWDER COAT

ON GALVANEALED PERFORATED METAL AND

PPG POLYCHRON OR KYNAR ON 6063-T5 ALUMINUM

1/4" X 2° SECURING PIN (MIN) S/S, OR ZINC CDATED REQ'D; (2> PER

SILL, <1 PER EACH_ JAMB
1/4'¢ TAPCONS MASONRY ANCHDORS BY 1 3/4" LENGTH

MINIMUM OR EQUAL,1/4" X 1 3/4" LAG BOLTS MINIMUM OR EQUAL
(SEE DWG. #SSHB-C-112 FOR FASTENER SCHEDULE)

MID-HEIGHT SUPPORT

REQUIRES Hox 56 Tenatnewd o &'e.C.
FOR EXTRUSION, PERF, AND LABEL DETAILS SEE SSHB-C- 110 AND

SSHB-C-110A
FOR ASSEMBLY DETAILS OF HURRICANE BARRIER TO SURROUND FRAME

SEE DWG #SSHB-C-113 5
FOR SECTION A/A, RIGHT/LEFT JUAMB, SILL AND MID-HEIGHT SUPPORT

SEE DWG #SSHB-C-070A
FOR FURTHER DETAILS REGARDING HINGING DPERATIDN
SEE DWG #SSHB-C-114

BARRIER BRACKET

EXETER STORM SHIELD
WYOMING, PA,
800-972-2478
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CONTROL APPROVED
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"~ ARCHITECTURAL

) \ 05-0@ é04
/ i / ?//7 0F
FAgcT”ENNTING (@) #10 X S/8” !
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| PRODUCT CONTROL CODE:

DRAWING NO.
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| SURROUND FRAME NOTE: NO ATTACHMENT EXISTS el
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CONTROL APPROVED

CERTIFICATION LABEL
LABEL SIZE: 2* X 374

Board of Professional Engineers Exam: Mechanical-Structural: 1965
State of Florida P.E. Registation No, 10150

US. Army Corps of Engineers: Civil-Structural Engineer

Florida Power & Light Company: Electrical Engineer

 NOTES:

— METAL FINISHES:

POLYESTER POWDER COAT

ON GALVANEALED PERFORATED METAL AND
PPG POLYCHRON OR KYNAR ON 6063-T5 ALUMINUM

— 1/4* X 2” SECURING PIN (MIN); S/S, OR ZINC COATED REQ'D;
SECURING PINS AT 12" FROM TOP & BOTTOM ON SIDE OPPOSITE

CONTINUOUS HINGE
__ FASTENERS: 1/4°¢ TAPCONS MASONRY ANCHORS BY 1 3/4” LENGTH
MINIMUM OR EQUAL, 5/16” SHORT LEAD SHIELDS MINIMUM OR EQUAL,

174° X 1 3/4° LAG BOLTS MINIMUM OR EQUAL, 174" X

2* ZAMAC NAILING,

MINIMUM OR EQUAL (SEE DWG. #SSHB-C-112 FOR FASTENER SCHEDULED
—— FOR EXTRUSION, PERF, AND LABEL DETAILS SEE SSHB-C-110
—— FOR ASSEMBLY DETAILS OF HURRICANE BARRIER TO SURROUND FRAME
SEE DwWG #SSHB-C-113
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AT
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OF FASTENER

HALF SCALE

RELEASE

INTERIDR BARRIER RELEASE

¥

\— JAMB STIFFENER

MOUNTING FRAME
SURROUND FRAME
EXTERIOR BARRIER RELEASE

FOR NON-HURRICANE LOADING ONLY! DURING
A HURRICANE WARNING, SECURING PINS MUST
BE INSTALLED!

|
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Zrs
A

WYOMING PA 18644

8TH ST. EEEERY

S ARCHITECTU.
PRODUCTS

DRAWN BY:
RJS

1> 5-30-97
2> 8-9-97

REVISED

717-693-4220
FAX 693-2575

PRODUCT CONTROL CODDE:

DRAWING NO.

SSHB-C-080




b ‘ . CASTENING POINT — ' B ‘ S o - -
i [ | JAMB ST[F‘ NER .\‘\ _‘-’_.;., T N / - ’{ - NDTES
- SECUDREI"NGP},LI% Ve — 174" X 3/8° —— METAL FINISHES: POLYESTER POWDER COAT
a ! y N / TV ALUM. RIVETS ON GALVANEALED PERFORATED METAL AND
! N { ! T NN / e 6° 0C. PPG POLYCHRON OR KYNAR ON  6063-TS ALUMINUM
) N\ M[D-HEIGHT SUPPORT o= ) . _j —— 174" X 2* SECURING PIN (MIN); S/S, OR ZINC COATED REQ’D;
| \ TUBE - CElthEERLINE ! SECURING PINS AT 12* FROM TOP & BOTTOM ON SIDE OPPOSITE
! | Sggggb%N%RmRERIER 0F PASYENER CONTINUDOUS HINGE
i | CONTINGGUS HINGE \ \ L FASTENERS: 1/4"9 TAPCONS MASONRY ANCHORS BY 1 3/4" LENGTH
— MOUNTING FRAME \\ \ L | . MINIMUM OR EQUAL, 5/16° SHORT LEAD SHIELDS MINIMUM OR EQUAL,
j=—— 4’ MAX. BARRIER WIDTH ~———a= ﬂ T 174" X 1 3/4" LAG BOLTS MINIMUM OR EQUAL, 1/4" X 2° ZAMAC NAIL ING
PLAN OF OPENING e e I MINIMUM OR EQUAL (SEE DWG. #SSHB-C-112 FOR FASTENER SCHEDULE)
— FOR EXTRUSION, PERF, AND LABEL DETAILS SEE SSHB-C-110 !
| // t” ——t g —— FOR ASSEMBLY DETAILS OF HURRICANE BARRIER TO SURROUND FRAME
7” CENTERLINE  TEK SCREWS SEE DWG #SSHB-C-113
[ , OF FASTENER @ 67 OC. §
e - aﬂll/oaYthui/aEA(@:H LEF T JAME
T /2 FROM b IT FASTENING POINT :
H 172"} , j\ ;
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L 12 OF FASTENER \ \N..“\\z://'ﬁ;
o ] M JAMB ’ @
i STIFFENER ( N7 ;
| 1 X 1 X 063 (= = PRODUCT RENEWED
‘ T MID*HE!%TEEESUPPORT (SN ——l b 4 00-050&.06
- v 4" ACCEPTANCENe. 0 O ~O LOFf
5 , i__ CENTERLINE
L \ 40—l OF FASTENER : EXPIRATION DA 1)]2003
! o %a \ CENTERLINE / :
? o A= \ OF FASTENER / By . )
SN & T : RIGHT .JAMB _ HALF SCALE PRODUCTCONTROL DIVISION
NI g ] |,..Ji a3 =1/2" MIN. B R T e e L ey | BUTLDING CODE COMPLIANCE OFFICE
Ny i SEPARATION ;
T . U RELEASE
H \\.\ . i T 673 < INTERIOR_BARRIER RELEASE
TN —T N
| T e e AR
| i CENTERLINE % D%E’;‘_L%RTLEWEER SHIM JAMB STIFFENER
- —— - : OF FASTENER
1 | / 1 APPROVED AS COMPLYING WITH THE
. 12 §10 X 3/4° —/ SOUTH FLORIDA BUILDING CODE a7
) i o> 15K R o ch MDUNTING FRAME DAT
A7 . B ’ <5 HEIX% 11% JDAﬁBm -‘.__m SURROUND FRAME goo T CONTROL DIVISION
- i VV /7 7/7/// | EXTERIOR BARRIER RELEASE BUILDING CODE COMPLIIANCE OFFICE
NN O Y FOR NON-HURRICANE LOADING ONLY! DURING ANCE NO 9.0l
Qo000 SECTION A HURRICANE WARNING, SECURING PINS MUSTJ | ACCEFT :
AN ELEVATION SECTION BE INSTALLED!
O L OO Nser mounT . i
C> O O O O O PRODUCT RENEWED _ {TITLE/CUSTDMER ~ )
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/‘ : PERFORATED PATTERN: Buiding Code -
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N iration Va
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60° BARRIER MATERIAL: By A Al e~
el sl 1y 5 7 T
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W ﬂ A5 [/7—97
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X ’ -
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A TOMING, PA. MIAMI, FLORIDA 33126 . Z o7 o 176634220
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DADE TCRUUNlYFDP};%@éJCT Board of Professional Engineers Exam Mechanical-Structural: 1965 V////// //////////// WYOMING PA 18644 PRODUCTS FAX 693-2575
CONTROL D State of Florida P.E. Registation No. 10150 e TR COTE: - DRAVING ND
CERTIFICATION LABEL U.S. Army Corps of Engineers: Civil-Structural Engineer SILL -
LABEL SIZE: 2* X 3/4° Florida Power & Light Compeny: Electrical Engineer SSHB-C~-081




y MOTES:

| 172"
CENTERLINE
OF FASTENER

CONTINUBUS HINGE

—— FASTENERS: 1/4°9¢ TAPCONS MASONRY ANCHORS BY 1 3/4° LENGTH
MINIMUM OR EQUAL, 5/16° SHORT LEAD SHIELDS MINIMUM OR EQUAL,
1/4* X 1 3/4° LAG BOLTS MINIMUM OR EQUAL, 1/4° X 2” ZAMAC NAILING
MINIMUM OR EQUAL (SEE DWG. #SSHB-C-112 FOR FASTENER SCHEDULE>

|
FANMENING POINT ~{ . //i —— METAL FINISHES: POLYESTER POWDER COAT |
) :
JANB STE IR % e 12 /// / / e e RIVETS ON GALVANEALED PERFORATED METAL AND |
SECURING PIN CENTERLINE /o e 6" OC. PPG POLYCHRON OR KYNAR ON  6063-T5 ALUMINUM ;
R Il | 2 }DF FASTENER am — 1747 X 2" SECURING PIN (MIN) S/S, OR ZINC COATED REQ'D;
= | SECURING PINS AT 12° FROM TOP & BOTTOM ON SIDE OPPOSITE |
! |

HURRICANE BARRIER
SURROUND FRAME

CONTINUDUS HINGE 1/2”
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\'¥‘ MID- H:—:IGHTE SUPPORT ) / ™
|
H
i
\

le— 4’ MAX. BARRIER WIDTH ——o=d OF FASTENER VTN 7 ;
PLAN OF OPENING N\ L —— FOR EXTRUSION, PERF, AND LABEL DETAILS SEE SSHB-C-110
S f-——wﬁl\\ e 4 w10 x S/ TEK. FOR ASSEMBLY DETAILS OF HURRICANE BARRIER TO SURROUND FRAME
4 TN 'CENTERLINE , SEE DWG #SSHB-C-113
g o NN OF FASTENER SCREWS @ 67 OC.
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s \ GFEVIERERS, N0 x 3 ™ -
| i s TEK SCREW @ | PRODUCT CONTRO
: | i > RIGHT JAMB 557 peow & HALF SCALE ] BUILDING CODE COMPLIANCE ORFICE
A A SEPARATION ENCH N e ————— s
‘n~-~_-/~~_~§\ g —4 - 3- 1/2° MIN./ ‘ ler oc. RELEASE
( N\\h—_\\ ! i # i —
{ T % w9 ; < INTERIOR BARRIER RELEASE
! 1 <§\\~x\ S M T
% R X _ T = l(:) Lo \ e
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L H - ] : ]
; FASTENER '; FASTENER s
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‘ I | 1= | D SOUTH_FLORIDA BUILDING CODE a9
| S
L 12 E o = Ne CSlW MOUNTING FRAME DAT £ 1l 1o
. I : . ) SURROUND FRAME BY
o : _ ’ - = S/ lmi d} EXTERIOR BARRIER RELEASE PRODD”IzL CSSJEOLC(?&‘;’S?':"CE OFFICE
ey aYale T f e FOR NON-HURRICANE LOADING ONLY! DURING § | BUILDING a9-0
! O00OC ELEVATION ECTION A HURRICANE WARNING, SECURING PINS MUSTY | ACCEPTANCE NO.
: - N ) Bt A A8 !
‘ C%g§%£;>ﬁ7%§:><%%>BumD—OUT MOUNT QBE _INSTALLED —
O PRODUCT RENEWED [TITLE/CUSTOMER 7
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250 CONSULTING ENGINEER DATE e gy Revisen [V 3-30°97
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IYOMING. PA 121 N.W. 39 AVE. : iL/4777 1
Ao MIAMI, FLORIDA 33126 /. : N1 L LU
800-9 (305) 541-7549 . 243 W. 8TH ST. BT 717-693-4220
DADE COUNTY PRODUCT Board of Professional Engineers Exam: Mechanical-Structural: 1965 " WYDOMING PA 18644 PRODUCTS FAX 693- 25/3
CONTROL APPROVED State of Florida P.E. Registation No. 10150 e ———— - T
CERTIFICATION LABEL U.S. Army Corps of Engineers: Civil-Structural Engineer (
LABEL SIZE: 2° X 3/4° Florida Power & L-gh't Compony Electrical Engmeer | SSHB-C-082
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MODEL, MOUNT ING ANCH{IRS SPACING
HEAD SECTION . ;
FACE  SIL BRACKET. L23sa 2° FROM EACH END & 10" OC.
HEAD SECTION ; ] .
SINGLE 57 X 77 UNIT LD ou* BUILD-OUT TUBE L2384 2 1/2* FROM EACH END & 5° O.C.
MIDHEGHT SUF"PDQT 1, 2, 3 & 4 TWD (2> PER SUPPORT
- HEAD SECTION 2 4 g c ’
o race o dhaD SELTEY L2 3 2* FROM EACH END & 10° O.C.
INSET Rt ok L2384 2' FROM EACH END & 10° OC.
o - , A — P - e T - J i e i e e e o e e e S
TRIPLE 57 % 77 UN BUILD-0UT BUILD-0UT TUBE L2 3 4 2 /2" FROM EACH END & 5° OC.
VII HL';('RT “L PPLQT L 2.3 & 4 Twil (2) PER SUPPORT
| © 77 TMOUNTING FRAME HEAD 2 '1/2° FROM CACH END & 12° OC.
Face MOUNTING FRAME JAMB Le3dd > 1/2* FROM _EACH END_& 9° OC.
SINGLE 4* X 7° UNIT e g Ean hTR T s
MOUNTING FRAME HEAD 271/2° FROM EACH £ND & 127 OC. WED
SIDE HINGED UNIT  §— CINSET MOUNTING FRAME JAMB " & 3*& 4 2 1/2° FROM EACH END & 97 O.C. R Icyzsnsmmm
o BUILD-0UT MOUNTING FRAME HEAD L2 384 2 172° FROM EACH END & 127 O.C. as comp
MOUNTING FRAME JAMB ’ 2 172" FROM EACH END & 9" O.C.
FACE HINGE L2 38 4 1" FROM EACH END & 8° 0C.
DOUBLE 5° X 7° INSET HINGE L, 2 384 1" FROM EACH END & 8 ']"
R e S S S Diviston
SIDE HINGED UNIT BUILD-OUT HINGE L2 384 2 172" FROM EACH END & 8° OC.
STIFFENER ANGLE & PLATE LR 4 THREE (3) PER COMPONENT
SINGLE S % 7
it BUILD-0UT MOUNTING FRAME L2, 38 4 2 172" FROM £ACH END & 12° OC.
FIXED UNLT .
FaCE nEAn SECTION 1 & 3 27 FROM EACH END & 10° OC.
T TREATSECTIENTTT T . \ -
SINGLE 5' X 7 xNStf SILL BRACKET 1 & 3 o L X 8 FRDM EACH END & ’(.' DC o
rOP HINGED UNIT BULI D DuT BUh.D UJT FUB:. 18 3°* 2 1/2" FROM EACH END & 5 DC
MIDHE [GHT SUPPORT te 3 TWO (2> PER SUPPORT
FACE L BRACKET 1 & 3 2° FROM EACH END & 10° O.C,
oy e ey e HEAD SECT B .
TRIPLE 57 X 7 | INseT 3“1 QQEEWIQ? o 183 L 2”7 FROM EACH END & 10" O.C.
TOP HINGED UNIT BU LD DUT BUN D guT TUBE 18 3 2 1/2* FROM EACH END & S5* 0O.C.
MIDP};IGHT SUF’PDR‘ 12 3 TWO (2) PER SUPPORT
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1> 1/74* X | 374" TAPPER (RAWL), ! 1/4" EMBEDMENT, HOLLOW BLOCK, 1 1/4" EDGE BISTANCE, SHEAR--212#4, TENSION--233 FASTENER SCHEDULE
2) 5/16* LAG SHIELD (RAWL), 1 174 EMBEDMENT, HOLLOW BLOCK, 2 1/2” EDGE DISTANCE, SHEAR--190#, TENSION--155%
3 1/4" X 2° LAGSCREW, 1 11/32* EMBEDMENT, 0.8.8.5.G. w0OD, 1 EDGE DISTANCE,SHEAR--143#, TENSION--465# SCALEr DRAWN BY:
4y 1747 X 1 3/4" ZAMAC (RAWL) 1 1/4” EMBEDMENT, HOLLOW BLOCK, ! 1/4° EDGE DISTANCE, SHEAR--220%#, TENSION--185# RJS
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DOES NOT AFFECT THE PERFUIRMANCE OF THE BARRIER STRUCTURALLY
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