MIAMI-DADE MIAMI-DADE COUNTY, FLIR IDA

COUNTY METRO-DADE FLAGLER BUIIDING

BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUIT! 1 603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 3313/-1 563
(305) 375-2901  FAX (305) 37-6 339

NOTICE OF ACCEPTANCE (NOA) www.maimidade.gov/buildinicode

YKK AP America, Inc.

332 Firetower Road

Dublin, Georgia 31021

Score:

This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed by Miami-Dade County Product Control Division
and accepted by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and other acas
where allowed by the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right
to have this product or material tested for quality assurance purposes. If this product or material fiills to
perform in the accepted manner, the manufacturer will incur the expense of such testing and the AH/ may
immediately revoke, modify, or suspend the use of such product or material within their jurisdiction. BORA
reserves the right to revoke this acceptance, if it is determined by Miami-Dade County Product Control
Division that this product or material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building
Code, including the High Velocity Hurricane Zone.

DESCRIPTION: Series “YHC-300 I G” Aluminum Curtain Wall System — S.M.L
APPROVAL DOCUMENT: Drawing No. YHC300 I1G-90S., titled “Series YHC300 1. G. Hurricane C. W.”,
sheets 1 through 22 of 22, prepared by manufacturer, dated 08/21/01 and last revised on 01/21/02, bearing the

Miami-Dade County Product Control Renewal stamp with the Notice of Acceptance number and expiration
date by the Miami-Dade County Product Control Division.

MISSILE IMPACT RATING: Small Missile Impact Resistant

LIMITATIONS: Maximum Design Pressure Rating on note # 2, sheet 1 of 22 and design pressures (psf)
on sheets 19, 20, 21 and 22 of 22 shall be Divided by 1.33 to obtain the Allowable Design Pressure.

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.
REVISION of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.
TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change

in the materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of
any product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to
comply with any section of this NOA shall be cause for termination and removal of NOA.
ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed
by the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then
it shall be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its
distributors and shall be available for inspection at the job site at the request of the Building Official.

This NOA renews NOA # 07-0529.09 and consists of this page 1 and evidence pages E-1, E-2 and E-3, as
well as approval document mentioned above.

The submitted documentation was reviewed by Ishaq I. Chanda, P.E.

MIAMI-DADE COUNTY NOA No. 03-0605.01
. Expiration Date: April 18,2009
| APPROVED |
SPERCIER Approval Date: July 10, 2008

7?(\%\66 Page 1



YKK AP America, Inc.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

A. DRAWINGS

1.
2.

Manufacturer's die drawings and sections.

Drawing No. YHC300 IG-908, titled “Series YHC300 I. G. Hurticane C. W.”, sheets
1 through 22 of 22, prepared by manufacturer, dated 08/21/01 and last revised o
01/21/02. :

B. TESTS (Test reports transferred from file # 07-0529.09) original test report conducted per > A
201,202 & 203-94, now termed as FBC, TAS 201, 202 & 203-94.

L.

Test report on: 1) Small Missile Impact Test, per PA 201-94

2) Cyclic Loading Test, per PA 203-94
Along with installation diagram of an aluminum curtain wall system prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-2369-1 (I) (C), dated
08/08/00, signed and sealed by Barry Portnoy, P.E.
Test report on: 1) Small Missile Impact Test, per PA 201-94

2) Cyclic Loading Test, per PA 203-94
Along with installation diagram of an aluminum curtain wall system prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-2370-1 (I) (C), dated
08/08/00, signed and sealed by Barry Portnoy, P.E.
Test report on: 1) Small Missile Impact Test, per PA 201-94

2) Cyclic Loading Test, per PA 203-94
Along with installation diagram of an aluminum curtain wall system prepared
Hurricane Testing Laboratory, Test Report No.HTL-0231-0401-01 (HTL01024),
dated 05/23/01, signed and sealed by Vinu J. Abraham P.E.
Test report on: 1) Air Infiltration Test, per PA 202-94

2) Uniform Static Air Pressure Test, Loading per PA 202-94

3) Water Resistance Test, per PA 202-94

4) Large Missile Impact Test, per PA 201-94

5) Cyclic Loading Test, per PA 203-94
Along with installation diagram of an aluminum curtain wall system prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-2274-4 (S) (I) (C), dated
01/18/00, signed and sealed by Barry Portnoy, P.E.
Test report on: 1) Large Missile Impact Test, per PA 201-94

2) Cyclic Loading Test, per PA 203-94
Along with installation diagram of an aluminum curtain wall system prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-2274-10 (I) (C), dated
03/20/00, signed and sealed by Barry Portnoy, P.E.
Test report on: 1) Large Missile Impact Test, per PA 201-94

2) Cyclic Loading Test, per PA 203-94

Along with installation diagram of an aluminum curtain wall system prepared
Hurricane Testing Laboratory, Test Report No. HTL-0231-0401-01 (HTL01024),
dated 05/23/01, signed and sealed by Vinu J. Abraham P.E.

\_Q\AA"\ . AL‘\WL‘-

Isﬁaq I. Chanda, P.E.

Product Control Examiner
NOA No. 08-0605.01

Expiration Date: April 18, 2009
Approval Date: July 10,2008



YKK AP America, Inc.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

B. TESTS (continue)

7.

10.

Test report on: 1) Air Infiltration Test, per PA 202-94

2) Uniform Static Air Pressure Test, Loading per PA 202-94

3) Water Resistance Test, per PA 202-94

4) Large Missile Impact Test, per PA 201-94

5) Cyclic Loading Test, per PA 203-94
Along with installation diagram of an aluminum curtain wall system prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-1994-1 (S) () (C), dated
03/09/98, signed and sealed by Barry Portnoy, P.E.
Test report on: 1) Large Missile Impact Test, per PA 201-94

2) Cyclic Loading Test, per PA 203-94
Along with installation diagram of an aluminum curtain wall system prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-2274-2 (I (C), dated
01/24/00, signed and sealed by Barry Portnoy P.E.
Test report on: 1) Air Infiltration Test, per PA 202-94

2) Uniform Static Air Pressure Test, Loading per PA 202-94

3) Water Resistance Test, per PA 202-94
Along with installation diagram of an aluminum curtain wall system prepared by
Construction Research Laboratory, Inc., Test Report No. CRL-6408B, dated May 2,
1997, signed and sealed by Nari Balsara, P.E.
Test reports on: 1) Large Missile Impact Test, per PA 201-94

2) Cyclic Loading Test, per PA 203-94
Along with installation diagram of aluminum curtain wall system, prepared National
Certified Testing Laboratories, Test Report No. NCTL-210-1903-1 (I, (), dated
4/22/97, signed and sealed by Barry Portnoy, P.E.

C. CALCULATIONS (transferred from file # 07-0529.09)
1. Anchor Calculations and structural analysis, dated 08/03/98, 02/01/99 and 02/05/02,
prepared, signed and sealed by Walter A. Tillit, P.E.
2. Anchor Calculations and structural analysis, dated 12/01/97, prepared, signed and
sealed by Walter A. Tillit, P.E.
D. QUALITY ASSURANCE
1. Miami Dade Building Code Compliance Office (BCCO).
E. MATERIAL CERTIFICATIONS
1. Notice of Acceptance No. 07-1116.04 issued to E.I. DuPont DeNemours & Co., Inc.
for their “DuPont SentryGlas ® Plus” dated 01/03/08, expiring on 01/14/12.
2. Notice of Acceptance No. 08-0206.01issued to Solutia Inc. for their “Saflex HP Glass

Interlayer” dated 04/17/2008, expiring on 04/17/2013.

\,4‘4991 \,LLQ V\l&.

Ishaq I. Chanda, P.E.
Product Control Examiner
NOA No. 08-0605.01

Expiration Date: April 18, 2009
Approval Date: July 10, 2008



YKK AP America, Inc.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

F. STATEMENTS (transferred from file # 07-0529.09)

L. Statement of request for an additional one year renewal dated May 29, 2008, issued by
YKK AP America, signed by Chris Moody.

2. Statement letter of conformance dated May 10, 2007, issued by Al-Farooq
Corporation, signed & sealed by Dr. Humayoun Farooq, P.E.

3. Statement letter of conformance, dated 02/05/2002, signed by Walter A. Tillit, P.E.

4. Addendum letters dated 02/13/02, issued by National certified testing lab for test
reports NCTL-210-2369-1 (I) (C) and NCTL-210-2370-1 (I) (C), signed and sealed
by Barry Portnoy, P.E.

5. Various letter of compliance by the NCTL, as part of the above reference test reports.

G. OTHERS

1. This NOA renews NOA # 07-0529.09, which expired on April 11, 2008.

2. This approval is an additional one year renewal to facilitate intermediate compliance
to FBC 2004 by reducing original design pressure by 1.33.

3. Testing agreement letter, dated 05/29/2008 between Hurricane Testing Laboratory
(HTL) and YKK AP America, Inc., issued by HTL.

4. Various proposals approved by BCCO dated 09/03/97, 10/29/97, 07/22/98, 11/27/00
and 09/10/01.

5. One year conditional approval, subjected to successful verification test, the final

approval will be balanced of total 5 years.

\Q\AQQ\ \. L\Am« -

Ishaq I. Chanda, P.E.

Product Control Examiner
NOA No. 08-0605.01

Expiration Date: April 18, 2009
Approval Date: July 10, 2008



REV. DESCRIPTION [or] oarc
|NDEX OF DRAW|NGS A _|AS PER DADE CO. REVIEW RT8{1/21/02
YHC—-300 IG HURRICANE CURTAIN WALL
TYPES CONTENTS SHEET # SMALL MISSILE IMPACT RATED ® 90 PSF DESIGN PRESSURE.
GENERAL COVER SHT. & GENERAL NOTES 1 (SEE SEPARATE NOA FOR LARGE MISSILE AND/OR HIGHER PRESSURE RATINGS.)
ELEVATIONS ELEVATIONS KEYED TO SINGLE GLAZING DETAILS 2 ‘
GEN. DETAILS TYPICAL GENERAL DETAILS 3 GENERAL NOTES:
VERTICAL DETAILS 4 1. REFER TO ANCHOR SCHEDULE ON ELEVATION SHEETS FOR ANCHOR TYPE IDENTIFICATION.
DETAILS FOR
SINGLE GLAZING | TYPICAL DETALS 5 /A 2. MAXIMUM DESIGN PRESSURE RATING IS +90 PSF, —90 PSF.
STOREFRONT & DOOR 6, 7 3. THE SYSTEM AS SHOWN HEREIN MEETS THE SMALL IMPACT PROJECTION REQUIREMENTS PER THE
HEAD ANCHOR OPTIONS 5 SOUTH FLORIDA BUILDING CODE AND NO SHUTTERS ARE REQUIRED FOR INSTALLATIONS ABOVE 30 FT.
FROM_GRADE (SEE SEPARATE LARGE MISSILE NOA FOR INSTALLATIONS UP TO 30 FT. OF GRADE.)
SILL ANCHOR OPTIONS 9 T
SECTION & 4. ALUMINUM ALLOY ON ALL STRUCTURAL MEMBERS SHALL BE 6063-T5 WITH A MINIMUM
ANCHOR DETAILS SPLICE & ANCHOR CLIP 10-12 YIELD STRENGTH OF 23KSL ALL PRODUCTS WITH THE MARKING ''YKK AP AMERICA" -
MID—ANCHOR CLIP 13-15 . AND ""DADE COUNTY PRODUCT APPROVED" ARE IN COMPLIANCE WITH THIS SPECIFICATION
FOR STRUCTURAL MEMBERS.
STOREFRONT & DOOR ANCHOR 16 A
, ~ 5. MAXIMUM GLASS SIZE SHALL NOT EXCEED 58 1/2" IN WIDTH OR 96" IN HEIGHT.
MATERIAL LIST BILL OF MATERIALS FOR SINGLE GLAZING 17 ALL GLASS TYPE LISTED BELOW MUST COMPLY WITH ASTM E-1300-98.
TO DETERMINE IF HEAT STRENGTHENED, OR TEMPERED GLASS IS
NOTES & INSTRUCTIONS ON GUIDE 18 REQUIRED, BASED ON AREA OF GLASS AND APPLICABLE WIND LOAD, PLEASE REFER
CHARTS GUIDE FOR 'F' ANCHOR IN CONCRETE 19 TO TABLES ASTM E-1300-98.
BOLT SELECTION — HOWEVER, OTHER CONSIDERATIONS OF THE BUILDING CODE, REGARDING THE USE OF
CHARTS GUIDE FOR 'F' ANCHOR IN STEEL 20 SAFETY GLASS, ETC. SHALL BE APPLIED AS NECESSARY. ALSO, GLASS
GUIDE CHARTS GUIDE FOR ‘T ANGHOR 1V CONGRETE > MANUFACTURERS SHALL BE CONSULTED FOR THEIR RECOMMENDATIONS.
p_— 6. SHOP DRAWINGS PREPARED, BASED ON THIS APPROVAL AND TAKING INTO ACCOUNT
CHARTS GUIDE FOR 'T° ANCHOR IN STEEL 22 THE SPECIFIC JOB CONDITIONS, SHALL BE SUBMITTED TO THE BUILDING OFFICIAL AS
PART OF THE PERMIT DOCUMENTS.
/A 7. STRUCTURAL STEEL NOTED ON THESE DRAWINGS AS "STEEL BY OTHERS” MUST WITHSTAND
THE LOADS IMPOSED BY THE CURTAIN WALL SYSTEM.
/A 8. ALL STEEL IN CONTACT WITH ALUMINUM TO BE PAINTED OR PLATED. PRODUCT RENEWED
as complying with the Florida
PRGDUCT RE NEW Building Code g
88 complying with tthﬁl‘)lmda Acecptence No 0 2
Bitting Code Expiration Date o
Axeptinee NCD-0527 0 py \Shsee, | Lliene
tion D"@ZZZDO & IMismi Dadk Product Control
By )Q‘M ’,(_L‘“c\‘ Division
DMlk'l;“ Dade Prodwct Control
GLAZING DETAILS FOR ACCEPTED GLASS CONFIGURATIONS: vision A
. ALL GLASS TYPES TO BE USED WITH THIS PRODUCT MUST COMPLY W/ASTM E1300-98 i
Florida Balding
OVERALL GLASS Dete I \S | Lo0Z
GLASS DESCRIPTION NOMINAL THICKNESS GLAZING | GLASS STR. NOAN ol=-o09124 o
TYPE THICKNESS |PER ASTM E-1300| DETAIL [ QUALIFIED Miami Cootral
Dede
L 3 La \- L\AAWJu
7/16" LAMINATED (3/16" GLASS + 7/16" . 'T*EA;EETE% By |ehaq
£2-0361 /m @ 0.060"PVB* + 3/16" GLASS) 3/8 1 EM
———————————————" \
—_— . . . TR -
T = R 9/16" LAMINATED (1/4" GLASS + 9/16" 1/2 2 HEAT STR. RESERVED FOR METRO~DADE USE ONLY
e~ s ————————— 0¥ <P> 0.060"PVB* + 1/4" GLASS) / TEMPERED
FrrCTTTTeTSTITSTITYY ] | e e s s {0 YKK AP AMERICA, INC.
=—— NS = oz 8630 GWALTNEY DRIVE
[(/C-./ 7= (*) SPECIFIC PVB COMPONENT Amaried ATLANTA, GEORGIA 30336
— q £2-0352 4 £2-0351 ACCEPTED: "BUTACIDE" BY DU PONT e o
AND “SAFLEX" BY SOLUTIA. YHC 300 I.G. HURRICANE C.W. NONE
DESCRIPTION
3/4" 3/47 TABLE OF CONTENTS & NOTES
DRAWING NUMBER REV.
A YHC300 1G-90S A
EXTER'OR APPROVED BY |DRAWN BY DATE SHEET NOL
JIA RTB 8/21/01 1 of 22

G:\SYSOWGS\ YHC300IG\DADE\90PSF\C300190501.DWC



REV. DESCRIPTION av [ pate
A JAS PER DADE CO. REVIEW RTB{1/21/02

SEGMENT 13 A SINGLE SPAN. CONDHION.(SEE

NOTE 3). NOT REQUIRED IF TWIN SPAN:( YHC 300 IG SYSTEM (90psf) — SMALL MISSILE

(SEE BELOW FOR DETAILS & REQ'D

MID—ANCHOR REINFORCEMENT)

N —=0 e 510" TYPICAL USE
MAX. | . O GENERAL NOTES:

1. DOOR AND STOREFRONT DETAILED HEREIN ARE:
DOOR; YKK MODEL 35H (PER CURRENT METRO-DADE N.0.A.) 4. ANCHOR SCHEDULE

i
|
D @) STOREFRONT; YKK MODEL YHS-50 (PER CURRENT METRO—DADE N.0.A.)
4 . i : REFER TO SPECIFIC DOCUMENTS ON THOSE PRODUCTS FOR FURTHER
; ~ INFORMATION.
2 | 7 2. ADJUST SIDELINE SPACING '‘A" FOR DOUBLE DOORS AS FOLLOWS: SYMBOL
z I | i FOR 7'-0" DOOR A mox. = 2'-3 1/2" |
. 75N I I FOR 6'-6" DOOR A mox. = 2'-9 1/2" i -
S 05 | | FOR 6'-0" DOOR A mox. = 3-3 1/2" DESCRIPTION REF. DET'S
- I ' .
i ! 3. STEEL REINFORCEMENT REQUIREMENTS FOR MULLIONS: Q| "F* ANCHOR : . se/e. 00/
UK"“ \ ! : A QD) 1" ancHor . . ccre. &
/ | % ! p CONDITION SPAN STL. REINFORCE|APPLICABLE MULLION DETAL | (CWD| wiNDLOAD CLIP ol ()] o() o(2) :;C?S.’ﬂ‘u
| ) . _
L AL [ 74 SINGLE SPAN UP TO 8'-4 1/2 NONE SEE DET 2/ SHT. 4 @ DEADLOAD CLIP§ o) 'wl :;Xf ;%n
~ T , 8'-4 1/2" 10 12'-6" |YES SEE DET 24/ SHT. 4 ?\N $N(|)_}r ONE DEADLOAD _IA_\PE’LICATEON PER MULLION/JAMB SEGMENT,
TWIN SPAN/ ‘g . HER ANCHOR IN THE SAME SEGMENT SHALL ALLOW FREE
(O MULTI span  |UP TO 12'-6" EA. SPANINONE SEE DET 2/ SHT. 4 MOVEMENT DUE TO THERMAL EXPANSION. SEGMENTS SHALL BE
I L CONNECTED BY MULLION SPLICE AS SHOWN ON SHEETS 10-12.
ONLY MID—ANCHOR REINFORCEMENT.
®; 7 Z PRODUCT RENEWED
R | b an | D - i m-mwiﬂﬂ with the Florids
/51 1) (52 (52R Baitiing Code .
VA, A, Aeoeptance No 02-05 19 0F
Lpiration Dute ’j?
INDICATES STEEL
| (lasy | . (hansi<
/ fg i Dade Prodnct Controt REINFORCEMENT
/ NOTE * iam AS REQUIRED
2 g Division (SEE NOTE 3)
<] ' b * - » " 0 "
Z Y A 5'-0 . 5'-0 A7 A 5'-0 . 5-0"
g gl c // // // // . . MAX. MAX.
Y & & PRODUCT RENEWED
gﬂ fxg‘{ﬂﬁ}gﬁ% with the Florida
INDICATES \os/ (] aovip Code
MID—ANCHOR - : Qifii;‘:j‘s'%”‘) 08-0605 0|
REINFORCEMENT { / — e 09g
m}é’emgﬂown) / / Y & be bhay | Lhau,
Ahiahniadbelnginid | D 7 2 _ _/ gzl__ Z_ ~ o é_ _O ‘ ;;f?‘;; Efadci’mductcmml
1y izio
53\ S3A) (S4R)
13/ s/ \J¢/
+ bt
/5 / 3
2 M\, D A
) === 1 - Approved as complying with the
= = 3
h-.___gh | \o4/] R Florida Buiding Code
2 i [ / % Date APRIC | , 2002
[ s / = Ve o LT
X VA /Ks\ :: 7/ m N7 2 // (3 'I Miani Dude Produst
o O 04 06 06 04 04 E ; ! !
N 2 "% UH/%tF%:\/ Ty . nn,”\'h -~
o N, o /// =
© -~ 1 o O
/ Il AN m o\ / y/ \05/
/ " .\l" | / / A RESERVED FOR METRO-DADE USE ONLY
. { il '_! ; +30'-0" YKK AP AMERICA, WC.
. I O MIN. ELEV. ABOVE $630 GWALTNEY DRIVE
/2" 055 % GRADE TO USE by S ATUANTA, GEORGIA 30336
< { THIS SYSTEM AS SYSTEM SCALE
Q NOM. 3_g° A SHOWN. (SEE SEPERATE YHC 300 1G. (90psf) /2
= LARGE MISSILE NOA
~ MAX. D.O.W, FOR UP TO 30'-0" e ELEVATION
N ELEVATION KEYED TO SINGLE GLAZING DETAILS
- OF GRADE.) TRAVING NOWBLR REV.
SCALE 3/16" = 1" - 0" YHC 300 1G-90S | A
APPROVED BY | DRAWN BY DATE SHEET NQ-
Ja RTB 8/21/01 | 2 of 22

G:\SYSDWGS\YHC300IG\DAOE \ 90PSF\C300190502.0WG



N AN
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TYPICAL CONNECTION DETAIL

E£1-0175 (WHEN REQUIRED)
(2 1/2" x 4 1/2" x 3/167)

E9-3108

A

EXTERIOR

ol

3/4"

3/4°

AN

114"

t 1/4"

SECTION .

APPLY SILICONE SEALANT TO END
OF HORIZONTAL JUST PRIOR TO
INSTALLATION OF HORIZONTAL.
AFTER HORIZONTAL IS ATTACHED,
CLEAN EXCESS SEALANT.

APPLY BUTYL TO FILL GAP
© END OF HORIZONTAL

IC |

e

FILL GAPS BETWEEN STOP
& VERTICAL MULL. WiTH

SILICONE AND TOOL.

CONTINUOUS BED OF
SILICONE SEALANT

HORIZONTAL TO VERTICAL

HF2528-W1(2)
1/4°-20 x 1 3/4"
HWHTCS TYPE F

TYPICAL SEALING DETAILS

/— SET IN SEALANT

MULLION END CAP

(APPLY BEFORE MULLION ERECTION.)

£9-3114

DESCRIPTION sr | pare

IAS PER DADE CD. REVIEW RY8]1/21/02

SECTION
CONNECTION "HORIZ.—VERT.”

END DAM_@ END OF
HORIZ. HEAD & SILL

HF2528~wW1(2)
1/4°~20 = 1 3/4°
HWHTCS TYPE F

PROBUCT RENEWED

lilying with the Florids
m ifing Code

Amptnnue No 7-0325 O
Explrution Dute 220D PROGUCT RENEWED

Liae | am
ﬁmjéﬁ?*"\‘cm;%‘

Division

s comi*}yu« with ,
Buil disig (‘oge the Florida
Acceptance Ng )

Espiiation Date

(@ INSTALL END DAMS
£2-0368 & E2-0369

@ APPLY SILICONE
DOW 795 SEALANT
ALL AROUND

Approved as mplymg with the

Florida Bui
'A&xc ¢, 2000
uou o\~

P Pt Gt

Miami

m\a‘ﬂ \ LLAV\AG.

RESERVED FOR METRO-DADE USE ONLY

Q@ APPLY STEPS 1 & 2
BEFORE INSTALLING

YKK AP AMERICA, INC.

5630 GWALTNEY DRIVE

ATLANTA, GEORGIA 30336
Amarisd

EXTERIOR  GASKET

SYSTEN

SCALE

YHC300 1G (90psf) 1/2

DESCRIPTION

TYPICAL GENERAL DETAILS

DRAVING MUMDER

APPROVED BY | DRAWN BY

REV.
YHC 300 1G-90S A

DATE SHEET NO.
8/17/0t | 3 OF 22

JiA RTB

G:\SYSOWGS\YHC300IG\DADE\90PSF\C300/90503.0WG



REV. DESCRIPTION sr] oare

SECTION ( ) SECTION ( ) A _|AS PER DADE CO. REVIEW RTB] 1/21/02

-3118
=0361 SEE CHART
— ~— / P

/A‘ SECTION ( : ) .

9-3118 S S £2-0239
/ ” " | I ~ £9-3170
| e - T
N N
| | / —
SILCONE —
DOW 795
- TEX 1012
@ / o 2-0361 0261 £2-0361 :fz‘-z.%. 0187°0.C.
/ / b, _
2 [&723 (&é_\___ X X1 1/2%1/8"
= = S -3 HEAD
ﬁw o
'0 13
SEE crum} < .
- - ©
L = ~ TeX 1012 S
181 e 3e — e18"0.C. by
-0361
¥ £2-0239 .
A — .
. o
EXTERIOR 2 ==25 \ AND BOTIOM
£1-017% SECTION ‘ N _sicone
(2 1/2" x 4 1/2° x 3/16") \ . —_— | ~oow 795
\ — y
\ HAR, -0037
N .
—_— § - — 3/4 9 =317 1/8" FORMED ALUM,
N .
S - - | vz 6 9/16
) N
S 2 EXTERIOR A
\ o
N PRODUCT RENEWED od
° : a8 complying with the Floride %'r’z: ugmcpz:ns with the
S N Buiding Code Date R T 2
N O7-0) 29 OF , 200
~ N REWNF, ATTACHMENT Acceptance No LA NOA# (X EPY)
§ AT HORIZONTAL (SEE A-A/3) Expiration Dute W S Miami Dede Produet Contrel
—__NI_ NOTES: B La ) c Division l
0381 N\ 0361 1. EXTERIOR GASKET CHART: M e Tountrel By S “‘“‘:ﬁ'_é.,-l“_i“é‘
\ m |/ Division
= S NOM. THICKNESS USE:
—_— 7/16" GLASS £2-0352
9/16" GLASS E2-0351 RESERVED FOR METRO-DADE USE ONLY
] : YKK AP AMERICA, INC.
see crar 3 PRODUCT RENEWED 3650 GWALTHY 0RVC
SE— 3 as complying with the Florida Ameries ATLANTA, GEORGIA 30338
- Building Code eTEn SOALE
9181/ | 3/ 3/ 2 No OF ~ [~ o‘l YHC 300 1.G. (90psi) 172
“aplration Date (9 4 m? DESCRIPTION
. VERTICAL DETAILS
3 By \>M’7 ) -L‘A(’l V\/<( bt DRAVING FUMBER 372
A Ainan Dade/Product Control YHC 300 1G-90S A
EXTERIOR i APPROVED WY | DRAWN BY  |DATE SHECT WO,
LAIERIOR JA RT8 8/17/01 | 4 of 22

G:\SYSDWGS\ YHC3001G\ DADE\SOPSF\C300190504.DWG



A

EXTERIOR

REV, DESCRIPTION o] oare
A |AS PER DADE CO. REVIEW |rve[1/21 /02
SECTION
§ ; 10 3/16"
'S - 7 1/16° /8"
SILICONE \_PER ANCHOR BOLT
DOw 795 SELECTION GUIDE
2-0239 | /Mﬁ
3-0037 B
7 9-3137 !
-~y \ e,
-20 %
=3170 I} vownres Tvee F
5 |
a \_F-ANCHOR_SHOWN -3n S
SEE SHEET 8 FOR MULLION (T-ANCHOR)
SEE NOTE ll_/ \JZ;M Eé:ezz/)z. PHSUS I A o
(2/HORIZ. @ 3" FROM ENDS) ) ®
SEE CHART -‘/i-:._- > 1/8" FORMED ALUM. B
71/18 " e PC 1210 (J12 x 5/8" PHSMS) Sucone ~
© 18" 0C. /_
SECTION e
——@ ) 1/8" FORMED ALUM. S H 0238 [z;w
e 38, ; ]
S Wy
2 % = .
2 FC-1012 {J10 x 3/4" Frsus) (==l I
@ 18" oC. ———
O OTTYTY
'S -
cs;nsoz {AL. ANGLE) 0037 .
wi | .
| SEE NOTE 2 Y m—
N - B \ £9-3170 | 3/4 ,
-3161 M:’f-sf;o;ﬁ)g/q' /8" = TYP. A
. EXTERIOR
x PC 1010 (J10 & /8" PHSMS)
> ) © 18" oC.
£9-3170 SECTION ( : )
SEE NOTE h_/ \_£2-0361 \_';f;’ﬁ’}, PHSMS
TYPE A8 i
PO (2/HORIZ. © 3" FROM ENDS)
174"
SECTION \M
Approved as complying with the
| Florida Buiding Code
£9-3170 . CHART Date APRa %) 2002~
5 1/4 NOA#_o |~ 0924 . g]
Mismi Dade Produst Coatrol
Division
¥ 21/16 By_\olaa . Chande
° F=ANCHOR_SHOWN PROD:}J&T RENEWED ! '
SEE SHEET 9 FOR MULLION (T-ANCHOR) as complying with the Florida
SEE CHRT )/ /A Buiding Code NOTES:
R Acceptance No 07-0929.09 | 5/16" DIA. WEEPHOLE. (2)/HORIZ
. : S . Wi HOLE. HORIZ.
") SEE NOTE J2 — ] Expiration Bute o LOCATED; © 1/3 D.L.O. FROM ENDS
=316 8y | Shag ) handa. 5/16" DIA. WEEPHOLE. (3)/HORIZ. RESERVED FOR WETRO-DADE USE OMLY
HF2510-W1(2) M.nan_n Dade P F Control LOCATED; (1) © 3" FROM EACH TKK AP AMERICA, INC.
L{:&I? e Division END AND (1) @ MID-SPAN, $630 GWALTNEY DRIVE
PER ANCHOR BOLT . ATUANTA, GEORGIA 30338
__/l iyl Ll / e o ;Rtgggicr RENEWED 3. EXTERIOR GASKET CHART: mm“"”". SCALE
I~ o e s “Umpiying with i
See vom It a5, asm Building Code 1 theFlorida o eNFeS USE: YHC 300 LG. (90psf) /2
cceptance N, = DESCRIPTION
g 3 S'M/ 11 | I/ Expnfatz‘cng;gza =060 -0 é 7/16" GLASS £2-0352 TYP DETAILS
13 8 Oow 795 U UL ‘2 9/16" GLASS £2-0351 DRAVING MMBER REV.
S ‘Mol - YHC 300 1G-90S A
ae B APPROVED BY | DRAWN BY DATE SHEET NO.
& Froduct Control JA RT8 8/17/01 | s of 22

G:\SYSOWGS\YHC300IG\ DADE\ 90PSF\ C300190S05.0WG



REV. DESCRIPTION Jar] oarc
A |AS PER DADE CO, REVIEW Rv8{1/21/02
WHEN REQUIRED: E1-0175 )
/(z 1/2° = 4 1/2° x 3/167) R
I e .
pee” 2
et X bbbt 3o 30 -
e NSy £2-0084 i -
£9-0505 o — -
/—-_— - B
|
§ ] -t £9-0604
Ky | £1-1068 SILICONE ~—
REINF, ATTACHMENT / DOW 995
FC 1456 A - FC 1432
AT HORIZONTAL (SEE A-A/3) : 114 X 3 1/2° PHSMS F==3 1058 #:E",:' FHsus
" TYPE AB 1 [
£9-5108 1 016 0¢ ¢ 1/2" ] I £2-0084 ] © 16" 0C. 4 1/2°
5 | I Frow EAcH END ] SwCoNE J FROM EACH Eno =31
s ‘j () DOW 995 B}
“ \ i " 1 !
H 1 1 i i "
» | I 3 ~
== ——— |
g : r ' N
~ i ! 2-0081 Iy H “
~ by | |
h L—J
4 I -0081 ==3 -
{ £9-0506 (. }
£2-0361 A —=xx=——===~a
\__..\.\.._.___;x.JJ
4 Nl A
| == \ £2-0361
- T AT T ] SILICONE i L -
o e 0ow 795 \E"ﬂ —
A \ SILICONE
2| ser comar £9-3166 DOW 795 *
€9-3166 / Iy
- 21/ 7/8" 0
-~3161 3/4 / SEE_CHART
/4" =
3 A bLO 2y s

SECTION 0 EXTERIOR L0 3161
) EATERIOR A
L EXTERIOR

WHEN REQUIRED: E-0175 e
/ @ /2" = ¢ 1/2" = 3/16) - PRODUCT RENEWED
&s complying with the Florida
— v — SECTION Building Code
,___‘_‘_Z___,,_, Acceptance No ~ S. O/
/ f’— —_—A e v £9-0504 Expisation Date 007
N I I - PROBUCTRE}VEWED By l_(zl,;s.% ‘ . Z L,AM,L:
\{' £1-1068 ;ﬁmm“? with the Floridg Miawii Dade Product Control
R, ATIACHMENT M Vo A ding Code Division
AT HORIZONTAL (SEE A-A/3) : ~ £2-0051 £9-0226 . m:nce No07-0524.0
£9-3108 | FC 1456 ﬁ] / \ 1o Dute w¥
‘ e x s v g o = S By b | (Lo A
> N @ 16" 0c. & 1/2° LY " ‘M\L\‘bﬂ_
- j FROM EACH ENO | ] L SIUCONE Miami DadelProdwct Centrol Approved as complying with the
@ [ S oow 995 Division Florida Buidiag Code
] i Date L !
> : r — . €2-0083 E NOA#¥ O\~ 2\
) ¥ Miami Dade Product Coutrol
4 Division
———1 -'l-—-— 9= By \$\Aﬁﬁ"LLAI.L4_=_
£2-0361 e e xm—— o~ - n NOTES: N
j FQUEUIRG W) W S ' -
} N~ - il Z —— 1. EXTERIOR GASKET CHART:
= \ O o )4 £2-0081 NOM. THICKNESS USE:
— SILICONE = -
Y === oow 795 7/16” GLASS E2-0352 RESERVED FOR WETRO-DADE USE ONLY
4 s sl N 9/16" GLASS E2-0351 e ae e
'5 SEE_CHART -5 LRZLN 13167 5630 GWALTNEY DRIVE
= - 1/8" 4 /16" Amsriod ATUANTA, GEORGIA 30338
SYSTEM SCALE
9-3161 3/4° 21/ D.0.W. YHC 300 1.G. (90psf) 1/2
- DESCRIPTION
5 14 A SEE DETAIL OF DOOR AND STOREFRONT AND DOOR OETAILS
SECTION EXTERIOR STOREFRONT IN THE GRAVING NNDER LV,
=01 A0 CORRESPONDING NOTICE OF YHC 300 IG-905 A
ACCEPTANCE APPROVED BY | DRAWN BT [DATE SHEET M0
Ja RTB 8/17/0V | 6 of 22

G:\SYSDWGS\ YHC300IG\DADE\ SOPSF\C300190506.0WG



71/16"
REV. DESCRIPTION [ox] pare

A JAS PER DADE CD. REVIEW RTB|1/21/02
11/16" 1/4" s 1/4"
‘_4 d
NOTES: P —— LR/ALS
- 1/4"
£9-3108 . 5/16" DIA. WEEPHOLE. (2)/HORIZ. AL e .
LOCATED; @ 1/3 D.LO. FROM ENDS A
2. 5/16" DIA. WEEPHOLE. (3)/HORIZ. 2o £9-3108
LOCATED; 51; © 3" FROM EACH
l END AND (1) © MID-SPAN. ?,
HF2510-w1(2) £1-3001 3. EXTERIOR GASKET CHART | S a
W1 . :
1/4"-20 = 5/8" HF2510-W1(2) |
HWHTCS TYPE F . NOM. THICKNESS USE: 1/4°-20 « 3/8° 1
1432 rq - HWHICS TYPE F
pox et —_— 7/16" GLASS | £2-0352 . -
c. d - - — " FHSMS FC1220(2
FROM EACH €e L #:g',e' (‘z/)‘ Frsws 9/16” GLASS £2-0351 Lee'd L n2x )1/4' FHSuS
/ 16° 0.C, 6 1/2° e TYPE AB (2)
I FROM EACH EDGE
1
l ) = = =1
S] £9-3166 | 3 N & 13/16" {l T / \?.UL"C%
. l £1-1068 = 1/16" 5 -
g L}
> E£2-0084 SILICONE 1/8" Q |
o~ ) £2-0081 oow -
£2-0081 ~ |
£2-0081 |
. £2-0062
€2-0085 g
() LT
@ { \\m 3 | £9-0221 @ } - \
@ 3 DOwW 995 ’ /1 N\ E9-0501
(-]
g - { £2-0086 ¢ { % \\E2-0051
S ' o
ot SECTION ( > s W L J
ﬁ s /8" i ; ® { 5" /8"
A 5 ~
e L) £9-0220
6 15/16" ! > Yo ;)s Rc(;gUlCT RENEWED
- A piymg with the Florida
[ £ 1 1/8" o { ﬁB\uﬂd‘lng Code 08
< ceeptance No -0
s . ( - £2-0085 - Expiration Date 6 5.0l
~ g U 3
° DOwW 995 ( .'.',
~
9-0608 fl £2-0061 / ‘ -
= L ]
] I £9-0225 / SLCONE
' €2-0051 €2-0081 DOW 995 Approeved as complying with the
Florida Buiding Code -
_ \ FC 1008 _Afmc \fi2o0t
% ' o =061 ' €9-0505 \ £o « 172" £9-0502 SECTION ( > oy N ET-LEXF
~ ' \L 5 iy’ Miami Dede Prodect Control
- ey Divis
| £2-0080 ) ) | [ "RQDU By .ﬂ\-\ﬁ‘t \._(___E‘mﬁé_&
. ) | 3|8 | wcf RENEWED '
-0611 » e E9-0611 Bui:m. Coq "RWlth the Flarida
. ' . M’Pl‘uncew 07 -
B S ! Xplruuan nal::}r;\f—ﬁ;é
—~ ! H 1 RESERVED FOR METRO-DADE USE ONLY
. SILCONE " | \\r}\
° FC 1208 i~ e SILCONE i TKK AP AMERICA, INC.
5 bow 795 [ #35 x Ae:/z' prsus § | 5 m > [ ';‘,’2‘2"? /2" orsus | 1 \ET"_%—:&‘: \oow 795 x‘:’;‘.l;nﬂade Producy (,nm.,,, g $630 GWALTNEY DRIVE
:.:;“o'g'k: ::éé:: ;’zeeo.‘g. 6 1/2 Ameriod ATLANTA, GEORGIA 30338
SECTION FROM EACH EDGE SYsTEn SoAE
___@ ) SECTION ( :) YHC 300 1.G. (90psf) 1/2
[_PER ANCHOR BOLT i DESCRIPTION
SELECTION GUIDE e onos ot SEE DETAIL OF DOOR AND STOREFRONT AND DOOR DETAILS
2 9/16” 2 916 STOREFRONT IN THE DRAVING MMBER REV.
! I CORRESPONDING NOTICE OF YHC 300 iG-90S A
ACCEPTANCE APPROVED BY | DRAWW BY DATE SHEET W0
JA RTE 8/17/01 | 7 of 22

G:\SYSDWGS\YHC300/G\ DADE\SOPSF\C300190507.0WG



REV. DESCRIPTION ]| oare
-8 A |as Per oaoE co. REVEW ~1e] 1/21/02
3 2. /4
3 IRVAL
REF.
6 3/4
SECTION . l l
| i : '
8y g 3 |
D =1 3 0 y
Nl N
o > DOw 795
' ( '"IT:II" - ) | i i l \ PER ANCHOR BOLT
] 1 - ) SELECTION GUIDE
: — A /2 prsus : £1-3019 | Pl A
N ( . e & N
i * | C— 7 ) I
WAL JAMB ] > ! — 6.750"
WHEN OCCUR, 1 " I
i = " g , ® 1 |
]
! PCI010 I -3
: 05/5' PHSMS - : _'.Z__ _ ______"J_‘(’)‘:‘:/:_m____: H /._EL}_G )
'\ L T L g :.j
: — ﬂ) : l 29 ' : : £1-3006 0.156" 3
F'_ANCHOF r L £1-3004-1
Vp=b N H .
F SPECHOR
SECTION TAIL
. | 5 Ve |
M 11/4° 5 . |
@ PRODUCT RENEWED I
as complying with the Florida PRODUCT RENEWED _
o Building Code as complying with the Floride ;
o Acceptance No 08 -060S.0) Buiding Code . 2
5 Esxpiration Date Aeveptance No g:! -05124,04 g
=i Expiration Date APQ1\ \8 2008
> By \(7\""""] \. \boade
L Miawi Dade Produst Control By \5‘-«‘:5 \ . u/\ﬁuﬁ)"
9 1/ Eivisicn Miami Dade Prodwct Control 0.180" §
Division "T" ANCHOR
- DETAIL
21/47 3" 2 /47 ' 2 9/16° REF.
(€-C\
PER ANCHOR BOLT v |
/ SELECTION CUE SECTION . i
| ' I~
I : : ] Approved ss cotaplying with the
SCEmE . _. e | e
| i Dote
o NOA# S\~ ¢
! 20 x 1y Miami Dede Prodaci Coutrol
I HWHTCS TYPE F ‘
|

/_:v;m

1
T oo ” > =3
' 2
o 1 112 x 1/2" PHSMS 170
N : TYPE A9 3= RESERVED FOR METRO-DADE USE OWLY
- : N\_E1-3006 ﬁ YKK AP AMERICA, INC.
! : _ $630 GWALTHEY DRIVE
PC1208(2) | Ameried ATLANTA, GEORGIA 30336
: 3/4 \€£1-3008 - \—{,‘,SE'A;/ 2 PHSuS £1-3003-1 STRTCn SeAE
g N 08 IT'_ANCHOR (2/HORIZ. @ 3" FROM ENDS) YHC 300 1.G. (90psf) 1/2
E1-0175 WHEN =31 DESCRIPTION
SECTION HEAD ANCHOR DETAILS
ORAVING NUMBER REV.
. YHC 300 1G-90S A
APPROVED BY |DRAWN BY DATE SHEEY M.
JA RT8 8/17/01 | 8 of 22
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REV. DESCRIPTION oy | pate
A _[as PER papE CO. REVIEW rre]1/21/02
—311 'F'ANCHOR
SECTION .
1 9-316
12 x 1/2" PHSMS £9-3162
S TYPE 48 7 €1-3004-1
H T v [ 7-§==| E1-3004-1
| — I ( [ !
| n s \ : P A ; £1-3006
H -
! ! e /Il
] P - 1 - TION ‘
: | HF2528-w1(2) ) . e | 1-301 - i1 SECTI G
4 1/47=20 x 1 13/4" ” 1 [ PC1010 P !
| . HWHICS TYPE F 130041 o 10 2 5/8" Pusus | |
| b : 1-301 i TYPE A8 1 :
I ” I L] |
| | \Pcsows o | i ] !
1 et/ | 3/4 !Y'PE.AB/ II I i 1 ! PER ANCHOR BOLT
MY = T /-SM'WMc
: H — ] !
\ —__ ] (LI ! = i —
ly il 11 [N
R i SILICONE 1
: o omee ! 1
: : wls I 11 : 1
L - i
K - . (5-D) )l
‘;' 1
: ] 1 1
! PER ANCHOR BOLT
SELECTION GUIDE
3 1 1/18" 3 316"
1/2° NOM., 3 2 1/4" ;
17 MAX,
6 35 <
[2 4
o PRODUCT RENEWED
a as complying with the |
= Buiding Code ¢ Floride
& paeptunce No91-05 29, 9q PRODUCT RENEWED
Xpiration Da¢
CAPRW. 18 2008 as complying with the Florida
By (ol |, PR Building Code
0 Dy B Prodhet Contidh B g 3
SAEEL ReniroRC bvision ‘ P 09
By \94"% ‘ . avele
Migmi Dade Product Control
Pivision
: { €9-3108 £a-0360 T prsus : )
! ﬂl T"ANCHOR ~ TYPE A3
PC1208(2 f SECTION
112 x 1/2" Prisus 1 ‘) £9-316:
TYPE A8 ! 4 £1-3006 /
e bt - L ; €1-3003-1
A\ . . ¥
\ i | A 1 !
0 | r : i |
1 r‘ T £1-3006
1 |
: ! g \-:73?335‘?(12 ’3/4' @ 1 /11~ Approved n MWMIWRhm
. g [ ! HWHTCS TYPE F ) 1301 9-3116 Florida Buiding 2002
B3 ' I : ) ' + b Dmte__APRIC 15, 2002
n =0t ? i R SECTION NOAw S 10 2 ol
1 . ] \ff3°l°m- PHSMS : #:E-‘:/a to Q Miami Dade Produet Control
! - ! TYPE A8 | [ Divislon
1 @ 1 t (. B ha L\,\A A—q
e M) e fFrosoost : |l ’
ﬁl { ! f 1 7 —— L1 ] /—:LkEmzr
i ]l |l 1 I i I \ / l I T T T/ : : |
L 1 L . : ; | RESERVEQ FOR METRO-OADE USE ONLY
il § ; suuco;cges / R,
' ; wis 5630 GWALTNEY ORIVE
N i =" (E-E) NP ATLANTA, GEORGIA 30336
| v ! SYsiEm scat
: 2 174 3 2y 2 9/16" ReF. | I YHC300 1.G. (90psf) 1/2
DESCRIPTION
BOTTOM 'F" & 'T° ANCHOR DETAILS
I 2 9/16" REF. I . . DRAVING MUMBER REV-
I ' 2 9/16" REF. 3 1/16" REF. ! YHC 300 1G-90S A
91/2" APPROVED BY | DRAWN BY DATE SHEET MO
JA RTB 8/17/01 | 9 of 22
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N

& OF MULLION SPLICE J1.

1 G oF cover spuce .

SILICONE SEALANT

G '\\rrwoa 8-32 % 1/2°

—_———

1 [ 1

| [ |

| | i

| | |

| | i

I | : £1-3005
T i S

| | i TT—4

| I i i

| I i i

| | i i

| | I b I

| ! | !

L ] i -
| | | I

| I i i

nrif "

1))

L _
] | -
| l Jan\) - -

! | \J g ék .
! | ~ N s s 2™/
| | 1.1/2" 1 1/2 (2 / sioe)

| |

| !

@ exterior A

IC WIN P

DETAIL
© JAMB

| .

I I
I | | | Pmes e | //l
T I :
I I
ol I H f
T I Y
| ! | || [/
Ll | () W7
L j . Y%, T
L I
I |1 [ _ I: ;
I e e et e
T R
L) | é\h :,' 7
T I =
Bl | | > X 7
T I |
1| I II' f
i I

74 ~N
i uso72 (2) : N |
| | IV?&ZS 3:.:/;;0:"::5:-// £1-120¢ | d
| | h | 1/2°=13 HeiN : ;/l
o [ s 3000 (2)_f
I e IS
T I + !
T I |
b I I
T I :
Y |
] | | | NE9-3118 _
1 i ] ]
L 51/4' ! 1"

EXTERIOR A

STEEL BY OTHERS

STEEL BY OTHERS

4 'wa' er0x0
/

——— G OF FLOOR

N

} SOFWLWN_S_PUOEJT

= B R R

]

!

I I

I I

I I

I I

I I

| I

I I

I I

[ I

I |

: s D SRS : 7 /l

| 1/2““:15:00:»5:) | /,

l WS 35000 (2) I

1/2" Sww
} W 5000 (4)\ |
L RN |
]
| I 7
| iy — 5 4
)

I I f

[ I

| ol
| ; “—"6333—;-——4—~
! i I L
! I 7
I I —_] !
[ : £12120 ] + : E' %
I '
I I i
] | 11/4" {
I [ .- I
| | 9 | | €1-3008 ﬂ
I ! ~"‘~~—L_____ %
| = == /,I
: i : 74
| ] . | .
I i " : !
|
i I 1
I [
I i
+

\‘\\

(2 / s0€)

______.._._._._._..__.T

FHTCS TYPE F

S 1/4"

A

DETAIL
© JAMB

FC1212 12 » 3/4"
FHSMS TYPE AQ

~3118

DESCRIPTION [ ] varg

A |as PER DADE €O, REVIEW RT8[1/21/02

PRODUCT RENEWED

a5 complying with the Florida
Building Code

Acceptance No% -! 06 Og. (o) l
“Xpiration Date 7
i Dude P}cduct Central

by
Eivision

PRODUCT RENEWE]y

23 Complying v
Buiding Codgc "h the Floridg

LeCeptance Nop9. g
Expiration Dgi::l\d—wﬂvzb ”z i'o 9
Miami rodies =
ﬁ)lvm,?onn‘de Contre]

Approved as complying with the
Florida Bu Code

Dete tildll:' 16,2002
NOA# - [}

Minmi Dede Product Coatrol

MO‘ \t L\AAV\L

RESERVED FOR METRO-DADE USE ONLY

YKK AP AMERICA, INC,
S630 GWALTNEY DRIVE
ATUANTA, GEORGIA 30338

Amerisa
STSTEN SCALE
YHC 300 1.G. (90psf) 1/2
DESCRIPTION
SPLICE & ANCHOR CUIP DETAILS
DRAVING umBER REV.
YHC 300 1G~90S A
APPROVED BY |DRAWN BY DATE SHEET N0
JA RTB 8/17/01 | 10 of 7
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REV. DESCRIPTION 3] pare

[ A |AS PER DADE CO. REVIEW RT8| 1/21 /02
I

|
'] ween meoumen: 1-017s

H |
% I | woen seoumeo: £1-0175

l (2 1/2'X 4 1/2 X J/lﬁ)
ﬁ /é)l/

le N

LY (2 1/2°% & 1/2% 3/16")
.{ /é/r

3

I ] Il |
| | | | |
l | i | |
| | I | |
| | | | | l
] T |- T | | €1-3008 I | |
Bl - —===F- 1 I [ |
I I | =~ I [ ] ] STEEL BY OTHERS
] | i | I I | I
l | : : | | | I
1 : Lo | |
| I I i : | | ) HUSOT2 (2) GRS | %
T . . O (0 T it | ‘)
l I 1 i | | . 1/2°=13 o | 4 ' eronx
bl f i o T (I s 50 @) ! 4
i o L I W 5000 (4) '
G OF MULLION SPLICE JT. h“i_ )))‘Q X | | ! VTR T\ !
' R el = I I =
el NI 2 Lo [ i 7
i . : : : N —_ : PRODUCT RENEWED
as lyi ith the Flori
I I T - - STEEL BY OTHERS I | I | % Bu?l(:il;:ap )(’:lg(giewx e Florida
I | \V ¥ i 3
= FC1212 12 x 3/4" | | I I Acceptance No 08-0 ol
: : ~ e N— g{s}as s&.;: A8 I I I ol ! L/ Expiration Date 0
L2 —----E--——-)— S - —1¥A — | —— ¢ OF FLOOR
! ! (3-2\ : : : “:—r /| ¢ ﬁy \Sh‘x"\‘*\,~leaw—l<
. T Miami Dade Product Control
| : S S L _J NG e ol I : ; |/ ' Division
1 g or coveR spuce o1, | )) )) | IEK | _rrosos fe-32 x /2" i 2 L] | ¥ 4
Y| “FHICS TYPE F I ad ! I I + SO §
: : : | “ i | | £1-1208 I 1 :;RODUC'rm
I com, "
< Bl | 1 Lol ! R Puting o "0 e Moy
At ' A ‘] L] [ 1y | peceptance Ny
O | | I ﬁ\ ! | % | I I - | piration Dygy e
o ' ' I m _— l I i | | 9 I'] e1-3008 By Yele L[«
5 &) b T el
W : : | : : | L/ | i I et — - “ /l Divisign Contiral
it ' : 0 i : /]
| | ! S—-——-——————:—l-—%—'—‘—‘iorﬂ-om | | I "
[ | | 2 ; : ) ( .
@ 1 T ; R Lo i 7
| I | | T
L | ,1%)\._ — 4 ‘@ i I !
el | N> 1Y L l
! I | l : /] G OF MULLION SPLICE JT. k\“_‘}t: )) i
I I | ! 4 ML= =
Il ! SLICONE SEALNT _—
] ] jHus072 (2) s f N i | | . Approved as complying with the
I 'I/Z'-IJ % 4 1/2° HHMS N\ E1-1208 | % | ] Florida Buiding C ool
! i HM 5000 (2) | " I i Dete 3 LY
I | | 1/2°-13 HHMN //l I I _@_ - - \...l ] O -3
.t I s | A § | . |~ s ok S Missi Dude Frodut
: : : :';2.520 (‘)_/ LIRVLN I | | 1.1/2° 120 (@ 7 soe) :;mhﬁ LLA J‘-
Bl | — .t |
| | e e e L | —
| | | I |G OF COVER SPLICE JT. | ES
| ! | | \ )I) )) : : FF0B08 f8-32 X 1/2° : RESERVED FOR METRO-DADE USE ONLY
| | ! ! i I I FHics Tee £ | TKK AP AMERICA, WC.
i | | I 9-31 | " | 9-31 5630 GWALTNEY DRIVE
1 1 | ! ! I 5 1/40 | b P ATUANTA, GEORGIA 30338
! S /& l L= ) ’ $vSTEn STALE
YHC 300 1.G. (90psf) 1/2
PLI ADLOA P DESCRIPVION
SPLICE & WINDLOAD ANCHOR CLIP DETALL SPLICE & ANCHOR CLIP DETAILS
DETAIL ——-‘ DRAVING NONBER C
© MULL! © MuLL. YHC 300 IG~905 A
APPROVED BY ] DRAVN BY DATE SHEET MO
m RTg 8/17/01 | 11 of 22
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REV. DESCRIPTION [ar] oare
A _|AS PER DADE CO. REVIEW R18]1/21/02
Fe1212 '#g :Bs/a' mz “,n;g :Bs/a'
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MATERIAL LIST PART LIST
DESCRIPTION SHAPE #| MATERIAL|{ BASIC DIMENSIONS REMARK REV DESCRIPTION PART # MATERIAL BASIC DIMENSIONS JCOLOR REMARK REV
VERT. JAMB E9-3118 | 6063-T5 3"x51/4" EXT. GASKET 3/16" F.C. | E2-0351 EPDM BLACK |EXTERIOR FOR 9/16" GLASS
HORIZONTAL E9-3114 | 6063-T5 3"x51/4" EXT. GASKET 5/16" F.C. | E2-0352 EPDM BLACK [EXTERIOR FOR 7/16" GLASS
VERT. MULLION E9-3108 | 6063-T5 3"x51/4" WEDGE GASKET E2-0361 EPDM BLACK |INTERIOR
SNAP COVER E9-3161 | 6063-T5 3"x 11/16" FOR VERT. & HORIZ. MULL.
2 PIECE FLUSH FILLER E9-3162 | 6063-T5 4 7/8" x 5/16" FOR SILL END DAM BLOCK E2-0369 | E.V.A. SPONGE GREY |AT HORIZ. END (SHALLOW)
PERIM. SNAP COVER E9-3170 | 6063-T5 3"x111/16" FOR JAMB, HEAD, AND SILL END DAM BLOCK E2-0368 | E.V.A. SPONGE GREY |AT HORIZ. END (DEEP)
HEAD E9-3115 | 6063-T5 3"x51/4" SETTING BLOCK E2-0364 EPDM BLACK
SILL E9-3116 | 6063-T5 3"x51/4" SLIP PAD E3-0103 NYLON WHITE [FOR STEEL ANCHORS
INTER. SNAP COVER E9-3168 | 6063-T5 3"x21/16" FOR HORIZONTAL ISOLATOR CLIP E3-0037 RIGID PVC BLACK
GLASS STOP E9-3137 | 6063-T5 1"x17/8" ISOLATOR TAPE E2-0239 | SPONGE BLACK
ANGLE E9-9303 | 6063-T5 11/2"x11/2" FOR 90° CORNER
ANGLE E9-9302 | 6063-T5 1"x1" FOR 90° CORNER FH SMS (F) FF-0808 | ST.ZINC PLATED #8 x 1/2" TO LOCATE E1-3007
POCKET FILLER E9-3166 | 6063-T5 3/4" x 1 3/8" FOR DOOR AND STOREFRONT FH SMS (AB) FC-1212 | ST. ZINC PLATED #12 x 3/4" FOR SPLICE SLEEVE
FH SMS (AB) FC-1220 | ST.ZINC PLATED #12x11/4" FOR HORIZONTAL/SHEAR CLIP
FH SMS (AB) FC-1432 | ST.ZINC PLATED #14 x 2" FOR DOOR JAMB
FH SMS (AB) FC-1456 | ST.ZINC PLATED #14x3 1/2" FOR DOOR JAMB HINGE SIDE
PH SMS (AB) PC-1010 | ST.ZINC PLATED #10 x 5/8" FOR ANCHOR SLEEVE
PH SMS (AB) PC-1208 | ST. ZINC PLATED #12 x 1/28" FOR SHEAR BLOCK
PART LIST HWH TCS (F) HF2510-W1| ST. ZINC PLATED 1/4" - 20 x 5/8" FOR SHEAR CLIP E1-3001
DESCRIPTION PART # [MATERIAL | BASIC DIMENSIONS REMARK HWH TCS (F) HF2528-W1] ST. ZINC PLATED 1/4" - 20 x 1 3/4" FOR TYP. SHEAR CLIP & STEEL REINF.
“T" ANCHOR E1-3003 | 6061-T6 4" BTM/TOP ANCHOR(FROM E9-3194) A NUT 1/2" HM-5000 | ST. ZINC PLATED 1/2" x 13 FOR INTERMEDIATE ANCHORS
"F* ANCHOR E1-3004 | 6063-T5 4" BTM/TOP JAMB ANCHOR(FROM E9-3598)  |A WASHER 1/2" WN-5000 | ST.ZINC PLATED 1/2" FOR INTERMEDIATE ANCHORS
SPLICE SLEEVE E1-3005 | 6063-T5 6" FOR MULTI-SPAN APPLICATION LOCK-WASHER 1/2" | WS-5000 | ST. ZINC PLATED 1/2" FOR INTERMEDIATE ANCHORS
ANCHOR SLEEVE E1-3006 | 6063-T5 3" USE WITH 'T' & 'F' ANCHORS BOLT HM-5072 STEEL GR. 5 172" x 13 x 4 1/2" FOR INTERMEDIATE ANCHORS
REINF. SLEEVE E1-3007 | 6063-T5 29" LONG AT MID SPAN ANCHOR IN TWIN SPAN
SHEAR CLIP E1-3019 | 6063-T5 43/8" HORIZ. TO VERT. CONNECTION
SHEAR CLIP E1-3001 | 6063-T5 41/2" FOR TRANSOM MOUNTING
STEEL ANGLE E1-1204 STEEL A36 4" x 4" x 1/4" x 5" LG. WINDLOAD ANCHOR
STEEL REINFORCEMENT E1-0175 | STEELA36 | 21/2"x41/2"x3/16" |FOR INTERMEDIATE VERT. STEEL ANGLE E1-1205 STEEL A36 4"x4"x1/4"x 4" LG. DEADLOAD ANCHOR
RAWL-STUD ANCHOR 112" x5 1/2" CONC. ANCHOR (SEE SHTS 18-22) |A
RAWL-BOLT ANCHOR 3/8" x 4" CONC. ANCHOR (SEE SHTS 18-22) |A
DEPTH] 6 15/16" & 7 1/2" SYSTEM YHC 300 IG (90psf) :
DESCRIPTION HURRICANE CURTAINWALL DOW 795 SILICONE FOR PERIMETER CAULKING
DOW 995 SILICONE FOR STRUCTURAL CAULKING
FINISH PAINTED OR ANODIZED
NOTE :
BILL OF MATERIALS wrowsge_ NA e oo REv| OESoRPTION | ev | OATE
Biting Coge - TorHla A s e ik the A_|PER DADE CO.REVIEW | RTB | 1/21/02
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Py l‘-'L‘Eé G GLAZING SEE ELEVATION SHEET LOOSE PART NO. YHC 300 IG - 90S [ A
e Ereduct Control [s] SELECTION PART CKD BY BY DATE SHEET NO.
OPTION PART Y: COLOR INDICATED J.LA. B.C.M. 7/13/98 17 of 22
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YHC-300 IG (90psf) HURRICANE CURTAIN WALL
ANCHOR BOLT SELECTION GUIDE

1. INTRODUCTION:

THE ENCLOSED CHARTS ARE INTENDED TO BE USED AS A GUIDE FOR
THE PROJECTS INSIDE METRO-DADE BCCO JURISDICTION. THERE
ARE MANY POSSIBILITIES AND CONDITIONS THAT AFFECT THE
STRUCTURAL BEHAVIOR OF EACH CURTAIN WALL APPLICATION; IN
ORDER TO PROVIDE THE ENCLOSED RECOMMENDATIONS, SOME
ASSUMPTIONS HAD TO BE MADE IN REFERENCE TO THE STRENGTH
OF THE SURROUNDING MATERIALS; UIKE FOR EXAMPLE, CONCRETE
IS ASSUMED TO BE OF 3000 PSI STRENGTH.

WE ARE PRESENTING TWO COMMON ANCHOR APPLICATIONS SUCH
AS THE ANCHORING TO CONCRETE AND TO STEEL; BUT AGAIN,
MANY OTHER POSSIBILITES MAY BE ENCOUNTERED IN THE JOB
SITES. THEREFORE, YKK RECOMMENDS TO HAVE EACH PROJECT
REVIEWED BY OUR TECHNICAL CENTER OR A PROFESSIONAL
ENGINEER REGISTERED IN THE STATE OF FLORIDA.

2. CONSIDERATIONS: IN ORDER TO USE THIS GUIDE, SOME CONSIDERATIONS HAVE TO BE

KNOWN PRIOR TO START.
2.1 WINDLOAD: THE WINDLOAD FOR THE PROJECT AS DETERMINED
BY LOCAL BUILDING CODE REQUIREMENTS.
2.2 CONFIGURATION OF THE WALL AS SHOWN BY PROJECT PLANS
AND ELEVATIONS; THE IMPORTANT FACTORS TQ ESTABLISH ARE:

+ TWIN OR SINGLE SPANS

+ CLEAR SPAN DIMENSION.

+ SPACING BETWEEN MULLIONS.
2.3 TYPE OF ANCHORS TO BE USED ON EACH DIFFERENT CONDITION
ON THE JOB. PLEASE REFER TO DETAIL DRAWINGS FOR
INFORMATION ON THE ANCHORS TYPE °F" AND "T".

3. HOW TO USE THIS GUIDE:

3.1 FOR EACH CASE, CHOOSE THE ANCHOR TYPE TO BE USED AND
LOOK FOR THE APPROPRIATE SHEET, WHETHER IT IS ANCHORING TO
CONCRETE OR TO STEEL.

3.2 FIND THE CHART ON THE SINGLE SPAN LINE OR TWIN SPAN LINE
WITH THE HEADING FOR THE DESIGN WINDLOAD OF THE PROJECT.
3.3. DETERMINE THE RECOMMENDED ANCHOR BY FINDING THE
CROSSING POINT BETWEEN YOUR PARTICULAR CLEAR SPAN

LENGTH AND YOUR PARTICULAR MULLION SPACING. MARK THE
POINT. EACH AREA OF THE CHART (AS MARKED BY DIFFERENT
HATCHING) HAS A CORRESPONDING RECOMMENDATION FOR BOLTS

TO BE USED.

INDEX:
INTRODUCTION SHEET
CONSIDERATIONS SHEET
HOW TO USE THIS GUIDE SHEET
CHARTS GUIDE FOR "F" ANCHOR IN CONCRETE SHEET
CHARTS GUIDE FOR "F" ANCHOR IN STEEL SHEET
CHARTS GUIDE FOR "T" ANCHOR IN CONCRETE SHEET
CHARTS GUIDE FOR "T" ANCHOR IN STEEL SHEET
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YHC 300 IG SINGLE
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CLEAR SPAN "L" (IN FEET)

TWIN SPAN

23
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MULLION SPACING "s”
(IN FEET)

3 kL 4 LS 3

USE (2) 3/8"
POWER—-BOLTS
w/ 3 1/2° MIN.
EMBED.

“F" ANCHOR ©@ JAMB

NOTES:

ANCHORING INTO CONCRETE

ASSUMING THE FOLLOWING:

1. CONCRETE TO BE 3000 PSI MIN.

2. EDGE DISTANCE AS SHOWN MIN.

3. SIZES AND EMBEDMENT AS PER CHARTS.

ANCHOR BOLTS.

CONCRETE

ANCHOR BOLT SELECTION
GUIDE FOR "F” ANCHOR

L
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:. ; | '
3 | | | o
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