MIAMI-DADE COUNTY, FLORIDA
METRO-DADE FLAGLER BUILDING

BUILDING CODE COMPLIANCE OFFICE (BCCO) 140 WEST FLAGLER STREET, SUITE 1603

PRODUCT CONTROL DIVISION MIAMI, FLORIDA 33130-1563
(305) 375-2901 FAX (305) 372-6339

NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/buildingcode

Vistawall Architectural Products

803 Airport Road

Terrell, TX 75160

Scork:

This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed by Miami-Dade County Product Control
Division and accepted by the Board of Rules and Appeals (BORA) to be used in Miami Dade County and
other areas where allowed by the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product
Control Division (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve
the right to have this product or material tested for quality assurance purposes. If this product or material
fails to perform in the accepted manner, the manufacturer will incur the expense of such testing and the AHJ
may immediately revoke, modify, or suspend the use of such product or material within their jurisdiction,
BORA reserves the right to revoke this acceptance, if it is determined by Miami-Dade County Product
Control Division that this product or material fails to meet the requirements of the applicable building code.
This product is approved as described herein, and has been designed to comply with the Florida Building
Code, including the High Velocity Hurricane Zone.

DESCRIPTION: Series FG — 2000 Aluminum Window Wall System

APPROVAL DOCUMENT: Drawing No. FG-2000, titled “FG-2000 Storefront System”, sheets 1 through
10 of 10, dated 02/13/09 with revision 1 dated 02/13/09, prepared by Bromley Cook Engineering, Inc.,
signed and sealed by William D. Cook, P.E., bearing the Miami-Dade County Product Control Renewal
stamp with the Notice of Acceptance number and expiration date by the Miami-Dade County Product
Control Division.

MISSILE IMPACT RATING: None

LIMITATIONS: Shutters are required.

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.
RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been
no change in the applicable building code negatively affecting the performance of this product.
TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change
in the materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement
of any product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure
to comply with any section of this NOA shall be cause for termination and removal of NOA.
ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and
followed by the expiration date may be displayed in advertising literature. If any portion of the NOA is
displayed, then it shall be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its
distributors and shall be available for inspection at the job site at the request of the Building Official.

This NOA renews NOA # 05-0628.03 and consists of this page 1 and evidence page E-1, as well as

approval document mentioned above.
The submitted documentation was reviewed by Jaime Gascon, P.E.

ﬂ o NOA No. 09-0226.09
MIAMI-DADE COUNTY CAF Expiration Date: May 20, 2014
5 A A Approval Date: July 15, 2009
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Vistawall Architectural Products
NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

A. DRAWINGS
1. Manufacturer's die drawings and sections.
2. Drawing No FG-2000, Sheets 1 through 10 of 10, titled “FG-2000 Storefront System
dated 02/13/09 with revision 1 dated 02/13/09, prepared by Bromley Cook
Engineering, signed and sealed by William D. Cook, P.E.

B. TESTS
1. Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC, TAS 202-94
3) Water Resistance Test, per FBC, TAS 202-94
along with marked-up drawings and installation diagram of aluminum window wall
system, prepared by Hurricane Test Laboratory, Inc., Test Report No. HTL-0105-
1219-02, dated 12/7-4/17/03, signed and sealed by Vinu J. Abraham, P.E.
“Submitted under NOA# 05-0628.03”
2. Test reports on: 1) Uniform Static Air Pressure Test, Loading per FBC, TAS 202-94
2) Water Resistance Test, per FBC, TAS 202-94
along with marked-up drawings and installation diagram of aluminum window wall
system, prepared by Hurricane Test Laboratory, Inc., Test Report No. HTL-0105-
0417-03, dated 12/18/02- 04/17/03, signed and sealed by Vinu J. Abraham, P.E.
“Submitted under NOA# 05-0628.03”

C. CALCULATIONS
1. Revised Anchor verification calculations and structural analysis, prepared by Bromley
Cook Engineering, dated 5/16/06, signed and sealed by William D. Cook, P.E.
“Submitted under NOA# 05-0628.03”

D. QUALITY ASSURANCE
1. Miami Dade Building Code Compliance Office (BCCO).

E. MATERIAL CERTIFICATIONS
1. None

E. STATEMENTS
1. Statement letter of conformance and no financial interest, dated February 24, 2009,
signed and sealed by William D. Cook, P.E.

G. OTHERS
1. Notice of Acceptance No. 05-0628.03, issued to Vistawall Architectural Products. for
their Series FG-2000 Aluminum Window Wall System (N.1.), approved on 07/06/06
and expiring on 05/20/09.

v Jaime Gascon, P.E.
Chief, Product Control Division
NOA No. 09-0226.09
Expiration Date: May 20, 2014
Approval Date: July 15,2009
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FG-2000 STOREFRONT
FRAMING SYSTEM

INDEX TO DRAWINGS

SHEET 1: INDEX TO DRAWINGS AND NOTES
SHEET 2: TYPICAL ELEVATION

SHEET 3: TYPICAL GLAZING DETAILS
SHEET 4: TYPICAL GLAZING DETAILS
SHEET 5: TYPICAL GLAZING DETAILS
SHEET 6: MULLION LOAD CAPACITY CHART
SHEET 7: JAMB LOAD CAPACITY CHART

SHEET 8: ANCHOR CAPACITY CHART
SHEET 9: BILL OF MATERIALS / TYPICAL ANCHOR SCHEDULE

SHEET 10: EXTRUSION PROFILES

GENERAL NOTES

THIS WINDOW SYSTEM HAS BEEN TESTED, ENGINEERED AND APPROVED
FOR DESIGN PRESSURES NOT TO EXCEED THOSE SHOWN IN LOAD CHARTS.

DESCRIPTION

REV |BY |DATE

g 1 |oe j2/13/09] ENTIRE RE—DRAW

ISTAWAILL
ARCHITECTURAL PRODUCTS [&
803 AIRPORT RD. TERRELL, TX 75160
(972) 551-6100
THE VISTAWALL GROUP
BUTLER MANUFACTURING COMPANY

V.

ANCHORS SHALL BE AS LISTED, SPACED AS SHOWN ON DETAILS, ANCHOR BROMLEY COOK ENGINEERING, INC.
’ : R

EMBEDMENT TO BASE MATERIAL SHALL BE BEYOND WALL DRESSING OR STUCCO. BB 0

FORT LAUDERDALE, FLORIDA 33309

TEL: (954) 772-4624 FAX: (954) 772~4634
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A 33% INCREASE IN ALLOWABLE STRESS NOT USED IN ANALYSIS, FED
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VISTAWALL SERIES FG2000 STOREFRONT SYSTEM

INFINITE FRAME WIDTH

D.L.O. D.L.O. 72" MAX.
SEE SEPARATE VISTAWALL
SEE CHART SHEET 3 || SEE CHART SHEET 3 DOOR OPENING DOOR APPROVAL FOR
DOOR RATING AND DETAILS
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ANCHORS TYPE A, B, ” ANCHORS TYPE A, B, OR C
OR C. SEE CHART SHEET 8 : 48" MAX. MULL | SEE CHART SHEET 8 FOR
FOR ALLOWABLE LOADS SPACING ALLOWABLE LOADS
SEE CHARTS ON
SERIES FG 2000 STOREFRONT SYSTEM  SHEET & &7
THIS SYSTEM IS NOT RATED FOR IMPACT RESISTANCE. INSTRUCTIONS:
SHUTTERS ARE REQUIRED. USE CHARTS AS FOLLOWS;
CODE REQUIREMENTS FOR SAFEGUARDS MUST BE OBSERVED. STEP 1: DETERMINE DESIGN WIND LOAD REQUIREMENTS BASED
=——— ON WIND VELOCITY, BLDG. HEIGHT, WIND ZONE
THIS PRODUCT HAS BEEN DESIGNED AND TESTED TO COMPLY ; :
WITH THE REQUIREMENTS OF THE FLORIDA BUILDING CODE USING APPLICABLE ASCE 7 STANDARD.
2007 EDITION INCLUDING HIGH VELOCITY HURRICANE ZONE. STEP 2: SEE GHART ON SHEET 3 FOR DESIGN LOAD
WOOD BUCKS, BY OTHERS, MUST BE ANCHORED PROPERLY %?ﬁscggEggU%Ass SIZE AND MAX DESIGN
TO TRANSFER LOADS TO THE STRUCTURE. :
STEP 3: CHECK MULLION AND JAMB CAPACITY FOR GIVEN
ANCHORS SHALL BE AS LISTED AND SHOWN ON THE DETAILS. STEP 3:
ANCHOR EMBEDMENT TO BASE MATERIAL SHALL BE BEYOND gpgc";_c AND HEIGHT USING CHARTS ON SHEETS
WALL DRESSING OR STUCCO. THE CAPACITY SHOULD EXCEED THE DESIGN LOAD.
ANCHORING OR LOADING CONDITIONS NOT SHOWN IN THESE .
STEP 4: USING CHART ON SHEET 8 SELECT ANCHOR
DETAILS ARE NOT PART OF THIS APPROVAL. = OPTION WITH DESIGN RATING MORE THAN DESIGN LOAD
A 33% INCREASE IN ALLOWABLE STRESS IS NOT USED IN THE SPECIFIED IN STEP 1 ABOVE.
DESIGN OF THIS SYSTEM. STEP 5: THE LOWEST VALUE RESULTING FROM STEPS 2, 3

ALL STEEL IN CONTACT WITH ALUMINUM TO BE PAINTED OR PLATED.

AND 4 SHALL APPLY TO ENTIRE SYSTEM.

NOTE 1: HORIZONTAL MULLION DETAIL 2/3 IS
T OPTIONAL AT ANY LOCATION IN ANY BAY.
NOTE 2: D.L.O. = DAYLITE OPENING
NOTE 3: GLASS SIZE = D.L.O. + 5/8"
D.L.O.
SEE CHART SHEET 3
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(A) - 1/4" TEMPERED GLASS
SEE CHART ON SHEET 3
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CHITECTURAL PRODUCTS
803 AIRPORT RD. TERRELL, TX 75160
(972) 551-6100

THE VISTAWALL GROUP
BUTLER MANUFACTURING COMPANY
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BROMLEY COOK ENGINEERING, INC.
STRUGTURAL ENGINEERING SERVIGES
5440 NW 33rd Avenue — Suite 100
FORT LAUDERDALE, FLORIDA 33309
TEL: (954) 772—4624 FAX: (954) 772-4634
CERT. OF AUTH: #00009124

FEB 2 3 2003

WiLLIAM D. COOK, P.E., SECB
FLA P.E. # 43904 - FLA S.. §# 2008
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SEE ANCHOR
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/SUBSTRATE VARIES

LIMITED TO:
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SEALANT NOTES:
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DOW 795 (SILICONE),
TREMCO SPECTREM 2 & 3 (SILICONE)
TREMCO DYMONIC FC (URETHANE)
SONNEBORN SOLOLASTIC 150 (ELASTOMERIC)

TO BE APPROVED BY
DESIGN PROFESSIONAL OF RECORD AND
SEALANT MANUFACTURER,

PTIONS;

A

1.3/4 D.L.O. D.L.O. 1 3/4" | p.Lo. D.L.O. 1 3/4" | p.Lo.
FRAME WIDTH
OPENING WIDTH
(6 )
FREE SPAN TYPICAL LIGHT TYPICAL HEAVY
JAMB WALL MULLION WALL MULLION

SEE MULLION SPAN
CHARTS ON SHEET 6
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REINFORCED
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2 1 |ocl t2/13/09| ENTIRE RE—DRAW
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BROMLEY COOK ENGINEERING, INC.

STRUCTURAL ENGINEERING SERVICES
5440 NW 33rd Avenue ~ Suite 100
FORT LAUDERDALE, FLORIDA
TEL: (954) 772-4624 FAX: (954) 772-4634
CERT. OF AUTH: #00009124

Division

PRODUCT APPROVAL DRAWINGS
FG-2000 STOREFRONT SYSTEM
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SEE ANCHOR
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ANCHORED DOOR JAMB TRANSOM
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BROMLEY COOK ENGINEERING, INC.
STRUCTURAL ENGINEERING SERVICES
5440 NW 33rd Avenue - Suite 100
FORT LAUDERDALE, FLORIDA 33309
TEL: (954) 772-4624 FAX: (954) 772-4634
CERT. OF AUTH: #00009124

FEB 2 3 2003

WILLAM D. COOK, P.E., SECB
FLA P.E. # 43904 — FLA S.. # 2008

PRODUCT RENEWED
as complying with the Florida
Building Code

Q% 09
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MULLION LOAD
CAPACITY — PSF

FG—-2101/FG-2102 MULL
RS—1 REINFORCING

MULLION LOAD
CAPACITY — PSF

FG—-2228/FG—-2102 MULL

MULLION LOAD
CAPACITY — PSF

FG—2100/FG—-2102 MULL

é TYPICAL LIGHT
WALL MULLION

NOMINAL DIMS. | MAX. Pd NOMINAL DIMS. | MAX. Pd NOMINAL DIMS. | MAX. Pd
WIDTH |FRAME | EXT. (+) WIDTH |FRAME | EXT. (+) WIDTH |FRAME | EXT. (+)
(W) |HEIGHT| INT. (=) (W) [HEIGHT| INT. (=) (W) [HEIGHT{ INT. (=)
30" +60.0/~60.0 30" +60.0/~60.0 30" +60.0/-60.0
36" +60.0/-60.0 36" +60.0/~60.0 36" +60.0/~60.0
40" | 72" |+60.0/-60.0 40" | 72 |+60.0/-60.0 40" | 72" |+60.0/-60.0
44" +60.0/-60.0 44" +60.0/-60.0 44" +60.0/-60.0
48" +60.0/-60.0 48" +60.0/-860.0 48" +60.0/~60.0
30" +60.0/-60.0 30” +60.0/-60.0

36" +60.0/—60.0 36" +60.0/~60.0

40" | 84" [+60.0/-60.0 40" | 84" [+60.0/-60.0

44" +60.0/-860.0 44" +60.0/-60.0 -—09)
48" +60.0/~60.0 48" +60.0/-60.0

30" +60.0/—60.0 30" +60.0/-60.0

36" +60.0/-60.0 36" +60.0/—60.0

40" 96" |+60.0/-60.0 40" 96" |+60.0/-60.0

44" +60.0/-60.0 44 +60.0/~60.0

48" +60.0/—60.0 48" +60.0/-60.0

307 +60.0/-60.0 FG-2100/FG—2102

36 +60.0/-60.0

40" | 108" [+60.0/-60.0 @

44" +60.0/-60.0

48" +60.0/-60.0 TYPICAL HEAVY

30" +60.0/-60.0 WALL MULLION

36" +60.0/—60.0

40" | 120" |+60.0/-60.0 -—(9)

44" +60.0/~60.0

48 +60.0/-60.0 FG-2228/FG-2102 MULL

®

?

STANDARD MULLION
REINFORCED

?

FG—-2101/FG-2102 MULL
RS—1 REINFORCING

TYPICAL ELEVATION

FRAME HEIGHT

v

DESCRIPTION

REV |BY |DATE

% 1 |oei J2/13/09] ENTIRE RE—DRAW
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WIDTH (W) = W1 _+ W2
2

(972) 551-6100

CHITECTURAL PRODUCTS
803 AIRPORT RD. TERRELL, TX 75160

ISTAWAILIL

THE VISTAWALL GROUP
BUTLER MANUFACTURING COMPANY

\A

BROMLEY COOK ENGINEERING, INC.
STRUCTURAL ENGINEERING SERVICES
5440 NW 33rd Avenue — Suite 100
FORT LAUDERDALE, FLORIDA 33309
TEL: (954) 7724624 FAX: (954) 772-4634
CERT. OF AUTH: #00009124

e %3 2009

WILLIAM D. COOK, P.E., SECB
FLA P.E. # 43904 — FLA S.. # 2008

PRODUCT RENEWED
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FRAME HEIGHT (H)

FRAME HEIGHT (H)

/

NO ANCHOR

o

WIDTH (W) = W1 (JAMB)

|

WIDTH (W) = W1 (JAMB)

TYPICAL JAMB

FG-2230

ANCHOR TYPES: SEE SHEET 9 FOR DESCRIPTION

NO ANCHOR — FREE SPAN JAMB

*A2” — (2) ANCHORS TYPE "A” LOCATED AS SHOWN BELOW
"B2” — (2) ANCHOR TYPE "B" LOCATED AS SHOWN BELOW
"C3" — (3) ANCHORS TYPE "C” LOCATED AS SHOWN BELOW
"C4" — (4) ANCHORS TYPE "C" LOCATED AS SHOWN BELOW

H/2

B2

H/2

H/2

1]
e
J
N

C3

,

H/2
NN

H/2

PRODUCT APPROVAL

JAMB ANCHOR LOAD CAPACITY (PSF) FOR 1/4" MAX. SHIM
ANCHOR TYPE
NOMINAL DiMS.| NO ANCHOR mao" *g2* "63" o4 =
WIDTH | FRAME| EXT. (+) | EXT. (+) | EXT. (#) | EXT. (+) | EXT. (4) = _
W) |HEGHT| INT. (=) | WT. (=) | WL (=) | WL (=) | WL (=) o &
30" +60.0/—60.0 |+60.0/-60.0 |+60.0/-60.0 |+60.0/-60.0 | +60.0/~60.0 W z
36" +60.0/-60.0 |+60.0/~60.0 | +60.0/~60.0 |+60.0/~60.0 | +60.0/~60.0 L Q
40" | 72" |+60.0/-60.0 |+60.0/~60.0 |+60.0/~60.0 |+60.0/-60.0 |+60.0/-60.0 rE‘
44" +60.0/—60.0 |+60.0/-60.0 |+60.0/~60.0 |+60.0/-60.0 |+60.0/~60.0 L
48" +60.0/-60.0 |+60.0/~60.0 |+60.0/-60.0 | +60.0/~60.0 {+60.0/-60.0 §
30" - +60.0/-60.0 |+60.0/~60.0 |+60.0/~60.0 | +60.0/-60.0 E E
~N O
36" - +60.0/-60.0 |+60.0/-60.0 |+60.0/-60.0 | +60.0/-60.0 2 &
40" | 84" - +60.0/~60.0 |+60.0/-60.0 | +60.0/~60.0 |+60.0/~60.0
44" - +60.0/-60.0 |+60.0/-60.0 | +60.0/—-60.0 +60.0/-60.0 @
» 7 MANUAL COMP
48 - +60.0/-60.0 |+60.0/-60.0 | +60.0,/-60.0 | +60.0/-60.0
30" - +60.0/-60.0 |+60.0/-60.0 |+60.0/-60.0 |+60.0/—60.0 V-JE
36" -~ +60.0/-60.0 |+60.0/-60.0 |+60.0/-60.0 |+60.0/-60.0 ’8 g 5
40" | 96" - +60.0/-60.0 |+60.0/-60.0 |+60.0/-60.0 | +60.0/-60.0 5) E SE
44" - +60.0/-60.0 |+60.0/~60.0 | +60.0/-60.0 | +60.0/~60.0 ﬁ a S gg
48" - +60.0/-60.0 |+60.0/~60.0 |+60.0/-60.0 |+60.0/~60.0 Bz 2 5
30" - +60.0/-60.0 |+60.0/—60.0 - +60.0/-60.0 Sﬁ 2
Pl
36" - +60.0/-60.0 |+60.0/~60.0 - +60.0/-60.0 <E o ‘E
(=)
40" | 108" - +60.0/-60.0 |+60.0/-60.0 - +60.0/-60.0 E_‘E g" E
44" - +60.0/-60.0 |+60.0/-60.0 - +60.0/-60.0 mE &
[sa]
48 - +60.0/-60.0 |+60.0/-60.0 - +60.0/~60.0 H% 8 K
[<3]
30" - +60.0/-60.0 |+60.0/-60.0 - +60.0/-60.0
36" - +60.0/-60.0 |+60.0/—60.0 - +60.0/—60.0
40" | 120" - +60.0/~60.0 |+60.0/-60.0 - +60.0/-60.0 <
44" - +60.0/-60.0 |+60.0/-60.0 - +60.0/-60.0 8 m
48" - +60.0/—-60.0 | +60.0/-60.0 - +60.0/-60.0 E 5
<5
— g
9
/ o&
5
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ANCHOR LOAD CAPACITY (PSF) FOR 1/4" MAX. SHIM SPACE

ANCHOR TYPE
NOMINAL DIMS. YR "81" Ve "52" el 04"
WIDTH | FRAME | EXT. (+) EXT. (+) EXT. (+) EXT. (+) EXT. (+) EXT. (+)

(W) |HEIGHT} INT. (-) INT. (-) INT. (=) INT. (-) INT. (=) INT. (=)

30" +60.0/-60.0 |+60.0/~60.0 +60.0/-60.0 |+60.0/~60.0 |+60.0/-60.0 +60.0/~60.0
36" +60.0/~60.0 |+60.0/-60.0 |+60.0/~-60.0 +60.0/-60.0 |+60.0/—-60.0 |+60.0/-60.0
40" 72" |+60.0/-60.0 {+60.0/-60.0 |+60.0/~60.0 +60.0/~60.0 |+60.0/-60.0 |+60.0/~60.0
44" +60.0/-60.0 |+60.0/-60.0 |+60.0/~60.0 +60.0/-60.0 |+60.0/~60.0 |+60.0/-60.0
48" +60.0/-60.0 |+60.0/-60.0 |+60.0/-60.0 +60.0/~60.0 {+60.0/-60.0 |+60.0/~60.0
30" - - +60.0/-60.0 |+60.0/-60.0 {+60.0/~60.0 +60.0/-60.0
6" - - +60.0/~60.0 {+60,0/-60.0 |+60.0/-60.0 +60.0/-60.0
40” 84" - - +60.0/-60.0 |+60.0/~60.0 |+60.0/~60.0 +60.0/-60.0
44” - - +60.0/-60.0 |+60.0/-60.0 |+60.0/—-60.0 [+60.0/-60.0
48" - - +60.0/-60.0 |{+60.0/~60.0 {+60.0/~60.0 +60.0/-60.0
30" - - +60.0/-60.0 | +60.0/-60.0 {+60.0/-60.0 |+60.0/~60.0
26" - - +60.0/-60.0 |+60.0/—60.0 |+60.0/-60.0 |+60.0/-60.0
40" ] - - +60.0/-60.0 | +60.0/-60.0 |+60.0/-60.0 +60.0/-60.0
44" - - +60.0/~60.0 |+60.0/-60.0 {+60.0/-60.0 +60.0/-60.0
48" - - +60.0/~60.0 |+60.0/-60.0 |+60.0/-60.0 +60.0/-60.0
30" - - +60.0/-60.0 {+60.0/~60.0 - +60.0/-60.0
36" - - +60.0/-60.0 |+60.0/-60.0 - +60.0/-60.0
40" 108" - - +60.0/~60.0 |+60.0/-60.0 - +60.0/-60.0
44" - - +60.0/-60.0 {+60.0/~60.0 - +60,0/-60.0
48” - - +60.0/-60.0 |+60.0/-60.0 - +60.0/-60.0
30" - - +60.0/—60.0 [+60.0/-60.0 - +60.0/~60.0
6" ~ - +60.0/-60.0 |+60.0/-60.0 - +60.0/-60.0
40" | 120 - - +60.0/60.0 |+60.0/-60.0 - +60.0/-60.0
44" - - +60.0/-60.0 |+60.0/—60.0 - +60.0/~-60.0
48" - - +60.0/-60.0 |+60.0/~60.0 - +60.0/-60.0

TYPICAL ANCHOR CLUSTERS
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ANCHOR TYPES: SEE SHEET 9 FOR DESCRIPTION

"A1" — (1) ANCHOR TYPE "A” EA. SIDE OF MULLION OR JAMB
"B1" — (1) ANCHOR TYPE "B" EA. SIDE OF MULLION OR JAMB
"A2" — (2) ANCHORS TYPE "A" EA. SIDE OF MULLION OR JAMB
"B2” — (2) ANCHORS TYPE "B" EA. SIDE OF MULLION OR JAMB
"C3” — (3) ANCHORS TYPE "C" EA. SIDE OF MULLION OR JAMB

"C" EA. SIDE OF MULLION OR JAMB
BE SPACED AS PER ELEVATION

"C4" — (4) ANCHORS TYPE
ALL OTHER ANCHORS TO
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NEM1  PART # DESCRIPTION DIMENSIONS MATERIAL MANUFACTURER NOTES WOOD BUCKS NOT BY VISTAWALL
1. | F6-1133 GLAZING GASKET .197 SPACE EPDM VARIES %ﬁﬁ‘g %ﬂ%@%ﬁgggm THEM =
2. | F6-1136 SETTING BLOCK AT INTERM. HORI/SILL 4" LONG EPDM VARIES S|z
3. | FG=1000-FP—1 |WATER DEFLECTOR VARIABLE SPACE RIGID PVC VISTAWALL LOCATE ONE AT END_OF EACH ITEM_#10 LIE
4. | sM—5601 JOINT SEALANT TAPE 125 X .50 VARIES BUTYL SCHNEE—MOREHEAD - TYPICAL ANCHORS: x|
5. | FG-2242 SETTING CHAIR 688 X .766 X 400  |6063-T5 ALUMINIUM  |VISTAWALL SEE ELEVATIONS FOR SPACING AL
6. | FG—2000-FP—4 [END DAM 625 X 2.125 X .062 [6063~T5 ALUMINIUM  |VISTAWALL FABRICATED LENGTH=4.625 £
7. | F6-2100 LIGHT VERTICAL MULLION 1.75 X 45 X .070 6063—T6 ALUMINIUM  [VISTAWALL TYPE "A"- 1/4" DIAMETER TAPCONS -
8. | FG-2101 STANDARD VERTICAL MULLION 1.75 X 45 X .094  |6063-T6 ALUMINIUM _[VISTAWALL THRY LB 00D . Zon 690 BUCKS m%p % "
9. | FG~2102 OPEN BACK MULLION FILLER 1.75 X 4.5 X .070 6063—T8 ALUMINIUM  |VISTAWALL BLOCK. 1 3/4” MIN. EMBED. INTO CONC. OR SIE
10.| FG-2104 HORIZONTAL MULLION 1.75 X 450 X 070  |6063~T6 ALUMINIUM  [VISTAWALL MASONRY ' e
11.| FG-2166 HEAVY GLASS STOP 875 X 1.692 X .055 |6063—T6 ALUMINIUM  |VISTAWALL DIRECTLY INTO 2500 PSI MIN. CONCRETE
12.} FG-2228 HEAVY VERTICAL MULLION 1.75 X 450 X .090 [6063—T6 ALUMINIUM  [VISTAWALL 1 3/47 MIN. EMBED. INTO CONC. - E
13.| Fe-2229 HEAD/SILL 1.75 X 450 X .070  |6063-T6 ALUMINIUM __|VISTAWALL 2 11;2" MIN. EDGE DISTANCE "‘“’;" e
14.] FG-2230 WALL JAMB 1.75 X 450 X .070  |6063-T6 ALUMINIUM  |VISTAWALL ' ).]B
15.] FG~2231 SUB-SILL FLASHING 1.875 X 4.174 X .078 |6063—T5 ALUMINIUM  |VISTAWALL TYPE "B"~ 1/4" DIAMETER TEK SCREWS ) g Z
16.] Rs~1 10 GA. FORMED STL. REINFORCING 1.25 X 4.18 X .119  |A36 STEEL VARIES INTO METAL STRUCTURES 8 E &
17.| Fs—=27 ATTACH RS—1 STL TO MULLIONS © 12°0.C.  |#12-24 X %" UCPFH |STEEL VARIES ATTACH © 12" ON CENTER (STEEL OR ALUM. 1/8” MIN. THICK.) % g 58
18.| FASTENER Fﬁsﬁgéc%r‘%oi%%ﬂusussmms ¥e" X 2" SHWH STEEL TAPCON SPACE AS, REQUIRED (NON-STURCTURAL) iILEJEAITNRA -so%g—Kng i 33 é% ;%
19.] FASTENER QEQSCTI-}I?A §g3—51|.|. FLASHING TO WOOD 4" X 2" PHSMS STEEL VARIES 1SP M. Agmgggmgg (NON—STURCTURAL) '(:s&ﬁilb uchgmj\T%TD )WITH ALUM. TO BE <E SE«‘E&
20.| NOT USED 1 1/2" MIN. EDGE DISTANCE & 5E§
21.} 995 ISTRUCTURAL SEALANT FILL SPACE SILICONE DOW CORNING INTERNAL SEALANT 1 1/2" MIN. SPACING H% % Em
22.| FASTENER POP RIVET 125" DIA. X .5" LONG | ALUMINIUM VARIES NG = E
23.| Fs-8 ISPLINE ASSEMBLY SCREW #14 X 1" HHSTS STEEL VARIES TYPICAL SPLINE SCREW TYPE “C"— 1/4" DIAMETER LAG SCREW Hi ® 2
24.| FG-2124 DOOR HEADER/TRANSOM BAR 1.75 X 4.50 X .094 |6063~T6 ALUMINIUM  |VISTAWALL INTO 2BY WOOD BUCKS OR WOOD STRUCTURES
25.| FG-2145 DOOR STOP 500 X 1.56 X 062  |6063-T5 ALUMINIUM | VISTAWALL 1 3/4” MIN. PENETRATION INTO #2 SYP BUCK >
26.] D-134~2 PANIC STOP 1.424 X .344 X .344 [|6063-T5 ALUMINIUM | VISTAWALL FABRICATED LENGTH=2.00 1 1/2” MIN. EDGE DISTANCE >
27.| TH-58 THRESHOLD 500 X 512 X 125 |6063-T5 ALUMINIUM | VISTAWALL 1 1/27 MIN. SPACING 8o
28.] Fs-56 ATTACH PANIC STOP #10 X 1/2 PFHSMS  |STEEL VARIES § =
29.| RS-8 DOOR JAMB STEEL REINFORCING 1.125 X 4.188 X .250 [A36 STEEL VARIES FULL MULLION LENGTH 5
30.| FG~2235 DOOR JAMB .75 X 4.5 X .094 6063—~T6 ALUMINIUM | VISTAWALL g
31.] D125 DOOR STOP WEATHERING 125 SPACE SANTOPRENE UNIVERSAL RUBBER i %
32.| FG-2122 DOOR JAMB ANCHOR PLATE 357 X 4.00 X .094 |6063-T6 ALUMINIUM | VISTAWALL S
33.| Fs~27 ATTACH RS—6 STEEL TO DOOR JAMB #12-24 X %" PHSMS |STEEL VARIES ATTACH 12" ON CENTER 2 H
34.| FG-2236 VERTICAL TRANSOM SASH 75 X .39 X .062 6063—T5 ALUMINUM B ‘é
35.] FG-1137 TRANSOM SETTING BLOCK $.360 X 434 X 4.00 [EPDM VARIES BROMLEY COOK ENGINEERING, INC. 4 8
36.| FG-1123 SNAP FILLER FOR GLASS POCKET 1.058 X .275 X 0.78 |6063-T6 VISTAWALL 12" LONG PIECE SE@%TWA}JEP%@EE?W@55?;“”“?5? 332
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