MIAMI-BADE COUNTY
PRODUCT CONTROL SECTION

11805 SW 26 Street, Room 208

DEPARTMENT OF REGULATORY AND ECONOMIC RESOQURCES (RER) Miami, Florida 33175-2474
BOARD AND CODE ADMINISTRATION DIVISION T(786)315-2590 F (786)315-2599
NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/economy
CaptiveAire Systems, Inc.

4641 Paragon Park Road

Raleigh, NC 27616

ScopE: This NOA is being issued under the applicable rules and regulations governing the use of
construction materials. The documentation submitted has been reviewed and accepted by Miami-Dade
County RER-Product Control Section to be used in Miami Dade County and other areas where allowed by
the Authority Having Jurisdiction (AHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Section {In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right
to have this product or material tested for quality assurance purposes. If this product or material fails to
perform in the accepted manner, the manufacturer will incur the expense of such testing and the AHJ may
immediately revoke, modify, or suspend the use of such product or material within their jurisdiction. RER
reserves the right to revoke this acceptance, if it is determined by Miami-Dade County Product Control
Section that this product or material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building
Code, including the High Velocity Hurricane Zone.

DESCRIPTION: Series EMUA/GV, GVS and 103CAPASYB-2R Steel and Aluminum Gravity Vents

APPROVAL DOCUMENT: Drawing No. GRAVITY, titled “Gravity Vents”, sheets 1 through 11 of 11,
dated 07/17/2015, prepared by CaptiveAire Systems, Inc, signed and sealed by L. David Rice, P.E. on
10/11/2016, bearing the Miami-Dade County Product Control approval stamp with the Notice of Acceptance
number and approval date by the Miami-Dade County Product Control Section.

MISSILE IMPACT RATING: Large and Small Missile Impact Resistant

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, one of the five
manufacturing locations: Youngsville, NC or Muskogee, OK or Redding, CA or West Union, 1A or Bedford,
PA or Groveland, FL, model/series, and following statement; "Miami-Dade County Product Control
Approved”, unless otherwise noted herein.

RENEWAL of this NOA shall be considered afier a renewal application has been filed and there has been no change
in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any product, for

sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply with any section of
this NOA shall be cause for termination and removal of NOA.

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by the
expiration date may be displayed in advertising literature, If any portion of the NOA is displayed, then it shall be done
in ifs entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors and
shall be available for inspection at the job site at the request of the Building Official.

This NOA consists of this page 1 and evidence pages E-1 and E-2, as well as approval document mentioned

above.
The submitted documentation was reviewed by Carlos M. Utrera, P.E.

NOA No, 14-1224.11

Expiration Date: November 3, 2021
Approval Date: November 3, 2016
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CaptiveAire Systems, Inc.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

A. DRAWINGS
1. Drawing No. GRAVITY, titled “Gravity Vents”, sheets | through 11 of 11, dated 07/127/015,
prepared by CaptiveAire Systems, Inc, signed and sealed by L. David Rice, P.E. on
10/11/2016.

B. TESTS
1. Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94 |
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of Models EMUA/GV 10 Gravity
Vents, prepared by Intertel/ATI, Test Report No. E1559.02-109-18, dated 02/03/2016, with
revision 1 dated 02/29/2016, signed and sealed by Joseph A, Reed, P.E.
2. Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of Models GV36, prepared by
Intertek/ATI, Test Report No. E6468.01-109-18, dated 05/11/2015, with revision 1 dated
02/18/2016, signed and sealed by Joseph A. Reed, P.E.
3. Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of Models GVS 1113 Gravity Vents,
prepared by Intertek/ATI, Test Report No. F4045.01-109-18, dated 02/18/2016, signed and
sealed by Joseph A. Reed, P.E.
4, Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-54
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of Models GVS 36 Gravity Vents,
prepared by Intertek/ATI, Test Report No. ES134.02-109-18, dated 02/17/2016, signed and
sealed by Joseph A. Reed, P.E.
5. Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of Models 103CAPASYB08-2R
Gravity Vents, prepared by Intertek/ATI, Test Report No. E5136.02-109-18, dated
02/17/2016, signed and sealed by Joseph A. Reed, P.E.
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Carlos M. Utrera, P.E.

Product Control Examiner

NOA No. 14-1224.11

Expiration Date: November 3, 2021
Approval Date: November 3, 2016



CaptiveAire Systems, Inc,

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

B. TESTS (Continued)
6. Test reports on 1) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
2) Large Missile Impact Test per FBC, TAS 201-94
3) Cyclic Wind Pressure Loading per FBC, TAS 203-94
along with marked-up drawings and installation diagram of Models 103CAPASYB16-
2R Gravity Vents, prepared by Intertek/ATI, Test Report No. E5137.02-109-18, dated
02/17/2016, signed and sealed by Joseph A. Reed, P.E.

C. CALCULATIONS
1. Anchor verification calculations prepared by Rice Engineering, dated 10/11/2016,
signed and sealed by L. David Rice, P.E.

D. QUALITY ASSURANCE
1. Miami-Dade Department of Regulatory and Economic Resources (RER)

E. MATERIAL CERTIFICATIONS
1. None.

F. STATEMENTS

1. Statement letter of code conformance to the 5™ edition (2014) FBC issued by Rice
Engineering, dated 10/11/2016, signed and sealed by L. David Rice, P.E.
2. Statement letters of no financial interest issued by Rice Engineering, dated

10/11/2016, signed and sealed by L. David Rice, P.E.

e
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Carlos M, Utrera, P.E,
Product Controf Examiner
NOA No. 14-1224.11
Expiration Date: November 3, 2021
Approval Date: November 3, 2016
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» - - Revision Histor
Dimensional Data - Gravity Vents ; Rovied by | FCHT | _bare
G Open Gravily Vent NOA J Hess 2740 FTNS
T
General Notes:
1. This approval is for the structural capacity and impact rating of the exterior
housing only; it does not include any inferior mechanisum or electrical part.
2. Thase fans have nof been wind tested for Wind Driven Rain Test per Florida
Building code, TAS100 {A)-95.
Gravity Vent MODEL | HT(in) | W{in) | C{in) | WEIGHT [Ibs)
EMUAL0 93/4 |18 sf167 19 28
EMUALZ 101/4 |20 5/16] 19 30
st W = EMUAL4 125/8 {27 5f18| 21 a3
EMUA1S 143/8 {33 9/16| 26 43
Gv10 93/4 118 5/16] 19 28
{ : = : ' 1 GV12 101/4 |20 5/16 19 30
GV14 125/8 27 5/16] 21 33
GY15 143/8 |33 9/16| 26 43
GY20 151/8 [3815/16| 28 62
GV24 163/4 |43 /18| 33 74
- 6V30 187/8 [5233/16F 40 157
H I GV36 223/8 [63 5/16¢ 44 162
1 GVS1113 15 3/8 |23 14 21 91/2
3 * * ¢ * GVSI5 15 3/8 27 24 3/4 13
. GV51820 15 3/8 | 301/4 28 14
) GV524 15 3/8 | 351/4 33 15
1 - . . - GV530 15 3/8 | 421/4 40 17
| . . ° | GVS36 15 3/8 | 461/ | 44 23
103CAPASYRO8-2R 14 181/4 19 81/2
|:__ C #l 103CAPASYB10-2R 14 181/4 19 81/2
| l 103CAPASYBIZ2R | 14 | 201/ | 18 3
103CAPASYB14-2R 14 221/4 21 91/2
103CAPASYB16-2R 14 261/4 26 13
Models EMUA/ GV, 103CAPASYB-2R Meodels GVS

Notes:
1.

DESIGN PRESSURE: +150.0 / -150.0 PSF
LARGE MISSILE IMPACT RESISTANT

Tested in accordance to Florida Building Code test protocol TAS-201, TAS-202, TAS203.

DESIGN PRESSURE: +100.0/ -100.0 PSF
LARGE MISSILE IMPACT RESISTANT

CapfiveAire, Inc. commaercial kitchen veniilation
4641 Paragen Park Road, Rateigh, NC 27615

2. Tested for areas including high velocity huricane zones. o
3. Tested under Miomi-Dade County Notification number AT 15086, 15028, 15084, 15085, 15082, 15083. P 800.334.925 | F 818.227 5994
Matenal, N/A Part Number: N/A Unfess Qthervize Spechled
Blank Size: N/A x NJA MACOLA Number; N/A pimensons are n nches. : e
Weight: N/A bs Drawing Name;: Gravity Vent standord Ec%l}a]rgnces are; B By ﬁﬂlgl__ﬂ: e e e a

Drawn By: N Perry

Drawing Number: GRAVITY 0]

Sheel T of 11

Decimalr XX1.05
KXUN205

pngles: 11 THE PERFORMANCE COMPANY

PRODUCT APPROVED
as _co_mplgin with the Florida
Building Code

NOCA-No.

14-1224.11

RICE

ENGINEERING

105 Schoot Creek Trail
Luxemburg. W1 54217
Phone 920.845 1042
Fax §20.845 1048
www.rice-inc.com

Flonda Firm No F-01000005061
Certilicate of Authorization: #3090
L David Rice .
Registration No: 5082

OCT X1 2016




i i - 1 Revision History
Dimensional Data - GV/EMUA Series - b L
0 Open Gravily Vent NOCA J Hess 2740 7721715
1
item Number Descripfion of Part Material
la Base {sizes 10-14} 20 Ga. Gatvanized G0
1b Base {sizes 18-24) 18 Gui. Galvanized G0
Ic Base (sizes 30-36) 14 Ga. Galvanized G90
(5) 2 Balle / Wrapper 080 Aluminum 1100-0
2b Airshaft IEMUAJGY10 not shown) 18 Ga. Galvanized G0
Birdscrean removed 3 Gusset [size 36 only) 12 Ga. Galvanized G20 obU OVED
for clarity 4a Vertcal Support {sizes 10-14) 14 Ga. Galvanized GH fs'fco_mp,é:i}'gﬁ'i’t';'t‘he Elorida
4h Vertical Support [sizes 18-24) 14 Ga. Galvanized GO0 :glLdl:g ode 14122411
(4) 4c Vertical Support {sizes 30-36) 12 Ga. Gavenized G0 e -
5 Top Plate 16 Ga. Gaivanized G50 Approval Date 11/03/2016
@ 6 Ven! Hood 50 Aluminum 11000 By
7 Curb {Up to 20" Height) 20 Ga. Aluminized Steel Miami-Day
@ 7 Curb {20+" 10 42" Height) 15 Go. Aluminized Steel
8 #8x 1/2 3elf Tapping Screws (Not Shown) finc Coated Steel
9 1/4" - 20 X 1" Whiz Bolt finc Coated Sfeel
@ 10 1/4" - 20Whiz Nut Zinc Coated Steel ﬁ[ €E
11 174"~ 20 Acom Nuts [Nof Shown) Zinc Coated Stesl i ENGINEER ING
@ 12 174" ¥ 1-172" Self Tap Screw / Nylon Washer | Zinc Coated Stesl / Nylon 105 School Creek Trail
13 Curb Plate Lefif Right {Hinge Kit) 10 Ga. Galvanized G%0 ;uxomb%rggé\év;_ﬁdoz;‘lz‘i
14 Fan Plate Left / Right (Hinge Kil] 10 Ga, Galvanized GY0 PhoNG 0845 1048
15 14" - 20 x 3/4" hex head bols Zinc Coaled Steel www.rice-Inc.com
7 174" - 20 % 3/4" PEM studs Zinc Coated Sleel Certificalg of Authorization: #9090
e - L David Rice
i8 3/16" Rivet Zinc Coated Steel Registration No: 50923
@ 19 1/4"-20 X 1-1/8" Standoff Zinc Coated Steel
20 174" Steel Washer Iinc Coated Stesl
Notes: oA R g
1. Tested in accordance o Florida Building Code test protacol TAS-201, TAS-202, TAS203. CaptiveAire, Inc. commercial kitchen ventilation
2. Tested for areas including high velociy hurricane zones. 4541 Paragon Park Road, Raleigh, NG 27618
3. Tested under Miami-Dade County Notification number ATl 15086, 15028, 15084, 15085, 15082, 15083. P 800.334.925 | F 819.227.5094
Maierial: N/A Part Number; NfA Unless Othenwize Specified
Blank Size:” N/A x N/A MACOLA Number NiA Bimensions ars In inches.
Weight: N/A [bs Drawing Name: Gravity Yent Slandard Tolcrancos are: :
Drawn By: N Perry E— Dacimal: Xzos '
Shang e CRAVIY prgies: 41 THE PERFORMANGE COMPANY

0CT 11 2016




Dimensional Data - 103CAFPASYB-2R Series . e e TP
0 | Open Gravily Veni NOA T Hess 2740 772715
[
i .
- [tem Number Description Of Part Material
1 Base 20 Ga. 430 S
' } 2 Baffle / Wrapper 20 Ga. 430 S5
210 3 Steel Vent Hood 20 Ga. 430 55
4 Curb (Up to 20" Height) 20 Ga. Aluminized Steel
4 Curb (20+" to 42" Height) 16 Ga. Aluminized Steel
I 5 3/16" Rivet Zinc Coated Steel
6 Silco 400 Deg. Sealant (Not Shown) Silver Silicone
. 7 1/4"-20 X 1" Whiz Bolt Zinc Coated Steel
: - 8 1/4"-20 Rivsert Zinc Coated Steel
9 1/4" Washer Zinc Coated Steel
10 1/4" Whiz Nut Zinc Coated Steel

Notas:

1. Tested in accordance o Florida Building Code test protocol TAS-201, TAS-202, TAS203.

2. Tested for areas includin

high velocily hunicane zones.

3. Tested under Miami-Dade County Nofification number ATi 15084, 15028, 15084, 15085, 15082, 15083,

Captivesire, Inc. commercial kitchen ventilation
4641 Paragon Park Road, Raleigh, NC 27616
P 800 334 925 |F 518.227.50894

Maferial: N/A

Part Number: Sea Above

Blank Size: N/A x N/A

MACOLA Number: N/A

Weighl' N/A [bs

Drawing Name: Gravity Vent

Drawn By: N Perry

Drawing Number: GRAVITY 03

Sheet: 3 of 11

Uniess Otherwize Specified
Dimensions are In Inches.

Standard Toleronces are: g

Fraclions; 1/14

Decimal: XX1.05
XAAE 015

Angles; 21°

PRODUCT APPROVED
as complgin with the Florida
ode

Building
NOA-No. 14-1224.11

Approval Pate 11/03/2016

By
Miami-| ¥a

de Product Control

RICE
ENGINEERING

105 School Greek Trail
Luxemburg, Wi 54217
Phone 920.845 1042
Fax 420,845 1048
wWww.rice-inc.com

Flonda Firm No F-01000005061
Certificale of Authorization: #9000
1 David Rce

Reglstration No: 50923

TATE OF %
r,.“'. N ?:‘l._\'. S
“ @@LOR‘O$®é

7, P TONAL ot

7, 3
iy

0CT 11 2018




Dimensional Data - GVS Series

Bird Screen

8

10,11

Notes:
2. Tested for areas including high velocity hurricane zones.

10,14

1. Tested ih accordance to Florida Building Code test protocol TAS-201, TAS-202, TAS203.
3. Tested under Miami-Dade County Notification number ATI 15084, 15028, 15084, 15085, 15082, 15083,

Revlsion History
# Descripfion Revised by ECN# Date
0 Open Gravity Vent NOA J Hess 2740 7727115
i
ltem Numher Description Of Part Material
1 Base 20 Ga, Galvanized G930
2 Baffle / Wrapper 20 Ga, Galvanized GS0
3 Vertical Support 14 Ga. Galvanized G390
4 Steel Vent Hood 20 Ga. Galvanized G390
5 Vent Hood Corner {not shown} 20 Ga. Galvanized G90
6 Ring 1/8x 1 x 1" Alum. Angle
7 Curb{Upto 20" Height} 20 Ga. Aluminized Steel
7 Curb (204" to 42" Height) 16 Ga. Aluminized Steel
8 1/4"-20 X 1-1/2" Self Tapping Hex Screw Zinc Coated Steel
9 1/4" SSP1 Rivet Zinc Coated Steel
10 1/4"-20 Whiz Nuts Zinc Coated Steel
11 1/4"-20 X 3/4" PEM Stud Zinc Coated Steel
12 Silco 400 Deg. Sealant (Not Shown) Silver Silicone
13 1/4"-20 Acorn Nut Zinc Coated Steel
14 1/4" Washer Zinc coated Steel
15 3/16" Rivet Zinc coated Steel
15 1/4-20 X 1" Whiz bolt Zinc coated Steel

CaptiveAire, Inc. commercial kifchen ventilation

4641 Faragon Park Road, Ralsigh, NC 27818
P 800.334.925iF 919.227.5994

Unless Olnerwize Spacified

Materal; Fart Number: valess 2 Spac
B%Gnk Sl.Ze: X MACOLA Number: imensions are infnches.
Weight: 56.538 Ibs Drawing Name: Gravity Vent gggﬁg;g Lc{!f]rgnces are’

Drawn By: Decimal: %% +.05 -.

Drawing Number; GRAV KAXEDIS

grawing Number: CRAVIOA P THE PERFORMANCE COMPANY

PRODUCT APPROVED

as complgin with the Florida
ode

Building
NOA-No. 14-1224.11

Approval Date 11/03/2016

RICE
ENGINEERING

105 School Creek Trail
Luxemburg, WI 54217
Phone 920.845 1042
Fax 920.8451048
www.Tice-inc.com

Flonda Firm No  F-01000005061
Certificate of Authorization: #9090
L David Rice

Registration No: 50923

0CT 11 2016




Revision Hislory

DimenSionGl DCI"'C] - Gquify Ve n'l'S # Description Revised by ECN# Date
1 Hess 2740 7/2715

g Open Gravily Vent NOA
1

1. SECURE FAN BASE TO CURB USING
1/414 X 2" ZINC PLATED STEEL SELF DRILLING
SCREWS (A307 OR BETTER) THROUGH
PRE-PUNCHED HOLES IN THE FAN BASE.

(SEE TABLE A ON PAGES 6-11 FOR QTY).

2. SECURE CURB TO ROOF OR WALL BY
DRILLING 1/4" DIA PILOT HOLES IN THE CURB
FLANGE AT LOCATIONS SHOWN IN THE
DIAGRAM. SEE PAGES 6-11 FOR FASTENER
TYPE. USE TABLE A FOR FASTENER QTY.

MAX CURB SEE CURB
HEIGHT 42" INSTALLATION
: DETAILS

FULLY WELDED CURB CORNERS
(ABOVE 20" HEIGHT)

SEE CURB
INSTALLATION DETAILS

SEE CURB
INSTALLATION DETAILS
MNotes: Captivedire, Inc. commereial kitchen ventilation

1. Testad in accordance to Florida Building Code test protocol TAS-201, TAS-202, TAS203. 4641 Paragon Park Road, Raleigh. NC 27616

2. Tested for areas inciuding high velocity humicane zones. -
3. Tested under Miami-Dade County Notification number AT! 15086, 15028, 15084, 15085, 15082, 15083. P 800334 925 | F 910.227 5004

Matenai: N/A Part Number N/A gf.fess Othenwize Sipeﬁiﬁed e

Blank Size: N/A x NFA MACOLA Number: N/A fmensions are in inches. o ey ot

Weight: N/A Ibs Drawing Name: Gravily Yent Stenc_lcrd&o]l?]!ﬁonces are: S
Drawn By: N Iraerry B Y s 5 | T T
Drow : 05 XAKr815 Lo = B = el o]
g st CRAVIY wnges: THE PERFORMANGE COMPANY

PRODUCT APPROVED
as complgin with the Florida
Building Code

NOA-No. 14-1224.11

Approval Date 11/03/2016

RICE
ENGINEERING

105 School Creek Trall
Luxemburg, WI 54217
Phone 920.845 1042
Fax: §20.845.1048
www.Tice-inc.com

Flonda Firm No- F-01000005081
Certificate of Authorization: #8090
{. David Rice

Registration No: 50923

0CT 11 2016




Captivedire, Inc. commercial kitcheat ventilation

Miq mi-Ddde Couniy - ROOf CUI‘b 4641 Paragon Park Road, Raleigh, NC 27616
Installation Guide For Wood Substrate P 800.334.825 | F B19.227.5984

HEX-HEAD LAG SCREW

WOODEN DECK [STEEL ZINC PLATED)
3/8" X 2-1/2" OR LONGER DETAIL B
DECK DETAIL A SEE CHART FOR QTY SCALE ] : 8
SCALET:10 ROOF CURB
MAX 42" HT.
4" X WOODEN
B JOISTS MINIMUM

WASHER {STEEL ZINC PLATED)

1-1/2 MIN. ;
EDGE DISTANCE l

FOR SCREW SIZE 3/8"TYP
CURB PRODUCT APPROVED
1/4" PILOT HOLE gs _rl:cc[;_mplgindg with the Florida
uiiding Gode
NOA-No. 14-1224.11
TABLE A; FAN TO CURB TABLE B; CURB TO DECK
Unit Size Base Size Curb Size F‘asteners woan
1 Per Side | Total Per Side Total
] R e ] EMUALD 19" 17-1/2" 3 12 3 12
" EMUATLR 19" 17-1/2" 3 12 3 12
ROCF ° ° L 1-1/2" MIN.
ROOF EMUALE 71" 19-1/2" 3 12 3 12
e o EDGE DISTANCE A
OPELING  opeNING : : EMUALS % | 20-y2 | 3 12 2 16
. . GV10 19" 17 - 12" 3 12 3 12
i e e e GV1Z 19" 17-1/2" 3 12 3 12 €
— 2- 5/8" MIN. Gvi4 21" 19-1/2" 3 12 3 12 ﬁg E
N\, END DISTANCE Gvig 26" 24-1/2" 3 12 4 16 ENGINEERING
1 1/2° M GV20 28" 26-1/2" 3 12 4 16 - i
] | - . . " 105 School Creek Trai
SPACING GV24 33 31-1/7 3 12 4 15 Luxemburg, Wi 54217
GV3Q 40" 38-1/2" 3 12 5 20 Phone: U20.845 1oi§
GV36 44" 42 1/2" 3 12 5 24 Fax.  §20.84540
GV51113 21" 19-1/2" 3 12 3 12 WWW.TICE-ING.COM
FULLY WELDED CORNERS V515 24172 73 3 1 3 1 61
BOVE 20" THRU 42" : _ N
WOODEN ROOF MEMBERS. ABGVE207THRU GVs1820 28" 26-3/2" | 3 12 3 12 Flonda Fim No: & PALEIADA N
47X JOISTS MINIMUM. - - Cetificale of Autho .
5% OTHERS GV524 13 31- 1/ 3 12 3 12 L David Rice
GY530 40" 3g-1/2" 3 i2 3 1z Reglstration No: 60923
GVS36 49" 42-1/2" 3 12 3 12
103CAPASYBOS-2R 19" 17-1/2" 3 12 3 12
103CAPASYB10-2R 9" - | 17-1/2" 3 12 3 12
ROOF OPENING. 103CAPASYBI22R | 19" 17.1/2" 3 12 3 12
. CURB 103CAPASYB14-2R 21" 19-1/2" 3 12 3 12
1/2 WOOD,\E{;I”*'%A%%F DECKING. 20" HIGH & LESS = 20 Ga. STEEL 103CAPASYBI6-2R | 26" 24-1/2" 3 12 3 12 X
: 20+" {0 42" HIGH = 16 Ga. STEEL W eNID oF
\\\ OE..nnu 7,

/,,

ity ',
R4
"

O

Notas:
1. Tested in accordance fo Florida Building Code test protocol TAS-201, TAS-202, TAS208.

2. Tested for areas including high velocity huricane zones. -

3. Tested under Miami-Dade County Notification number AT 15084, 15028, 15084, 15085, 15082, 15083,

Hppna

Materal: N/A Part Number: N/A gv'a;sm?'hewﬁzf-sgpe;ged =
Blark Size: NJA x N/A MACOLA Number. NfFA mensions are in inches. =
Weight: N/A Ibs rawing Name: Gravily Yent gongﬂrd_g!ﬁfgnces are; = 7
Drawn By: N Pemry Dggzrggf:'}xz.ogw - : - S o & =
i - XXX -, K o :
T E— e I THE PERFORMANCE COMPANY ‘;;-.,,fLOR\o“?;%@ S ;
ity pagtertt ") H
Y N
’fq ION A‘— E:\\\\
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378" DIA S8, HILTI KWIK BOLT 3
EXPANSION ANCHORS

Notes:
1.

Miami-Dade County - Roof Curb
installation Guide For Concretfe Substrate

DETAIL A
SCALE1:10

CONCRETE BECK

ROOF CURB
MAX 42" HE,

CURB

2500 MIN. P51
CONCRETE

AT

hEVAAAL

2500 MIN, PS|
CONCRETE

CapfiveAire, Inc. commercial kitchen ventilation
4841 Paragon Fark Road, Releigh, NC 276160
P B0GC.334 925 F919.227.59494

3/8" 8.5, HILTI KWIK BOLT 3 DETAIL 8
EXPANSION ANCHORS MIN. SCALE]:8

2.5" ENGAGEMENT
{SEE CHART FOR QTY}
3" MIN,
—— |zt
EDGE DISTANCE

3" MIN. EDGE TABLE A: FANTO CURB TABLE B: CURB TO DECK
\ \ F DISTANCE Unit Size Base Size | Curh Size Fasteners _ CONCRETE
v T 5 s PerSide | Total Per Side Total
/ EMUALD 19" 17-1/2" 3 12 3 12
ROOF " o EMUAL2 19" 17- /2" 3 12 3 12
OPENING _ROOF . . EMUALY 21" 19-1/2" 3 12 3 12
+4" OPENING . N EMUA1S 26" 24-1/2" 3 12 3 12
. . GV1d 18" 17 -4 3 12 3 12
i [ IO 3 MIN, GV1z2 19" 17 - 1/2" 3 12 3 12
T T \—"'" \ END DISTANCE GV14 21" 19-1/2" 3 12 3 12
GV1g 26" 24 -1/2" 3 11 3 12
5" MIN. GV20 28" 26- /2" 3 12 3 12
TR T T SpACING GY24 3" 31-1/2" 3 12 4 16
GV30 40" 3B-12" 3 12 4 16
Y WELDED CORNERS GV36 44" 42 - 1/2" 3 12 5 20
FULLY WELDE E GVa1113 21 19-1/2" 3 12 3 12
ABOVE 20" THRU 42" GVS15 24-1/2" 23" 3 12 3 12
GVS1820 28" 26-1/2" 3 12 3 12
GVS24 ag" 31-1/2" 3 12 3 12
GV530 40" 38-1/2" 3 12 3 12
GVS36 44" 42 -1/2" 3 12 3 12
2500 MIN. PSi 103CAPASYBD&-2R 19" 17- 142" 3 12 3 12
CONCRETE 103CAPASYB10-2R 19" i7-1/2" 3 12 3 12
CURB 103CAPASYB12-2R 19" 174/ 3 12 3 12
ROOF OPENING. 20" HIGH & LESS = 20 Ga. STEEL 103CAPASYB14-2R 71" 1 -1/2" 3 12 3 12
20+" to 42" HIGH = 16 Ga. STEEL 103CAPASYR16-2R 26" 24-1/2" 3 12 3 12

Tested ih accordance to Florida Building Code test protocol TAS-201, TAS-202, TAS203.

2. Tested for areas including high velocity hurricane zones.
3. Tested under Miami-Dade County Notification numbar ATl 15084, 15028, 15084, 15085, 15082, 15083,
Material: N/A Part Numbsr: N/A Unless Ofhenvize Spocilied
ETIENSIONS Gig In Inches,

Blank Size, N/A x NIA

MACCLA Number: N/A

Weight:

N/A [bs Drawing Name: Gravity Vent Handard Tolera
Drawn By: N Parry Decimol Xis8
Drawing Number: GRAVITY 07 Angles: XAKL05

Sheet. 7/ of 11
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. “ CaptiveAire, irsc. commercial kitchen ventilation
Miami-Dade County - Roof Curb 4641 Paragon Park Road, Rateigh, NG 27616
H H P2 800.334 925 | F §19.227.5904
Installation Guide For Steel Substrate |
1/4-14 DRIL-FLEX SELF DRILLING SCREWS STEEL DECK RO SRS
DETAIL B MIN. 1/2° THROUGH SEE CHART DETAIL A
SCALE1:12
Roof Truss 1/8" Thick
SYEEL DECK or 12 Ga. Min.
w  \SEPISINZ pC
A‘F/ 3/4" MIN.
EDGE DISTANCE
" PRODUCT APPROVED
1/4"-14 DRIL-FLEX SELF DRILLING SCREWS . 3 .
12 GA. MIN MIN. 1/2" THROUGH SEE CHART TABLE A: FAN TO CURB TABLE B: CURB TO DECK as complying with the Florida
STEEL ROCGF TRUSS Fast STEEL 9
Unit Size Base Size | CurbSize 5 S'ZS enen:; o — o NOA-No. 14-1224.11
&l oIGe ata er de oL3
EMUALG 19" 17-1/2° 3 12 3 12 Approval Date_11/03/2016
\ \ EMUAL2 19" 17- 142" 3 12 3 1 By Ve
¥ ! e o o 9 e 7 EMUALL 2t 18- 3/2" 3 12 3 12 Miami-Bade Product Control
P 5 EMUALS 26" - 132" 3 12 3 12
ROOF . o GY10 13" i7-1/2" 3 12 3 12
OPENING O§S££G s . 374" MIN, GvV12 19" 17- 172" 3 12 3 12
+1 172" ° o EDGE DISTANCE GVi4 21" 18- 142" 3 12 3 12
s o GVis 26" 24-1/2" 3 12 3 12
‘\ * 2 o ° o GV20 28" 26-1/2" 3 12 4 16 R g C E
3/4" MIN. GV 33" 31-1/2" 3 12 4 16 e
—’.
? N END DISTANCE GV30 40" -1 | 3 10 2 16 ENGINEERING
3/4" MIN GV36 4" 42-1/2" 3 12 5 20 105 School %\rﬁe;&rﬂl
- . W T IN Luxemiurg, 4
SPACING G;f,g? 24?11;2,, 19231,.] : 1_; : ii Phona 920.845 1042
GV51820 28" 26-1/2" 3 12 3 12 m. ﬁceg, ,zr?c'if;: 048
FULLY WELDED CORNERS GVs24 33" 31- 12" 3 12 3 12
ABOVE 20" THRU 42", GVS30 a0 3g- 1/2" 3 12 3 12 Flonda Firm No. E-01000005081
GYS36 aa" 41-1/2" 3 12 3 12 Cenific_ate of Authorization: #9090
103CAPASYBOS-2R 19" 17-1/2" 3 12 3 12 k’eg?s‘&g&'ﬁ%w 0623
103CAPASYBI0-2R 19" 17-1/2° 3 12 3 12 '
103CAPASYB1Z-2R 19" 17-1/2" 3 12 3 11
STEEL DECK 103CAPASYS14-2R 21" 19 - 3/2" 3 12 F] 12
12 GA. MiN CURB 103CAPASYB16-2R 26" 24-1f2" 3 12 3 12
STEEL ROOF TRUSS 20" HIGH & LESS = 20 Ga. STEEL
Mot 20+ to 42° HIGH = 16 Ga. STEEL
ojes!

1. Tesfed in accordance to Forida Building Code fest profocol TAS-201, TAS-202, TASZ03, _

2 Tested for areas including high velocity humicane zones.

3. Tested under Miami-Dade County Notification number ATl 15086, 15028, 15084, 15085, 15082, 15083, B
Material: N/A Part Number: N/A Unless Orherwizs Spociied P
Blank Size: hN/A x N/A MACOLA Number: N/A imensions are in inches. s L e Aeaeias s 1 =
Weight: N/A Ibs Drawlng Name: Gravity Yent gﬂn;_iﬂrci_'ici[fe,]rgnces are: £ mﬂmmﬂ.ﬂ Tk S e e eabacy : 7=

Drawn By: N E)EWGRAWTY 5 Deckmal: Jol105 . = : in=
i - XXX L0 H =
Srawing Trmber: . prgies. 1T THE PERFORMANCE COMPANY Jus
PSS
““Q(o \\\\
\- %\\\\\\
Mty
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Captivefire, Inc, commercial kitchen ventilation
4841 Paragon Parik Road, Raleigh, NG 276186
P 800,334 625 F 919227 5884

Miami-Dade County - Wall Curb
Installation Guide For Wood Construction

TASBLE A: FANTO CURB TABLE B: CURB TO WALL
\ \ Unit Slze BaseSize | CurbSlze Fasteners __Waab
| > s = & 8 ParSide | Total Per Side Tatal
. : ; EMUALD 15" 17 17" 3 17 3 12
WALL WALL a . t EMUATZ 19" 17 - 1/2" 3 12 3 12
. . . EMUAL4 20" 19. 12" 3 12 4 16
QPENING opENING V- 172 MIN. EMUAIS 25" 32" 3 12 4 15
+3 . . EDGE DISTANCE 24-3/2
. . GV10 18 17-1/2" 3 12 3 12
{ T & . 5 e aviz 19" 17 12" 3 12 3 12
2.5/8" MIN. GV14 7" 19 1/2" 2 12 4 16
\ o N END {)]STANCE GV18 26" 24-1/2" 3 12 4 16
V20 28" 26-1j2" 3 11 1 16
. V2 33" sy |3 12 5 0 PROEUIQHT Al_’tl;l}r?\gfl?: .

] ey T-/ZMIN V3D an 38-1/2" N/A NIA Building Gode o onea

SPACING Gz | a2y WA N/A NOA-No. 14-1224.11
WOODEN CONSTRUCTION GV§1113 21" 19 - 1/2" 3 12 3 12

WASHER (STEEL ZING PLATED] VSIS - 12" YT 3 I 3 I Approval Date 11/03/2016
1172 MIN FOR SCREW SIZE 3/8" TYP GVS1820 28 26-1/2" 3 12 3 12
- . GVS24 33 31.1/2 3 12 3 i2

CURB MAX
A 42" HT. EDGE DISTANCE FULLY WELDED CORNERS GV530 40" 38-1/2" N/A NfA
ABOVE 20" THRU 42".— GVS36 44" 42 - 1/2" N/A N/A
;W 103CAPASYROB- 2R 19" VIS TES 3 12 3 12
LOZCAPASYBIO-IR 15" 7.2 3 12 3 [
38?&“} A 5 Y 103CAPASYRIZ-ZR 15" 177 3 12 3 12
’ S 103CAPASYBLA-2R 21" 19-1/2" 3 12 3 12
>9 + | 103CAPASYBI5-2R 5 4.1 3 12 3 12 R f f E
ENGINEERING
105 School Creek Trail

Luxemburg, WI 54217
Phone 9$20.845 1042
Fax:  920.845.1048
www._rice-inc.com

1/4" PILOTHOLE

L ;

Flonda Firm No: F-01800005061

WALL OPENING.

\‘WALL

BY OTHERS

Notes:

\WOODEN ROOF MEMBERS.

4" X STUDS MINIMUM.

CURB
20" HIGH & LESS = 20 Ga. STEEL
20+" o 42" HIGH = 16 Ga. STEEL

1. Tested in accordance fo Florida Building Code test protocot TAS-201, TAS-202, TAS203.
2. Tested for areas including high velocity hurricane zones.
3. Tested under Miami-Dade County Notification number ATI 15086, 15028, 15084, 15085, 15082, 15083,

-
-l
i
R :;x
HEX-HEAD LAG SCREW

(STEFL ZINC PLATED)
3/8" X 2-1/2" OR LONGER
SEE CHART FOR QTY

Material: N/A

Part Number: N/A

Unless Othenwize Specified
Dimensions are in Inches.

Blank Size: N/A x N/A

MACOLA Number: N/A

Weight: N/A 1bs

Drawing Name: Gravity Venf

Slondard Tolerances ore!

Foclions: /14

Drawn By: N Peny

Decimal: XX .05

Drawing Number: GRAVITY 0%

XXXLOS
Angles:  1°

Sheel: 2 of 11

THE PERFORMANCE COMPANY

Certificate of Authorization: #8090
L Oavid Rice
Reaqistration No: 505823
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H H Captivelire, Inc. commercial kitchan ventilation
M!Q mi- Ddde County - Wall Curb . 4841 Paragon Park Road, Raleigh, NG 27616
Installation Guide For Concrete Construction P 800.334.625 F 919.227.5994
—~ 3" MIN. TABLE A: FAN TO CURB TABLE B: CURB TO WALL
\ \ Y EDGE DISTANCE Unit Size Base Size Curb Size Fasteners CONCRETE
v o6 o & @ ParSide | Total Per Side Total
; EMUATO 19" 17- 172" 3 12 3 12
WALL 0 o EMUAZZ 19" 17-1/2" 3 12 K] 12
OPENING WAkt . . EMUALS | wyr | 3 1 3 5
+4" » - EMUALR 26" 24-1/2" 3 12 3 12
f ° GV10 19" 17 - 1/2" 3 12 3 12
* s o =9 Gvi2 19" 17-1/2 3 12 3 12
\ - 3" MIN. GVI14 21" 19- 1/2* 3 12 3 12
N\ END DISTANCE 6V13 26" 24-1/2" 3 12 3 12
: G20 28" 26- 1/2" 3 12 4 16
5" MIN. 624 33" 31- 152" 3 I 12 4 y 16
SPACING GYy30 a0 38~ 1/2" N/A N/A
p " PRODUCT APPROVED
Gv36 a4 42- 1£ N/A 5 2 N/A gs _?g_mplzint? with the Florida
CONCRETE CONSTRUCTION GV51113 21" 19- 12" 3 1 12 uilding Code
3" MIN. G515 24- 1/2" 23" 3 1 3 12 NOA-No. 14-1224.11
ot |8 e b 2] swerowinge 1032016
— 42" Hl. GV530 40° 38- 12" N/A N/A
A g P CORIERS GS36 W a1 N/A N/A
' 103CAPASYBOS-2R 19" 17-1/2" 3 12 3 12
1/4° PILCT HOLE 103CAPASYBI10-2R 19" 17 - 1/2" 3 12 3 12
\\ / :::: 103CAPASYBI2-2R | 19" 17-3/2" 3 12 3 12
—_ DETAIL A 103CAPASYBI4-2R 21" 19 - 1/2" 3 12 3 12
Lé SCALET: 10 103CAPASYBI6-2R 26" 24 -1/2" 3 12 3 1 R E C E
o s
ENGINEERING
105 School Creak Trail
— y T Luxernburg. Wi 54217
" Phone §20.845 1042
Fax  920.8451048
CURB. e, fice-nc.com
378" S.3. HILTI KWIK BOLT 3 i (1000005081
2 EXPANSION ANCHORS MIN. Flonda F‘g";f”ﬂtﬁoﬂzaﬂmz #9090
2.5" ENGAGEMENT EBD;\;% s
{SEE CHART FOR QTY] Registration No: 50923
WALL OPENING.
2500 MIN, PS CURB
CONCRETE ~ 20" HIGH & LESS = 20 Ga. STEEL
20+"to 42" HIGH = 16 Ga. STEEL
Notes:
1. Tested in accordance fo Florida Building Code test protocol TAS-201, TAS-202, TAS203.
2, Tested for areas including high veloclty hurricane zones.
3. Tested under MiamiDaae County Nofification number ATl 15084, 15028, 15084, 15085, 15082, 15083,
Mafterall N/A Part Nurmber: N/A Uniess Olharvize Specified
Blank Size; NJA % F/A MACOLA Number: N/A imensions are fn incles.
Weight: N/A Tbs Drawing Name: Gravity Vent g{oﬂgmﬁﬂlemncewraﬂ §
Drawn By: N Perry Dodimar: 305,:,.05
Drawing Number: GRAVIY 10 Angles: Fxelns

Sheel: 10 0of 11
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H : Caplivefire, Inc. commercial kiichen ventilation
MIG!:T‘II que County - Wall Curb . 4841 Paragon Park Road, Rafeigh, NC 27616
Installation Guide For Steel Construction P 800.334.925 | F 919.227 5094
374" MINL
\ \ 'F EDGE DISTANCE
¥ 1 ¥ 8 4 & e 7
WALL ° ) TABLE A: FANTO CURB TABLE B: CURB TO WALL
WALL * : e - . Fasteners STEEL
a o h g
(?FP;EI\]I%ES OPENING Unit Size BaseSize | CurbSize Ferside | Tou FerSide Total
¢ ° EMUALD 19" 17 - 1/2° 3 12 3 12
— 5] EMUALZ 19" | 17-1/2" | 3 P 3 1
. EMUAL4 21" 19- 12" 3 12 3 12
3/4" MIN.
T \ = J N END/DISTANCE EMUALS 26" 24-3/2" 3 12 3 12
GY10 15" 17- /2" 3 12 3 2
3/4" MIN. GV12 19" 17- 1/2" 3 12 3 12
e | L
SPACING GV14 21" 19-1/2" 3 12 3 12
STEEL CONSTRUCTICN Gv18 26" 24-1/2" 3 12 3 12
3/4" MIN, GV20 28" 26- 142" 3 12 4 15
7EDGE DISTANCE GV24 33" 31-1/2" 3 1z 4 16
A EZHIIQ-{BT MAX GV30 40° 38- 172 N/A N/A
’ GV36 24" 47 1f2" N/A N/A
GVS1113 21" 19-1/2" 3 12 3 12
A FULLY WELDED CORNERS R 1o B 3 .
‘ GVS1820 28" 26-1/2" 3 12 3 12
GV524 33" 31- 1427 3 12 3 12
Y GVS30 40" 38_1/2" N/A N/A
hl DETAIL A g GV536 44" 42-1/2" N/A N/A
§ SCALE ] :8 N 103CAPASYBO8-2R 19" 17-1/2" 3 12 3 12
N} | 103CAPASYBI0-2R 19" 17-3/2" 3 12 3 12
: | " | 103CAPASYBI2-2R 19" 17-1/2" 3 12 3 12
103CAPASYB14-2R 21" 19-1/2" 3 12 E} 12
- | 103CAPASYB15-2R 26" 24-1f2" 3 12 3 12
S 4
i\
\———STEEL STUDS 1/8" Thick WALL OPENING.
or 12 Ga. Min.
CURB 17414 DRIL-FLEX SELF DRILLING SCREWS
20+" 10 42" HIGH = 18 Ga. STEEL STEEL STUDS 1/8" Thick
Notes: or 12 Ga. Min.
1. Tested in accordance fo Forida Buiiding Code fest protocol TAS-201, TAS-202, TAS203.
2. Tested for areas including high velocity hunicane zones.
3. Tested under Miami-Dade County Notification number AT 15086, 15028, 15084, 15085, 15082, 15083,
Maienal N/A Part Number: N/A gn!ess Olnenize Specified
Blarik Size: N/A X R7A MACCLA Number; N/A imensions are in Incfes.
Weight: N/A Tbs Brcwincg NaNme: Gravity Vent Standardl Tgl!e;rgnces ara:
rawn By: N Pernry Decimal: XX+.05 * £ By
D i : XXX £015 ;
rawing Nurmber: GRAVITY 11 Angles: 01 THE PERFORMANCE COMPANY

Sheetl: 11 of 11
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