MIAMI-DADE COUNTY
PRODUCT CONTROL SECTION

DEPARTMENT OF REGULATORY AND ECONOMIC RESOURCES (RER) 11805 SW 26 Street, Room 208
BOARD AND CODE ADMINISTRATION DIVISION T(786) 3152590  F (786) 315-2599
NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/economy

Trulite Glass & Aluminam Solutions, LL.C
800 Fairway Drive, Suite # 200
Deerfield Beach, Fl. 33441

Scopg:

This NOA is being issued under the applicable rules and regulations governing the use of construction
materials. The documentation submitted has been reviewed and accepted by Miami-Dade County RER -
Product Control Section to be used in Miami Dade County and other areas where allowed by the Authority
Having Jurisdiction (AHIJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product
Control Section (In Miami—Dade County) and/or the AHJ (in areas other than Miami—Dade County) reserve
the right to have this product or material tested for quality assurance purposes. If this product or material
fails to perform in the accepted manner, the manufacturer will incur the expense of such testing and the AHJ
may immediately revoke, modify, or suspend the use of such product or material within their jurisdiction.
RER reserves the right to revoke this acceptance, if it is determined by Miami-Dade County Product Control
Section that this product or material fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the Florida Building
Code, including the High Velocity Hurricane Zone.-

DESCRIPTION: Series “Resistor FG-4500/450EZ” Aluminum Flush Glazed Storefront System - N. L.

APPROVAL DOCUMENT: Drawing No. AD11-27, titled “Resistor Series 4500/450E7 Storefront Wall
Non-Impact”, sheets 1 through 11 of 11, dated 10/11/11, revision 2, dated 06/18/15, prepared by MCY
Engineering, Inc., signed and sealed by Yiping Wang, P. E., bearing the Miami—Dade County Product
Control Revision stamp with the Notice of Acceptance number and expiration date by the Miami-Dade
County Product Control Section.

MISSILE IMPACT RATING: Nene.

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state,
model/series, and following statement: "Miami-Dade County Product Control Approved”, unless otherwise
noted herein.

RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been
no change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change
in the materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement
of any product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure
to comply with any section of this NOA shall be cause for termination and removal of NOA.
ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and
followed by the expiration date may be displayed in advertising literature. If any portion of the NOA is
displayed, then it shall be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its
distributors and shall be available for inspection at the job site at the request of the Building Official.

This NOA revises and renews NOA# 11-1207.07 and consists of this page 1 and evidence pages E-1 and

E-2, as well as approval document mentioned above,
The submitted documentation was reviewed by Manuel Perez, P.E.

/// NOA No. 15-0727.03
Expiration Date: March 19, 2021
Approval Date: June 16,2016
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Trulite Glass & Aluminum Solutions, LLC

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

A. DRAWINGS
1. Manufacturer's die drawings and sections.
(Submitted under NOA’s No. 00-1220.05 and (08-1024.06)
2. Drawing No. AD11-27, titled “Resistor Series 4500/450EZ Storefront Wall Non—
Impact™, sheets 1 through 11 of 11, dated 10/11/11, revision 2, dated 06/08/15, prepared
by MCY Engineering, Inc., signed and sealed by Yiping Wang, P.E.
B. TESTS
1. Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94
2) Uniform Static Air Pressure Test, Loading per FBC TAS 202-94
3) Water Resistance Test, per FBC, TAS 202-94
along with marked-up drawings and installation diagram of an aluminum storefront
system, prepared by Fenestration Testing Laboratory, Inc., Test Report No.
FT1.-5326, dated 07/26/07, signed and sealed by Carlos S. Rionda, P.E.
(Submitted under NOA No. 08-1024.06)
2. Test reports on: 1) Air Infiltration Test, per FBC, TAS 202-94

2} Uniform Static Air Pressure Test, Loading per FBC TAS 202-94

3) Water Resistance Test, per FBC, TAS 202-94
along with marked-up drawings and installation diagram of an aluminum door line,
prepared by Fenestration Testing Laboratory, Inc., Test Reports No. FTL-1548, dated
01/15/97, signed and sealed by Gilbert Diamond, P.E.
(Submitted under NOA No. 00-1220.05}

C. CALCULATIONS

1. Anchor verification calculations and structural analysis, complying with FBC 5t
Edition (2014), dated 02/01/16, prepared by MCY Engineering, Inc., signed and
sealed by Yiping Wang, P.E.
2. Glazing complies with ASTM E1300-09
D. QUALITY ASSURANCE
1. Miami-Dade Department of Regulatory and Economic Resources (RER).

E. MATERIAL CERTIFICATIONS

1.

None.

Expiration Date: March 19,2021
Approval Date: June 16, 2016



Trulite Glass & Aluminum Selutions, LL.C

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

F. STATEMENTS

1. Statement letter of conformance, complying with FBC 5™ Edition (2014), dated
January 27, 2016, issued by MCY Engineering, Inc., signed and sealed by Yiping
Wang, P.E.

2. Statement letter of no financial interest, dated January 27, 2016, issued by MCY
Engineering, Inc., signed and sealed by Yiping Wang, P.E.

3. Laboratory compliance letter for Test Report No. FTL-5326 issued by Fenestration
Testing Laboratory, Inc., dated 07/27/07, signed and sealed by Carlos S. Rionda, P.E.
(Submitted under NOA No. 08-1024.006)

4. Laboratory compliance letter for Test Report No. FTL-1548 issued by Fenestration
Testing Laboratory, Inc., dated 01/15/97, signed and sealed by Gilbert Diamond, P.E.
(Submitted under NOA No. 00-1220.03)

G. OTHER
1. Notice of Acceptance No. 11-1207.07, issued to Trulite Glass & Aluminum Solutions,

LLC for their Series *Resistor FG-4500/450E7” Aluminum Flush Glazed Storefront
System - N.1”, approved on 05/10/12 and expiring on 03/19/16.

Product Control Examiner
~150727.03
Expiration Date: March 19,2021

Approval Date: June 16, 2016
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THIS SYSTEM MAY BE USED IN CONJUCTION WITH MIAMI—DADE
COUNTY APPRCVED QUTSWING ENTRANCE DOORS.
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THIS PRODUCT HAS BEEN DESIGNED AND TESTlED TO COMPLY WITH THE
REQUIREMENTS OF THE FLORIDA BUILDING CODE 2014 EDITION INCLUDING
HIGH VELOCITY HURRICANE ZONE (HVHZ).

ULTIMATE LOAD OBTAINED FROM ASCE 7-10, MULTIPLY BY 0.6 SHALL BE INSTRUCTIONS: PRODUCT CONTROL APPROVAL:
LESS THAN OR EQUAL TC MAX. DESIGN LOAD IN THIS DOCUMENT. THE USE CHARTS AS FOLLOWS. » INSTALLATION OF THIS PRODUCT IN THE HVHZ AREA REQUIRES THE
DESIGN LOADS SHOWN IN THIS DOCUMENT ARE ALLOWABLE DESIGN LOADS. USE OF APPROVED SHUTTERS OR EXTERNAL FROTECTION DEVICES

STEP 1 DETERMINE DESIGN WIND . LOAD REQUIREMENTS BASED COMPLYING WITH HVHZ REQUIREMENTS.
WODD BUCKS BY OTHERS, MUST BE ANCHORED PROPERLY TO TRANSFER ST ON WIND VELOCITY, BLDG. HEIGHT, WIND ZONE PRODUCT REVISED

THE APPLICABLE REQUIREMENTS FOR WIND BORNE DEBRIS PROTECTION. Building Code
ANCHORS SHALL BE AS LISTED, SPACED AS SHOWN ON DETAILS, ANCHORS STEP 2 SEE CHARTS ON SHEETS 2 FOR DESIGN LOAD CAPACITY i Acceptanee No | Lo
EMBEDMENT TO BASE MATERIAL SHALL BE BEYOND WALL DRESSING OR STUCCO. : OF DESIRED GLASS SIZE. Expjraam Date | Oha)
ANCHORING OR LOADING CONDITIONS NOT SHOWN (N THESE DETAILS STEP 3 CHECK MULLION CAPACITY FOR A GIVEN SPACING AND By g’ ] Ty
ARE NOT PART OF THIS APPROVAL. HEIGHT USING CHARTS ON SHEETS 3 & 4 ' Mi P odﬂc 2
' _ THE CAPACITY SHOULD EXCEED THE DESIGN LOAD. i2miflJade Product m“‘{/
A LOAD DURATION INCREASE IS USED IN DESIGN OF ANCHORS INTQ WOOD ONLY. /
. STEP 4 USING CHART ON SHEETS 5 SELECT ANCHOR OPTION

MATERIALS INCLUDING BUT NOT LIMITED TO STEEL/METAL SCREWS, THAT COME INTO = WITH DESIGN RATING MORE THAN DESIGN LOAD SPECIFIED _
CONTACT WITH OTHER DISSIMILAR MATERIALS SHALL MEET THE REQUIREMENTS IN STEP 1 ABOVE. RAWN: S.L DRAWING No:
OF 2014 FLORIDA BUILDING CODE SECTION AS APPLICABLE. STEP 5§ THE LOWEST VALUE RESULTING FROM STEPS 2, 3

= AND 4 SHALL APPLY TO ENTIRE SYSTEM. DATE: 10-11-111 4 OF 11
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GLASS LOAD CAPACITY — PSF

NOMINAL DIMS. 1/4" TEMP. GLASS
D.L.0. WIDTH|D.LO. HEIGHT| EXT.(+)/INT.{-)
22-1/4" 130.0
28.1/4" 130.0
34~1/4" 68-1,/2" 130.0
40-1/4" 130.0
46—1/4" 130.0
52—1/4" 130.0
22—-1/4" 130.0
28—1/4" 130.0
34—1/4" 74-1/2" 130.0
40—-1/4" 130.0
46—1/4" - 130.0
52—-1/4" 130.0
22-1/4" 130.0
28—1/4" 130.0
341 /4"' 801 /2" 130.0
40-1/4" 130.0
46—1/4" 130.0
52-1/4" 130.0
22-1/4" 130.0
28--1/4" 130.0
34-1/4" g6-1/2" . 1300
40—1/4" 130.0
46—1/4" 130.0
22-1/4" 130.0
28—1/4" 130.0
34—1/4" 92-1/2" 130.0
40—1/4" ‘ 126.0
46—1/4" 118.8
22-1/4" 130.0
25—1/4" 98—1/2" 130.0
34-1/4" 130.0
40-1/4" 118.3
22-1/47 130.0
28-1/4" 104—1/2" 130.0
34—1/4" 130.0
40—-1/4" 112.1
22-1/4" ' 130.0
28—1/4" 110-1/2" 130.0
34-1/4" 130.0
22-1/4" 130.0
28-1/4" 116—1/2" 130.0
34-1/4" 130.0
NOTE:

GLASS CAPACITIES ON THIS SHEET ARE

BASED ON ASTM E1300-09 (3 SEC. GUSTS).
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GLAZING DETAIL

W = MULLION SPACING (§ — ¢ DIM.)
FRAME HEIGHT (MULLION SPAN)

FH. =

MULLION WIDTH
0.L.OW.
D.L.O.H.

=1 3/4”

Wo— 1 3/4”

F.H.

- 2 X 1 3/4" (W/0 HORIZONTAL)

¢ Trulite

GLASS & ALUMINUM SOLUTIONS™

http:/fwww . trulite.com

800 FAIRWAY'DRIVE, Suite 200
DEERFIELD BEACH, FL 33441
p. 800-432-8132 | §. 954-724-2083

PRODUCT:

Resistor

Series 4500 / 450EZ
STOREFRONT WALL
NON - IMPACT

¢ Resistor

PRQDUCT SERIES

REVN DATE/REMARKS

1 {4/16/12 UPDATE TO 2010 FBC

Z {6/18/15 UPDATE TO 2014 FBC

ENGINEER:

MCY ENGINEERING, INC.
GLAZING CONSULTANT
8501 SW 124th Ave. Suite 205A
MIAMI, FL 33183

P: 305-271-0117
Email: MCY Engineering@att.net

www MGYE pginegrjng.com

STAMP; :ﬁ}fﬁ%ﬁ ﬁmﬁf ‘s

10 2016

PRODUCT CONTROL APPROVAL:

PRODUCT REVISED _
as complying with the Florida
Building Code
Acveptance Mo § é‘:ﬁ
Expiration Date LAs

Zélﬁ/{/f gmﬂ 245
m{é}gﬂe Product C‘Gml;éiJ

‘STEP 2: GLASS LOAD CAPACITY

DRAWN: S.L. DRAWING No:

DATE: 101111 2 OF 11
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MULLION LOAD CAPACITY - PSF
WITHOUT INTERMEDIATE HORIZONTALS

MULIION LOAD CAPACITY - PSF
WITHOUT INTERMEDIATE HORIZONTALS

e

MULLION SPAN
F.H

€

MULLION MULLION MULLION MULLION
NOMINAL DIMS. JAMB W/0 REINF. | WITH REINF. NOMINAL DIMS. JAMB W/0 REINF. | WITH REINF. =
WIDTH (W) |FRAME HEIGHT| EXT.(+)/INT.(=)| EXT.(+)/INT.{(=) | EXT.(+)/INT.(=}| | WIDTH (W) [FRAME HEIGHT|EXT.(+)/INT.(=)|EXT.(+)/iNT.(=)| EXT.{+)/INT.{-) é L
24" 130.0 130.0 130.0 24" 112.9 74.2 92.3 ., z 5
30" 130.0 130.0 130.0 30 102" 90.4 60.1 74.7 K G ; g s
36" 128.0 128.0 130.0 36" 75.3 50.9 63.3 =
427 109.7 109.7 126.6 43" £4.5 44.4 55.2
48" 50" 96.0 96.0 120.0 247 106.7 62.4 77.5 i W1
54" 85.3 . B5.3 116.4 30 B5.3 50.5 62.7
80" 76.8 76.8 115.2 36" 108 71.1 42.6 53.0 € € €
66" 69.8 69.8 115.2 42" 61.0 37.2 46.2 WIDTH (W) = WIDTH (W) =
72" 64.0 64.0 115.2 247 101.1 52.9 65.8 AT FRAME JAME AT FRAME MULLION
24" 130.0 130.0 130.0 30" 114" 80.8 42.8 53.2
30° 130.0 130.0 130.0 36" §7.4 36.1 44.8
36" 116.4 116.4 120.0 24" 89.5 45.3 56.3
42" 99.7 99.7 108.7 30" 120" 72.2 36.5 45.5
48" 66" 87.3 87.3 102.9 367 60.8 30.8 38.3
54" 77.6 77.6 98.5
60" £69.8 89.8 96.0
66" 63.5 63.5 ' 95.2
24" 130.0 130.0 130.0
" 30" 128.0 128.0 121.3 C C j [i
36" 108.7 1086.7 106.7 E =3 5
42" 72" 91.4 91.4 96.8
48" 80.0 80.0 90.0
54” 71.1 741 85.3
24" 130.0 130.0 130.0 W%J ngggE W%LEE?EF_
30 118.2 118.2 109.7
36 - 98.5 98.5 96.0 Ix N4 [Sx N3 | [Ix N4 [ Sx w3 | [Ix N4 [Sx m°3
42" 84.4 84.4 86.6 2.9777 | 1.3234 | 13.0162 | 1.3405 | [ 2.0066 | 1.2918
48" 738 73.8 80.0
547 65.6 65.5 75.3
24" 130.0 1252 120.0
30° 109.7 101.7 100.2
3g" . 91.4 | B6.4 87.3
42" 34 78.4 75.8 78.4
48” 68.6 68.2 72.0 L
54" 61.0 1.0 87.4 :C
24" 128.0 107.7 110.8 o
30° 102.4 87.3 92.2
36" 90" 85.3 74.0 80.0
42" 73.1 64.7 71.6 MULLION MULLION
48" 64.0 58.0 §5.5 WITH REINF. WITH REINF.
24" 1200 89.3 1029 ) Ix IN“4 | Sx IN"3 Ix IN"4 8x IN"3
307 96.0 C72.4 85.3 ALUMINGM 3.0162 [ 1.3408 ALUMINUM 2.9066 | 1.2818
36" 98" 80.0 1.4 73.8 STEEL 1.8859 | .9008 STEEL 1.885¢ | .9008
" TOTAL TOTAL
:2,. 2::2 i;:: gz:s I ALUM + STL X 2.9] ©4893 x ALUM + STL X 2.9| o757

w2
&

Wi + w2
2

STEP 3: MULLION LOAD CAPACITY

¢ Trulite

GLASS & ALUMINUM SOLUTIONS™

hitp:ffwrww. trelite.com

800 FAIRWAY DRIVE, Suite 200
DEERFIELD BEACH, FL 33441
p. 800-432-8132 | f. 954-724-2083

PRODUCT:

Resistor

Series 4500/ 4A50EZ
STOREFRONT WALL
NON - IMPACT

¢ Resistor

PRODUCT SERIES

REVN DATE/REMARKS

1 |4/16/12 UPDATE TC 2010 FBC

2 |8/18/15 UPDATE TO 2014 FBC

ENGINEER:

MCY ENGINEERING, INC.
GLAZING CONSULTANT
8501 SW 124th Ave. Suite 205A
MIAME, FL 33183

P 305-271-0147
Email: MCY Engineering@att.net
wwwWEﬁérﬁeér}nﬂ pam

STAMP o i
*aa% M
g%u’éé’ts@&mw

#55983

CAN_%%@ “_y‘ “ﬁ’

PRODUCT CONTROL APPROVAL:

PRODUCT REVISED

as complying with the Florida
Building Code
Acceptance No 17
Eﬁp:raim Diate ]

DRAWN: S.L. DRAWING No:

DATE: 10-11-11
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MULLION LOAD CAPACITY — PSF
WITH INTERMEDIATE HORIZONTALS

MULLION LOAD CAPACITY - PSF
WITH INTERMEDIATE HORIZONTALS

MULLION MULLION MULLION MULLION
NOMINAL DIMS. JAMB ¥/0 REINF. | WITH REINF. NOMINAL DIMS. "JAMB ¥/0 REINF. | WITH REINF. > z
WIDTH (W) |FRAME BEIGHT| EXT.(+)/INT.(—)|EXT.(+)/INT.(=}[EXT.(+)/INT.{=}| | WIDTH (W) [FRAME HEIGHT|EXT.(+)/INT.{=)|EXT.{(+)/INT.{=} EXT.(+)/INT.(=)} - T é LT AT T %
24" 130.0 130.0 130.0 24" 112.9 72.8 100.0 i i |z P | | EE
3¢” 130.0 130.0 130.0 30" " 90.4 58.2 80.0 = 3 = -
102 3 - =3
26" 128.0 128.0 128.0 36" 75.3 485 66.7 = =
42" 109.7 100.7 109.7 42" 64.5 416 57.2 o
48" 60" 96.0 96.0 96.0 24" 106.7 81.3 84.3 Wi Wi w2
54" 85.3 85.3 85.3 307 - 85.3 49.0 67.4
60" 76.8 76.8 76.8 36" 71.1 40.9 56.2
66" 9.8 69.8 69.8 42" 61.0 35.0 48.2 WIDTH (W) = W1 WIDTH (W) = —1 *2“ w2
72" 4.0 64.0 64.0 24" 101.1 52.1 71.7 AT FRAME JAMB AT FRAME MULLION
24" 130.0 130.0 130.0 30 114" 80.8 417 57.3
30" 130.0 130.0 130.0 36" 67.4 347 478
36" 116.4 116.4 116.4 24" 88.2 44.7 1.4 o s g
42" 99.7 99.7 99.7 30" 120" 70.6 35.7 "49.2 —= = == =
48" 66" 87.3 87.3 87.3 36" 58.8 29.8 41.0 PN z N -
54" 77.6 77.8 778 22 AN : i & RN :
60" 69.8 69.8 69.8 [3 7 Bl [’ 2
66" 635 63.5 63.5 F====1, JIF===9 2 L
24" 130.0 130.0 130.0 P | 2 N
30" 128.0 . 128.0 128.0 [~ — ' [
36" 106.7 106.7 106.7 w1 w2 W Wi w2
42" 91.4 91.4 91.4
48" 72" 80.0 80.0 80.0 C C j
54" 71.1 71.1 71.1
60" 54.0 64.0 4.0 . -
24" 130.0 130.0 130.0 — G “ {i/:: S
30" 118.2 118.2 118.2 MULLION MULLION Ir /!t_ml\ —I z :_ /T'T\ _; L §
36" 98.5 98.5 98.5 JAMB W/0 REINF. ¥/0 REINF. Vg :/ S \\: <5 o | S | 2|z
" 4 [
:Z.. 78" :;:; 3;; 3::; Ix N4 | 5x N3 | [Ix w2 i8x 3] [Ix N4 | 8x IN"3 ====24|\ “ ‘I’ w /Fzz_zﬂ: éi 4. :l: o5 ,//:Ib W =
i : 2.9777 | 1.3234 | [3.0162 | 1.3405 | { 2.9066 | 1.2918 w NN = | \\ T =
54 65.6 65.6 65.6 [N [ = | 1P
24" 130.0 126.3 130.0 L_ s L_ xjilz__J
30 109.7 101.0 109.7
36" 91.4 84.2 91.4 wi w2 Wi Wi w2
42" 78.4 72.2 78.4
48" 84" 68.6 63.1 68.6 j WIDTH (W) = W1+ W2
547 61.0 56.1 81.0 - 2
24" 128.0 105.8 128.0
307 102.4 84.7 102.4
36 90" 85.3 70.6 85.3 .
437 73.1 50.5 73.1 MULLION MULLION
48" 64.0 52.9 64.0 WITH REINF. "WITH REINF.,
24 120.0 87.3 120.0
30" 96.0 69.8 96.0 Ix N2 Sx INT3 : Ix IN"4 Sx iNT3
o - 00 52 200 ALUMINUM 3.0162 | 1.3405 | [ALUMINUM 2.9066 | 1.2918
e = o s i?)lﬁt 1.8859 | .9008 f‘gﬁt 1.885% | .9008
48" 60.0 43.6 60.0 lx ALUM + STL X 2.9 &48%3 k ALUM + STL x 2.9| B37%7

STEP 3: MULLION LOAD CAPACITYl

¢ Trulite

GLASS & ALUMINUM SOLUTIONS™

http:ihwww trulite.com

800 FAIRWAY DRIVE, Sulte 200
DEERFIELD BEACH, FL 33441
p. 800-432-8132 | f. $54-724-2083

PRODUCT:

Resistor

Series 4500 / 450EZ
STOREFRONT WALL
. NON - IMPACT

¢Resistor

PRODUCT SERIES

REVN DATE/REMARKS

1 |4/16/12 UPDATE TO 2010 FBC

2 |6/18/15 UPDATE TO 2014 FBC

ENGINEER:

MCY ENGINEERING, INC.
GLAZING CONSULTANT
8501 SW 124th Ave, Suite 205A
MIAMI, FL 33183

P: 305-271-0117
Email: MCY Engineering@@att.net
WA, MCYEngmeerlng com
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ANCHOR LOAD CAPACITY — PSF ANCHOR LOAD CAPACITY — PSF
WITHOUT INTERMEDIATE HORIZONTALS WITHOUT INTERMEDIATE HORIZONTALS
EXT.(+) & INT.(-) EXT.(+) & INT.(~) z E:
ANCHOR TYPE | ANCHOR TYPE |ANCHOR . ANCHOR TYPE | ANCHOR TYPE |ANCHOR T 6 = T &

NOMINAL DIMS. W B’ TYPE 'C’ NOMINAL DIMS. w B’ TYPE 'C' z|= z|T
WIDTH (W) |FRAME HEIGHT| AL A2 Bl B2 c1 WIDTH (W) |FRAME HEIGHT| A1 A2 Bl B2 c1 “ “ Lg- | o w Log~

24" 1135 | 130.0 | 1300 | 1300 | 1300 247 80.5 | 121.1 | 743 | 130.0 | 1040 = . 3

30" 969 | 1300 [ 1188 | 1300 | 1300 30" 102" 504 | 1002 | 615 [ 1230 | 86.1

36" 865 | 1300 | 1061 | 1300 | 130.0 36" 432 | 865 | 531 | 1061 | 743 " " o

42" 798 | 1300 | 980 | 130.0 | 1300 427 384 | 769 | 472 | 943 | 650

48" 60" 757 | 1300 | 928 | 130.0 | 1300 247 568 | 1135 | 69.7 | 1300 | 97.5

54" 734 | 1300 | 01 | 1300 | 1261 30" 108" 46.9 93.7 575 | 1150 | 805 WIDTH (W) = W1 WIDTH (W) = w

60" 726 | 1300 | 892 | 130.0 | 1248 367 404 | 807 | 495 | 991 | 69.3 AT FRAME JAMB AT FRAME MULLION

66" 726 | 1300 | 892 | 130.0 | 1248 42" 358 | 716 | 439 | 878 | 615

72" 726 | 1300 | 892 | 1300 | 1248 24" 554 | 1068 | 656 | 1300 | 91.8

24" 1009 | 130.0 | 1238 | 1300 | 130.0 30" 1147 440 | 880 | 540 | 1081 | 756

30" 855 | 1300 | 1049 | 130.0 | 130.0 36" 378 | 757 | 464 | 929 | 650

36" 757 | 1300 | 929 | 130.0 | 130.0 24" 504 | 1009 | 61.9 | 1238 | 867

a2 - 69.2 | 1300 | 849 | 130.0 | 1189 30" 120° 415 | 830 | 509 | 1019 | 71.3

48" 649 | 1297 | 796 | 1300 | 111.4 36" 356 | 712 | 437 | 87.4 | 612

547 621 | 1242 | 762 | 1300 | 106.7

60" 60.5 | 121.1 | 743 | 1300 | 1040

66" 80.0 | 120.1 | 737 | 1300 | 1031

247 90.8 | 130.0 | 111.4 | 1300 | 130.0

30" 765 | 130.0 | 938 | 1300 | 130.0 e 8"

36" 673 | 1300 | B25 | 1300 | 1156 Al. BL CI

42" 72" B1.0 1221 74.9 130.0 104.9

48" 568 | 1135 | 697 | 1300 | 975

547 538 | 1076 | 660 | 1300 | 92.4

60 51.9 | 1038 | 637 | 127.4 | 8o ANCHORS_TYPES; SEE SHEET 7 FOR DESCRIPTION

247 625 | 130.0 | %013 | 1300 | 1360 Al = (1) ANCHORS TYPE 'A’ AT EACH SIDE OF JAMB OR MULLION

307 69.2 | 1300 | 849 | 1300 | 1189 A2 = (2) ANCHORS TYPE 'A’ AT EACH SIDE OF JAMB CR MULLION

367 - 60.5 | 121.1 | 743 | 130.0 | 1040 ' - :

42" 546 | 1002 | 670 | 1300 | ois Bi = (1) ANCHORS TYPE 'B’ AT EACH SIDE OF JAMB OR MULLION

. oz Toos Ters Tome T ons B2 = (2) ANCHORS TYPE 'B’ AT EACH SIDE OF JAMB OR MULLION ] “ " " )

547 75 | 950 | 583 | 1165 | 816 C1 = {1) ANCHORS TYPE 'C’ AT EACH SIDE OF AM3 OR MULLION 4 MSI)N\ M?N 8 : MZI,N

24" 757 | 130.0 | 929 | 1300 | 130.0 ' A2 BB C2 ) '

30° 632 | 1263 | 775 | 1300 | 1085 ALL OTHER ANGHORS TO BE SPACED AS PER ELEVATION. T

36" , 550 | 1101 | 675 | 1300 | 945

427 54 494 | 988 | 606 | 1213 | 849

48" 454 | 908 | 857 | 1114 | 780

547 425 | 850 | 521 | 1043 | 730

247 69.8 | 1300 | 857 | 1300 | 1200

30" 581 | 1162 | 71.3 | 1300 | 99.8

36" 90" 504 | 1009 | 619 | 1238 | 867

42" 451 | 902 | 554 | 1107 | 775

48" 413 | 825 | 507 | 1013 | 709

247 649 | 1297 | 796 | 1300 | 1114

307 558 | 1076 | 660 | 1300 | 92.4

36" 96" 466 | 931 | 571 | 1143 | 800

42° 415 | 830 | s09 | 1019 | 713

48° 378 | 757 | 464 | 928 | 650

STEP 4: ANCHOR LOAD CAPACITY
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800 FAIRWAY DRIVE, Suite 200
DEERFIELD BEACH, FL 33441
p. 800-432-8132 | 1. 954-724-2083

PRODUCT:

Resistor
Series 4500/ 450EZ
STOREFRONT WALL
NON - IMPACT

¢Resistor

PRODUCT SERIES
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ANCHOR LOAD CAPACITY - PSF ANCHOR LOAD CAPACITY — PSF
WITH INTERMEDIATE HORIZONTALS WITH INTERMEDIATE HORIZONTALS - =
EXT.(+) & INT.(-) EXT () & NT.Y  |eeeemeeee—] __—_—_,é <E=========:;mmﬁ—mr_._k,§
ANCHOR TYPE ANCHOR TYPES ANCHOR TYPE ANCHOR TYPES iy -
NOMINAL DIMS. N : B & °C NOMINAL DIMS. Iy ‘B & ‘¢ s s St 190, e ]
WIDTH (W)| FRAME HEIGHT| Al A2 A3 B1 c1 B2/C2 | [WIDTH (W)|FRAME HEIGHT| Al A2 A3 Bi C1 B2/CR T2 < 7=
24" 90.8 1300 | 130.0 | 1114 | 1300 | 130.0 24" 53.4 106.8 | 130.0 65.6 91.8 130.0 = =
30" 72.6 1300 | 130.0 89.2 1248 | 1300 30° 102" 42,7 - | 855 128.2 52.4 73.4 104.9
36" 60.5 121.1 | 130.0 74.3 104.0 | 130.0 36" 35.6 71.2 106.8 43.7 61.2 | 874 W1 W1 W2
42" 51.9 | 103.8 | 1300 §3.7 89.1 127.4 42" 30.5 61.0 91.6 37.5 52.4 74.9
48 60" 45.4 90.8 130.0 55.7 78.0 111.4 24" 50.4 100.8 | 1300 61.9 86.7 123.8 Wi+ .w2
547 404 | 807 | 1211 | 495 | 9.3 99.1 30" 108" 404 | 807 | 1211 | 495 | 693 99.1 AT“SF?:’:'E S‘ﬁ‘&; w1 o FR%DETTMEVJ?JN: >
60" 36.3 72.8 108.0 44.6 62.4 89.2 38" 33.6 7.3 100.9 41.3 57.8 82.5
66" 33.0 86,0 99.1 40.5 56.7 81.0 42" 28.8 57.7 86.5 35.4 49.5 70.8
72" 30.3 60,5 90.8 37.1 52.0 74.3 24" 47.8 95.6 130.0 58.7 82.1 117.3
24" 82.5 1300 | 130.0 | 1013 | 1300 | 1300 30" 114" 38.2 76.5 1147 46.9 65.7 93.8
30" 66.0 1300 | 1300 81.0 1135 | 130.0 36" 31.9 63.7 95.6 39.1 54.7 78.2 £ i .
36" 55.0 110.1 130.0 67.5 94,5 130.0 24" 45.4 90.8 130.0 55.7 78.0 114.4 ~— s
42" 66" 47.2 94.3 | 1300 57.9 81.0 115.8 30" 120" 36.3 72.6 109.0 44.6 62.4 BY.2 L : AN : » g :\\ : T
48" 41.3 82.5 123.8 50.7 70.9 101.3 36" 30.3 0.5 90.8 37.1 52.0 74.3 i AN Gl N
54" 36.7 73.4 110.1 45.0 63.0 801 | .. d ’?4’/? _____ §§ “r [) 4f?/}> e =
gO" 33.0 66.0 99.1 40.5 56.7 81.0 I = I
66" 30.0 60.0 90.0 36.8 51.6 73.7 w Lo | = A
lr__ 1 le__ 1
24" 75.7 130.0 | 130.0 92.9 130.0 | 130.0
30" 60.5 1211 130.0 74.3 104.0 | 130.0 W1 W2 W1 W1 w2
36" 50.4 100.9 | 130.0 1.9 86.7 123.8
42" 72" 43.2 86.5 129.7 53.1 74.3 108.1 s 8"
48" 37.8 75.7 113.5 46.4 85.0 92.9 Al. BRI CI iy 2o . ,»,
54: 33.6 §7.3 100.9 41.3 57.8 82.5 r__7m_|\ _—'i === E‘__/l‘mi" =9 z
60 30.3 80.5 90.8 37.1 52.0 74.3 R (N z N &
24" 698 | 1300 | 1300 | 857 | 1200 | 130.0 4 :/ It \\:I K R : PARNTIEERN : z/T
30" 55.9 111.8 130.0 68.5 96.0 130.0 ====:d|\ A m G /ID:———————— 3 = s dli g ,ﬁx:F 7 _>§
36" _— 45.6 93.1 130.0 57.1 80.0 1143 P (AN |I| / |r o = N =
42 39.9 798 | 1197 | 49.0 68.6 98.0 AN = o
(BN | Z— L _se”
48" 34.9 69.8 104.8 42,9 60.0 85,7 %
54" 31.0 62.1 93.1 38.1 53.3 78.2 4" 3 3" g" 3" Wi w2 w1 - o
24" 64.9 120.7 | 1300 79.6 111.4 | 130.0 MIN. MIN. MIN.
30 51.9 103.8 | 1300 63.7 89.1 127.4 A2, B2. €2
36" o 43.2 865 | 129.7 | 53.1 743 | 1086.1 woTH (W) = — Z W2
42" 37.1 74.1 111.2 45.5 63.7 91.0
48" 32.4 64.9 97.3 39.8 55.7 79.6 ANCHORS TYPES: SEE SHEET 7 FOR DESCRIPTION
547 288 57.7 86.5 35.4 49.5 70.8 Al = (%) ANCHORS TYPE 'A’ AT EACH SIDE OF JAMB OR MULLION
24" 60.5 121.1 130.0 74.3 104.0 130.0 A2 = {2) ANCHORS TYPE :A: AT EACH SIDE OF JAMB OR MULLION
20" pry) 56.0 130.0 P as2 | 1189 REdN NES A3 = (3) ANCHORS TYPE 'A" AT EACH SIDE OF JAMB OR MULLION
38" 80" 40,4 80.7 121.1 49.5 69.3 | 99.1 47 |3 3" g 3" Bl = (1) ANCHORS TYPE 'B’ AT EACH SIDE OF JAMB OR MULLION
49* 346 69.2 103.8 425 59.4 8B40 - MIN. MIN. B2 = (2) ANCHORS TYPE 'B’ AT EACH SIDE OF JAMB OR MULLION
48" 30.3 50.5 90.8 37.1 52.0 74.3 - e A3 C1 = (1) ANCHORS TYPE 'C’ AT EACH SIDE OF JAMB OR MULLION
o4 56.8 113.5 | 1300 59.7 975 130.0 = C2 = (2) ANCHORS TYPE 'C’ AT EACH SIDE OF JAMB OR MULLION
30° 45.4 90.8 130.0 55.7 78.0 111.4
_ ALL OTHER ANCHCRS TO BE SPACED AS PER ELEVATION.
36 as" 37.8 75.7 113.5 46.4 65.0 92.9
42" 32.4 64.9 97.3 39.8 55.7 79.6
48" 28.4 56.8 85.1 34.8 48.8 69.7

STEP 4: ANCHOR LOAD CAPACITY

FH

¢ Trulite

GLASS & ALUMINUM SOLUTIONS™

http:/f'www trulite.com

800 FAIRWAY DRIVE, Suite 200
DEERFIELD BEACH, FL 33441
p. 800-432-8132 | . 954-724-2083
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TYPICAL ANCHORS
SEE ELEV,
FOR SPACING

o .
.. EDGE DBIST,

| conegere, w0 T

> EMBED

1BY
WOOD BUCK

4a -

"] Fe=3000,PSI MIN.

FRAME HEIGHT

EXTERIOR

1/4" MAX.
SHIM

D.L. OFG.

_

D.L. CPG.

L=

1/4" MAX.
SHIM SPACE

“CONCRETE. .+
fo=3g00 PSI"MIN,

;DGE DIST, )

o

\

—ca]

N - 4
R B

TYPIGAL ANCIjORS
SEE ELEV.
FOR SPACING

TYPICAL ANCHORS
SEE ELEV. FOR SPACING

EDGE . DIST, -
L —a . <
i ‘.'.':-‘4. L a L. Ca 4. -
... ] CONCRETE - ' A

S a

. EMBED _|

TYPICAL ANCHORS
SEE ELEV. FOR SPACING

TYPICAL ANCHCRS

SEE ELEV. FOR SF‘ACING\

EDGE DIST,

METAL
STRUCTURES

WOOD BUCK

00D STRUCTURES

EMBE{ ‘

-

U0 £e=3000 PSIMIN, -

||_MIAMI DADE COUNTY
MULLION & MULLION
SEE SEPARATE NOA

APPROVED
ANCHORS

—

SHIM SPACH::

Ll

1/4" MAX,
SHIM SPACE

i

L%

WOOD BUCKS AND METAL STRUCTURES NOT BY TRULTE.
MUST SUPPORT LOADS IMFPOSED BY GLAZING SYSTEM AND
TRANSFER THEM TO THE BUILDING STRUCTURE.

TYPICAL ANCHORS: seE I;ZLEV. FOR SPACING

TYPE 'A'— 1/47 DA _ULTRACON BY 'ELCQ' (Fu=177 KSI, Fy=155 KS()

TYPE 'B'-

TYPE 'C'—

CONCRETE:

f'c=3000 - PS}, MIN.

a . EDGE DEST"

A
TYPICAL ANCHORS

* SEE ELEV. FOR SPACING

TYPICAL ANCHORS
SEE ELEV. FOR SPACING
¢ "\
= =] .
. |
oF |
¥ 3 {
g |
=
o .
[T
® 3%
© 2
- I
} T 10
ALT. =
- I
{ CONCRETE. = < X A ?
—

INTO 2ZBY WOOD BUCKS OR WOCD STRUCTURES
1—-1/2" MIN. PENETRATION INTC WOOD

THRU 1BY BUCKS INTO CONC. OR MASONRY
1-=1/4" MIN. EMBED INTO CONC. AT HEAD/SILL

1-1/4" MIN. EMBED INTO CONC. OR MASONRY AT JAMB

1/4" DIA. ULTRACON BY 'ELCO* (Fu=177 KSI, Fy=155 KSI)

DIRECTLY INTQ CONC. OR MASONRY
1-1/4" MIN. EMBED INTG CONC. AT HEAD/SILL
1-1/4" MIN. EMBED INTO CONC. OR MASONRY AT JAMB

#14 SMS OR SELF DRILLING SCREWS (GRADE 2 CRS)

INTO MIAMI—DADE COUNTY APPROVED MULLIONS (1/8" THK. MiN.)
INTO METAL STRUCTURES

STEEL : 1/8” THK. MIN. (Fy = 36 KSI MIN.)

ALUMINUM : 1/8" THK. MIN. (6063—T5 MiN.)

(STEEL IN CONTACT WITH ALUMINUM TO BE PLATED -OR PAINTED)

TYPICAL EDGE DISTANCE

INTO CONCRETE AND MASONRY = 2-1/2" MIN.
INTO WOOD STRUCTURE = 17 MIN.
INTO METAL STRUCTURE = 3/4" MIN,

CONCRETE AT HEAD, SILL OR JAMBS fc =
C—90 HOLLOW/FILLED BLOCK AT JAMBS f'm

3000 PSI MIN.
= 2000 PS| MIN,

SEALANTS:

GLAZING BEAD TO FRAME, MULLION AND FRAME SEAMS AND ALL
FRAME CORNERS SEALEDC WiTH CLEAR/ALUM COLORED SILICONE
'SCHNEE MOREHEAD 5504

1/4" MAX.
SHIM SPACE

¢ Trulite

GLASS & ALUMINUM SOLUTIONS™

http:iiwww. trulite.corm

800 FAIRWAY DRIVE, Suite 200
DEERFIELD BEACH, FL 33441
p. 800-432-8132 | f. 954-724-2083
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Resistor

Series 4500 / 450EZ
STOREFRONT WALL
NON - IMPACT

¢Resistor

PRODUCT SERIES

REVN DATE /REMARKS

1 |4/16/12 UPDATE TO 2010 FBC

2 |6/18/15 UPDATE TO 2014 FBC

ENGINEER:

MCY ENGINEERING, INC.
GLAZING CONSULTANT
8501 SW 124th Ave. Suite 205A
MIAMI, FL 33183

P: 305-271-0117
Email: MCY .Engineerng@att net
www MCYEngineering.com
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1/4" MAX.
SHIM

ba—

‘a

Lo

1/4" MAX.

SHIM SPACE

T

2BY WOOD BUCK / ===y
OR &
WOOD STRUCTURES M]

JAMB ANCHORS
CPTIONAL

"SEE ELEVATIONS
FCR SPACING

E IR £
Ca i .
" EMBED’ EMBED
o 3 L. 3 /.’
T 11l — 5
‘dﬂ‘
- 4 . i
) 0
= o< | Ll
2 sy 2
o < [ o«
& =
ey
b ,5 JAMB ANCHORS
e OPTIONAL
: i SEE ELEVATIONS
B FOR SPACING
A - =
.AO
L
N OPTIONAL
1/4" MAX. @ SECURED
18Y =
WOQD BUGK_\ g
A -
e
4
EMEED &
5 -| A

a4 -

EDGE DISY,

| CONCRETE -OR ASONRY ™

D.L. OPG.

D.L. OPG.

EXTERIOR
FRAME WIDTH

JAMB ANCHORS
OPTIONAL

SEE ELEVATIONS
FOR SPACING

1/4" MAX.
SHIM —
- .
7 JAMB ANCHORS
A OFTIONAL
[ SEE ELEVATIONS
FOR SPACING
|
! ¥
H
METAL
STRUCTURE
g

STEEL REINFCRCING
GPTIGNAL
SEE CHARTS ON SHEETS 3 & 4

¢ Trulite

GLASS & ALUMINUM SOLUTIONS™

http:/fiwww.trulite.com

800 FAIRWAY DRIVE, Suite 200
DEERFIELD BEACH, Fl. 33441
p. 800-432-8132 | f. 854-724-2083

PRODUCT:

Resistor -

Series 4500/ 450EZ
STOREFRONT WALL
NON - IMPACT

¢Resistor

PRODUCT SERIES

REVN DATE/REMARKS

1 i4/16/12 UPDATE TO 2010 FBC

2 16/18/15 UPDATE TO 2014 FBC

ENGINEER:

MCY ENGINEERING, INC.
GLAZING CONSULTANT
8501 SW 124th Ave, Suite 205A
MIAMI, FL 33183

P: 305-271-0117
Emall: MCY .Engineering@att.net
www MCYEngineering com
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as coraptying with the Florida
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Acceptance No
Expitation Date
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MIN. & MAX.

DEPTH = 1/2 OF JOINT WIDTH
LIMITED TO 1/4" MIN. & 1/2" MAX.

GAP FRAME WIDTH ,

WQOD BUCK FILLER

SEE CHART BELOW

¢ Trulite

GLASS & ALUMINUM SOLUTIONS™

http:fwawew trulite.com

800 FAIRWAY DRIVE, Suite 200
DEERFIELD BEACH, FL 33441
p. 800-432-8132 | f, 954-724-2083

OPTIONAL

STEEL REINFORCING

ITEM NO.| PART NUMBER| QUANTITY | DESCRIPTION MATERIAL | MANF./SUPPLIER/REMARKS
@ UNSECURED 1 4501 (AGA—1080) AS REQD. FRAME HEAD 60632—T6 TRULITE :
. RNAT‘JAMB 2 |4502 (AGA—1061)| AS REQD. | FRAME SILL 6063-T6 | TRULITE
LTERNATE 3 |4504 (AGA—1065) AS REQD. | FRAME HORIZONTAL 6063-T6 | TRULITE
: ® 4 ' 4503 AS REQD. | GLAZING STOP §063—T5 TRULITE
‘A \/ 5 4500 AS REQD. | FRAME JAMB/MULLION 6063—-T6 | TRULITE
A, 6  |4505 (AGA—1064)| AS REQD. | CLOSED MULLION 6063-T6 | TRULITE
I ]E\ 7 4007 AS REQD. | POCKET FILLER 6063—T6 | TRULITE
o M 8 - OPTIONAL SILL FLASHING 60B3-T5 TRULITE
a .
oy 9 . 4008 AS REQD. | SNAP IN COVER, 2—1/2" LONG 6063-T6 | TRULITE
. 10 RG1,/H53 AS REQD. | GLAZING GASKET EPDM TRULITE DUROMETER 70 SHORE—A
e T 11 | H—62/H-62F | AS REQD. |SETTING BLOCK AT 1/4" POINTS EPDM 4" LONG DUROMETER 85 SHORE—A
e 12 #12 X 1-1/4" | 2/ CORNER | ASSEMBLY SCREWS PH SMS STEEL -
) %"‘ 13 - AS REQD. | OPTIONAL REINFORCING STEEL Fy = 36 ksi min.
E ’ 8
. <
2T
PR
B i -
or
- &
S
- OJ
SILICONE
DOW CORNING 79C

SEE CHARTS ON SHEETS 3 & 4

MiAMI DADE COUNTY
APPROVED DOOR

SEE SEPARATE NOA FOR
DOCR RATING AND DETAILS

PRODUCT:

Resistor

Series 4500/ 450EZ
STOREFRONT WALL
NON - IMPACT

¢Resistor

PRODUCT SERIES

REVN DATE /REMARKS

1 |4/16/12 UPDATE TO 2010 FBC

2 |6/18/15 UFDATE TO 2014 FBC

ENGINEER:

MCY ENGINEERING, INC.
GLAZING CONSULTANT
8501 SW 124th Ave. Suite 205A
MIAMI, FL 33183
P: 305-271-0117
Email: MCY .Engineering@att.net
www. MCYEngineering.com

OPTIONA
BY OTHERS
4 -
2
4 NOTE:
- 'a .
= " PERIMETER SEALANT SHOULD BE PER
= MANUFACTURERS RECOMMENDATION {NOT BY TRULITE).
o0t BE=== — RECOMMENDED MIN/MAX. GAF AS PER BELOW TABLE
“. -4
L MAX. FRAME GAP
| HEIGHT | MIN. | MAX.
-9 84" /4 |
924 108" 3/8" | 1"
& o ” n
S 126" 1/2 1
oL
s G-
L
%" ) R
a1 MAX. FRAME| MAX GAP AT
— HEIGHT EACH SiDE
; 50 FT. 1"
MIN. & MAX. .
GAP FRAME WiDTH - .

SEE CHART BELOW

vibtidgg,
I 1'!!#
, P.Ey
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PRODUCT REVISED
a3 complying with the Florids
Building Code
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4.500
I 3.500 i

1.750

O,

.078-J

FRAME HEAD/MULLION
(#12 SCREW)

1.671—
— [=—.094

’o—d .750—-=|

4,500 3.500

__ﬁa‘—

.080
TYP.

1.096

.062
{

r

5.375

|
SILL FLASHING (OPTIONAL})

625

¢ Trulite

GLASS & ALUMINUM SOLUTIONS™

hitp: /A trulite.com

800 FAIRWAY DRIVE, Suite 200
DEERFIELD BEACH, FL 33441
p. 800-432-8132 { 1. 954-724-2083

3.500

i }

372K sl O

. .

PRCDUCT:

Resistor
Series 4500/ 450EZ
STOREFRONT WALL
NON - IMPACT

¢Resistor

PRODUSCT SERIES

REVN DATE /REMARKS

1 |4/16/12 UPDATE TO 2010 FBC

‘ @ FRAME JAMB @ SNAP. IN COVER
-f_ - 1.750 1.750
B75 r_1'251
L o e 078 [ 7
!— 3.500 J
4.438
FRAME SILL T
@ (#12 SCREW) T
4500 1.096 626
J_ ¥ 4,187 —== =— 119
1 671—=f
—od l=— 0890 /
}—7_/—f"ﬁ 1.750 ,
875 .094—9
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