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SCADA SYSTEM NOTES:

THE RTU SHALL BE AN EMERSON PROCESS MANAGEMENT PANEL ASSEMBLY MODEL MDPSCWMPAA7
THE ANTENNA SHALL BE A 10DB, SEVEN ELEMENT YAGI, 890-960 MHz AS MANUFACTURED BY
ANDREW CORP.

SEE CATALOG COMMSCOPE P/N DB499-K (INCLUDES HARDWARE KIT P/N 018407-003)

WIRING TO SCADA RTU PANEL TO BE FURNISHED AND INSTALLED BY CONTRACTOR.
TERMINATIONS TO BE PERFORMED BY MD-WASD ELECTRICIANS.

PROVIDE IN THE PANEL AT LEAST 20 SPARE TERMINALS, 1 POLE EACH.
DIGITAL INPUTS TO SCADA SHALL BE WIRED WITH #14 THHN STR. BLUE.
DIGITAL QUTPUTS FROM SCADA SHALL BE WIRED WITH #14 THHN STR. RED.

4-20 MILLIAMPERES DIRECT CURRENT SIGNAL CABLE SHALL BE BELDEN 9341
TWISTED PAIR OR EQUAL INSTALLED IN A SEPARATE CONDUIT.
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LABEL INTERCONNECTING WIRES ACCORDING TO DRAWING.
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