INDEX

1. Enterance by core drilling only.
2. Construct flow channels as per SS 10.0
3. New opening size to be at the pipe OD + 4
4. See detail SS 7.0 for piping arrangement.
5. Seal all openings with non-shrink grout.
6. 2'-00" Max. distance between invert of new influent and invert of existing manhole.
7. D.I. pipe can not extend more than a max. of 3" beyond inside wall and must be feathered to the wall with cement. P.V.C. pipe shall be flush with inside wall of manhole.

THE MIAMI-DADE WATER AND SEWER DEPARTMENT MUST BE NOTIFIED 2 BUSINESS DAY BEFORE CONNECTION IS MADE.

NEW CONNECTION TO EXISTING MANHOLE
(WHERE NO STUB-OUT EXISTS)